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LaCroix

LCD No. 2372-572
BOE Assessment

Table 4.1:
Davis Core Room Investigation Summary
Miscellaneous Building Spaces Elevator Shafts
Women's | Men's SE No. of
Floor Restroom | Restroom Sta!rwell Janitor ETE Storage | Storage | Storage | Storage Fire ETE EE Approx. panels with Floor
(above (above Sprinkler Room Room Room A [ Room B | Room C | Room D | Control Room Room Shaft Water
. - Riser (SE) sw) (NW) (NE) Room East West VMG in SF .
ceiling) ceiling) ; Staining
Cabinet
PH 0 16 PH
24 aw 9 5 24
23 9 2 23
22 pot. VMG 8 8 22
21 15 2 21
20 w 10 14 5 20
19 w 8 17 3 19
18 w w w 1 16 6 18
17 w w w w 11 0 17
16 w w w 1 w 4 9 16
15 w w 2 6 7 15
14 w w 14 28 14
M 12 w 12 21 M 12
11 w w w 20 27 11
10 w W 10 w w 9 25 10
9 w w w w w 4 31 9
8 w W 2 2 10 8
7 w aw 1 19 7
6 w 10 w 100 1 0 20 6
5 w w w w 3 8 w 0 37 5
4 w w 2 3 2 28 4
3 w w 1 3 0 29 3
2 w Ltd. access w w 10 0 18 2
1 upper — — w w w 0 12 1 upper
1 lower | w w w 0 0 1 lower
Key:
c Clear ETE = Electrical and Telephone Equipment
w Water Staining SF = Square Feet
aw Active Leak VMG = Visible Mold Growth
2 VMG in SF
Building Mechanical Level
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