
Table 5.2: Inaccessible Rooms/Spaces LCD No. 2372-572
DGS - BOE Assessment

Floor Room/Space Floor Room/Space
2 205 17 1715
3 306 17 1721
3 312 17 1722
3 324 17 1724
4 407 18 1813
4 413 18 1816
5 505 18 1818
5 514A 18 1821
5 522 18 1822
7 705 19 1916
7 706 19 1919
8 8th Janitor 20 2006
8 8A 20 2009
8 803 20 2010
8 804 20 2011

Mechanical Grid 17, Electrical Room 20 2015
Mechanical Grid 26, Exhaust Fan EF2 20 2016

14 1411 20 2017
16 1605 22 2231
16 1607 23 2317A
16 1608 23 2322H
16 1613 23 2328
16 1620 24 2430
17 1714 PH Area above Freight Elevator

Total Number of Inaccessible Rooms/Spaces: 48
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