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Closure Report, March 29, 2011 
BOE Mold Remediation Floor 5 
LaCroix Davis LLC No. 2372.02-572 

1.0 Introduction 

On July 2, 2008, LaCroix Davis LLC (LCD)  was contracted by the State of California, 
Department of General Services (DGS), Real Estate Services, Project Managem ent Branch 
(RES, PMB) to provide building and environm ental forensic services at the Board of 
Equalization (BOE) building located at 450 N Street, Sacramento, California.  The BOE 
building was substantially com pleted in Dece mber 1992 and has experienced a variety of 
water-related events throughout its history. 

On October 29, 2009 LCD’s original contract wa s amended to include the following activities 
to support the Mold Remediation Project for the BOE Building: 

 Designate a project team; 
 Conduct BOE staff interviews; 
 Review photographs taken during the McG innis-Chen Associates (MCA) Spandrel 

Panel Survey in 2005; 
 Perform a supplemental water damage assessment (WDA); 
 Provide onsite monitoring for the project; 
 Compile all relevant project documents in a closure report for each floor. 

Under the project m anagement of Mr. Chris C orpuz, Senior Manager, the LCD fi eld project 
team was staffed by personnel from various LCD offices: 

 Stephen Davis, Principal; 
 Benjamin Heckman, Senior Manager; 
 Theodore Ice, Senior Associate. 

2.0 BOE Staff Interviews 

Prior to Floor 5 being released to the DGS Mo ld Remediation Project Team for remediation, 
BOE staff c urrently and previously working on  Floors 5 and 6 were interviewed regarding 
historic events on the floors. Many of the interviewed BOE staff members have worked on the 
same floor since the bu ilding was placed in opera tion in 1993.  BOE staff participation in th e 
interviews was str ictly voluntary.  The intervie ws were perfor med by LCD staff o n July 16, 
2009. Table 1 in the Table Section summarizes the interview findings.  Water and mold-related 
findings are depicted in Figure 1 in the Figure Section. 

3.0 Photograph Review – MCA Spandrel Panel Survey 

LCD reviewed photographs taken by MCA during their 2005 Spandrel Pa nel Survey.  There 
are approximately 15-25 photographs for each spandrel panel.  The north and south sides of the 
building each have 30 spandrel/vision glass panels. The east and west sides of the building each 
have 24 spandrel/vision glass pa nels.  Floor M has no spandrel  panels; and Floors 22, 23, and 
24 have fewer panels because the floor size d ecreases for these upper fl oors.  LCD reviewed 
photographs of only the spandrel p anels on each floor to determine whether these photographs 
showed evidence of water staining, m old growth or no issues on the exterior side of the 
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Closure Report, March 29, 2011 
BOE Mold Remediation Floor 5 
LaCroix Davis LLC No. 2372.02-572 

building perimeter wall.  A summ ary of thes e conditions is shown in Table 2, Photograph 
Review – McGinnis-Chen Associates Spandrel Panel Survey. 

The Spandrel Panel Su rvey information was u sed to help  interpret any water staining o r 
material damage that was observed during th e supplemental WDA of the curtain wall and 
punch-out windows. When interior wall surf ace water staining  was corroborated  by sim ilar 
water staining in the spandrel panel photographs for the same wall area, the area was subjected 
to additional investigation and testing. This was done to ensure that no  visible mold growth 
(VMG) had developed as a result of the observed historical water staining. 

4.0 Supplemental Water Damage Assessment 

LCD performed a supplemental WDA to inspect ar eas of the building that had been visually 
obscured during LCD’s initial a ssessment by a variety of furniture, wall hangings, cubicle 
walls, personal belongings, supplies, and equipm ent.  The WDA for Floor  5 included a m ore 
detailed assessment of the carpet found on this floor that was performed in accordance with the 
Carpet Removal Remediation Protocol (Appendix A).  The protocol wa s developed during the 
assessment and removal of carpet on Floor 21.   

JLS Environmental Services Inc. (JLS) prepar ed the floor by m oving furniture and cubicle 
components away from walls, taking supplies out of storage rooms, and removing sections of 
carpet and cove base. The preparation allowed LCD to visua lly inspect areas that we re 
obscured from view during LCD’s initial assessment in late 2008 and early 2009. 

On receiving Floor 5 f or remediation from the BOE Managem ent Team, LCD conducted a 
walk-through of the floor to locate areas of con cern.  The findings were used to corroborate the 
information compiled from the BOE staff inte rviews and the MCA photograph review.  This 
process allowed the LC D team to identify area s to b e addressed by ad ditional investigation, 
mold mitigation, or remediation work. 

Identified areas were subjected to sam pling.  Special consideration was given to the Server 
Room Area (Room s 515 and 516) because of its hi story with p revious water even ts, raised 
computer room floor construction, and a Halon® fire suppression system.  Measures were taken 
to ensure that the fire suppression system  would not be accidently actu ated during any of the 
investigation or rem ediation activities, but still provide adequa te fire protec tion.  Using a 
combination of surface tape lift and bulk samp les, LCD tested s tains on walls and other 
building materials to determine if the stains were indicative of VMG.  The sample locations are 
depicted in Figure 2. 

Surface tape lift and bulk sam ples were su bmitted to EMLab P&K (EMLab) for dire ct 
microscopic examination.  EMLab is accre dited by the Am erican Industrial Hygiene 
Association for m old analyses.  The laborator y reports were rev iewed by the  LCD team. 
Laboratory findings of “m old growth, minimal mold growth, a nd mold growth in vicinity” 
were classified as mold growth and the tested surfaces/areas were considered actionable. 
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Closure Report, March 29, 2011 
BOE Mold Remediation Floor 5 
LaCroix Davis LLC No. 2372.02-572 

Areas and m aterials that were ide ntified to c ontain mold growth were subsequently placed 
under containment and subjected to an appropriate mitigative or remedial action.  These actions 
were taken to elim inate or minimize potential exposures to VMG by personnel that m ay later 
access the subject area.  The containment locations are shown in Figure 2. 

5.0 Onsite Project Monitoring 

On behalf of DGS, the LCD te am of industrial hygienists provi ded on-site monitoring of the 
mold remediation activities in the form of: 

 Testing and identifying areas for subsequent mold mitigation or remediation; 
 Inspecting JLS-constructed containm ent structures prior to disturbance of any mold-

contaminated materials by JLS; 
 Providing periodic area ai r monitoring to con firm the protective efficacy  of JL S 

containment structure and work practices; 
	 Inspection of the mitigated/remediated areas, prior to co llecting final clearance air 

samples to conf irm that the contaminated areas/materials within the containment had 
been adequately cleaned. 

6.0 Closure Report Documents 

The Closure Report was com piled from site monitoring and testing data prepared and 
accumulated during the mold remediation activities for this floor.  Figures 1 through 3 identify 
findings from a revised WDA, carpet inspection locations, sample and containment locations, 
and areas where mold growth may potentially exist.  Figure 3 should be consulted before walls 
or ceilings in these areas are penetrated for any reason in the future .  Tables 1 through 3 
summarize findings from  BOE st aff interviews, a review of photographs from  the MCA 
Spandrel Panel Survey, and the revised WDA.  

The following documents, as applicable to Floor 5 are included in the Closure Report 
appendices: 

 Protocols – Provide the procedures for conducting mold-related activities on the subject 
floor (Appendix A); 

 Daily Logs – Summarize the daily mold-related activities pertaining to the subject floor 
(Appendix B); 

 Laboratory Reports – Present the analytical results for mold-related samples collected 
on the subject floor (Appendix C); 

 Correspondence – Document communications between the LCD and the DGS project 
teams (Appendix D); 

 DGS Meeting Minutes – Summarize the progress of scheduled and unplanned project 
activities as discussed in weekly meetings (Appendix E). 
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FIGURES 

Figure 1 Water Damage Assessment Revised 

Figure 2 Containment and Sample Locations 

Figure 3 Suspect Mold – February 2011 



H
W
S

H
W
R

H
W
S
H
W
R

H
W
S

H
W
R

HWSHWR

H
W
S

H
W
R

HWS
HWR

HWS
HWR

HWR

H
W
S

H
W
R

VA
V

BO
X

VA
V

BO
X

VAV
BOX

VAV
BOX

VAV
BOX

VA
V

BO
X

VA
V

BO
X

VA
V

BO
X

VA
V

BO
X

VAV
BOX

VAV
BOX

VA
V

BO
X

VA
V

BO
X

VA
V

BO
X

VAV
BOX

VAV
BOX

VAV
BOX

VAV
BOX

VA
V

BO
X

VA
V

BO
X

VA
V

BO
X

VA
V

BO
X

VAV
BOX

512

508 509 510 511

503 502

5C
STOR.

5B
STOR.

5D
STOR.

5A
STOR.JC

515

513

514

514A

516

517518

519

520

522

521

507
506 505 504

x 

i 

O O B i i i i LLC 

KEYED SHEET NOTES 

1 
Water stain on wall and 
�reproo�ng 

2 Water stain on ceiling and wall 

3	 Water stain on wall and ceiling 
with paint delaminate 

4	 Visible mold growth above ceiling 

5	 Visible mold growth at lower wall 

6	 Ceiling tile collapse due to VAV leak 

GENERAL NOTES 

1	 LCD inspection locations 
are approximate. 

2	 The location of VAVs 
(terminal units) is approximate. 

3	 Any mold identi�ed during the initial 
or supplemental water damage 
assessment was subsequently removed 
during the remediation. 

LEGEND 

Active water leak 

Current water stained surface 

Historic water leak/ 
stained surface 

Current mold growth 

Historic mold growth 

Current water on �oor 

Historic water on �oor 

Destructive testing 
location (historic) 

325 Room number 

LCD inspection locationi 
no �ndings 

LCD inspection locationA 
active leak 

LCD inspection locationB 
water stain 

LCD inspection locationC other notation 
See WDA summary 

LCD inspection location withBC multiple �ndings  "A", 
"B", or  "C" as indicated 

Bi Bi i B 

i i i i i i i 
B i 

B B 

i i 
i B B B 

B 

B 

B 

i i 

i 

B 

B i 

i 

i 

i i C B B B 

i 

B i 

i 
i 

i i B i B B B 

2 3 4 5
1 6 

N N 

7 8 9 10 11 12 
M M

5 
4 

4 

13  ET
E 

RM 14 15 16 17 

ET
E 

RM
 BC18  

3 

2 

L L 

1 

19 20 21 22 23 BC 24 
K K 

6 
51525BC 30

26 27 28 29 
1 7 

J J 

1/8" = 1'-0" 

8 0 8 16 N 

SCALE OF FEET2 3  2 2 2 1 2 0 1 9 1 8 

St
at

e 
of

 C
al

ifo
rn

ia
W

at
er

 D
am

ag
e 

A
ss

es
sm

en
t -

 R
ev

is
ed

 
D

ep
ar

tm
en

t o
f G

en
er

al
 S

er
vi

ce
s

Bo
ar

d 
of

 E
qu

al
iz

at
io

n 
Bu

ild
in

g,
 M

ol
d 

Re
m

ed
ia

tio
n

(D
G

S 
N

o.
 1

25
82

8)
(A

G
M

T.
 N

o.
 3

12
61

50
)

45
0 

N
 S

tr
ee

t, 
Sa

cr
am

en
to

, C
al

ifo
rn

ia
 

(L
CD

 N
o.

 2
37

2.
02

-5
72

) 

5th Floor  

Figure 1  

C 
B 

BC 

i 

BC 

i 

C i 

i C 

BC 

BC 

B 
C 

C 

A 

BC 

BC 

A 

i 

C 

BC 

i 

BC 

i 

C 

C 

C 

C 

BC 

B 

C 

B 

i 

i 



  
 
  

  

  

   
 

10 9 

13 

1 
2 4 5 

6 

7 8 11 12 

14 15 16 18 

19 20 21 23 24 

25 
26 27 28 29 

30 

17 

3 

22 

1 7 

1 8 1 9 2 0 2 1 2 2 2 3 

O 

N 

M 

L 

K 

J 

O 

N 

M 

L 

K 

J 

N

VAV
BOX

8 0 8 16 

1/8" = 1'-0" 

SCALE OF FEET 

512

508 509 510 511

503 502

5C
STOR.

5B
STOR.

5D
STOR.

5A
STOR.JC

515

513

514

514A

516

517518

519

520

522

521

507
506 505 504

515 

ET
E 

RM
 

ET
E 

RM
 

St
at

e 
of

 C
al

ifo
rn

ia
D

ep
ar

tm
en

t o
f G

en
er

al
 S

er
vi

ce
s

(D
G

S 
N

o.
 1

25
82

8)
(A

G
M

T.
 N

o.
 3

12
61

50
)

(L
CD

 N
o.

 2
37

2.
02

-5
72

) 

5th Floor 

x 
LLC 

Co
nt

ai
nm

en
t a

nd
 S

am
pl

e 
Lo

ca
tio

ns
Bo

ar
d 

of
 E

qu
al

iz
at

io
n 

Bu
ild

in
g,

 M
ol

d 
Re

m
ed

ia
tio

n
45

0 
N

 S
tr

ee
t, 

Sa
cr

am
en

to
, C

al
ifo

rn
ia

 

Figure 2 

LEGEND 
Carpet inspection location 

Containment location 

Bulk sample location 

Tape lift sample location 

Containment Barrier 

T23 

B45 
C05 

C04 

C06 

C03 

T17 

T58 

C07 

C02 

C01 

T21 

T28 

T03 

T22 

T01 T13 

T12 

C53 

T11 

T18 

T23 

T10 

T19 

T24 

T20 

T46 

T48
T47 

T15 

T14T57 

T08 

T07 

T06 

T51 

T35 

T33 T32 
T31 T30 

T29 

T27 

T26 T16 

T37 

T55 

T54 
T44 

T43 T42
T41 

T40 

T39 

T38 

B04 

B02 

B05 

B09 B25 

B52 
B49 

B56B59 

B45 
B50 

B34 

B36 





 

 
 
 

TABLES 

Table 1 BOE Staff Interviews – Historical Observations 

Table 2 Photograph Review – McGinnis-Chen Associates  
Spandrel Panel Survey 

Table 3 Revised BOE Water Damage Assessment Summary 



LCD No. 2372.02-572Table 1: BOE Staff Interviews - Historical Observations Floor 5 BOE Mold Remediation 
Conducted by Chris Corpuz on July 16, 2009 

Name Position Time 
with BOE 

Time on 
Floor Event Date Location on 

Floor Observations Other Floors 
Worked on 

Other Comments 
Related to this Floor 

Jeanne Olivas 

Staff 
Information 
Systems 
Analyst 

11 yrs. Since 1997 
Between M-23 
and N-22 along W 
wall 

When along north wall; no window leaks. Rm. 
512 gnats; 521 gnats; vendor indicated they 
came from standing water. Periodic sewer gas 
in women’s bathroom. Around 1999/2000, Rm. 
515 (server room) flooded by hot water tank 
valve failure on 6th floor. Entire area tarped 
and floor opened for drying. 

Kevin Hudgens 
Systems 
Software 
Specialist III 

29 yrs. Since 
1993 NW saw tooth No history of window leaks, Storage 5B, 

Storage 5C, server room 

Jim Long 
Network 
Infra-
structure 

Since 1987 
1 yr. on 
6th floor, 
rest on 5th 

1993 Against SW 
punch-out window 

No leak history in that area. 
Mid 90s water event impacted all floors below 
via the cable trays; SW corner in Rm. 519 
ceiling tile collapse due to VAV leak. 

Becky Petty 

Assoc. 
Systems 
Software 
Specialist 

Since 1998 All 
Central W wall 
between columns 
L-23 and M-23 

Gnats, break room, 
women's room flooded 
from 6th floor 

Carol Ring W wall, near M-23 

Michael Anglin 

Sr. 
Information 
Systems 
Analyst 

30 yrs. approx. 
last 5 yrs. 

N side between 
columns O-19 and 
O-20 

No window leaks in his area; broken water pipe 
(or sprinkler head) in Rm. 516 allowed water on 
floor. 

All None 

Craig Jang 

Staff 
Information 
Systems 
Analyst 

6/98 Entire time 

Rm. 519, SW of 
freight elevator 
entrance doors 
berween K-22 and 
L-22 

Men's handicap stall in restroom leaking from 
above; leaks from AC condensation pan N of 
column N-21. 
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Table 2:  Photograph Review - MCA Spandrel Panel Survey - NORTH Elevation
BOE Building, 450 N Street, Sacramento, California

LCD No. 2372.02-572
BOE Mold Remediation

N-PENT
N-24-*.* S-1 S-2 S-3 S-4 S-5 S-6 S-7 S-8 S-9 S-10 S-11 S-12 S-13 S-14 S-15 S-16 S-17 S-18 S-19 S-20 S-21 S-22 S-23 S-24 S-25 S-26 S-27 S-28 S-29 S-30
N-23-*.* S-1 S-2 S-3 S-4 S-5 S-6 S-7 S-8 S-9 S-10 S-11 S-12 S-13 S-14 S-15 S-16 S-17 S-18 S-19 S-20 S-21 S-22 S-23 S-24 S-25 S-26 S-27 S-28 S-29 S-30
N-22-*.* P-1 S-1 S-2 S-3 S-4 S-5 S-6 S-7 S-8 S-9 S-10 S-11 S-12 S-13 S-14 S-15 S-16 S-17 S-18 S-19 S-20 S-21 S-22 S-23 S-24 S-25 S-26 S-27 S-28 S-29 S-30 P-2
N-21-*.* P-1 S-1 S-2 S-3 S-4 S-5 S-6 S-7 S-8 S-9 S-10 S-11 S-12 S-13 S-14 S-15 S-16 S-17 S-18 S-19 S-20 S-21 S-22 S-23 S-24 S-25 S-26 S-27 S-28 S-29 S-30 P-2
N-20-*.* P-1 S-1 S-2 S-3 S-4 S-5 S-6 S-7 S-8 S-9 S-10 S-11 S-12 S-13 S-14 S-15 S-16 S-17 S-18 S-19 S-20 S-21 S-22 S-23 S-24 S-25 S-26 S-27 S-28 S-29 S-30 P-2
N-19-*.* P-1 S-1 S-2 S-3 S-4 S-5 S-6 S-7 S-8 S-9 S-10 S-11 S-12 S-13 S-14 S-15 S-16 S-17 S-18 S-19 S-20 S-21 S-22 S-23 S-24 S-25 S-26 S-27 S-28 S-29 S-30 P-2
N-18-*.* P-1 S-1 S-2 S-3 S-4 S-5 S-6 S-7 S-8 S-9 S-10 S-11 S-12 S-13 S-14 S-15 S-16 S-17 S-18 S-19 S-20 S-21 S-22 S-23 S-24 S-25 S-26 S-27 S-28 S-29 S-30 P-2
N-17-*.* P-1 S-1 S-2 S-3 S-4 S-5 S-6 S-7 S-8 S-9 S-10 S-11 S-12 S-13 S-14 S-15 S-16 S-17 S-18 S-19 S-20 S-21 S-22 S-23 S-24 S-25 S-26 S-27 S-28 S-29 S-30 P-2
N-16-*.* P-1 S-1 S-2 S-3 S-4 S-5 S-6 S-7 S-8 S-9 S-10 S-11 S-12 S-13 S-14 S-15 S-16 S-17 S-18 S-19 S-20 S-21 S-22 S-23 S-24 S-25 S-26 S-27 S-28 S-29 S-30 P-2
N-15-*.* P-1 S-1 S-2 S-3 S-4 S-5 S-6 S-7 S-8 S-9 S-10 S-11 S-12 S-13 S-14 S-15 S-16 S-17 S-18 S-19 S-20 S-21 S-22 S-23 S-24 S-25 S-26 S-27 S-28 S-29 S-30 P-2
N-14-*.* P-1 S-1 S-2 S-3 S-4 S-5 S-6 S-7 S-8 S-9 S-10 S-11 S-12 S-13 S-14 S-15 S-16 S-17 S-18 S-19 S-20 S-21 S-22 S-23 S-24 S-25 S-26 S-27 S-28 S-29 S-30 P-2
N-MAINT
N-11-*.* P-1 S-1 S-2 S-3 S-4 S-5 S-6 S-7 S-8 S-9 S-10 S-11 S-12 S-13 S-14 S-15 S-16 S-17 S-18 S-19 S-20 S-21 S-22 S-23 S-24 S-25 S-26 S-27 S-28 S-29 S-30 P-2
N-10-*.* P-1 S-1 S-2 S-3 S-4 S-5 S-6 S-7 S-8 S-9 S-10 S-11 S-12 S-13 S-14 S-15 S-16 S-17 S-18 S-19 S-20 S-21 S-22 S-23 S-24 S-25 S-26 S-27 S-28 S-29 S-30 P-2
N-09-*.* P-1 S-1 S-2 S-3 S-4 S-5 S-6 S-7 S-8 S-9 S-10 S-11 S-12 S-13 S-14 S-15 S-16 S-17 S-18 S-19 S-20 S-21 S-22 S-23 S-24 S-25 S-26 S-27 S-28 S-29 S-30 P-2
N-08-*.* P-1 S-1 S-2 S-3 S-4 S-5 S-6 S-7 S-8 S-9 S-10 S-11 S-12 S-13 S-14 S-15 S-16 S-17 S-18 S-19 S-20 S-21 S-22 S-23 S-24 S-25 S-26 S-27 S-28 S-29 S-30 P-2
N-07-*.* P-1 S-1 S-2 S-3 S-4 S-5 S-6 S-7 S-8 S-9 S-10 S-11 S-12 S-13 S-14 S-15 S-16 S-17 S-18 S-19 S-20 S-21 S-22 S-23 S-24 S-25 S-26 S-27 S-28 S-29 S-30 P-2
N-06-*.* P-1 S-1 S-2 S-3 S-4 S-5 S-6 S-7 S-8 S-9 S-10 S-11 S-12 S-13 S-14 S-15 S-16 S-17 S-18 S-19 S-20 S-21 S-22 S-23 S-24 S-25 S-26 S-27 S-28 S-29 S-30 P-2
N-05-*.* P-1 S-1 S-2 S-3 S-4 S-5 S-6 S-7 S-8 S-9 S-10 S-11 S-12 S-13 S-14 S-15 S-16 S-17 S-18 S-19 S-20 S-21 S-22 S-23 S-24 S-25 S-26 S-27 S-28 S-29 S-30 P-2
N-04-*.* P-1 S-1 S-2 S-3 S-4 S-5 S-6 S-7 S-8 S-9 S-10 S-11 S-12 S-13 S-14 S-15 S-16 S-17 S-18 S-19 S-20 S-21 S-22 S-23 S-24 S-25 S-26 S-27 S-28 S-29 S-30 P-2
N-03-*.* P-1 S-1 S-2 S-3 S-4 S-5 S-6 S-7 S-8 S-9 S-10 S-11 S-12 S-13 S-14 S-15 S-16 S-17 S-18 S-19 S-20 S-21 S-22 S-23 S-24 S-25 S-26 S-27 S-28 S-29 S-30 P-2
N-02-*.* P-1 S-1 S-2 S-3 S-4 S-5 S-6 S-7 S-8 S-9 S-10 S-11 S-12 S-13 S-14 S-15 S-16 S-17 S-18 S-19 S-20 S-21 S-22 S-23 S-24 S-25 S-26 S-27 S-28 S-29 S-30 P-2
N-01-*.* P-1 S-1 S-2 S-3 S-4 S-5 S-6 S-7 S-8 S-9 S-10 S-11 S-12 S-13 S-14 S-15 S-16 S-17 S-18 S-19 S-20 S-21 S-22 S-23 S-24 S-25 S-26 S-27 S-28 S-29 S-30 P-2

S-*  = Spandrel panel N-  = North
P-*  = Punch-out window E-  = East

PENT  = Penthouse level S-  = South
MAINT  = Maintenance level W-  = West

N-04

Panel photos inspected, no issues detected.
Missing photographs

Visible mold
Water staining on gypsum board
Water staining on ceiling tile
Water staining on gypsum board and ceiling tile

 = Shading indicates completion of 
    photograph review for this floor.

KEY

Water staining on fireproofing
Water staining on gypsum board and fireproofing
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Table 2:  Photograph Review - MCA Spandrel Panel Survey - EAST Elevation
BOE Building, 450 N Street, Sacramento, California

LCD No. 2372.02-572
BOE Mold Remediation

E-PENT
E-24-*.* S-1 S-2 S-3 S-4 S-5 S-6 S-7 S-8 S-9 S-10 S-11 S-12 S-13 S-14 S-15 S-16 S-17 S-18 S-19 S-20 S-21 S-22 S-23 S-24
E-23-*.* S-1 S-2 S-3 S-4 S-5 S-6 S-7 S-8 S-9 S-10 S-11 S-12 S-13 S-14 S-15 S-16 S-17 S-18 S-19 S-20 S-21 S-22 S-23 S-24
E-22-*.* P-1 S-1 S-2 S-3 S-4 S-5 S-6 S-7 S-8 S-9 S-10 S-11 S-12 S-13 S-14 S-15 S-16 S-17 S-18 S-19 S-20 S-21 S-22 S-23 S-24 P-2
E-21-*.* P-1 S-1 S-2 S-3 S-4 S-5 S-6 S-7 S-8 S-9 S-10 S-11 S-12 S-13 S-14 S-15 S-16 S-17 S-18 S-19 S-20 S-21 S-22 S-23 S-24 P-2
E-20-*.* P-1 S-1 S-2 S-3 S-4 S-5 S-6 S-7 S-8 S-9 S-10 S-11 S-12 S-13 S-14 S-15 S-16 S-17 S-18 S-19 S-20 S-21 S-22 S-23 S-24 P-2
E-19-*.* P-1 S-1 S-2 S-3 S-4 S-5 S-6 S-7 S-8 S-9 S-10 S-11 S-12 S-13 S-14 S-15 S-16 S-17 S-18 S-19 S-20 S-21 S-22 S-23 S-24 P-2
E-18-*.* P-1 S-1 S-2 S-3 S-4 S-5 S-6 S-7 S-8 S-9 S-10 S-11 S-12 S-13 S-14 S-15 S-16 S-17 S-18 S-19 S-20 S-21 S-22 S-23 S-24 P-2
E-17-*.* P-1 S-1 S-2 S-3 S-4 S-5 S-6 S-7 S-8 S-9 S-10 S-11 S-12 S-13 S-14 S-15 S-16 S-17 S-18 S-19 S-20 S-21 S-22 S-23 S-24 P-2
E-16-*.* P-1 S-1 S-2 S-3 S-4 S-5 S-6 S-7 S-8 S-9 S-10 S-11 S-12 S-13 S-14 S-15 S-16 S-17 S-18 S-19 S-20 S-21 S-22 S-23 S-24 P-2
E-15-*.* P-1 S-1 S-2 S-3 S-4 S-5 S-6 S-7 S-8 S-9 S-10 S-11 S-12 S-13 S-14 S-15 S-16 S-17 S-18 S-19 S-20 S-21 S-22 S-23 S-24 P-2
E-14-*.* P-1 S-1 S-2 S-3 S-4 S-5 S-6 S-7 S-8 S-9 S-10 S-11 S-12 S-13 S-14 S-15 S-16 S-17 S-18 S-19 S-20 S-21 S-22 S-23 S-24 P-2
E-MAINT
E-11-*.* P-1 S-1 S-2 S-3 S-4 S-5 S-6 S-7 S-8 S-9 S-10 S-11 S-12 S-13 S-14 S-15 S-16 S-17 S-18 S-19 S-20 S-21 S-22 S-23 S-24 P-2
E-10-*.* P-1 S-1 S-2 S-3 S-4 S-5 S-6 S-7 S-8 S-9 S-10 S-11 S-12 S-13 S-14 S-15 S-16 S-17 S-18 S-19 S-20 S-21 S-22 S-23 S-24 P-2
E-09-*.* P-1 S-1 S-2 S-3 S-4 S-5 S-6 S-7 S-8 S-9 S-10 S-11 S-12 S-13 S-14 S-15 S-16 S-17 S-18 S-19 S-20 S-21 S-22 S-23 S-24 P-2
E-08-*.* P-1 S-1 S-2 S-3 S-4 S-5 S-6 S-7 S-8 S-9 S-10 S-11 S-12 S-13 S-14 S-15 S-16 S-17 S-18 S-19 S-20 S-21 S-22 S-23 S-24 P-2
E-07-*.* P-1 S-1 S-2 S-3 S-4 S-5 S-6 S-7 S-8 S-9 S-10 S-11 S-12 S-13 S-14 S-15 S-16 S-17 S-18 S-19 S-20 S-21 S-22 S-23 S-24 P-2
E-06-*.* P-1 S-1 S-2 S-3 S-4 S-5 S-6 S-7 S-8 S-9 S-10 S-11 S-12 S-13 S-14 S-15 S-16 S-17 S-18 S-19 S-20 S-21 S-22 S-23 S-24 P-2
E-05-*.* P-1 S-1 S-2 S-3 S-4 S-5 S-6 S-7 S-8 S-9 S-10 S-11 S-12 S-13 S-14 S-15 S-16 S-17 S-18 S-19 S-20 S-21 S-22 S-23 S-24 P-2
E-04-*.* P-1 S-1 S-2 S-3 S-4 S-5 S-6 S-7 S-8 S-9 S-10 S-11 S-12 S-13 S-14 S-15 S-16 S-17 S-18 S-19 S-20 S-21 S-22 S-23 S-24 P-2
E-03-*.* P-1 S-1 S-2 S-3 S-4 S-5 S-6 S-7 S-8 S-9 S-10 S-11 S-12 S-13 S-14 S-15 S-16 S-17 S-18 S-19 S-20 S-21 S-22 S-23 S-24 P-2
E-02-*.* P-1 S-1 S-2 S-3 S-4 S-5 S-6 S-7 S-8 S-9 S-10 S-11 S-12 S-13 S-14 S-15 S-16 S-17 S-18 S-19 S-20 S-21 S-22 S-23 S-24 P-2
E-01-*.* P-1 S-1 S-2 S-3 S-4 S-5 S-6 S-7 S-8 S-9 S-10 S-11 S-12 S-13 S-14 S-15 S-16 S-17 S-18 S-19 S-20 S-21 S-22 S-23 S-24 P-2

S-*  = Spandrel panel N-  = North
P-*  = Punch-out window E-  = East

PENT  = Penthouse level S-  = South
MAINT  = Maintenance level W-  = West

N-04

Missing photographs

KEY

Water staining on fireproofing  = Shading indicates completion of 
    photograph review for this floor.Water staining on gypsum board and fireproofing

Panel photos inspected, no issues detected.

Visible mold
Water staining on gypsum board
Water staining on ceiling tile
Water staining on gypsum board and ceiling tile
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Table 2:  Photograph Review - MCA Spandrel Panel Survey - SOUTH Elevation
BOE Building, 450 N Street, Sacramento, California

LCD No. 2372.02-572
BOE Mold Remediation

S-PENT
S-24-*.* S-1 S-2 S-3 S-4 S-5 S-6 S-7 S-8 S-9 S-10 S-11 S-12 S-13 S-14 S-15 S-16 S-17 S-18 S-19 S-20 S-21 S-22 S-23 S-24 S-25 S-26 S-27 S-28 S-29 S-30
S-23-*.* S-1 S-2 S-3 S-4 S-5 S-6 S-7 S-8 S-9 S-10 S-11 S-12 S-13 S-14 S-15 S-16 S-17 S-18 S-19 S-20 S-21 S-22 S-23 S-24 S-25 S-26 S-27 S-28 S-29 S-30
S-22-*.* P-1 S-1 S-2 S-3 S-4 S-5 S-6 S-7 S-8 S-9 S-10 S-11 S-12 S-13 S-14 S-15 S-16 S-17 S-18 S-19 S-20 S-21 S-22 S-23 S-24 S-25 S-26 S-27 S-28 S-29 S-30 P-2
S-21-*.* P-1 S-1 S-2 S-3 S-4 S-5 S-6 S-7 S-8 S-9 S-10 S-11 S-12 S-13 S-14 S-15 S-16 S-17 S-18 S-19 S-20 S-21 S-22 S-23 S-24 S-25 S-26 S-27 S-28 S-29 S-30 P-2
S-20-*.* P-1 S-1 S-2 S-3 S-4 S-5 S-6 S-7 S-8 S-9 S-10 S-11 S-12 S-13 S-14 S-15 S-16 S-17 S-18 S-19 S-20 S-21 S-22 S-23 S-24 S-25 S-26 S-27 S-28 S-29 S-30 P-2
S-19-*.* P-1 S-1 S-2 S-3 S-4 S-5 S-6 S-7 S-8 S-9 S-10 S-11 S-12 S-13 S-14 S-15 S-16 S-17 S-18 S-19 S-20 S-21 S-22 S-23 S-24 S-25 S-26 S-27 S-28 S-29 S-30 P-2
S-18-*.* P-1 S-1 S-2 S-3 S-4 S-5 S-6 S-7 S-8 S-9 S-10 S-11 S-12 S-13 S-14 S-15 S-16 S-17 S-18 S-19 S-20 S-21 S-22 S-23 S-24 S-25 S-26 S-27 S-28 S-29 S-30 P-2
S-17-*.* P-1 S-1 S-2 S-3 S-4 S-5 S-6 S-7 S-8 S-9 S-10 S-11 S-12 S-13 S-14 S-15 S-16 S-17 S-18 S-19 S-20 S-21 S-22 S-23 S-24 S-25 S-26 S-27 S-28 S-29 S-30 P-2
S-16-*.* P-1 S-1 S-2 S-3 S-4 S-5 S-6 S-7 S-8 S-9 S-10 S-11 S-12 S-13 S-14 S-15 S-16 S-17 S-18 S-19 S-20 S-21 S-22 S-23 S-24 S-25 S-26 S-27 S-28 S-29 S-30 P-2
S-15-*.* P-1 S-1 S-2 S-3 S-4 S-5 S-6 S-7 S-8 S-9 S-10 S-11 S-12 S-13 S-14 S-15 S-16 S-17 S-18 S-19 S-20 S-21 S-22 S-23 S-24 S-25 S-26 S-27 S-28 S-29 S-30 P-2
S-14-*.* P-1 S-1 S-2 S-3 S-4 S-5 S-6 S-7 S-8 S-9 S-10 S-11 S-12 S-13 S-14 S-15 S-16 S-17 S-18 S-19 S-20 S-21 S-22 S-23 S-24 S-25 S-26 S-27 S-28 S-29 S-30 P-2
S-MAIN
S-11-*.* P-1 S-1 S-2 S-3 S-4 S-5 S-6 S-7 S-8 S-9 S-10 S-11 S-12 S-13 S-14 S-15 S-16 S-17 S-18 S-19 S-20 S-21 S-22 S-23 S-24 S-25 S-26 S-27 S-28 S-29 S-30 P-2
S-10-*.* P-1 S-1 S-2 S-3 S-4 S-5 S-6 S-7 S-8 S-9 S-10 S-11 S-12 S-13 S-14 S-15 S-16 S-17 S-18 S-19 S-20 S-21 S-22 S-23 S-24 S-25 S-26 S-27 S-28 S-29 S-30 P-2
S-09-*.* P-1 S-1 S-2 S-3 S-4 S-5 S-6 S-7 S-8 S-9 S-10 S-11 S-12 S-13 S-14 S-15 S-16 S-17 S-18 S-19 S-20 S-21 S-22 S-23 S-24 S-25 S-26 S-27 S-28 S-29 S-30 P-2
S-08-*.* P-1 S-1 S-2 S-3 S-4 S-5 S-6 S-7 S-8 S-9 S-10 S-11 S-12 S-13 S-14 S-15 S-16 S-17 S-18 S-19 S-20 S-21 S-22 S-23 S-24 S-25 S-26 S-27 S-28 S-29 S-30 P-2
S-07-*.* P-1 S-1 S-2 S-3 S-4 S-5 S-6 S-7 S-8 S-9 S-10 S-11 S-12 S-13 S-14 S-15 S-16 S-17 S-18 S-19 S-20 S-21 S-22 S-23 S-24 S-25 S-26 S-27 S-28 S-29 S-30 P-2
S-06-*.* P-1 S-1 S-2 S-3 S-4 S-5 S-6 S-7 S-8 S-9 S-10 S-11 S-12 S-13 S-14 S-15 S-16 S-17 S-18 S-19 S-20 S-21 S-22 S-23 S-24 S-25 S-26 S-27 S-28 S-29 S-30 P-2
S-05-*.* P-1 S-1 S-2 S-3 S-4 S-5 S-6 S-7 S-8 S-9 S-10 S-11 S-12 S-13 S-14 S-15 S-16 S-17 S-18 S-19 S-20 S-21 S-22 S-23 S-24 S-25 S-26 S-27 S-28 S-29 S-30 P-2
S-04-*.* P-1 S-1 S-2 S-3 S-4 S-5 S-6 S-7 S-8 S-9 S-10 S-11 S-12 S-13 S-14 S-15 S-16 S-17 S-18 S-19 S-20 S-21 S-22 S-23 S-24 S-25 S-26 S-27 S-28 S-29 S-30 P-2
S-03-*.* P-1 S-1 S-2 S-3 S-4 S-5 S-6 S-7 S-8 S-9 S-10 S-11 S-12 S-13 S-14 S-15 S-16 S-17 S-18 S-19 S-20 S-21 S-22 S-23 S-24 S-25 S-26 S-27 S-28 S-29 S-30 P-2
S-02-*.* P-1 S-1 S-2 S-3 S-4 S-5 S-6 S-7 S-8 S-9 S-10 S-11 S-12 S-13 S-14 S-15 S-16 S-17 S-18 S-19 S-20 S-21 S-22 S-23 S-24 S-25 S-26 S-27 S-28 S-29 S-30 P-2
S-01-*.* P-1 S-1 S-2 S-3 S-4 S-5 S-6 S-7 S-8 S-9 S-10 S-11 S-12 S-13 S-14 S-15 S-16 S-17 S-18 S-19 S-20 S-21 S-22 S-23 S-24 S-25 S-26 S-27 S-28 S-29 S-30 P-2

S-*  = Spandrel panel N-  = North
P-*  = Punch-out window E-  = East

PENT  = Penthouse level S-  = South
MAINT  = Maintenance level W-  = West

N-04  = Shading indicates completion of 
    photograph review for this floor.Water staining on gypsum board and fireproofing

KEY
Visible mold
Water staining on gypsum board
Water staining on ceiling tile

Panel photos inspected, no issues detected.
Missing photographs

Water staining on gypsum board and ceiling tile
Water staining on fireproofing
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Table 2:  Photograph Review - MCA Spandrel Panel Survey - WEST Elevation
BOE Building, 450 N Street, Sacramento, California

LCD No. 2372.02-572
BOE Mold Remediation

W-PENT
W-24-*.* S-1 S-2 S-3 S-4 S-5 S-6 S-7 S-8 S-9 S-10 S-11 S-12 S-13 S-14 S-15 S-16 S-17 S-18 S-19 S-20 S-21 S-22 S-23 S-24
W-23-*.* S-1 S-2 S-3 S-4 S-5 S-6 S-7 S-8 S-9 S-10 S-11 S-12 S-13 S-14 S-15 S-16 S-17 S-18 S-19 S-20 S-21 S-22 S-23 S-24
W-22-*.* P-1 S-1 S-2 S-3 S-4 S-5 S-6 S-7 S-8 S-9 S-10 S-11 S-12 S-13 S-14 S-15 S-16 S-17 S-18 S-19 S-20 S-21 S-22 S-23 S-24 P-2
W-21-*.* P-1 S-1 S-2 S-3 S-4 S-5 S-6 S-7 S-8 S-9 S-10 S-11 S-12 S-13 S-14 S-15 S-16 S-17 S-18 S-19 S-20 S-21 S-22 S-23 S-24 P-2
W-20-*.* P-1 S-1 S-2 S-3 S-4 S-5 S-6 S-7 S-8 S-9 S-10 S-11 S-12 S-13 S-14 S-15 S-16 S-17 S-18 S-19 S-20 S-21 S-22 S-23 S-24 P-2
W-19-*.* P-1 S-1 S-2 S-3 S-4 S-5 S-6 S-7 S-8 S-9 S-10 S-11 S-12 S-13 S-14 S-15 S-16 S-17 S-18 S-19 S-20 S-21 S-22 S-23 S-24 P-2
W-18-*.* P-1 S-1 S-2 S-3 S-4 S-5 S-6 S-7 S-8 S-9 S-10 S-11 S-12 S-13 S-14 S-15 S-16 S-17 S-18 S-19 S-20 S-21 S-22 S-23 S-24 P-2
W-17-*.* P-1 S-1 S-2 S-3 S-4 S-5 S-6 S-7 S-8 S-9 S-10 S-11 S-12 S-13 S-14 S-15 S-16 S-17 S-18 S-19 S-20 S-21 S-22 S-23 S-24 P-2
W-16-*.* P-1 S-1 S-2 S-3 S-4 S-5 S-6 S-7 S-8 S-9 S-10 S-11 S-12 S-13 S-14 S-15 S-16 S-17 S-18 S-19 S-20 S-21 S-22 S-23 S-24 P-2
W-15-*.* P-1 S-1 S-2 S-3 S-4 S-5 S-6 S-7 S-8 S-9 S-10 S-11 S-12 S-13 S-14 S-15 S-16 S-17 S-18 S-19 S-20 S-21 S-22 S-23 S-24 P-2
W-14-*.* P-1 S-1 S-2 S-3 S-4 S-5 S-6 S-7 S-8 S-9 S-10 S-11 S-12 S-13 S-14 S-15 S-16 S-17 S-18 S-19 S-20 S-21 S-22 S-23 S-24 P-2
W-MAINT
W-11-*.* P-1 S-1 S-2 S-3 S-4 S-5 S-6 S-7 S-8 S-9 S-10 S-11 S-12 S-13 S-14 S-15 S-16 S-17 S-18 S-19 S-20 S-21 S-22 S-23 S-24 P-2
W-10-*.* P-1 S-1 S-2 S-3 S-4 S-5 S-6 S-7 S-8 S-9 S-10 S-11 S-12 S-13 S-14 S-15 S-16 S-17 S-18 S-19 S-20 S-21 S-22 S-23 S-24 P-2
W-09-*.* P-1 S-1 S-2 S-3 S-4 S-5 S-6 S-7 S-8 S-9 S-10 S-11 S-12 S-13 S-14 S-15 S-16 S-17 S-18 S-19 S-20 S-21 S-22 S-23 S-24 P-2
W-08-*.* P-1 S-1 S-2 S-3 S-4 S-5 S-6 S-7 S-8 S-9 S-10 S-11 S-12 S-13 S-14 S-15 S-16 S-17 S-18 S-19 S-20 S-21 S-22 S-23 S-24 P-2
W-07-*.* P-1 S-1 S-2 S-3 S-4 S-5 S-6 S-7 S-8 S-9 S-10 S-11 S-12 S-13 S-14 S-15 S-16 S-17 S-18 S-19 S-20 S-21 S-22 S-23 S-24 P-2
W-06-*.* P-1 S-1 S-2 S-3 S-4 S-5 S-6 S-7 S-8 S-9 S-10 S-11 S-12 S-13 S-14 S-15 S-16 S-17 S-18 S-19 S-20 S-21 S-22 S-23 S-24 P-2
W-05-*.* P-1 S-1 S-2 S-3 S-4 S-5 S-6 S-7 S-8 S-9 S-10 S-11 S-12 S-13 S-14 S-15 S-16 S-17 S-18 S-19 S-20 S-21 S-22 S-23 S-24 P-2
W-04-*.* P-1 S-1 S-2 S-3 S-4 S-5 S-6 S-7 S-8 S-9 S-10 S-11 S-12 S-13 S-14 S-15 S-16 S-17 S-18 S-19 S-20 S-21 S-22 S-23 S-24 P-2
W-03-*.* P-1 S-1 S-2 S-3 S-4 S-5 S-6 S-7 S-8 S-9 S-10 S-11 S-12 S-13 S-14 S-15 S-16 S-17 S-18 S-19 S-20 S-21 S-22 S-23 S-24 P-2
W-02-*.* P-1 S-1 S-2 S-3 S-4 S-5 S-6 S-7 S-8 S-9 S-10 S-11 S-12 S-13 S-14 S-15 S-16 S-17 S-18 S-19 S-20 S-21 S-22 S-23 S-24 P-2
W-01-*.* P-1 S-1 S-2 S-3 S-4 S-5 S-6 S-7 S-8 S-9 S-10 S-11 S-12 S-13 S-14 S-15 S-16 S-17 S-18 S-19 S-20 S-21 S-22 S-23 S-24 P-2

S-*  = Spandrel panel N-  = North
P-*  = Punch-out window E-  = East

PENT  = Penthouse level S-  = South
MAINT  = Maintenance level W-  = West

N-04

Missing photographs

Water staining on gypsum board and ceiling tile
Water staining on fireproofing

KEY
Visible mold
Water staining on gypsum board
Water staining on ceiling tile

 = Shading indicates completion of 
    photograph review for this floor.Water staining on gypsum board and fireproofing

Panel photos inspected, no issues detected.

Page 4 of 4 CONFIDENTIAL Printed: 2/15/2011



Table 3: Revised BOE Water Damage Assessment Summary
LCD  No. 2372.02-572

BOE Mold Remediation
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Above Ceiling TilesLocation Below Ceiling Tiles / Room Area 

5 1 521 N Y Y
Exposed fiberglass at perimeter walls. Clumps of 
fiberglass. Water staining on pipe fiberglass 
insulation at valves.

TMI

5 2 512 N N N TMI
5 2 512 N N N TMI
5 3 512 N N N TMI

5 4 512 N N Y Very corroded fire sprinkler pipe elbow in vicinity 
of historic leak. Dust balls. TMI

5 5 512 N Y N
Suspect historic leak location is due to water 
leak at window on 6th floor. No piping above 5th 
floor ceiling in this area.

TMI

5 5 512 N N Y Oil stain on top of ceiling tile. Medium to heavy 
debris. TMI

5 6 512 N Y Y

Valve corroded on hot water capped piping loop 
near light just NE of N-18 column. Pipe 
fiberglass insulation also shows water staining. 
Typical exposed fiberglass (not taped) and 
clumps of fiberglass debris. 

TMI

5 7 521 N Y N
Area of historic leaks are in vicinity of VAV 
boxes. Looks like fittings have been changed. 
Clumps of fiberglass and dust balls.

TMI

5 7 521 N Y N Stained ceiling tile and thermal system 
insulation. Light debris. TMI

5 8 512 N Y N

Rodent droppings on top of wall. fiberglass 
insulation over interior offices. Could not visually 
access historic leak area. Ceiling tiles show 
damage.

TMI

5 8 507 N Y Y Oil stain on ceiling tile. Fiberglass debris. TMI
5 8 N hall N N N TMI
5 8 N hall N N N TMI

5 8 503, 504, 
508, 511 NA NA NA Staining on GB at cove base. TMI

5 9 512 N Y N Fiberglass insulation over interior offices. TMI

Floor 5
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Table 3: Revised BOE Water Damage Assessment Summary
LCD  No. 2372.02-572

BOE Mold Remediation
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Comments
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r Comments
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Above Ceiling TilesLocation Below Ceiling Tiles / Room Area 

5 9 N hall N N N TMI

5 10 512 N Y Y
Exposed fiberglass on ducting and fiberglass 
insulation over interior offices. Water staining on 
FP on beam running NS from Column N-19.

TMI

5 10 N hall N N N TMI Staining on GB at cove base. TMI

5 11 512 Y Y N VAV boxes in vicinity of historic leaks. fiberglass 
insulation exposed on ducting. TMI

5 11 512 N N Y Oil stained ceiling tile. Light debris. TMI
5 11 N hall N N N TMI
5 11 E ETE NA NA NA Staining on GB at cove base and wall. TMI

5 12 512 N Y Y Active slow dripping at flex connection to VAV 
box above cube 18. Clumps of fiberglass. TMI

5 12 512 N N Y Oil stained ceiling tile. Medium debris. TMI

5 13 520 Y Y N Limited access due to fiberglass insulation. 
Numerous tiles litter ceiling. TMI

5 13 520 N N N TMI

5 11 522 N N Y Stained ceiling tile beneath leaking fire sprinkler 
pipe fittings. TMI Staining on GB at cove base. TMI

5 14 W ETE NA NA NA Stained GB wall at FP. TMI

5 14 Men's 
Restroom N N Y Stains on ceiling GB and FP in plenum. TMI

5 15 Storage 5B, 
5C N N Y Staining on ceiling and wall GB. TMI

5 16 Janitor Rm. N N Y Stains on GB and FP in plenum. TMI

5 16 Women's 
Restroom N N Y Staining on GB wall above ceiling. TMI

5 17 Women's 
Restroom N N Y Stains on FP and GB in plenum. TMI Water stain on N wall of fire sprinkler riser cabinet.  Staining on 

GB wall behind cove base in Storage 5A. TMI

5 17 E ETE NA NA NA Stained FP. TMI Staining on GB at cove base and wall. TMI
5 18 512 N N Y Water stains on FP. Clumps of fiberglass. TMI

5 19 519 N Y Y

Corrosion on fire sprinkler elbow in area of 
historic leak. Small stain on bottom of ceiling tile. 
Clumps of fiberglass. VAV box in vicinity of 
historic leak. Square filter in rectangle duct.

TMI

5 19 519 N N N TMI
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Table 3: Revised BOE Water Damage Assessment Summary
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Above Ceiling TilesLocation Below Ceiling Tiles / Room Area 

5 20 519 N N N TMI
5 20 S hall N N N TMI
5 20 518 NA NA NA Staining on GB at cove base. TMI
5 21 517 No access. No access. 
5 21 518 NA NA NA Staining on GB at cove base. TMI
5 21 S hall N N Y Stained GB. TMI
5 21 S hall N N Y Stained FP. TMI

5 22 Server 
Room N Y N Clumps of fiberglass. TMI

5 22 S hall N N Y Stained GB and FP. TMI

5 22 515
Server Rm. N N Y Stained FP. TMI Stained GB at two locations below raised floor and at one 

location behind cove base in entry. TMI

5 23 S hall N N Y Stained FP. TMI
5 23 S hall N N N TMI

5 23 515
Server Rm. N N Y

Ceiling tile shows water stain from below, but 
cannot be viewed from above due to duct above. 
Small rust spot seen on FP in area of historic 
leak. Also water stain on FP.

TMI Water staining on ceiling tile in server room between columns L-
18 and K-18. TMI

5 23 515
Server Rm. N N N TMI

5 23 515
Server Rm. N N N TMI

5 24 513 N Y N Fiberglass insulation on ceiling in 514, but not 
513. Clumps of fiberglass over 512. TMI

5 24 514 N Y Y Stains on wall GB above and below ceiling tiles. TMI Stained GB walls at cove base. TMI

5 24 515
Server Rm. N N Y Stained FP and GB at E wall near room 

entrance. TMI

5 24 515
Server Rm. N N N TMI

5 24 515
Server Rm. N N N TMI

5 25 519 N Y Y
Exposed fiberglass at column. Clumps of 
fiberglass. Water stain on pipe fiberglass 
insulation below fire sprinkler fitting.

TMI

5 26 519 N Y N Dust balls and clumps of fiberglass. TMI
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5 26 519 N N Y Stained ceiling tile, light debris. TMI
5 27 516 N N Y Stains on ceiling tiles at VAV box. TMI Stained GB below raised floor. TMI
5 27 516 N N Y Stained GB. TMI
5 27 516 N N N TMI

5 28 Server 
Room Y N N TMI

5 28 515 
Server Rm. N N N TMI Stained GB below raised floor. TMI

5 29 Server 
Room N N N TMI

5 29 515 
Server Rm. N N Y Stained GB. TMI Stained GB below raised floor. TMI

5 30 515 
Server Rm. N N N TMI

5 30 515 
Server Rm. N N N TMI

5 O22 512 N N Y Water stain on FP, rusted FP mesh exposed. AS
5 O21 512 N N N AS
5 O20 512 N N N AS
5 O19 512 N N N AS
5 O18 512 N N N AS
5 N23 521 N N N AS
5 N22 521 N N N AS
5 N21 512 N N N AS
5 N20 512 N N N AS
5 N19 512 N N Y Water stain on FP. AS
5 N18 512 N N Y Water stain on FP. AS
5 N17 512 N N Y Water stain on GB. AS
5 M23 521 N N N AS
5 M22 521 N N N AS
5 M18 512 N N Y Water stain on FP. AS
5 M17 512 N N N AS
5 L23 520 N N N AS
5 L22 520 N N N AS
5 L18 512 N N Y Water stain on FP. AS
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5 L17 512 N N N AS
5 K23 519 N N N AS
5 K22 519 N N N AS
5 K21 519 N N Y Rodent droppings on top of ceiling tile. AS
5 K20 517 N N Y Water stain on FP. TMI
5 K19 515 N N Y Oil stain on top of ceiling tile. TMI
5 K18 515 N N Y Water stain on FP. TMI
5 K17 512 N N Y Water stain on GB. AS
5 J22 519 N N N AS
5 J21 519 N N N AS
5 J20 516 N N Y Water stain on GB. TMI
5 J19 515 N N Y Water stain on FP. TMI
5 J18 515 N N N TMI GB on column enclosure stained. TMI

Abbreviations: ETE = Electrical and Telephone Equipment Room   FP = Fireproofing   GB = Gypsum Board   LF = Linear Feet   NA = Not Applicable for WDA 
                        SF = Square Feet   VAV = Variable Air Volume 
Directions:       N = North    NE = Northeast   NW = Northwest   E = East   S = South   SE = Southeast   SW = Southwest   W = West
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