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Existing perimeter
workstation layout at a
typical floor.

Damage to ceiling tiles due
to water infiltration.
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Water and debris in the
window sill track.

Broken exterior gasket at
the vision glass. Repair
caulking exhibited at this
location.
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Loose interior gasket at the
vision glass.

Repair caulking at a broken
vison glass gasket.
Horizontal beauty cap wet
sealed to the vertical
mullion where weeping is
designed to occur.
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Sealant adhesion failure at
a typical vertical mullion
splice joint.

Cracking at the precast
concrete panels.
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Top of a vertical mullion at
the underside of a precast
concrete panel.

View of the 23rd floor patio.
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Overall building exterior Building exterior Building corner
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View from street level Looking down to parking Curtainwall at corner
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Looking down from 12th floor Typical workstation layout at perimeter Workstation conflict at perimeter
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File cabinets at perimeter Open office at perimeter Typical workstation layout at perimeter
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Ceiling stain Ceiling stain Ceiling stains at Office 2103 south wall
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Ceiling stains in Office 2103 east wall
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Ceiling stains at the 22nd floor
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Investigated area at the 16th floor
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Ceiling stains in Office 2103 south wall
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Opened area in Photo #019
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Ceiling stains at the 22nd floor
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Insulation resting on ceiling tile
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Ceiling stains in Office 2103 south wall
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Ceiling stains in Office 2103 south wall
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Ceiling stains at the 16th floor
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Ceiling stains at the 16th floor southeast walls
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Insulation inside of horizontal sill track
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Insulation resting on ceiling tile
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Insulation at 5th floor
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Sill track at spandrel panel
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Spandrel panel comer
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Sill of spandrel at 22nd floor southeast
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Sill at spandrel
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Gaskets at spandrel sill
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Sill track at spandrel panel
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Debris in sill track
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Head of spandrel at 22nd floor southeast
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Sill at spandrel
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Gaskets at spandrel corner
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Spandrel panel corner

Photo #042 Jjpa
Sill of spandrel at 22nd floor
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Head of spandrel at 22nd floor southeast
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Water entering track at weep hole Spandrel sill at 16th floor Spandrel sill track filled with water
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Spandrel sill track filled with water Spandrel sill to vertical mullion
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Patio at 23rd floor Patio at 23rd floor Penetration at patio
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Penetration at patio Penetration at patio Area drain at patio
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Patio at 23rd floor Rig at curtainwall from 23rd floor Curtainwall at 23rd floor
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Deck at 12th floor
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Water testing
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Water testing
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Water testing
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Water testing
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Deck at 12th floor
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Water testing
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Water testing

Water testing
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Water testing
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Water testing
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Water testing
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Water testing
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Water testing
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Water testing
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Water testing Water testing Water testing
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Water testing Water testing Water testing
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Water testing Water testing Water testing
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Water testing Water testing Water testing
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Water testing Gasket shortening or shrinkage
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Gasket shortening or shrinkage at south Gasket shortening or shrinkage Peeling back gasket at vertical mullion
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Peeling back gasket at vertical mullion Peeling back gasket at vertical muliion Peeling back gasket at vertical mullion
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Gasket shortening or shrinkage Gasket shortening or shrinkage Gasket shortening or shrinkage
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Gasket shortening or shrinkage Repair at gasket Gasket shortening or shrinkage
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Repair at gasket

Photo #104 jpg
Repair at gasket Repair at gasket
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Weep designed to be opened at end
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Weep designed to be opened 1/16" at end

Photo #115.jpg
Repair caulking: Designed to be opened
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Repair cauiking: Designed to be opened
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Weep designed to be opened 1/16" at end
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Repair at horizontal beauty cap
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Debris in horizontal beauty cap
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Repair caulking: Designed to be opened
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Repair caulking at splice
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Weep designed to be opened 1/16" at end

Photo #111 jpg
Patch at horizontal beauty cap
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Repair caulking: Designed to be opened
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Debris in horizontal beauty cap

Photo #120.jpg
Repair caulking
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Weep designed to be opened at end Fractured gasket Fractured gasket
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Repair caulking: Designed to be opened Fractured gasket Splice joint adhesion failure
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Splice joint adhesion failure Splice joint adhesion failure Splice joint adhesion failure
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Splice joint adhesion failure Splice joint adhesion failure Splice joint adhesion failure
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Splice joint adhesion failure Splice joint adhesion failure Splice joint adhesion failure
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Splice joint adhesion failure Splice joint adhesion failure Splice joint adhesion failure
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Splice joint adhesion failure Splice joint adhesion failures Splice joint adhesion failure
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Splice joint adhesion failure Splice joint adhesion failure Splice joint adhesion failure
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Splice joint adhesion failure Repair caulking at mullion Repair caulking at mullion
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Vertical mullion ending Vertical mullion ending Vertical mullion ending
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Vertical mullion endings: Concrete stains
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Top of mullion at precast concrete
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Mullion at precast concrete
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Mullions at precast concrete
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Mullion at precast concrete
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Vertical mullion ending: Concrete stains

i

Photo #155.jpg
Top of mullion at precast concrete
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Mullion at precast concrete
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Top of mullion at precast concrete
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Mullion at precast concrete
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Vertical mullion endings
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Top of mullion at precast concrete
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Top of mullions at precast concrete
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Top of mullion at precast concrete
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Screw dislodged
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Sprinkler at garage roof level Sprinkler at garage roof leve!

Photo #166.jpg

Screw missing
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Sprinkler at garage roof level Sprinkler at garage roof level Decorative gold band
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Precast concrete damage Precast concrete damage
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Stain on concrete below mullions Precast concrete damage Precast concrete damage
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Precast concrete damage Precast concrete damage Precast concrete damage
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Precast concrete damage Precast concrete damage Precast concrete damage
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Precast concrete damage Caulking joint at precast at window head Window head at precast concrete



Photo #211.jpg
Window head at precast concrete
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Window frame at precast concrete
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Window head at precast concrete
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Window head at precast concrete
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Window frame at precast concrete
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Window frame at precast concrete

g PN &
R R
RS AL RN,
Photo #213.jpg
Window frame at precast concrete
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Caulking at precast concrete





