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 EXECUTIVE SUMMARY 

An engineering evaluation was conducted at selected locations on the 19th, 21st and 22nd floors of the 
Department of General Services (DGS) building located in Sacramento, California on May 2, 2011. 
The testing was conducted in support of building remodeling activities in order to assist in 
identifying potential sources of odors detected and reported from different parts of the building.  The 
primary test objectives were to: 

o Conduct source (USEAP flux chamber) testing on locations representative of the candidate odor 
sources including decomposing VCT adhesive and inner-wall mold, identifying the odor source(s) 
and quantifying the odor/odor related compounds emitted to the indoor building air; 

o Conduct ambient air testing in the areas where source testing is conducted in order to relate 
ambient odor/odor relate compounds to suspected odor sources, and 

o Provide a valid data set of odor and odor related compounds, including source flux and ambient 
concentration data, that can be used to predict odor/compound levels throughout the building 
(using CIH ventilation modeling) and estimate exposure to compounds as related to these sources. 

A site survey was conducted on April 28, 2011 and two potential sources of odors were identified: 
decomposing VCT and adhesive that may have been compromised as related to high pH cement 
slab, and mold in the interstitial wall spaces in selected locations in the core of the building. 
Although VCT locations and mold in the interstitial wall spaces was originally a target of the 
investigation, no suitable inner-wall surfaces with mold present could be found on the day of testing 
(four areas in the core wall were opened and inspected and mold was not found).  As such, 
preselected VCT areas were tested and, in place of the mold source test, a surface of importance was 
identified and tested instead. Testing was conducted on undisturbed VCT which was used to 
represent air emissions from VCT showing signs of decomposition.  Locations were selected for 
testing the decomposing VCT and adhesive on these floors, including: 

o floor slab with the VCT removed and the adhesive scraped off; 
o on decomposing VCT as found (tile not removed); and 
o on locations with the decomposing VCT removed exposing adhesive. 
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Project study compounds were detected using ASTM Method E679-94 for olfactory odor, USEPA 
Method TO-15 full scan for volatile organic compounds (VOCs) including tentatively identified 
compounds (TICs), USEPA Method TO-15 selective ion mode (SIM) for microbial volatile organic 
compounds (MVOCs), and USEPA Method TO-11 for aldehyde compounds (limited use only).  The 
scope of work completed is provided in Table 1.   

In addition, ambient air was collected in these selected rooms in the DGS building for the list of 
project compounds (odor, VOCs, MVOCs but not aldehydes).  The work that was completed is show 
below with the reason for collecting the data at these locations: 

Room 21B- VCT Removed and Adhesive scraped off:  Flux chamber testing was conducted at two 
locations on bare slab post scraping, and one ambient air sample set was collected in Room 21B. 
The purpose of the testing was to assess the off-gassing of odors and odor related compounds from 
the slab post VCT and adhesive removal, demonstrating the effectiveness of the tile remedial 
activity. 

Room 19B- VCT Freshly Removed: Flux chamber testing was conducted at two locations 
immediately after the removal of four VCT's exposing adhesive.  One ambient air sample was also 
collected. The purpose of the testing was to assess the air emissions of odor and odor related 
compounds from the exposure of adhesive. 

Room 22B- VCT Surface as Found: Flux chamber testing was conducted at two locations with VCT 
floor covering- locations selected had dark tile corners indicating tile decomposition.   One ambient 
air sample was also collected.  The purpose of the testing was to assess the air emissions of odor and 
odor related compounds from the tile in the undisturbed state. 

Room 22B- VCT Freshly Removed: Flux chamber testing was conducted at two locations 
immediately after the removal of four VCT's exposing adhesive.  One ambient air sample was also 
collected. The purpose of the testing was to assess the air emissions of odor and odor related 
compounds from the exposure of adhesive at the exact areas where undisturbed VCT testing had 
taken place. This test was the same as the testing done in Room 19B, just at a different location and 
spatially identified with undisturbed VCT testing. 

The results of the ambient air testing in the rooms where flux chamber testing showed a total of three 
compounds detected above reporting limits for the TO-15 VOC full scan analysis: acetone, 2-
butanone, and benzene. Levels of benzene and 2-butanone were elevated in the rooms with exposed 
adhesive as compared to the scrapped floor the testing with the VCT undisturbed.  The highest levels 
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of these compounds observed were: acetone at 29 ug/m3 (Room 22B, exposed adhesive), 2-butanone 
at 2.2 ug/m3 (Room 19B, exposed adhesive), and benzene at 5.7 ug/m3 (Room 22b, exposed 
adhesive). Odor levels were about the same in all test cases with odor ranging from 11 D/T to 16 
D/T (method blank level at 10 D/T).  The highest odor (16 D/T) was observed in Room 22B prior to 
the VCT removal.  Note that this room was only infrequently used and the door was kept closed. 
Note that although the odor bag sample was not highest in this room post VCT removal, field 
personnel noted higher odor in Room 19 after the tile removal as compared to Room 22B.  This 
might be related to the ventilation or traffic in and out of the room and when in the tile removal 
process the odor sample was taken as compared to the odor flux, which was highest in Room 19B. 

The results of the flux chamber sampling showed at total of four compounds detected above 
reporting limits for the TO-15 VOC full scan analysis: acetone, carbon disulfide, 2-butanone, and 
benzene. The VOCs found above reporting limits in the ambient air samples strongly correlated to 
these data. Flux on freshly exposed adhesive surfaces were higher than on the scrapped surface and 
the undisturbed VCT surface. The highest levels of these compounds in the flux samples were: 
acetone at 0.82 ug/m2,min-1 (Room 22B, adhesive), carbon disulfide at 0.072 ug/m2,min-1 (Room 
22 B, adhesive), 2-butanone at 0.41 ug/m2,min-1 (Room 19B, adhesive), and benzene at 2.1 
ug/m2,min-1 (Room 22B, adhesive).  Odor flux ranged from an average of 0.44 (D/T)/m2,min-1 on 
the undisturbed VCT and 0.64 (D/T)/m2,min-1 on the scraped slab surface to 3.7 (D/T)/m2,min-1 
on the adhesive surface (Room 19B, adhesive).   

Tentatively identified compound analysis showed a total of 14 TICs in the ambient air sample data 
set with acetonitrile the highest detected compound at 40 ppbv (estimated concentration), and 19 
TICs in the surface flux sample data set with the highest detected compound at 57 ppbv (estimated 
concentration). 

USEPA Method TO-11 was used to assess aldehyde compounds from two flux chamber tests 
conducted in Room 22B on freshly exposed adhesive.  Three compounds were detected at 
moderately low levels: acetone, butyraldehyde, and valeraldehyde.   
. 
A 'finger print' type TO-15 analysis by SIM was also performed in an attempt to identify a pattern of 
VOCs associated with microbial respiration.  No such patter was observed, with the exception of 
occasional and low level furnas and methyl furans as a class of organic compounds identified in 
some of the ambient air samples at low levels, and low level furnas and methyl furans as well as 
hexanones detected in some of the surface flux samples.  These data were inconclusive for microbial 
respiration and somewhat agreed with the full scan hydrocarbon speciation data.  A microbial source 
for odor and odorous compounds was not identified by the MVOC data.  
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These data can be used to assist in identifying odor sources in the DGS building and quantifying 
emissions potential from undisturbed, decomposing VCT (Room 22Bb), scrapped floor (Room 21B), 
and freshly exposed adhesive immediately after VCT removal (Room 19B and Room 22B).  These 
data indicated that a likely source of odor and odor compounds is the freshly exposed adhesive 
associated with decomposing tile and adhesive/high pH slab interactions.  It appears that VCT 
removal and floor scrapping removing visible signs of adhesive aside from a slab staining, greatly 
reduces odor and VOC compound emissions.  Predictions of potential impact to indoor air quality 
can be made using these flux data and surface area information along with ventilation data for: 
rooms with VCT removal and floor scraping to exposed slab, rooms with decomposing VCT 
(undisturbed VCT), and rooms with VCT removal and exposed adhesive as in a remedial activity. 
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I. INTRODUCTION 

This technical memorandum describes the field testing that was conducted in order to assess air 
emissions of odor and odor related compounds from various test surfaces in the DGS building and 
indoor air quality associated with potential sources of odor and odor related compounds.  Testing 
was conducted by Dr. C.E. Schmidt on May 2, 2011.  Site preparation conducted by LaCroix Davis 
LLC. This testing effort is considered to be a 'detailed screening effort' since only a limited data set 
was collected for the purposes of engineering and potential exposure evaluation. 

This memorandum includes a discussion of the testing methodology, quality control procedures, 
results, discussion of the results, and summary statements. 
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II. 	TEST METHODOLOGY 

Testing for surface flux was conducted using the USEPA recommended Surface Isolation Flux 
Chamber technology (USEPA.  Radian Corporation, February 1986) and standard indoor air 
sampling methods .  Flux chamber sampling was performed on various test surfaces as per the 
testing protocol. 

The operation of the surface flux chamber is given below: 

1)	 Flux chamber, sweep air, sample collection equipment, and field documents were located on-
site. 

2) 	 The site information, location information, equipment information, date, and proposed time 
of testing were documented on the Emissions Measurement Field Data Sheet. 

3)	 The exact test location was selected and placed on the source sealing the chamber to the 
surface using a fabricated collar. 

4) 	 The sweep air flow our ultra high purity air was initiated and the rotometer, which regulates 
the flow rate to 5.0 liters per minute. A constant sweep air flow rate was maintained 
throughout the measurement for each sampling location. 

5) 	 Flux chamber data were recorded every residence interval (6 minutes) for five intervals, or 
30 minutes.   

6)	 At steady-state (assumed to be greater than 5 residence intervals sample collection was 
performed by interfacing the sample container (canister or tedlar bag-decompression lung) to 
the purged, sample line and filling the container with sample gas or collecting the desired 
sample following sample collection protocols as per the workplan.   

7) 	 After sample collection the sample collection information was documented on the data sheet. 

8) 	 After sampling, the flux measurement was discontinued by shutting off the sweep air, 
removing the chamber, and securing the equipment.  The chamber was cleaned by dry wipe 
with a clean paper towel as needed and the sample lines were purged with UHP air.  

9) 	 Sampling locations were recorded on the field data sheet.  The equipment was then relocated 
to the next test location and steps 1) through 8) were repeated. 
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Indoor air testing was performed by filling either a tedlar bag with room air, collected at 5' above the 
floor using a decompression lung, or by opening the valve on an evacuated canister  also held at 5' 
above the floor. Indoor air samples were collected as grab samples. 
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III. QUALITY CONTROL 

Control procedures that were used to assure that data of sufficient quality resulted from the 
engineering evaluation are described below. The application and frequency of these procedures 
were developed to meet the program data quality objectives as described in the prior project source 
test protocols or quality assurance project plans (Card, T. and Schmidt, C.E., July 2010).   

Field Documentation -- A field notebook containing data forms, including sample chain-of-custody 
(COC) forms, was maintained for the testing program.  Attachment A contains the Emission 
Measurement Data Sheets. 

Chain-of-Custody -- COC forms were not used for field data collection.  Field data were recorded on 
the Chain-of-Custody forms provided in Attachment B. 

ASTM E-679-04 for Olfactory Odors 
Field Blank Sample – One field blank sample was collected by filling a tedlar bag sample with high 
purity air and submitting the sample blind for analysis.  The odor concentration was 10 D/T, which 
is common for the method.  These data indicate acceptable method performance. 

Replicate Sample- A second tedlar bag sample was collected from a flux chamber test and 
submitted for analysis as s replicate sample.  The replicate sample pair (OSE-108/OSE-109) had a 
relative percent difference (RPD) of 41 (criteria of 50 RPD).  These data indicate acceptable method 
performance. 

USEPA Method TO-15 GC/MS; Full Scan Analysis 
Laboratory Control Spike Recovery Analysis and Duplicate –Two control spike samples were 
analyzed using a standard containing sixteen of the study compounds.  All spike compounds were 
reported for all spike samples within the QC criteria of 70%-to-130%.  These data indicate 
acceptable method performance. 

These samples were also analyzed in duplicate, and similar results were observed.  All duplicate 
spike compound analyses were reported within QC criteria of 70%-to-130%.  These data represent 
acceptable method performance. 

Laboratory Duplicate QC Sample – Two laboratory control samples were analyzed in duplicate and 
all data were found within the precision criteria of 25 RPD.  These data indicate acceptable method 
performance. 
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Laboratory Method Blank – Two laboratory method blank samples were analyzed and no 
compounds were reported above method detection limits.  These data indicate acceptable method 
performance. 

Media Sample Blank – One media blank sample were collected by filling a canister sample with 
high purity air and submitting the sample blind for analysis.  No compounds were detected in the 
blank sample above reporting limits.  These data indicate acceptable method performance.   

Field Replicate QC Sample – One field replicate sample was collected and analyzed.  The precision 
criteria for field replicate samples is 50 RPD.  The sample/replicate pairs had three compounds 
detected common to both the sample and the replicate above the reporting limit, and all three pairs 
either met or slightly exceeded the QC criteria (acetone 51 RPD, 2-butanone 47 RPD, and benzene 
36 RPD). Note that with so few detections above the reporting limit and these low levels of 
detection, poor precision in terms of meeting the QC criteria near the method detection limit is 
expected.  Note that the laboratory precision data demonstrated acceptable method performance.  As 
such, these data demonstrate acceptable method performance with two of three pairs meeting the QC 
criteria, and one pair only slightly exceeding criteria. 

USEPA Method TO-11 HPLC; Aldehyde Compounds 
Laboratory Control Spike Recovery Analysis and Duplicate –One control spike sample was 
analyzed using a standard containing seventeen of the study compounds.  All spike compounds were 
reported within the QC criteria of 70%-to-130%. These data indicate acceptable method 
performance. 

This sample was also analyzed in duplicate, and similar results were observed.  All duplicate spike 
compound analyses were reported within QC criteria of 70%-to-130%.  These data represent 
acceptable method performance. 

Laboratory Duplicate QC Sample – One laboratory control sample was analyzed in duplicate and all 
data were found within the precision criteria of 30 RPD.  These data indicate acceptable method 
performance. 

Laboratory Method Blank – No compounds were reported above method detection limits in the 
method blank sample.  These data indicate acceptable method performance. 
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IV. RESULTS AND DISCUSSIONS 

A summary of the field sample collection activities is provided in Table 1.  All field data for the on 
site surface flux chamber and ambient air testing along with sample identification and sample ID 
data are presented in Table 1. The results of the ambient air testing and analysis of VOCs are 
reported in Tables 2A, 2B, and 2C; all data are reported in Table 2A, and only those data found 
above the reporting limits are reported in Table 2B.  TIC data are reported in Table 2C.  Ambient air 
data are reported in the units of ppbv, ug/m3, and dilution-to-threshold (D/T) as appropriate.  The 
results of the flux chamber testing and analysis of VOCs are reported in Tables 3A, 3B, and 3C; all 
data are reported in Table 3A, and only those data found above the reporting limits are reported in 
Table 3B. TIC data are reported in Table 3C. Flux units are reported in units of ug/m2,min-1 for 
VOCs and Odor Units/m2,min-1 (Odor Units are D/T).  The results of the flux chamber testing and 
analysis of aldehyde compounds are reported in Table 4; only two samples were collected for 
aldehyde compounds by this method.  Flux units are reported in units of ug/m2,min-1 for aldehyde 
compounds.  The results of the ambient air testing and analysis for MVOCs are reported in Table 5, 
and for surface flux samples in Table 6.  The TO-15 SIM analysis for MVOCs is intended as a finger 
print analysis for reparable VOCs. 

One sample, SF-19B-02-C was inadvertently not collected and is indicated as such in the data tables 
(NS- not sampled). 

Surface flux data for a surface area source are calculated using measured target compound 
concentrations and flux chamber operating parameter data (sweep air flow rate of 5.0 liters per 
minute [or 0.005 m3/min] plus advective flow [m3/min], surface area of 0.13 square meters [m2]). 
The site emissions can be calculated by multiplying the flux by the surface area of the source.  The 
flux is calculated from the sweep air flow rate Q (cubic meters per minute [m3/min]), the species 
concentration Yi (micrograms per cubic meter [mg/m3)], and exposure to the chamber surface area A 
(square meters [m2]), as follows: 

Fi = (Q) (Yi) / (A) 

Emission rate of from the test pile can be calculated by multiplying unit or average flux data per 
compound by surface area and reported as a function of area source. 

Photographs of the testing approach are provided. 
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V. SUMMARY 

An engineering evaluation was performed on selected test surfaces in the DGS building.  Testing 
was conducted for the purpose of: evaluating the sources of and emissions from potential odor 
sources. The following is a summary of activities and results associated with this objective: 

	 Surface flux measurements of study compounds were measured from multiple locations on 
test using the USEPA recommended surface flux chamber technology.  This technology 
quantitatively measures flux at the test surface of study compounds.  

	 Indoor air quality was sampled using conventional indoor air sampling methods in the rooms 
where flux chamber testing occurred. 

	 Field and laboratory quality control data indicate acceptable data quality for the methods 
used. System blank levels were acceptable and precision between replicate field samples 
were all within quality control limits. 

	 The results of the ambient air testing in the rooms where flux chamber testing showed a total 
of three compounds detected above reporting limits for the TO-15 VOC full scan analysis: 
acetone, 2-butanone, and benzene. Levels of benzene and 2-butanone were elevated in the 
rooms with exposed adhesive as compared to the scrapped floor the testing with the VCT 
undisturbed. The highest levels of these compounds observed were: acetone at 29 ug/m3 
(Room 22B, exposed adhesive), 2-butanone at 2.2 ug/m3 (Room 19B, exposed adhesive), 
and benzene at 5.7 ug/m3 (Room 22b, exposed adhesive).   

	 Odor levels were about the same in all test cases with odor ranging from 11 D/T to 16 D/T 
(method blank level at 10 D/T).  The highest odor (16 D/T) was observed in Room 22B prior 
to the VCT removal.  Note that this room was only infrequently used and the door was kept 
closed. Note that although the odor bag sample was not highest in this room post VCT 
removal, field personnel noted higher odor in Room 19 after the tile removal as compared to 
Room 22B.  This might be related to the ventilation or traffic in and out of the room and 
when in the tile removal process the odor sample was taken as compared to the odor flux, 
which was highest in Room 19B. 

	 The results of the flux chamber sampling showed at total of four compounds detected above 
reporting limits for the TO-15 VOC full scan analysis: acetone, carbon disulfide, 2-butanone, 
and benzene. The VOCs found above reporting limits in the ambient air samples strongly 
correlated to these data. Flux on freshly exposed adhesive surfaces were higher than on the 
scrapped surface and the undisturbed VCT surface. The highest levels of these compounds 
in the flux samples were: acetone at 0.82 ug/m2,min-1 (Room 22B, adhesive), carbon 
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disulfide at 0.072 ug/m2,min-1 (Room 22 B, adhesive), 2-butanone at 0.41 ug/m2,min-1 
(Room 19B, adhesive), and benzene at 2.1 ug/m2,min-1 (Room 22B, adhesive).  Odor flux 
ranged from an average of 0.44 (D/T)/m2,min-1 on the undisturbed VCT and  0.64 
(D/T)/m2,min-1 on the scraped slab surface to 3.7 (D/T)/m2,min-1 on the adhesive surface 
(Room 19B, adhesive).   

	 Tentatively identified compound analysis (TO-15 full scan analysis) showed a total of 14 
TICs in the ambient air sample data set with acetonitrile the highest detected compound at 40 
ppbv (estimated concentration), and 19 TICs in the surface flux sample data set with the 
highest detected compound at 57 ppbv (estimated concentration). 

	 USEPA Method TO-11 was used to assess aldehyde compounds from two flux chamber tests 
conducted in Room 22B on freshly exposed adhesive.  Three compounds were detected at 
moderately low levels: acetone, butyraldehyde, and valeraldehyde.   

	 A 'finger print' type TO-15 analysis by SIM was performed in an attempt to identify a pattern 
of VOCs associated with microbial respiration.  No such patter was observed, with the 
exception of occasional and low level furnas and methyl furans as a class of organic 
compounds identified in some of the ambient air samples at low levels, and low level furnas 
and methyl furans as well as hexanones detected in some of the surface flux samples.  These 
data were inconclusive for microbial respiration and somewhat agreed with the full scan 
hydrocarbon speciation data. A microbial source for odor and odorous compounds was not 
identified by the MVOC data.  
. 

	 These data can be used to assist in identifying odor sources in the DGS building and 
quantifying emissions potential from undisturbed, decomposing VCT (Room 22Bb), 
scrapped floor (Room 21B), and freshly exposed adhesive immediately after VCT removal 
(Room 19B and Room 22B).   

	 These data indicated that a likely source of odor and odor compounds is the freshly exposed 
adhesive associated with decomposing tile and adhesive/high pH slab interactions.  It 
appears that VCT removal and floor scrapping removing visible signs of adhesive aside from 
a slab staining, greatly reduces odor and VOC compound emissions.  Predictions of potential 
impact to indoor air quality can be made using these flux data and surface area information 
along with ventilation data for: rooms with VCT removal and floor scraping to exposed slab, 
rooms with decomposing VCT (undisturbed VCT), and rooms with VCT removal and 
exposed adhesive as in a remedial activity.  Note that because very little data were collected, 
these data many not be representative of other portions of the building. 
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	 The limited indoor air quality data can be used to evaluate exposure by comparing these data 
to health-based criteria. Note that this data set is very limited and certainly not meant to take 
the place of data from a detailed and robust air monitoring program. 
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CE Schmidt, Ph.D. 
Environmental Consultant 

Photo 1- Flux chamber testing in Room 21B- VCT removed and floor scrapped leaving only a slight 
staining of adhesive.  Note- evacuated canister for TO-15 sample collection and decompression lung 
(white bucket) for odor bag sample collection. 

19200 Live Oak Road  Red Bluff, CA 96080 (530) 529-4256 Fax- 4878 
CES#052011.DSGLaCroixDavis.TM 

http:CES#052011.DSGLaCroixDavis.TM


   

 
 
 

 
 

 
 

 
 

 
 
 

CE Schmidt, Ph.D. 
Environmental Consultant 

Photo 2. Flux chamber testing in Room 19B- freshly exposed adhesive.  Note canister sampling 
media for TO-15 and rolled-up tedlar bag for odor collection. 
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Photo 3. Flux chamber testing on decomposing VCT in Room 22B. 
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Photo 4. Flux chamber testing in Room 22B- freshly exposed adhesive. 
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 ATTACHMENT A 

EMISSION MEASUREMENT DATA SHEETS 

19200 Live Oak Road  Red Bluff, CA 96080 (530) 529-4256 Fax- 4878 
CES#052011.DSGLaCroixDavis.TM

http:CES#052011.DSGLaCroixDavis.TM






















   

 
 
 

 
 

 
 

 
 
 
 
 

 
 
 
 
 
 

CE Schmidt, Ph.D. 
Environmental Consultant 

 ATTACHMENT B 

CHAIN OF CUSTODY 
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 ATTACHMENT C 

 LABORATORY REPORTS 
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Table 1. Summary of Field Sample Collection Information and Field Data for Compost Testing; May 2, 2011. 

DATE TIME SOURCE CONDITION LOCATION Odor TO-15 IN SURF IN AIR OUT SURF OUT AIR SLAB COMMENT 
ID ID F F F F pH

5/2/2011 836 Room 21B Scraped Slab Remnant of Adhesive Location 1 SF--21B-01-B SF-21B-01-C 70 69 70 69 10+ No odor, pH retest showed >pH 10 
5/2/2011 836 Room 21B Scraped Slab Remnant of Adhesive Location 2 SF--21B-02-B SF-21B-02-C 70 70 70 70 
5/2/2011 914 Ambient Air Room 21B Air Sample Post Tile Removal Center of Room AA-21B-01-B AA-21B-01-C NA NA NA NA NA 5' Sample taken 5' above the ground 

5/2/2011 1015 Room 19B Floor Adhesive Freshly Exposed Adhesive Location 1 SF-19B-01-B SF-19B-01-C 69 69 69 69 Tile removed at 0944; strong odor 
5/2/2011 1024 Room 19B Floor Adhesive Freshly Exposed Adhesive Location 2 SF-19B-02-B SF-19B-02-C 70 70 70 70 Tile removed at 0949; strong odor 
5/2/2011 955 Ambient Air Room 19B Air Sample Post Tile Removal Center of Room AA-19B-01-B AA-19B-01-C NA NA NA NA NA 5' Sample taken 5' above the ground 

5/2/2011 1126 Room 22B Undisturbed Tile Tiles With Sign of Decomposition Location 1 SF--22B-01-B SF-22B-01-C 71 71 71 70 No odor 
5/2/2011 1126 Room 22B Undisturbed Tile Tiles With Sign of Decomposition Location 2 SF--22B-02-B SF-22B-02-C 72 71 71 71 
5/2/2011 914 Ambient Air Room 22B Air Sample; Tile Undisturbed Center of Room AA-22B-01-B AA-22B-01-C NA NA NA NA NA 5' Sample taken 5' above the ground 

5/2/2011 1229 Room 22B Floor Adhesive Freshly Exposed Adhesive Location 1 SF-22B-03-B SF-22B-03-C 71 72 71 72 Tile removed at 1159; strong odor, adhesive very sticky 
5/2/2011 1229 Room 22B Floor Adhesive Replicate Sample Location 1 SF-22B-03R-B SF-22B-03R-C 71 72 71 72 Field Replicate Sample 
5/2/2011 1233 Room 22B Floor Adhesive Freshly Exposed Adhesive Location 2 SF-22B-04-B SF-22B-04-C 71 71 71 71 Tile removed at 1203; strong odor 
5/2/2011 1248 Ambient Air Room 22B Air Sample Post Tile Removal Center of Room AA-22B-02-B AA-22B-02-C NA NA NA NA NA 5' Sample taken 5' above the ground 

5/2/2011 1349 Method Blank Sample Ultra High Purity Air in Media NA SF-BLK001-B SF-BLK-01-C NA NA NA NA NA Pure Air Blank 



Table 2A. Summary of All Ambient Air VOC and Odor Data (ppbv, ug/m3, and D/T). 

METHOD 

Odor Panel 

TO-15 
TO-15 
TO-15 
TO-15 
TO-15 
TO-15 
TO-15 
TO-15 
TO-15 
TO-15 
TO-15 
TO-15 
TO-15 
TO-15 
TO-15 
TO-15 
TO-15 
TO-15 
TO-15 
TO-15 
TO-15 
TO-15 
TO-15 
TO-15 
TO-15 
TO-15 
TO-15 
TO-15 
TO-15 
TO-15 
TO-15 
TO-15 
TO-15 
TO-15 
TO-15 
TO-15 
TO-15 
TO-15 
TO-15 
TO-15 
TO-15 
TO-15 
TO-15 
TO-15 
TO-15 
TO-15 
TO-15 
TO-15 

COMPOUND 

Odor (Dilution/Threshold) 

Dichlorodifluoromethane 
Chloromethane 
Freon 114 
Vinyl chloride 
1,3-Butadiene 
Bromomethane 
Chloroethane 
Ethanol 
Trichlorofluoromethane 
Acetone 
2-propanol 
t-Butanol 
Methyl iodide 
1,1-Dichloroethene 
Acrylonitrile 
Freon 113 
Allyl chloride 
Dichloromethane 
Carbon disulfide 
trans-1,2-Dichloroethene 
Methyl tert butyl ether 
Propionitrile 
1,1-Dichloroethane 
Vinyl acetate 
2-Butanone 
Diisopropyl ether 
Hexane 
Methacrylonitrile 
Ethyl acetate 
Bromochloromethane 
Tetrahydrofuran 
Isobutyl alcohol 
cis-1,2-Dichloroethene 
2,2-Dichloropropane 
Chloroform 
1,1,1-Trichloroethane 
1,2-Dichloroethane 
1,1-Dichloropropene 
Cyclohexane 
Benzene 
Carbon tetrachloride 
2,2,4-Trimethylpentane 
n-Heptane 
1,2-Dichloropropane 
1,4 Dioxane 
Dibromomethane 
Trichloroethene 
Bromodichloromethane 

AA-21B-01-C AA-21B-01-C 
21B Scraped 21B Scraped 

(ppbv) (ug/m3) 
13 D/T 

0.61 J 3.01 
0.57 J 1.17 
0.25 U 1.76 
0.25 U 0.64 
0.26 U 0.57 
0.25 U 0.98 
0.25 U 0.66 
0.83 U 1.57 
0.47 J 2.62 
10.12 24.04 
0.63 U 1.56 
0.18 U 0.55 
0.07 U 0.42 
0.49 U 1.94 
0.28 U 0.61 
0.25 U 1.89 
0.21 U 0.67 
0.25 U 0.87 
0.21 U 0.64 
0.16 U 0.64 
0.16 U 0.59 
0.23 U 0.52 
0.24 U 0.99 
0.20 U 0.69 
0.23 U 0.67 
0.15 U 0.63 
0.17 J 0.60 
0.23 U 0.63 
0.20 U 0.70 
0.12 U 0.63 
0.28 U 0.82 
0.37 U 1.11 
0.25 U 0.99 
0.20 U 0.92 
0.25 U 1.20 
0.25 U 1.35 
0.25 U 1.01 
0.15 U 0.67 
0.42 J 1.45 
0.25 U 0.80 
0.25 U 1.55 
0.12 U 0.57 
0.19 J 0.78 
0.25 U 1.15 
0.45 U 1.64 
0.08 U 0.59 
0.25 U 1.34 
0.09 U 0.60 

AA-19B-01-C AA-19B-01-C AA-22B-01-C AA-22B-01-C 
19B Adhesive 19B Adhesive 22B Undisturb 22B Undisturb 

(ppbv) (ug/m3) (ppbv) (ug/m3) 
11 D/T 16 D/T 

J 0.63 J 3.10 J 0.50 J 2.46 
J 0.59 J 1.21 J 0.48 J 0.99 
U 0.25 U 1.76 U 0.25 U 1.74 
U 0.25 U 0.64 U 0.25 U 0.64 
U 0.26 U 0.57 U 0.26 U 0.57 
U 0.25 U 0.98 U 0.25 U 0.97 
U 0.25 U 0.66 U 0.25 U 0.66 
U 0.83 U 1.57 U 0.83 U 1.56 
J 0.40 J 2.26 J 0.32 J 1.78 

10.14 24.09 8.08 19.19 
U 0.63 U 1.56 U 0.63 U 1.54 
U 0.18 U 0.55 U 0.18 U 0.55 
U 0.07 U 0.42 U 0.07 U 0.42 
U 0.49 U 1.94 U 0.48 U 1.92 
U 0.28 U 0.61 U 0.28 U 0.60 
U 0.25 U 1.89 U 0.24 U 1.88 
U 0.21 U 0.67 U 0.21 U 0.66 
U 0.25 U 0.87 U 0.25 U 0.87 
U 0.21 U 0.64 U 0.21 U 0.64 
U 0.16 U 0.64 U 0.16 U 0.63 
U 0.16 U 0.59 U 0.16 U 0.59 
U 0.23 U 0.52 U 0.23 U 0.51 
U 0.24 U 0.99 U 0.24 U 0.98 
U 0.20 U 0.69 U 0.19 U 0.68 
U 0.74 2.17 0.55 J 1.63 
U 0.15 U 0.63 U 0.15 U 0.63 
J 0.16 U 0.58 U 0.16 U 0.58 
U 0.23 U 0.63 U 0.23 U 0.63 
U 0.20 U 0.70 U 0.19 U 0.70 
U 0.12 U 0.63 U 0.12 U 0.62 
U 0.28 U 0.82 U 0.28 U 0.81 
U 0.37 U 1.11 U 0.36 U 1.11 
U 0.25 U 0.99 U 0.25 U 0.98 
U 0.20 U 0.92 U 0.20 U 0.91 
U 0.25 U 1.20 U 0.24 U 1.19 
U 0.25 U 1.35 U 0.24 U 1.33 
U 0.25 U 1.01 U 0.25 U 1.00 
U 0.15 U 0.67 U 0.15 U 0.66 
J 0.17 U 0.59 U 0.17 U 0.58 
U 1.73 5.54 0.36 J 1.16 
U 0.25 U 1.55 U 0.24 U 1.54 
U 0.12 U 0.57 U 0.12 U 0.56 
J 0.16 J 0.67 J 0.13 U 0.55 
U 0.25 U 1.15 U 0.25 U 1.14 
U 0.45 U 1.64 U 0.45 U 1.62 
U 0.08 U 0.59 U 0.08 U 0.59 
U 0.25 U 1.34 U 0.25 U 1.33 
U 0.09 U 0.60 U 0.09 U 0.59 

AA-22B-02-C AA-22B-02-C 
22B Adhesive 22B Adhesive 

(ppbv) (ug/m3) 
12 D/T 

J 0.54 J 2.66 J 
J 0.58 J 1.21 J 
U 0.26 U 1.79 U 
U 0.26 U 0.65 U 
U 0.26 U 0.58 U 
U 0.26 U 0.99 U 
U 0.26 U 0.67 U 
U 0.85 U 1.59 U 
J 0.37 J 2.08 J 

12.19 28.94 
U 0.64 U 1.58 U 
U 0.19 U 0.56 U 
U 0.07 U 0.43 U 
U 0.50 U 1.97 U 
U 0.29 U 0.62 U 
U 0.25 U 1.92 U 
U 0.22 U 0.68 U 
U 0.26 U 0.89 U 
U 0.21 U 0.65 U 
U 0.16 U 0.65 U 
U 0.17 U 0.60 U 
U 0.23 U 0.53 U 
U 0.25 U 1.01 U 
U 0.20 U 0.70 U 
J 0.61 1.81 
U 0.15 U 0.65 U 
U 0.17 U 0.59 U 
U 0.23 U 0.64 U 
U 0.20 U 0.71 U 
U 0.12 U 0.64 U 
U 0.28 U 0.83 U 
U 0.37 U 1.13 U 
U 0.25 U 1.00 U 
U 0.20 U 0.93 U 
U 0.25 U 1.22 U 
U 0.25 U 1.37 U 
U 0.25 U 1.03 U 
U 0.15 U 0.68 U 
U 0.17 U 0.60 U 
J 1.78 5.68 
U 0.25 U 1.58 U 
U 0.12 U 0.58 U 
U 0.14 U 0.56 U 
U 0.25 U 1.17 U 
U 0.46 U 1.67 U 
U 0.09 U 0.60 U 
U 0.25 U 1.36 U 
U 0.09 U 0.61 U 

SF-BLK-01-C SF-BLK-01-C 
Method Blk Method Blk 

(ppbv) (ug/m3) 
10 D/T 

0.22 U 1.08 U 
0.21 U 0.44 U 
0.22 U 1.51 U 
0.22 U 0.55 U 
0.22 U 0.49 U 
0.22 U 0.84 U 
0.22 U 0.57 U 
0.72 U 1.35 U 
0.22 U 1.22 U 
0.56 J 1.32 J 
0.54 U 1.34 U 
0.16 U 0.47 U 
0.06 U 0.36 U 
0.42 U 1.66 U 
0.24 U 0.52 U 
0.21 U 1.63 U 
0.18 U 0.58 U 
0.22 U 0.75 U 
0.18 U 0.55 U 
0.14 U 0.55 U 
0.14 U 0.51 U 
0.20 U 0.45 U 
0.21 U 0.85 U 
0.17 U 0.59 U 
0.19 U 0.57 U 
0.13 U 0.55 U 
0.14 U 0.50 U 
0.20 U 0.54 U 
0.17 U 0.60 U 
0.10 U 0.54 U 
0.24 U 0.71 U 
0.32 U 0.96 U 
0.21 U 0.85 U 
0.17 U 0.79 U 
0.21 U 1.04 U 
0.21 U 1.16 U 
0.21 U 0.87 U 
0.13 U 0.57 U 
0.15 U 0.50 U 
0.21 U 0.68 U 
0.21 U 1.33 U 
0.10 U 0.49 U 
0.12 U 0.48 U 
0.21 U 0.99 U 
0.39 U 1.41 U 
0.07 U 0.51 U 
0.21 U 1.15 U 
0.08 U 0.52 U 



Table 2A. Summary of All Ambient Air VOC and Odor Data (ppbv, ug/m3, and D/T). 

TO-15 Methyl methacrylate 0.15 U 0.62 U 0.15 U 0.62 U 0.15 U 0.61 U 0.15 U 0.63 U 0.13 U 0.53 U 
TO-15 4-Methyl-2-pentanone 0.17 U 0.69 U 0.17 U 0.69 U 0.17 U 0.68 U 0.17 U 0.70 U 0.14 U 0.59 U 
TO-15 cis-1,3-Dichloropropene 0.26 U 1.16 U 0.26 U 1.16 U 0.25 U 1.15 U 0.26 U 1.18 U 0.22 U 1.00 U 
TO-15 Toluene 0.54 J 2.05 J 0.50 J 1.87 J 0.49 J 1.84 J 0.55 J 2.06 J 0.21 U 0.81 U 
TO-15 trans-1,3-Dichloropropene 0.25 U 1.14 U 0.25 U 1.14 U 0.25 U 1.13 U 0.26 U 1.16 U 0.22 U 0.98 U 
TO-15 1,1,2-Trichloroethane 0.25 U 1.35 U 0.25 U 1.35 U 0.24 U 1.33 U 0.25 U 1.37 U 0.21 U 1.16 U 
TO-15 Ethyl methacrylate 0.13 U 0.62 U 0.13 U 0.62 U 0.13 U 0.62 U 0.14 U 0.63 U 0.11 U 0.53 U 
TO-15 2-Hexanone 0.16 U 0.65 U 0.16 U 0.65 U 0.16 U 0.64 U 0.16 U 0.66 U 0.14 U 0.56 U 
TO-15 1,3-Dichloropropane 0.15 U 0.68 U 0.15 U 0.68 U 0.15 U 0.67 U 0.15 U 0.69 U 0.13 U 0.58 U 
TO-15 Octane 0.12 U 0.57 U 0.12 U 0.57 U 0.12 U 0.56 U 0.12 U 0.58 U 0.10 U 0.49 U 
TO-15 Dibromochloromethane 0.09 U 0.76 U 0.09 U 0.76 U 0.09 U 0.75 U 0.09 U 0.77 U 0.08 U 0.65 U 
TO-15 1,2-Dibromoethane 0.25 U 1.93 U 0.25 U 1.93 U 0.25 U 1.92 U 0.26 U 1.97 U 0.22 U 1.66 U 
TO-15 Tetrachloroethene 0.25 U 1.67 U 0.25 U 1.67 U 0.24 U 1.66 U 0.25 U 1.70 U 0.21 U 1.44 U 
TO-15 Chlorobenzene 0.25 U 1.14 U 0.25 U 1.14 U 0.24 U 1.13 U 0.25 U 1.15 U 0.21 U 0.98 U 
TO-15 1,1,1,2-Tetrachloroethane 0.09 U 0.63 U 0.09 U 0.63 U 0.09 U 0.63 U 0.09 U 0.64 U 0.08 U 0.54 U 
TO-15 Ethylbenzene 0.25 U 1.09 U 0.25 U 1.09 U 0.25 U 1.08 U 0.26 U 1.11 U 0.22 U 0.94 U 
TO-15 m,p-Xylenes 0.50 U 2.16 U 0.50 U 2.16 U 0.49 U 2.15 U 0.51 U 2.20 U 0.43 U 1.86 U 
TO-15 Nonane 0.11 U 0.56 U 0.11 U 0.56 U 0.11 U 0.55 U 0.11 U 0.57 U 0.09 U 0.48 U 
TO-15 Styrene 0.25 U 1.06 U 0.25 U 1.06 U 0.25 U 1.05 U 0.25 U 1.08 U 0.21 U 0.91 U 
TO-15 Bromoform 0.06 U 0.62 U 0.06 U 0.62 U 0.06 U 0.61 U 0.06 U 0.63 U 0.05 U 0.53 U 
TO-15 o-Xylene 0.25 U 1.07 U 0.25 U 1.07 U 0.24 U 1.06 U 0.25 U 1.09 U 0.21 U 0.92 U 
TO-15 1,1,2,2-Tetrachloroethane 0.25 U 1.69 U 0.25 U 1.69 U 0.24 U 1.68 U 0.25 U 1.72 U 0.21 U 1.46 U 
TO-15 1,2,3-Trichloropropane 0.11 U 0.66 U 0.11 U 0.66 U 0.11 U 0.66 U 0.11 U 0.67 U 0.09 U 0.57 U 
TO-15 t-1,4-Dichloro-2-butene 0.15 U 0.77 U 0.15 U 0.77 U 0.15 U 0.76 U 0.15 U 0.78 U 0.13 U 0.66 U 
TO-15 2-Chlorotoluene 0.12 U 0.61 U 0.12 U 0.61 U 0.12 U 0.61 U 0.12 U 0.62 U 0.10 U 0.53 U 
TO-15 4-Chlorotoluene 0.12 U 0.60 U 0.12 U 0.60 U 0.12 U 0.60 U 0.12 U 0.61 U 0.10 U 0.52 U 
TO-15 n-Propylbenzene 0.17 U 0.82 U 0.17 U 0.82 U 0.17 U 0.81 U 0.17 U 0.83 U 0.14 U 0.71 U 
TO-15 Isopropylbenzene 0.17 U 0.83 U 0.17 U 0.83 U 0.17 U 0.83 U 0.17 U 0.85 U 0.15 U 0.72 U 
TO-15 4-Ethyltoluene 0.14 U 0.68 U 0.14 U 0.68 U 0.14 U 0.67 U 0.14 U 0.69 U 0.12 U 0.58 U 
TO-15 1,3,5-Trimethylbenzene 0.26 U 1.26 U 0.26 U 1.26 U 0.25 U 1.25 U 0.26 U 1.28 U 0.22 U 1.08 U 
TO-15 Decane 0.11 U 0.66 U 0.11 U 0.66 U 0.11 U 0.65 U 0.11 U 0.67 U 0.10 U 0.56 U 
TO-15 tert-butyl benzene 0.15 U 0.81 U 0.15 U 0.81 U 0.15 U 0.80 U 0.15 U 0.82 U 0.13 U 0.70 U 
TO-15 1,2,4-Trimethylbenzene 0.25 U 1.21 U 0.25 U 1.21 U 0.24 U 1.20 U 0.25 U 1.23 U 0.21 U 1.04 U 
TO-15 i-Butylbenzene 0.15 U 0.81 U 0.15 U 0.81 U 0.15 U 0.80 U 0.15 U 0.82 U 0.13 U 0.70 U 
TO-15 sec-butylbenzene 0.16 U 0.86 U 0.16 U 0.86 U 0.16 U 0.86 U 0.16 U 0.88 U 0.14 U 0.74 U 
TO-15 1,3-Dichlorobenzene 0.25 U 1.48 U 0.25 U 1.48 U 0.24 U 1.47 U 0.25 U 1.51 U 0.21 U 1.27 U 
TO-15 Isopropyltoluene 0.15 U 0.85 U 0.15 U 0.85 U 0.15 U 0.84 U 0.16 U 0.86 U 0.13 U 0.73 U 
TO-15 Benzyl chloride 0.14 U 0.74 U 0.14 U 0.74 U 0.14 U 0.73 U 0.14 U 0.75 U 0.12 U 0.63 U 
TO-15 1,4-Dichlorobenzene 0.25 U 1.48 U 0.25 U 1.48 U 0.24 U 1.47 U 0.25 U 1.51 U 0.21 U 1.27 U 
TO-15 n-Butylbenzene 0.15 U 0.80 U 0.15 U 0.80 U 0.14 U 0.79 U 0.15 U 0.81 U 0.12 U 0.68 U 
TO-15 1,2-Dichlorobenzene 0.24 U 1.45 U 0.24 U 1.45 U 0.24 U 1.44 U 0.25 U 1.48 U 0.21 U 1.25 U 
TO-15 1,2-Dibromo-3-chloropropane 0.32 U 3.13 U 0.32 U 3.13 U 0.32 U 3.11 U 0.33 U 3.18 U 0.28 U 2.69 U 
TO-15 Tetraethyl lead 0.12 U 1.54 U 0.12 U 1.54 U 0.12 U 1.52 U 0.12 U 1.56 U 0.10 U 1.32 U 
TO-15 1,2,4-Trichlorobenzene 1.00 U 7.39 U 1.00 U 7.39 U 0.99 U 7.33 U 1.01 U 7.52 U 0.86 U 6.35 U 
TO-15 Naphthalene 0.21 U 1.12 U 0.21 U 1.12 U 0.21 U 1.11 U 0.25 J 1.29 J 0.18 U 0.96 U 
TO-15 Hexachlorobutadiene 0.50 U 5.31 U 0.50 U 5.31 U 0.49 U 5.27 U 0.51 U 5.40 U 0.43 U 4.57 U 

Bold- levels above reporting limits (RL) 
J- level above MDL but below RL 
U- level below MDL 
B- compound found in lab blank 
R- sample replicate 
Yellow highlighted samples indicate one or more samples reported above RL for the data set. 



Table 2B. Summary of Ambient Air VOC and Odor Data Above Reporting Limits (ppbv, ug/m3, D/T). 

METHOD 

Odor Panel 

TO-15 
TO-15 
TO-15 

COMPOUND 

Odor (Dilution/Threshold) 

Acetone 
2-Butanone 
Benzene 

AA-21B-01-C AA-21B-01-C 
21B Scraped 21B Scraped 

(ppbv) (ug/m3) 
13 D/T 

10.12 24.04 
0.23 U 0.67 
0.25 U 0.80 

AA-19B-01-C 
19B Adhesive 

(ppbv) 
11 D/T 

10.14 
U 0.74 
U 1.73 

AA-19B-01-C 
19B Adhesive 

(ug/m3) 

24.09 
2.17 
5.54 

AA-22B-01-C AA-22B-01-C 
22B Undisturb 22B Undisturb 

(ppbv) (ug/m3) 
16 D/T 

8.08 19.19 
0.55 J 1.63 
0.36 J 1.16 

AA-22B-02-C 
22B Adhesive 

(ppbv) 
12 D/T 

12.19 
J 0.61 
J 1.78 

AA-22B-02-C 
22B Adhesive 

(ug/m3) 

28.94 
1.81 
5.68 

SF-BLK-01-C SF-BLK-01-C 
Method Blk Method Blk 

(ppbv) (ug/m3) 
10 D/T 

0.56 J 1.32 J 
0.19 U 0.57 U 
0.21 U 0.68 U 

Bold- levels above reporting limits (RL) 
J- level above MDL but below RL 
U- level below MDL 
R- sample replicate 
Yellow highlighted samples indicate one or more samples reported above RL for the data set. 



Table 2C. Summary of Tentatively Identified Compounds by TO-15 Full Scan; Estimated Concentrations (ppbv). 

METHOD COMPOUND AA-21B-01-C AA-19B-01-C AA-22B-01-C AA-22B-02-C SF-BLK-01-C 
21B Scraped 19B Adhesive 22B Undisturb 22B Adhesive Method Blk 

(ppbv) (ppbv) (ppbv) (ppbv) (ppbv) 
Odor Panel Odor (Dilution/Threshold) 13 D/T 11 D/T 16 D/T 12 D/T 10 D/T 

TO-15 TIC Acetonitrile ND 1 ND 40 ND 
TO-15 TIC 1,3-Pentadiene 1 0.5 0.5 0.5 ND 
TO-15 TIC Butanal ND ND ND ND ND 
TO-15 TIC 2-Butanol ND ND ND ND ND 
TO-15 TIC Butyl Nitrite ND ND ND ND ND 
TO-15 TIC 2-Propyfuran ND ND ND 0.5 0.2 C 
TO-15 TIC 2-Pentanone ND ND ND ND ND 
TO-15 TIC Hexanal ND 0.5 0.5 0.5 ND 
TO-15 TIC Butyl Acetate ND ND ND ND ND 
TO-15 TIC Hexamethycyclotrisiloxane 1 5 0.5 ND ND 
TO-15 TIC 5-Methylhexanal or Hexanal ND 0.5 0.2 ND ND 
TO-15 TIC 3,5-Diphenyl-1,2,4-Trioxolane ND 1 0.2 0.5 1 C 
TO-15 TIC Siloxane Type Compound ND 0.5 ND ND ND 
TO-15 TIC sec-Butyl Butyrate ND ND ND ND ND 
TO-15 TIC Octanal 0.5 0.5 0.2 ND ND 
TO-15 TIC 2-Ethylhexanol 0.6 0.5 ND ND ND 
TO-15 TIC d-Limonene 0.5 0.2 ND 0.5 ND 
TO-15 TIC Nonanal 1 0.5 0.5 0.5 ND 
TO-15 TIC Siloxane Type Compound 1 0.2 ND ND ND 
TO-15 TIC bis(1-methylethyl) Benzene ND ND ND ND ND 
TO-15 TIC Decanal 0.5 0.5 0.2 0.2 ND 

Note- TICs are 'estimated concentrations'; not quantitative 
C- Carry over from previous sample; false positive 
Highlight indicates that the compound was identified in the data set in one or more samples 



Table 3A. Summary of All Flux Data for VOCs and Odor (ug/m2,min-1 and D/T per m2,min-1). 

METHOD 

Odor Panel 

TO-15 
TO-15 
TO-15 
TO-15 
TO-15 
TO-15 
TO-15 
TO-15 
TO-15 
TO-15 
TO-15 
TO-15 
TO-15 
TO-15 
TO-15 
TO-15 
TO-15 
TO-15 
TO-15 
TO-15 
TO-15 
TO-15 
TO-15 
TO-15 
TO-15 
TO-15 
TO-15 
TO-15 
TO-15 
TO-15 
TO-15 
TO-15 
TO-15 
TO-15 
TO-15 
TO-15 
TO-15 
TO-15 
TO-15 
TO-15 
TO-15 
TO-15 
TO-15 
TO-15 
TO-15 
TO-15 
TO-15 
TO-15 
TO-15 
TO-15 

COMPOUND 

Odor (D/T)/m2,min-1 

Dichlorodifluoromethane 
Chloromethane 
Freon 114 
Vinyl chloride 
1,3-Butadiene 
Bromomethane 
Chloroethane 
Ethanol 
Trichlorofluoromethane 
Acetone 
2-propanol 
t-Butanol 
Methyl iodide 
1,1-Dichloroethene 
Acrylonitrile 
Freon 113 
Allyl chloride 
Dichloromethane 
Carbon disulfide 
trans-1,2-Dichloroethene 
Methyl tert butyl ether 
Propionitrile 
1,1-Dichloroethane 
Vinyl acetate 
2-Butanone 
Diisopropyl ether 
Hexane 
Methacrylonitrile 
Ethyl acetate 
Bromochloromethane 
Tetrahydrofuran 
Isobutyl alcohol 
cis-1,2-Dichloroethene 
2,2-Dichloropropane 
Chloroform 
1,1,1-Trichloroethane 
1,2-Dichloroethane 
1,1-Dichloropropene 
Cyclohexane 
Benzene 
Carbon tetrachloride 
2,2,4-Trimethylpentane 
n-Heptane 
1,2-Dichloropropane 
1,4 Dioxane 
Dibromomethane 
Trichloroethene 
Bromodichloromethane 
Methyl methacrylate 
4-Methyl-2-pentanone 

SF-21B-01-C 
ug/m2,min-1 

Scraped Floor 
Location #1 

0.65 

0.047 
0.019 
0.066 
0.024 
0.022 
0.037 
0.025 
0.059 
0.053 
0.167 
0.059 
0.021 
0.016 
0.073 
0.023 
0.071 
0.025 
0.033 
0.024 
0.024 
0.022 
0.020 
0.037 
0.026 
0.025 
0.024 
0.022 
0.023 
0.027 
0.023 
0.031 
0.042 
0.037 
0.034 
0.045 
0.050 
0.038 
0.025 
0.022 
0.030 
0.058 
0.021 
0.021 
0.043 
0.062 
0.022 
0.050 
0.022 
0.023 
0.026 

SF-21B-02-C SF-19B-01-C 
ug/m2,min-1 ug/m2,min-1 

Scraped Floor Adhesive 
Location #2 Location #1 

0.62 3.7 

U 0.047 U 0.048 U 
U 0.019 U 0.019 U 
U 0.066 U 0.067 U 
U 0.024 U 0.024 U 
U 0.022 U 0.022 U 
U 0.037 U 0.037 U 
U 0.025 U 0.025 U 
U 0.059 U 0.059 U 
U 0.053 U 0.054 U 

0.122 0.723 
U 0.059 U 0.059 U 
U 0.021 U 0.021 U 
U 0.016 U 0.016 U 
U 0.073 U 0.073 U 
U 0.023 U 0.023 U 
U 0.071 U 0.072 U 
U 0.025 U 0.025 U 
U 0.033 U 0.033 U 
U 0.024 U 0.024 U 
U 0.024 U 0.024 U 
U 0.022 U 0.022 U 
U 0.020 U 0.020 U 
U 0.037 U 0.037 U 
U 0.026 U 0.026 U 
U 0.025 U 0.405 
U 0.024 U 0.024 U 
U 0.022 U 0.022 U 
U 0.023 U 0.024 U 
U 0.027 U 0.027 U 
U 0.023 U 0.024 U 
U 0.031 U 0.031 U 
U 0.042 U 0.042 U 
U 0.037 U 0.037 U 
U 0.034 U 0.035 U 
U 0.045 U 0.045 U 
U 0.050 U 0.051 U 
U 0.038 U 0.038 U 
U 0.025 U 0.025 U 
U 0.022 U 0.022 U 
U 0.030 U 1.447 
U 0.058 U 0.059 U 
U 0.021 U 0.022 U 
U 0.021 U 0.021 U 
U 0.043 U 0.044 U 
U 0.062 U 0.062 U 
U 0.022 U 0.023 U 
U 0.050 U 0.051 U 
U 0.022 U 0.023 U 
U 0.023 U 0.023 U 
U 0.026 U 0.026 U 

SF-19B-02-C 
ug/m2,min-1 

Adhesive 
Location #2 

3.7 

NS 
NS 
NS 
NS 
NS 
NS 
NS 
NS 
NS 
NS 
NS 
NS 
NS 
NS 
NS 
NS 
NS 
NS 
NS 
NS 
NS 
NS 
NS 
NS 
NS 
NS 
NS 
NS 
NS 
NS 
NS 
NS 
NS 
NS 
NS 
NS 
NS 
NS 
NS 
NS 
NS 
NS 
NS 
NS 
NS 
NS 
NS 
NS 
NS 
NS 

SF-22B-01-C SF-22B-02-C SF-22B-03-C 
ug/m2,min-1 ug/m2,min-1 ug/m2,min-1 

Tile Tile Adhesive 
Location #1 Location #2 Location #1 

0.46 0.42 1.2 

0.048 U 0.049 U 0.047 U 
0.019 U 0.020 U 0.019 U 
0.067 U 0.068 U 0.066 U 
0.024 U 0.025 U 0.024 U 
0.022 U 0.022 U 0.022 U 
0.037 U 0.038 U 0.037 U 
0.025 U 0.026 U 0.025 U 
0.059 U 0.061 U 0.109 J 
0.054 U 0.055 U 0.053 U 
0.607 0.124 0.819 
0.059 U 0.060 U 0.059 U 
0.021 U 0.022 U 0.047 J 
0.016 U 0.017 U 0.016 U 
0.073 U 0.075 U 0.073 U 
0.023 U 0.023 U 0.023 U 
0.072 U 0.074 U 0.071 U 
0.025 U 0.026 U 0.025 U 
0.033 U 0.034 U 0.033 U 
0.072 0.025 U 0.024 U 
0.024 U 0.025 U 0.024 U 
0.022 U 0.023 U 0.022 U 
0.020 U 0.020 U 0.020 U 
0.037 U 0.039 U 0.037 U 
0.026 U 0.027 U 0.026 U 
0.121 0.026 U 0.369 
0.024 U 0.025 U 0.024 U 
0.022 U 0.022 U 0.022 U 
0.024 U 0.025 U 0.023 U 
0.027 U 0.027 U 0.027 U 
0.024 U 0.024 U 0.023 U 
0.031 U 0.032 U 0.031 U 
0.042 U 0.043 U 0.042 U 
0.037 U 0.039 U 0.037 U 
0.035 U 0.035 U 0.034 U 
0.045 U 0.047 U 0.045 U 
0.051 U 0.052 U 0.050 U 
0.038 U 0.039 U 0.038 U 
0.025 U 0.026 U 0.025 U 
0.022 U 0.023 U 0.022 U 
0.060 J 0.055 J 2.124 
0.059 U 0.060 U 0.058 U 
0.022 U 0.022 U 0.021 U 
0.021 U 0.022 U 0.021 U 
0.044 U 0.045 U 0.043 U 
0.062 U 0.064 U 0.062 U 
0.023 U 0.023 U 0.022 U 
0.051 U 0.052 U 0.050 U 
0.023 U 0.023 U 0.022 U 
0.023 U 0.024 U 0.023 U 
0.026 U 0.027 U 0.034 J 

SF-22B-03R-C 
ug/m2,min-1 

Adhesive 
Repl Sample 

0.81 

0.048 
0.019 
0.067 
0.024 
0.022 
0.037 
0.025 
0.059 
0.054 
0.486 
0.059 
0.021 
0.016 
0.073 
0.023 
0.072 
0.025 
0.033 
0.024 
0.024 
0.022 
0.020 
0.037 
0.026 
0.229 
0.024 
0.022 
0.024 
0.027 
0.024 
0.031 
0.042 
0.037 
0.035 
0.045 
0.051 
0.038 
0.025 
0.022 
1.480 
0.059 
0.022 
0.021 
0.044 
0.062 
0.023 
0.051 
0.023 
0.023 
0.026 

SF-22B-04-C SF-BLK-01-C 
ug/m2,min-1 ug/m2,min-1 

Adhesive Method 
Location #2 Blank 

0.89 0.39 

U 0.049 U 0.042 U 
U 0.020 U 0.017 U 
U 0.068 U 0.058 U 
U 0.025 U 0.021 U 
U 0.022 U 0.019 U 
U 0.038 U 0.032 U 
U 0.026 U 0.022 U 
U 0.061 U 0.052 U 
U 0.055 U 0.047 U 

0.050 U 0.051 J 
U 0.060 U 0.052 U 
U 0.022 U 0.018 U 
U 0.017 U 0.014 U 
U 0.075 U 0.064 U 
U 0.023 U 0.020 U 
U 0.074 U 0.063 U 
U 0.026 U 0.022 U 
U 0.034 U 0.029 U 
U 0.025 U 0.021 U 
U 0.025 U 0.021 U 
U 0.023 U 0.020 U 
U 0.020 U 0.017 U 
U 0.039 U 0.033 U 
U 0.027 U 0.023 U 

0.026 U 0.022 U 
U 0.025 U 0.021 U 
U 0.022 U 0.019 U 
U 0.025 U 0.021 U 
U 0.027 U 0.023 U 
U 0.024 U 0.021 U 
U 0.032 U 0.027 U 
U 0.043 U 0.037 U 
U 0.039 U 0.033 U 
U 0.035 U 0.030 U 
U 0.047 U 0.040 U 
U 0.052 U 0.045 U 
U 0.039 U 0.033 U 
U 0.026 U 0.022 U 
U 0.023 U 0.019 U 

0.042 J 0.026 U 
U 0.060 U 0.051 U 
U 0.022 U 0.019 U 
U 0.022 U 0.018 U 
U 0.045 U 0.038 U 
U 0.064 U 0.054 U 
U 0.023 U 0.020 U 
U 0.052 U 0.044 U 
U 0.023 U 0.020 U 
U 0.024 U 0.020 U 
U 0.027 U 0.023 U 



Table 3A. Summary of All Flux Data for VOCs and Odor (ug/m2,min-1 and D/T per m2,min-1). 

TO-15 cis-1,3-Dichloropropene 0.044 U 0.044 U 0.044 U NS 0.044 U 0.045 U 0.044 U 0.044 U 0.045 U 0.039 U 
TO-15 Toluene 0.038 J 0.035 U 0.035 U NS 0.040 J 0.037 U 0.041 J 0.036 J 0.037 U 0.031 U 
TO-15 trans-1,3-Dichloropropene 0.043 U 0.043 U 0.043 U NS 0.043 U 0.044 U 0.043 U 0.043 U 0.044 U 0.038 U 
TO-15 1,1,2-Trichloroethane 0.050 U 0.050 U 0.051 U NS 0.051 U 0.052 U 0.050 U 0.051 U 0.052 U 0.045 U 
TO-15 Ethyl methacrylate 0.023 U 0.023 U 0.023 U NS 0.023 U 0.024 U 0.023 U 0.023 U 0.024 U 0.020 U 
TO-15 2-Hexanone 0.024 U 0.024 U 0.025 U NS 0.025 U 0.035 J 0.044 J 0.037 J 0.025 U 0.022 U 
TO-15 1,3-Dichloropropane 0.025 U 0.025 U 0.026 U NS 0.026 U 0.026 U 0.025 U 0.026 U 0.026 U 0.022 U 
TO-15 Octane 0.021 U 0.021 U 0.022 U NS 0.022 U 0.022 U 0.041 J 0.022 U 0.022 U 0.019 U 
TO-15 Dibromochloromethane 0.028 U 0.028 U 0.028 U NS 0.028 U 0.029 U 0.028 U 0.028 U 0.029 U 0.025 U 
TO-15 1,2-Dibromoethane 0.073 U 0.073 U 0.073 U NS 0.073 U 0.075 U 0.073 U 0.073 U 0.075 U 0.064 U 
TO-15 Tetrachloroethene 0.063 U 0.063 U 0.064 U NS 0.064 U 0.065 U 0.063 U 0.064 U 0.065 U 0.055 U 
TO-15 Chlorobenzene 0.043 U 0.043 U 0.043 U NS 0.043 U 0.044 U 0.043 U 0.043 U 0.044 U 0.038 U 
TO-15 1,1,1,2-Tetrachloroethane 0.024 U 0.024 U 0.024 U NS 0.024 U 0.025 U 0.024 U 0.024 U 0.025 U 0.021 U 
TO-15 Ethylbenzene 0.041 U 0.041 U 0.041 U NS 0.041 U 0.042 U 0.041 U 0.041 U 0.042 U 0.036 U 
TO-15 m,p-Xylenes 0.081 U 0.081 U 0.082 U NS 0.082 U 0.084 U 0.081 U 0.082 U 0.084 U 0.072 U 
TO-15 Nonane 0.021 U 0.021 U 0.021 U NS 0.021 U 0.022 U 0.021 U 0.021 U 0.022 U 0.018 U 
TO-15 Styrene 0.040 U 0.040 U 0.040 U NS 0.040 U 0.041 U 0.040 U 0.040 U 0.041 U 0.035 U 
TO-15 Bromoform 0.023 U 0.023 U 0.023 U NS 0.023 U 0.024 U 0.023 U 0.023 U 0.024 U 0.020 U 
TO-15 o-Xylene 0.040 U 0.040 U 0.040 U NS 0.040 U 0.042 U 0.040 U 0.040 U 0.042 U 0.035 U 
TO-15 1,1,2,2-Tetrachloroethane 0.064 U 0.064 U 0.064 U NS 0.064 U 0.066 U 0.064 U 0.064 U 0.066 U 0.056 U 
TO-15 1,2,3-Trichloropropane 0.025 U 0.025 U 0.025 U NS 0.025 U 0.026 U 0.025 U 0.025 U 0.026 U 0.022 U 
TO-15 t-1,4-Dichloro-2-butene 0.029 U 0.029 U 0.029 U NS 0.029 U 0.030 U 0.029 U 0.029 U 0.030 U 0.025 U 
TO-15 2-Chlorotoluene 0.023 U 0.023 U 0.023 U NS 0.023 U 0.024 U 0.023 U 0.023 U 0.024 U 0.020 U 
TO-15 4-Chlorotoluene 0.023 U 0.023 U 0.023 U NS 0.023 U 0.023 U 0.023 U 0.023 U 0.023 U 0.020 U 
TO-15 n-Propylbenzene 0.031 U 0.031 U 0.031 U NS 0.031 U 0.032 U 0.031 U 0.031 U 0.032 U 0.027 U 
TO-15 Isopropylbenzene 0.031 U 0.031 U 0.032 U NS 0.032 U 0.032 U 0.031 U 0.032 U 0.032 U 0.028 U 
TO-15 4-Ethyltoluene 0.025 U 0.025 U 0.025 U NS 0.025 U 0.026 U 0.025 U 0.025 U 0.026 U 0.022 U 
TO-15 1,3,5-Trimethylbenzene 0.047 U 0.047 U 0.048 U NS 0.048 U 0.049 U 0.047 U 0.048 U 0.049 U 0.042 U 
TO-15 Decane 0.025 U 0.025 U 0.025 U NS 0.025 U 0.025 U 0.025 U 0.025 U 0.025 U 0.022 U 
TO-15 tert-butyl benzene 0.030 U 0.030 U 0.031 U NS 0.031 U 0.032 U 0.030 U 0.031 U 0.032 U 0.027 U 
TO-15 1,2,4-Trimethylbenzene 0.045 U 0.045 U 0.046 U NS 0.046 U 0.047 U 0.045 U 0.046 U 0.047 U 0.040 U 
TO-15 i-Butylbenzene 0.030 U 0.030 U 0.031 U NS 0.031 U 0.032 U 0.030 U 0.031 U 0.032 U 0.027 U 
TO-15 sec-butylbenzene 0.032 U 0.032 U 0.033 U NS 0.033 U 0.033 U 0.032 U 0.033 U 0.033 U 0.028 U 
TO-15 1,3-Dichlorobenzene 0.056 U 0.056 U 0.056 U NS 0.056 U 0.058 U 0.056 U 0.056 U 0.058 U 0.049 U 
TO-15 Isopropyltoluene 0.032 U 0.032 U 0.032 U NS 0.032 U 0.033 U 0.032 U 0.032 U 0.033 U 0.028 U 
TO-15 Benzyl chloride 0.028 U 0.028 U 0.028 U NS 0.028 U 0.028 U 0.028 U 0.028 U 0.028 U 0.024 U 
TO-15 1,4-Dichlorobenzene 0.056 U 0.056 U 0.056 U NS 0.056 U 0.058 U 0.056 U 0.056 U 0.058 U 0.049 U 
TO-15 n-Butylbenzene 0.030 U 0.030 U 0.030 U NS 0.030 U 0.031 U 0.030 U 0.030 U 0.031 U 0.026 U 
TO-15 1,2-Dichlorobenzene 0.055 U 0.055 U 0.055 U NS 0.055 U 0.057 U 0.055 U 0.055 U 0.057 U 0.048 U 
TO-15 1,2-Dibromo-3-chloropropane 0.117 U 0.117 U 0.119 U NS 0.119 U 0.122 U 0.117 U 0.119 U 0.122 U 0.104 U 
TO-15 Tetraethyl lead 0.058 U 0.058 U 0.058 U NS 0.058 U 0.060 U 0.058 U 0.058 U 0.060 U 0.051 U 
TO-15 1,2,4-Trichlorobenzene 0.278 U 0.278 U 0.280 U NS 0.280 U 0.287 U 0.278 U 0.280 U 0.287 U 0.244 U 
TO-15 Naphthalene 0.042 U 0.042 U 0.042 U NS 0.042 U 0.044 U 0.042 U 0.042 U 0.044 U 0.037 U 
TO-15 Hexachlorobutadiene 0.199 U 0.199 U 0.201 U NS 0.201 U 0.206 U 0.199 U 0.201 U 0.206 U 0.176 U 

Bold- levels above reporting limits (RL) 
J- level above MDL but below RL 
U- level below MDL 
R- sample replicate 
Yellow highlighted samples indicate one or more samples reported above RL for the data set. 
Flux = (ug/m3)(0.005 m3/min)/(0.13 m2) = (ug/m3)(0.0385) ug/m2,min-1 
NS- not sampled; sample collection error 

http:m3/min)/(0.13


Table 3B. Summary of All VOC and Odor Flux Data Above Reporting Limits (ug/m2,min-1, D/T per m2,min-1). 

METHOD 

Odor Panel 

TO-15 
TO-15 
TO-15 
TO-15 

COMPOUND 

Odor (D/T)/m2,min-1 

Acetone 
Carbon disulfide 
2-Butanone 
Benzene 

SF-21B-01-C 
ug/m2,min-1 

Scraped Floor 
Location #1 

0.65 

0.167 
0.024 
0.025 
0.030 

SF-21B-02-C SF-19B-01-C 
ug/m2,min-1 ug/m2,min-1 

Scraped Floor Adhesive 
Location #2 Location #1 

0.62 3.7 

0.122 0.723 
U 0.024 U 0.024 U 
U 0.025 U 0.405 
U 0.030 U 1.447 

SF-19B-02-C 
ug/m2,min-1 

Adhesive 
Location #2 

3.7 

NS 
NS 
NS 
NS 

SF-22B-01-C SF-22B-02-C SF-22B-03-C 
ug/m2,min-1 ug/m2,min-1 ug/m2,min-1 

Tile Tile Adhesive 
Location #1 Location #2 Location #1 

0.46 0.42 1.2 

0.607 0.124 0.819 
0.072 0.025 U 0.024 U 
0.121 0.026 U 0.369 
0.060 J 0.055 J 2.124 

SF-22B-03R-C 
ug/m2,min-1 

Adhesive 
Repl Sample 

0.81 

0.486 
0.024 
0.229 
1.480 

SF-22B-04-C SF-BLK-01-C 
ug/m2,min-1 ug/m2,min-1 

Adhesive Method 
Location #2 Blank 

0.89 0.39 

0.050 U 0.051 J 
U 0.025 U 0.021 U 

0.026 U 0.022 U 
0.042 J 0.026 U 

Bold- levels above reporting limits (RL) 
J- level above MDL but below RL 
U- level below MDL 
B- compound found in lab blank 
R- sample replicate 
Yellow highlighted samples indicate one or more samples reported above RL for the data set. 
Flux = (ug/m3)(0.005 m3/min)/(0.13 m2) = (ug/m3)(0.0385) ug/m2,min-1 
NS- not sampled; sample collection error 

http:m3/min)/(0.13


Table 3C. Summary of Tentatively Identified Compounds by TO-15 Full Scan; Estimated Concentrations (ppbv). 

METHOD 

Odor Panel 

TO-15 TIC 
TO-15 TIC 
TO-15 TIC 
TO-15 TIC 
TO-15 TIC 
TO-15 TIC 
TO-15 TIC 
TO-15 TIC 
TO-15 TIC 
TO-15 TIC 
TO-15 TIC 
TO-15 TIC 
TO-15 TIC 
TO-15 TIC 
TO-15 TIC 
TO-15 TIC 
TO-15 TIC 
TO-15 TIC 
TO-15 TIC 
TO-15 TIC 
TO-15 TIC 

COMPOUND 

Odor (D/T) 

Acetonitrile 
1,3-Pentadiene 
Butanal 
2-Butanol 
Butyl Nitrite 
2-Propyfuran 
2-Pentanone 
Hexanal 
Butyl Acetate 
Hexamethycyclotrisiloxane 
5-Methylhexanal or Hexanal 
3,5-Diphenyl-1,2,4-Trioxolane 
Siloxane Type Compound 
sec-Butyl Butyrate 
Octanal 
2-Ethylhexanol 
d-Limonene 
Nonanal 
Siloxane Type Compound 
bis(1-methylethyl) Benzene 
Decanal 

SF-21B-01-C 
(ppbv) 

Scraped Floor 
Location #1 

17 

ND 
ND 
ND 
ND 
ND 
0.2 
ND 
ND 
ND 
ND 
ND 
ND 
ND 
ND 
ND 
ND 
ND 
0.2 
ND 
ND 
ND 

SF-21B-02-C 
(ppbv) 

Scraped Floor 
Location #2 

16 

ND 
ND 
ND 
ND 
ND 
0.2 
ND 
0.2 
ND 
0.2 
ND 
ND 
ND 
ND 
ND 
ND 
ND 
0.2 
ND 
ND 
ND 

SF-19B-01-C 
(ppbv) 

Adhesive 
Location #1 

97 

ND 
ND 
0.2 
ND 
ND 
10 
0.5 
ND 
1 

ND 
ND 
0.2 
ND 
ND 
ND 
ND 
ND 
ND 
ND 
ND 
ND 

SF-19B-02-C 
(ppbv) 

Adhesive 
Location #2 

97 

NS 
NS 
NS 
NS 
NS 
NS 
NS 
NS 
NS 
NS 
NS 
NS 
NS 
NS 
NS 
NS 
NS 
NS 
NS 
NS 
NS 

SF-22B-01-C 
(ppbv) 

Tile 
Location #1 

12 

ND 
ND 
ND 
ND 
ND 
0.2 
ND 
0.2 
ND 
0.5 
ND 
0.5 
ND 
ND 
0.2 
2 

ND 
0.5 
ND 
ND 
0.2 

SF-22B-02-C 
(ppbv) 

Tile 
Location #2 

11 

ND 
ND 
ND 
ND 
ND 
0.2 
ND 
ND 
ND 
ND 
ND 
0.2 
ND 
ND 
ND 
0.2 
ND 
ND 
ND 
ND 
ND 

SF-22B-03-C 
(ppbv) 

Adhesive 
Location #1 

32 

57 
ND 
0.5 
0.5 
ND 
30 
1 

0.2 
5 

0.2 
ND 
40 
ND 
0.5 
ND 
0.2 
ND 
ND 
ND 
ND 
ND 

SF-22B-03R-C 
(ppbv) 

Adhesive 
Repl Sample 

21 

42 
ND 
0.5 
ND 
30 
40 
0.5 
0.2 
5 
5 

0.2 
45 
1 
1 

ND 
ND 
ND 
ND 
1 

0.2 
ND 

SF-22B-04-C 
(ppbv) 

Adhesive 
Location #2 

23 

ND 
ND 
ND 
ND 
ND 
ND 
ND 
ND 
ND 
ND 
ND 
0.2 
ND 
ND 
ND 
ND 
ND 
ND 
ND 
ND 
ND 

SF-BLK-01-C 
(ppbv) 
Method 
Blank 

10 

ND 
ND 
ND 
ND 
ND 
0.2 C 
ND 
ND 
ND 
ND 
ND 
1 C 

ND 
ND 
ND 
ND 
ND 
ND 
ND 
ND 
ND 

Note- TICs are 'estimated concentrations'; not quantitative 
C- Carry over from previous sample; false positive 
Highlight indicates that the compound was identified in the data set in one or more samples 
NS- not sampled; sample collection error 



Table 4. Summary of the Aldehyde Flux Data (ug/m2,min-1). 

METHOD COMPOUND SF-22B-01-C SF-22B-02-C 
ug/m2,min-1 ug/m2,min-1 

Tile Tile 
Location #1 Location #2 

Odor Panel Odor (D/T)/m2,min-1 0.46 0.42 

TO-11 Formaldehyde 0.270 U 0.270 U 
TO-11 Acetaldehyde 0.270 U 0.270 U 
TO-11 Acrolein 0.270 U 0.270 U 
TO-11 Acetone 0.680 0.620 
TO-11 Propionaldehyde 0.270 U 0.270 U 
TO-11 Crotonaldehyde 0.270 U 0.270 U 
TO-11 Butyraldehyde 0.270 0.292 
TO-11 Benzaldehyde 0.270 U 0.270 U 
TO-11 Isoveraldehyde 0.270 U 0.270 U 
TO-11 Valeraldehyde 0.357 0.400 
TO-11 o-Tolualdehyde 0.270 U 0.270 U 
TO-11 m-Tolualdehyde 0.270 U 0.270 U 
TO-11 p-Tolualdehyde 0.270 U 0.270 U 
TO-11 Hexaldehyde 0.270 U 0.270 U 
TO-11 2,5-Dimethylbenzaldehyde 0.270 U 0.270 U 

Bold- levels above reporting limits (RL) 
J- level above MDL but below RL 
U- level below MDL 
Yellow highlighted samples indicate one or more samples reported above RL for the data set. 
Flux = (ug/m3)(0.005 m3/min)/(0.13 m2) = (ug/m3)(0.0385) ug/m2,min-1 

http:m3/min)/(0.13


Table 5. Summary of Ambient Air Data MVOC TO-15 SIM Analysis- Estimated Concentrations (ppbv). 

METHOD COMPOUND AA-21B-01-C AA-19B-01-C AA-22B-01-C AA-22B-02-C SF-BLK-01-C 
21B Scraped 19B Adhesive 22B Undisturb 22B Adhesive Method Blk 

(ppbv) (ppbv) (ppbv) (ppbv) (ppbv) 
Odor Panel Odor (Dilution/Threshold) 13 D/T 11 D/T 16 D/T 12 D/T 10 D/T 

Microbial VOCs (MVOCs) 
TO-15 SIM Furans and Methyl Furans ND 2 ND 1 ND 
TO-15 SIM t-Amyl Alcohol ND ND ND ND ND 
TO-15 SIM Methyl Propanols ND ND ND ND ND 
TO-15 SIM Pentanols ND ND ND ND ND 
TO-15 SIM Butanols and Methy Butanols ND ND ND ND ND 
TO-15 SIM Pentanones ND ND ND ND ND 
TO-15 SIM Hexanones ND ND ND ND ND 
TO-15 SIM Heptanones ND ND ND ND ND 
TO-15 SIM Octenonis ND ND ND ND ND 
TO-15 SIM Octanones ND ND ND ND ND 
TO-15 SIM 2-Isopropyl-3-Methoxypyrazine ND ND ND ND ND 
TO-15 SIM 2-Methyl-Isoborneol ND ND ND ND ND 

Note- MVOCs are 'estimated concentrations'; not quantitative- fingerprint type analysis 
Highlight indicates that the compound was identified in the data set in one or more samples 



Table 6. Summary of MVOC Data for the Surface Flux Samples, TO-15 SIM; Estimated Concentration (ppbv). 

METHOD 

Odor Panel 

TO-15 SIM 
TO-15 SIM 
TO-15 SIM 
TO-15 SIM 
TO-15 SIM 
TO-15 SIM 
TO-15 SIM 
TO-15 SIM 
TO-15 SIM 
TO-15 SIM 
TO-15 SIM 
TO-15 SIM 

COMPOUND 

Odor (D/T) 

Microbial VOCs (MVOCs) 
Furans and Methyl Furans 
t-Amyl Alcohol 
Methyl Propanols 
Pentanols 
Butanols and Methy Butanols 
Pentanones 
Hexanones 
Heptanones 
Octenonis 
Octanones 
2-Isopropyl-3-Methoxypyrazine 
2-Methyl-Isoborneol 

SF-21B-01-C 
(ppbv) 

Scraped Floor 
Location #1 

17 

0.5 
ND 
ND 
ND 
ND 
ND 
ND 
ND 
ND 
ND 
ND 
ND 

SF-21B-02-C 
(ppbv) 

Scraped Floor 
Location #2 

16 

0.5 
ND 
ND 
ND 
ND 
ND 
ND 
ND 
ND 
ND 
ND 
ND 

SF-19B-01-C 
(ppbv) 

Adhesive 
Location #1 

97 

>5 
ND 
ND 
ND 
ND 
ND 
ND 
ND 
ND 
ND 
ND 
ND 

SF-19B-02-C 
(ppbv) 

Adhesive 
Location #2 

97 

NS 
NS 
NS 
NS 
NS 
NS 
NS 
NS 
NS 
NS 
NS 
NS 

SF-22B-01-C 
(ppbv) 

Tile 
Location #1 

12 

0.5 
ND 
ND 
ND 
ND 
ND 
ND 
ND 
ND 
ND 
ND 
ND 

SF-22B-02-C 
(ppbv) 

Tile 
Location #2 

11 

ND 
ND 
ND 
ND 
ND 
ND 
1 

ND 
ND 
ND 
ND 
ND 

SF-22B-03-C SF-22B-03R-C 
(ppbv) (ppbv) 

Adhesive Adhesive 
Location #1 Repl Sample 

32 21 

>5 a >5 
ND ND 
ND ND 
ND ND 
ND ND 
ND ND 
1 b ND 

ND ND 
ND ND 
ND ND 
ND ND 
ND ND 

SF-22B-04-C 
(ppbv) 

Adhesive 
Location #2 

23 

a ND 
ND 
ND 
ND 
ND 
ND 
ND 
ND 
ND 
ND 
ND 
ND 

SF-BLK-01-C 
(ppbv) 
Method 
Blank 

10 

ND 
ND 
ND 
ND 
ND 
ND 
ND 
ND 
ND 
ND 
ND 
ND 

Note- MVOCs are 'estimated concentrations'; not quantitative- fingerprint type analysis 
Highlight indicates that the compound was identified in the data set in one or more samples 
NS- not sampled; sample collection error 
a- See full scan TIC 
b- See full scan report 
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