
LCD No. 2372.02-572
Table 1: Results for pH Testing BOE VCT Investigation 

Room 
Test 
Date 

Temp. 
(ºF) 

Humidity 
(%) 

Location 1 Location 2 Location 3 

pH Paper Meter pH Paper Meter pH Paper Meter 

24 Electrical 5/1/2011 8 

24C 9/3/2011 74.4 41.3 9 9.58 

23 Electrical 5/1/2011 8+ 

23B 9/3/2011 73.1 46.0 11 11.00 9 10.86 8 10.09 

23C 9/3/2011 72.8 49.6 11 11.33 

22 Electrical 5/1/2011 10+ 

22B 5/2/2011 10+ 10+ 12 

22D 9/3/2011 77.1 38.8 11 11.18 

22 Storage 9/3/2011 10 10.97 10 10.96 

21B 5/1/2011 11 10+ 

21B 6/2/2011 75.8 45.3 12 12 9+ 

20 Electrical 5/1/2011 8+ 

20B 9/4/2011 10 10.86 11 11.09 9 10.26 

2006 8/12/2011 10 9 

2006 9/4/2011 9+ 10.40 10 10.61 

19 Electrical 5/1/2011 9+ 

19A 8/12/2011 7+ 8 

19A 9/4/2011 74.4 48.0 11 10.98 10 10.62 

19B 5/2/2011 10+ 10 

19B 9/4/2011 9 10.25 9 10.64 10 10.64 

19C 8/12/2011 9 8 

19C 9/4/2011 74.9 50.3 10 10.53 10+ 10.69 

1911 9/4/2011 9 10.53 8+ 9.91 

18 Electrical 5/1/2011 10 

17 Electrical 5/1/2011 10 

17A 9/22/2011 74.1 40.4 9 9.53 10 10.65 

17B 9/22/2011 72.5 46.2 10 10.87 10+ 11.05 10 10.69 

1708 9/22/2011 73.9 43.6 9+ 10.41 12 11.44 
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1712 9/22/2011 75.2 41.5 10+ 11.18 

16 Electrical 5/1/2011 8+ 

15 Electrical 5/1/2011 9 

14 Electrical 5/1/2011 7+ 

14B 9/4/2011 74.7 56.5 10+ 10.72 10+ 10.56 10+ 10.76 

1405 9/4/2011 73.4 53.2 11 10.88 10+ 10.70 

11 Mail 
Phones 

9/4/2011 73.8 55.3 11 10.81 11 10.84 

8A 10/2/2011 75.9 52.2 10+ 11.40 

804 9/22/2011 73.4 40.7 10 10.91 10 10.93 

7A 9/5/2011 73.9 47.2 11 10.96 11 10.85 

7B 9/4/2011 11 10.98 10 10.67 

7D 9/5/2011 74.3 45.0 10+ 10.76 11+ 11.06 

706 9/5/2011 74.8 46.4 11 10.79 11+ 11.07 

6B 9/5/2011 74.8 49.1 10 10.71 11+ 10.85 

6C 9/5/2011 74.4 47.4 11+ 11.04 

522 10/2/2011 73.7 52.6 10+ 11.13 

4B 9/5/2011 73.4 49.1 10 10.70 10 10.65 11 10.70 

403 9/5/2011 73.8 52.5 11 10.76 11 10.74 

405 9/5/2011 71.4 54.3 10+ 10.80 9 10.09 

3B 9/5/2011 10+ 10.68 10+ 10.43 10 10.44 

3D 9/5/2011 10 10.65 9+ 10.06 

312 9/5/2011 74.9 50.3 10 10.59 10 10.40 

2B 9/22/2011 75.2 43.0 8 10.23 8 10.08 

2D 9/22/2011 75.5 46.4 11 11.01 

205 9/22/2011 71.9 50.2 10 10.63 9 10.42 
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