
LCD No. 2372.02-572
Table 2: Results for Calcium Chloride BOE VCT Investigation 

Concrete Moisture Testing in Room 21B 

Location pH Temp. 
(ºF) 

Humidity 
(%) 

Start 
Date/Time 

Stop 
Date/Time 

Total 
Hours 

Start 
Weight 
(grams) 

Stop 
Weight 
(grams) 

Weight 
Gain 

(grams) 

Vapor Emission Volume (lbs) 
(Weight Gain X 118.932) / Time 

LCD-1 12 75.8 45.3 6/2/2011 23:40 6/5/2011 15:13 63.55 30.1 32.2 2.1 3.9 

LCD-2 12 75.8 45.3 6/2/2011 23:53 6/5/2011 15:17 63.4 30.1 32.4 2.3 4.3 

LCD-3 9+ 75.8 45.3 6/3/2011 0:02 6/5/2011 15:20 63.3 30.2 31.8 1.6 3.0 
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