
             
       

   
 

       

           
         

       
 
 

   
 

   

   
 
 
 

   
 

     
       
   
 
 

 
           
 

         
   

 
     

 

 
 

   
 

 
   

 
           

 

 
   
 

  
 

 
 

 
 

       

LCD. No. 2372.02‐572Table 3: Vinyl Composition Tile Inspection Summary 
VCT Investigation 

Inspectons: June 2011, October ‐ December 2011 

Floor 
Inspection 

Date 
Room 

Percent 
Accessible 

(%) 

Odor Description 
(Red when VCT‐
adhesive related) 

VCT‐
Adhesive 
Odor 

Detected 

Number of 
Delaminated 

Tiles 
(P=Perimeter, 
F=In Field) 

Tiles with 

Wide 
Seams 

Dark Seam 
Edges 

Cracks 
Other 

Damages 

PH 6/22/2011 EMS System 75% none no 0P, 0F, dark gray tile yes no no yes, chips 
PH 6/22/2011 Break Room 90% none no 1P, 0F, dark gray tile yes no 1 no 
PH 6/22/2011 85% none no 0P, 0F, dark gray tile no no no no 

24 6/17/2011 
Mail Center 
Storage 24B 

25% 
mild, not 

adhesive odor 
no some delamination no no yes yes, chips 

24 10/24/2011 
Mail Center 
Storage 24B 

25% moderate yes 

24 6/17/2011 Storage 24C 25% moderate yes 6 yes yes no no 
24 Removed Storage 24C 

24 6/17/2011 2425 Mail Drop 50% none no 6 no no no 
yes, 

2 curling 
24 10/24/2011 2425 Mail Drop 50% none (cold) ? yes 
23 6/17/2011 2340 Copy Room 65% food no some delamination no yes yes yes, curling 
23 10/24/2011 2340 Copy Room 65% none no yes 
23 6/17/2011 23B Storage 50% mild ‐moderate yes 0 yes yes 6 no 
23 Removed 23B Storage 

23 6/17/2011 23A Storage 30% none no 
2P, at door jam and at 
North wall 

no no no no 

23 6/17/2011 2303 Copy Room 50% none no 10 P (East wall) yes yes 1 no 
23 10/24/2011 2303 Copy Room 50% moderate yes 

23 6/17/2011 23C Storage 50% moderate yes 
delamination at walker 
duct 

yes no 1 yes, curling 

23 Removed 23C Storage 
23 6/17/2011 23D Storage 40% none no 5 no no no no 

22 6/17/2011 2222 Copy Room 100% mild ‐ none no 4 no no 10 
yes, 

3 stains 
22 Removed 2222 Copy Room 

22 6/17/2011 22D Storage 60% moderate yes 
7 P at South and West 
walls 

no no no no 

22 Removed 22D Storage 
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LCD. No. 2372.02‐572Table 3: Vinyl Composition Tile Inspection Summary 
VCT Investigation 

Inspectons: June 2011, October ‐ December 2011 

Floor 
Inspection 

Date 
Room 

Percent 
Accessible 

(%) 

Odor Description 
(Red when VCT‐
adhesive related) 

VCT‐
Adhesive 
Odor 

Detected 

Number of 
Delaminated 

Tiles 
(P=Perimeter, 
F=In Field) 

Tiles with 

Wide 
Seams 

Dark Seam 
Edges 

Cracks 
Other 

Damages 

22 6/17/2011 22C Storage 15% mild (cardboard) no 2 no no no no 
22 10/24/2011 22C Storage 40% mild (cardboard) no 

22 6/17/2011 2235 Copy Room 75% none no 
7 
water/rust stains 

yes yes 4 
curling, 
stains 

22 10/24/2011 2235 Copy Room 75% mild yes 
22 6/17/2011 22A Storage 100% mild ‐ none no 7P, 1F no no no 3, curling 
22 10/24/2011 22A Storage 100% mild ‐ none no 
22 6/17/2011 22B Mail Center 90% mild no ~20% yes yes 5 yes, curling 

22 6/17/2011 
Storage 

(bet. Elevator and 
22B) 

65% moderate ‐ high yes 1F, 4P no no no no 

22 Removed 
Storage 

(bet. Elevator and 
22B) 

20 6/17/2011 20B Mail Center 75% moderate ‐ high yes 

5P at South and West 
wall 
2 large areas of tile 
replaced 

no no no no 

20 Removed 20B Mail Center 

20 6/17/2011 
Fire Equipment 

Storage 
80% 

moderate 
(rubber fire hoses) 

no 12P yes, S wall yes no no 

20 6/17/2011 2003 Quiet Room 85% mild ‐ none no 23P, 1F no no 3 no 
20 10/24/2011 2003 Quiet Room 70% mild ‐ none no yes 
20 6/17/2011 2006 Storage 100% moderate ‐ high yes 3P no no no no 
20 Removed 2006 Storage 

20 6/17/2011 20C Storage 3% 
new briefcases 
and computers 

no 
VCTs covered, not 
visible 

‐ ‐ ‐ ‐

19 6/17/2011 19C Storage 80% moderate ‐ high yes 5P no no no no 
19 Removed 19C Storage 
19 6/17/2011 1916 Copy Room 50% none no 3 yes yes 2 no 
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LCD. No. 2372.02‐572Table 3: Vinyl Composition Tile Inspection Summary 
VCT Investigation 

Inspectons: June 2011, October ‐ December 2011 

Floor 
Inspection 

Date 
Room 

Percent 
Accessible 

(%) 

Odor Description 
(Red when VCT‐
adhesive related) 

VCT‐
Adhesive 
Odor 

Detected 

Number of 
Delaminated 

Tiles 
(P=Perimeter, 
F=In Field) 

Tiles with 

Wide 
Seams 

Dark Seam 
Edges 

Cracks 
Other 

Damages 

19 10/24/2011 1916 Copy Room mild yes 

19 6/17/2011 1903 Storage 100% none no floor in good condition no no no no 

19 6/17/2011 1904 Storage 100% none no 1P no no no no 
19 6/17/2011 19A Storage 80% high yes 6P no no no no 
19 Removed 19A Storage 
19 6/17/2011 19B Storage 80% mild yes 19P, 2F no no no no 
19 Removed 19B Storage 
19 6/17/2011 1910 Storage 85% none no 8P no no no no 
19 6/17/2011 1911 Storage 50% mild yes 2P no no no no 
19 Removed 1911 Storage 
18 6/17/2011 18B Storage 30% mild (cardboard) no 1P, 1F no yes 1 no 
18 10/25/2011 18B Storage 50% mild ‐moderate yes 

18 6/17/2011 18A Storage 50% mild‐none (paper) no floor in good condition no no no no 

18 6/17/2011 1803 Storage 20% none no 0 no no 2 no 

18 6/17/2011 1802 Storage 30% none no floor in good condition no no no no 

18 6/17/2011 18C Storage 50% candy no 2P no no no no 

18 6/17/2011 1812 Storage 40% none no floor in good condition no no no no 

18 6/17/2011 1811 Storage 50% none no floor in good condition no no no no 

17 6/17/2011 1708 Supply Room 80% mild yes 15F no yes yes yes, curling 

17 
To be 

removed 
1708 Supply Room 

17 6/17/2011 17B Storage 95% moderate no 0 no no 5 dark stain 

17 
To be 

removed 
17B Storage 

17 6/17/2011 1705 Copy Room 95% none no 2P, rust under cabinet no no no 2 curling 
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LCD. No. 2372.02‐572Table 3: Vinyl Composition Tile Inspection Summary 
VCT Investigation 

Inspectons: June 2011, October ‐ December 2011 

Floor 
Inspection 

Date 
Room 

Percent 
Accessible 

(%) 

Odor Description 
(Red when VCT‐
adhesive related) 

VCT‐
Adhesive 
Odor 

Detected 

Number of 
Delaminated 

Tiles 
(P=Perimeter, 
F=In Field) 

Tiles with 

Wide 
Seams 

Dark Seam 
Edges 

Cracks 
Other 

Damages 

17 10/25/2011 1705 Copy Room 95% none no yes 
17 6/17/2011 17A Storage 100% moderate yes 2P no no no no 

17 
To be 

removed 
17A Storage 

17 6/23/2011 1703 Storage 40% mild, stored contents no 5P, 0F no no no no 
17 6/17/2011 1702 Storage 60% none no 3P no no no no 
17 6/23/2011 17C Storage 60% mild, stored contents no 5P, 4F no no no no 
17 11/3/2011 17C Storage 70% moderate yes yes yes 
17 6/17/2011 1712 Storage 60% mild yes 1P no no 2 no 

17 
To be 

removed 
1712 Storage 

17 6/17/2011 1711 Storage 70% none no 2P no no no no 
17 6/23/2011 1703 40% mild, stored contents no 5P, 0F no no no no 

16 6/20/2011 Storage 16C 30% 
mild, computers 

and box 
no 1F, 1P no no no no 

16 10/25/2011 Storage 16C 30% 
mild, computers 

and box 
no 

16 6/20/2011 Storage 16A 30% mild, box no 2P no 1DS no no 
16 6/20/2011 Storage 1606 50% mild, box no 5P no no no no 
16 6/20/2011 Storage 1609 50% mild, box no 3P no no no no 
16 6/20/2011 Mail 16B 30% mild, box no 3F, 2P no no 2 no 
16 10/25/2011 Mail 16B 60% mild, box no yes 
15 6/20/2011 Mail 15B 75% no 13F, 5P yes no 3 no 
15 10/25/2011 Mail 15B 80% moderate yes yes 
15 6/20/2011 Storage 15A 80% mild, fire hose no 8P no no no no 

15 6/20/2011 Storage 15C 20% 
mild, office chair 
plastic cover 

no 1P no no no no 

15 6/20/2011 Copy 1503 33% no no 6F, 3P yes 3 4 no 
15 10/25/2011 Copy 1503 60% no no 
14 6/20/2011 Mail 14B 45% mild, VCT‐adhesive yes 7F, 4P yes ~50% 3 14 no 
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LCD. No. 2372.02‐572Table 3: Vinyl Composition Tile Inspection Summary 
VCT Investigation 

Inspectons: June 2011, October ‐ December 2011 

Floor 
Inspection 

Date 
Room 

Percent 
Accessible 

(%) 

Odor Description 
(Red when VCT‐
adhesive related) 

VCT‐
Adhesive 
Odor 

Detected 

Number of 
Delaminated 

Tiles 
(P=Perimeter, 
F=In Field) 

Tiles with 

Wide 
Seams 

Dark Seam 
Edges 

Cracks 
Other 

Damages 

14 
To be 

removed 
Mail 14B 

14 6/20/2011 Storage 14A 15% stored items no 2P no no no no 
14 6/20/2011 Copy 1405 60% mild, VCT‐adhesive yes 2P, 4F yes 6 3 no 

14 
To be 

removed 
Copy 1405 

14 6/20/2011 Storage (Tele) 1415 65% no no 10P, 514F no no no no 
14 6/20/2011 Storage 1416 35% mild, contents no 3P no no no no 
14 6/20/2011 Storage 14C 4% moderate, boxes no 1P no no no no 
M 6/22/2011 Elevator Lobby 100% none no 13P,1F yes no 7 yes 
M 10/25/2011 Elevator Lobby 100% none no 
M 6/22/2011 Women Restroom 95% none no 9P, 0P, dark gray VCT yes no no yes 
M 6/22/2011 Men Restroom 60% mild, stored contents no 10P, 1F, dark gray VCT yes no no no 
M 10/25/2011 Men Restroom 60% mild, stored contents no 
11 6/20/2011 Storage 11A 40% moderate, boxes no none no no no no 
11 6/20/2011 Mail/Pay Phones 60% mild+, VCT‐adhesive yes no no no no 

11 
To be 

removed 
Mail/Pay Phones 

11 6/20/2011 Camera 1106 100% no no 1P no no 2 8 
10 6/20/2011 Mail 10B 60% moderate no 1F, 11P yes no no no 
10 10/25/2011 Mail 10B 60% moderate yes 
10 6/20/2011 Storage 10A 15% moderate, cardboard no no no no no 
10 6/20/2011 1013 35% moderate, cardboard no 2F, 4P no no no no 
10 10/25/2011 1013 35% moderate yes 
10 6/20/2011 Storage 10D 70% mild, cardboard no 3P no no no no 
10 6/20/2011 Storage 10C 50% mild, cardboard no 4P no no no no 
9 6/20/2011 Copy 909 80% no no 2F, 8P no no no no 
9 10/26/2011 Copy 909 80% mild yes 
9 6/20/2011 Storage 9B 60% no no 8P no no no no 
9 Storage 9B 60% moderate yes 
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LCD. No. 2372.02‐572Table 3: Vinyl Composition Tile Inspection Summary 
VCT Investigation 

Inspectons: June 2011, October ‐ December 2011 

Floor 
Inspection 

Date 
Room 

Percent 
Accessible 

(%) 

Odor Description 
(Red when VCT‐
adhesive related) 

VCT‐
Adhesive 
Odor 

Detected 

Number of 
Delaminated 

Tiles 
(P=Perimeter, 
F=In Field) 

Tiles with 

Wide 
Seams 

Dark Seam 
Edges 

Cracks 
Other 

Damages 

9 6/20/2011 Storage 9A 80% moderate, fire hose no 6P no 3 no no 
9 6/20/2011 Storage 9D 20% moderate, cardboard no 1P no no 4 no 

9 6/20/2011 Storage 9C 35% 
moderate, cardboard and 

computer 
no 4P no no no no 

8 6/20/2011 Mail 8B 40% strong foul no 6P no no no no 
8 10/26/2011 Mail 8B 90% mild yes 

8 6/20/2011 Storage 8A 50% 
mild, VCT‐adhesive, 

stored items 
yes 1F, 2P no no no no 

8 
To be 

removed 
Storage 8A 

8 6/20/2011 Storage 8D 20% strong, cardboard no 2P no no no no 

8 6/20/2011 Storage 804 60% 
mild, cardboard, 
VCT‐adhesive 

yes 2P no no no no 

8 
To be 

removed 
Storage 804 

8 6/20/2011 Storage 8C 30% mild, cardboard no 5F w/curled edges no no no no 
8 10/26/2011 Storage 8C 80% mild yes 
7 6/20/2011 Mail 7B 90% mild, VCT‐adhesive yes 1F, 8P no no no no 

7 
To be 

removed 
Mail 7B 

7 6/20/2011 Storage 7A 40% mild, VCT‐adhesive yes 4P no no no no 

7 
To be 

removed 
Storage 7A 

7 6/20/2011 Strorage 7D 100% 
moderate, 

VCT‐adhesive 
yes 7P no 1 no no 

7 
To be 

removed 
Strorage 7D 

7 6/20/2011 Copy 708 80% none, conditioned no 6F, 2P yes no 10 no 
7 10/26/2011 Copy 708 none (cold) ? yes 
7 6/20/2011 Storage 706 80% mild +, VCT‐adhesive yes 3F, 1P no no 2 no 
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LCD. No. 2372.02‐572Table 3: Vinyl Composition Tile Inspection Summary 
VCT Investigation 

Inspectons: June 2011, October ‐ December 2011 

Floor 
Inspection 

Date 
Room 

Percent 
Accessible 

(%) 

Odor Description 
(Red when VCT‐
adhesive related) 

VCT‐
Adhesive 
Odor 

Detected 

Number of 
Delaminated 

Tiles 
(P=Perimeter, 
F=In Field) 

Tiles with 

Wide 
Seams 

Dark Seam 
Edges 

Cracks 
Other 

Damages 

7 
To be 

removed 
Storage 706 

7 6/20/2011 Storage7C 40% mild +, cardboard no yes no no curling 
7 10/26/2011 Storage7C moderate, adhesive yes 

6 6/20/2011 Mail Storage 6B 65% 
mild, VCT‐adhesive, 

cardboard 
yes 4P 6 no no 1 

6 
To be 

removed 
Mail Storage 6B 

6 6/23/2011 Storage 615 40% mild, stored contents no 5P, 0F no no no no 
6 6/20/2011 Storage 6A 40% mild, stored items no no no no no 
6 6/20/2011 Copy 620 70% none, conditioned no 5F, 12P yes no no curling 
6 10/26/2011 Copy 620 80% mild yes 
6 6/20/2011 Storage 6D 40% supplies no no no no no 

6 6/20/2011 Storage 6C 5% 
VCT‐adhesive, 
stored items 

yes no no no no 

6 
To be 

removed 
Storage 6C 

6 6/23/2011 615 40% mild, stored contents no 5P, 0F no no no no 

5 6/21/2011 
Telephone 
Equipment 

70% none no 44P, 74F yes 10 35 2 

5 6/21/2011 Storage 5B 40% strong, cardboard no 11P, 4F yes no no no 

5 10/26/2011 Storage 5B 40% 
strong, 

cardboard + adhesive 
yes 

5 6/21/2011 Storage 5A 90% mild, pipe fittings, moisture no 19P, 2F yes no no no 
5 10/26/2011 Storage 5A 90% mild yes 
5 6/21/2011 Storage 5D 40% mild, particle board no 6P, 2F no no 1 no 
5 10/26/2011 Storage 5D 60% mild yes yes 

5 6/21/2011 Storage 5C 50% 
particle board, 
cardboard 

no 5P, 3F yes no no no 
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LCD. No. 2372.02‐572Table 3: Vinyl Composition Tile Inspection Summary 
VCT Investigation 

Inspectons: June 2011, October ‐ December 2011 

Floor 
Inspection 

Date 
Room 

Percent 
Accessible 

(%) 

Odor Description 
(Red when VCT‐
adhesive related) 

VCT‐
Adhesive 
Odor 

Detected 

Number of 
Delaminated 

Tiles 
(P=Perimeter, 
F=In Field) 

Tiles with 

Wide 
Seams 

Dark Seam 
Edges 

Cracks 
Other 

Damages 

5 10/26/2011 Storage 5C 50% mild, cardboard no 
curled 
edges 

5 6/21/2011 
Storage Room 
(across men's 
fountain) 

80% no odor no 3P, 1F yes no 2 no 

5 10/26/2011 
Storage Room 
(across men's 
fountain) 

80% mild yes 

5 6/21/2011 Copy Room 506 50% mild, food no 3P, 1F yes no no no 
5 10/26/2011 Copy Room 506 80% mild yes 
5 6/21/2011 Storage 522 50% mild, VCT‐adhesive yes 1P, 0F yes no no no 

5 
To be 

removed 
Storage 522 

5 6/21/2011 Storage 518 50% none no 13P, 4F yes yes 2 no 
5 11/3/2011 Storage 518 50% yes yes curling 

4 6/21/2011 
Storage 4B 
Mail Center 

50% 
moderate, contents, 

VCT‐adhesive 
yes 7P, 34F yes no 7 no 

4 
To be 

removed 
Storage 4B 
Mail Center 

4 6/21/2011 
Fire Equipment 
Storage 4A 

80% strong, fire hoses no 13P, 2F yes no no surf stain 

4 10/26/2011 
Fire Equipment 
Storage 4A 

80% strong, fire hoses no 

4 6/21/2011 Copy Room 412 50% mild, copier no 7P, 4F minimal no no no 
4 10/26/2011 Copy Room 412 70% none (cold) ? 
4 6/21/2011 Storage 4D 20% mild+, contents no 4P, 0F no no no no 
4 10/26/2011 Storage 4D 70% no no 
4 6/21/2011 Storage 4C 40% mild, cardboard no 4P, 0F no no no no 
4 10/26/2011 Storage 4C 60% mild, cardboard no 
4 6/21/2011 Vault Room 405 40% mild, VCT‐adhesive yes 3P, 2F no no no no 
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LCD. No. 2372.02‐572Table 3: Vinyl Composition Tile Inspection Summary 
VCT Investigation 

Inspectons: June 2011, October ‐ December 2011 

Floor 
Inspection 

Date 
Room 

Percent 
Accessible 

(%) 

Odor Description 
(Red when VCT‐
adhesive related) 

VCT‐
Adhesive 
Odor 

Detected 

Number of 
Delaminated 

Tiles 
(P=Perimeter, 
F=In Field) 

Tiles with 

Wide 
Seams 

Dark Seam 
Edges 

Cracks 
Other 

Damages 

4 
To be 

removed 
Vault Room 405 

4 6/21/2011 
Computer 
Room 403 

65% 
moderate, 

VCT‐adhesive 
yes 0P, 3F yes no no no 

4 
To be 

removed 
Computer 
Room 403 

3 6/21/2011 
Mail Center 
Storage 3B 

40% 
moderate, 

VCT‐adhesive 
yes 9P, 5F no no no no 

3 
To be 

removed 
Mail Center 
Storage 3B 

3 6/21/2011 Pay Phones 20% moderate, cardboard no 0P, 0F no no no no 

3 6/21/2011 Copy Room 302 40% 
none to mild, 
unidentified 

no 11P, 5F no no no no 

3 10/26/2011 Copy Room 302 90% none (cold) ? 

3 6/21/2011 Storage 312 60% 
mild, VCT‐adhesive, 

contents 
yes 11P, 10F yes no 8 2 

3 
To be 

removed 
Storage 312 

3 6/21/2011 Storage 3D 60% 
moderate, 

VCT‐adhesive 
yes 6P, 0F no no no no 

3 
To be 

removed 
Storage 3D 

3 6/21/2011 Storage 3C 35% mild, stored contents no 5P, 0F no no no no 
3 6/21/2011 Copy Room 319 20% moderate, cardboard no 2P, 0F no no no no 
3 6/21/2011 Storage 323 10% none no 3P, 0F no no 2 no 

3 6/21/2011 Console Room 326 80% none, conditioned no 6P, 1F no no 14 
surface 
worn 

3 10/26/2011 Console Room 326 80% none (AC) ? yes 

2 6/21/2011 Storage 2D 60% 
moderate, 

VCT‐adhesive 
yes 8P, 0F no no no no 
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LCD. No. 2372.02‐572Table 3: Vinyl Composition Tile Inspection Summary 
VCT Investigation 

Inspectons: June 2011, October ‐ December 2011 

Floor 
Inspection 

Date 
Room 

Percent 
Accessible 

(%) 

Odor Description 
(Red when VCT‐
adhesive related) 

VCT‐
Adhesive 
Odor 

Detected 

Number of 
Delaminated 

Tiles 
(P=Perimeter, 
F=In Field) 

Tiles with 

Wide 
Seams 

Dark Seam 
Edges 

Cracks 
Other 

Damages 

2 
To be 

removed 
Storage 2D 

2 6/21/2011 
Extraction 
Room 207 

90% none no 53P, 0F yes yes 24 1 

2 10/27/2011 
Extraction 
Room 207 

90% moderate yes 

2 6/21/2011 
Encoding 
Room 208 

80% none no 53P, 15F yes no 63 2 

2 10/27/2011 
Encoding 
Room 208 

80% none no 

2 6/21/2011 Storage Room 205 50% mild, VCT‐adhesive yes 8P. 0F no no no 11 gouge 

2 
To be 

removed 
Storage Room 205 

2 6/21/2011 Supply Room 206 70% mild, contents no 8P, 4F yes no 2 no 
2 10/27/2011 Supply Room 206 70% mild, contents no 

2 6/21/2011 
Mail Center 
Storage 2B 

80% mild+, VCT‐adhesive yes 38P, 3F no yes 6 no 

2 
To be 

removed 
Mail Center 
Storage 2B 

2 6/21/2011 File Room 210 65% none no 12P, 25F yes no 3 1 
2 10/27/2011 File Room 210 65% none no 
2 6/21/2011 Tally Room 209 90% none no 19P, 0F no no 2 6 gouge 
2 10/27/2011 Tally Room 209 90% none no 
2 6/21/2011 Stair 3 SE 100% none no 20P, OF yes no 1 no 
2 10/27/2011 Stair 3 SE 100% none no curling 
2 6/21/2011 Storage 2A 30% mild+, contents no 0P, 0F no no no no 

1 6/21/2011 
Stair 2 and 
Exit Hall East 

100% no no 22P, 0F yes yes 30 1 

1 6/21/2011 Fire Control Room 80% no no 6P, 6F no no 5 no 
1 11/6/2011 Fire Control Room 70% none no yes 
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LCD. No. 2372.02‐572Table 3: Vinyl Composition Tile Inspection Summary 
VCT Investigation 

Inspectons: June 2011, October ‐ December 2011 

Floor 
Inspection 

Date 
Room 

Percent 
Accessible 

(%) 

Odor Description 
(Red when VCT‐
adhesive related) 

VCT‐
Adhesive 
Odor 

Detected 

Number of 
Delaminated 

Tiles 
(P=Perimeter, 
F=In Field) 

Tiles with 

Wide 
Seams 

Dark Seam 
Edges 

Cracks 
Other 

Damages 

1 6/21/2011 
Heating 

Equipment 
65% 

moderate, 
stored contents 

no 7P, 3F no no no 10 

1 10/28/2011 
Heating 

Equipment 
50% 

moderate, 
stored contents 

no 7P, 3F 

1 6/21/2011 W Electrical Room 90% none no 6P, 1F, light blue/gray yes no 2 no 
1 10/28/2011 W Electrical Room 90% none no yes 

1 6/21/2011 
Printing/ 

Publishing 139 
33% printing chemicals no 19P, 7F no no 2 no 

1 10/28/2011 
Printing/ 

Publishing 139 
33% printing chemicals no 

1 6/21/2011 Mail Services 143 50% none no 41P, 57F yes yes 91 yes 

1 10/28/2011 Mail Services 143 75% none no 
curling 

1 6/21/2011 Corridor Kitchen 100% none no 72P, 34F yes yes 83 yes 
1 10/28/2011 Corridor Kitchen 100% none no 

1 6/22/2011 
Day Care 
Reception 

60% none no 1P, 0F no no 1 yes 

1 11/6/2011 
Day Care 
Reception 

60% none no yes 

1 6/22/2011 
Day Care 
Hallway 

90% cleaning chemicals no 21P, 9F yes yes 5 no 

1 11/6/2011 
Day Care 
Hallway 

90% none no wavy 

1 6/22/2011 
Day Care 

Kitchen/Laundry 
75% cleaning chemicals no 10P, 10F yes no 8 yes 

1 11/6/2011 
Day Care 

Kitchen/Laundry 
75% none no wavy 

1 6/22/2011 
Day Care 

Mop Closet 
10% cleaning chemicals no 0P, 0F yes yes no no 
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LCD. No. 2372.02‐572Table 3: Vinyl Composition Tile Inspection Summary 
VCT Investigation 

Inspectons: June 2011, October ‐ December 2011 

Wide 
Seams 

Dark Seam 
Edges 

Cracks 
Other 

Damages 

Odor Description 
(Red when VCT‐
adhesive related) 

Tiles with Number of 
Delaminated 

Tiles 
(P=Perimeter, 
F=In Field) 

VCT‐
Adhesive 
Odor 

Detected 

Floor Room 
Percent 

Accessible 
(%) 

Inspection 
Date 

1 6/22/2011 
Day Care 

Toddler Kitchen 
80% cleaning chemicals no 9P, 11F yes yes 9 yes 

1 11/6/2011 
Day Care 

Toddler Kitchen 
80% none no 

1 6/22/2011 
Day Care 
Preschool 

80% cleaning chemicals no 0P, 14F yes yes 4 yes 

1 11/6/2011 
Day Care 
Preschool 

80% none no no yes, wavy 

PH roof 6/22/2011 Exterior W  NA  Total Adhesive Related 

Mech 6/23/2011 
Exterior 

NE Sawtooth 
NA June 2011 36 

Street 6/17/2011 
Exterior 
N Street 

NA 
October through 
November 2011 

22 

Street 6/20/2011 
Exterior N 
N Street 

NA 

Street 6/21/2011 Exterior SW NA 
Street 6/22/2011 Exterior SW NA 

F = in field/center of the room, NA ‐ Not applicable, P = along perimeter of the room, VCT = Vinyl composite tile 
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