
 
 
 
 
 
 
 
 
 
 
 
 
 

Appendix D 
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Andrea Steinbach 

From: wes [wfrey@hygienetech.com]

Sent: Saturday, May 01, 2010 5:17 PM

To: 'Greg Sheehan'; Ted Ice

Cc: 'lakhpreet sandhu'; 'Kenny Hsi'; Chris Corpuz; Mike.Moore@dgs.ca.gov; Vince.Paul@boe.ca.gov

Subject: Fire Riser Cabinet Clearances (8th, 7th, and 6th Floors)

Page 1 of 1

8/9/2010

Hello, 
  
We have received our data for the clearances performed on the 8th, 7th, and 6th Floors in the southeastern 
stairwell fire riser cabinet areas and the results meet our clearance criteria. 
  
Regards, 
  
Wes Frey 
Regional Manager 
Hygiene Technologies International, Inc. 
(916) 760-8611 
Fax (866) 496-5025 
**************************************************************************** 
This communication, including any attachments may contain privileged or confidential 
information for specific individuals and is protected by law.  You are hereby notified that any 
disclosure, copying or distribution of this communication, or the taking of any action based on it 
is strictly prohibited. E-mail transmission cannot be guaranteed to be secure or error-free as 
information could be intercepted, corrupted, lost, destroyed,arrive late or incomplete, or contain 
viruses. The sender therefore does not accept liability for any errors or omissions in the contents 
of this message, which arise as a result of e-mail transmission. Thank you. 
****************************************************************************    
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Andrea Steinbach

From: Ted Ice
Sent: Saturday, May 01, 2010 7:21 PM
To: 'wfrey@hygienetech.com'; 'gsheehan@jls-inc.com'; 'Mike.Moore@dgs.ca.gov'
Cc: 'lsandhu@hygienetech.com'; 'khsi@hygienetech.com'; Chris Corpuz; 

'Vince.Paul@boe.ca.gov'
Subject: Re: Fire Riser Cabinet Clearances (8th, 7th, and 6th Floors)

Team: 

LaCroix Davis has also received our data for the clearances performed 5/1/2010 on the 8th,
7th, and 6th Floors in the southeastern stairwell fire riser cabinet areas and the the 
conditions and results meet our clearance criteria. 

Regards,

Ted Ice
Sr. Associate
LaCroix Davis, LLC
925.299.1140



Andrea Steinbach 

From: Paul, Vince [Vince.Paul@boe.ca.gov]

Sent: Wednesday, June 30, 2010 2:17 PM

To: Sommerville, Jill@DGS; Beesley, James@DGS

Cc: Demes, Christine; Lambeth, Lisa@DGS; Armstrong, Joan@DGS; Firchau, Ken; Beesley, 
James@DGS; wes; Chris Corpuz; Sommerville, Jill@DGS; Mazzola, Heidi; Moore, Mike@DGS

Subject: 8th Floor walk 

Page 1 of 1

8/12/2010

Jill and Jim, 
  
Based upon our walk of the 8th floor this afternoon, the 8th floor is now available for DGS, LCD, and your 
contractors to begin their water damage assessment inspection of the floor.  Please note that any removal 
of large plumbing items or removal of materials which generate noise should be done so after business 
hours this evening.   
  
Jim, TK can be contacted to deactivate access to the 8th floor. 
  
Thank you. 
 
Vince Paul, BOE ASD Asst. Chief 
(916) 445-1148   



Andrea Steinbach 

From: wfrey@hygienetech.com

Sent: Friday, July 02, 2010 4:49 PM

To: Ted Ice; gsheehan@jls-inc.com

Cc: mike.moore@dgs.ca.gov; khsi@hygienetech.com; Chris Corpuz; lsandhu@hygienetech.com; 
vince.paul@boe.ca.gov

Subject: 8th Floor Freight Elevator Entrance Containment Clearance

Page 1 of 2

8/12/2010

Hello All, 
 
HygieneTech has received the data for the clearance performed in the 8th Floor freight elevator 
area entrance area containment and the results meet our clearance criteria. 
 
Regards, 
 
Wes Frey 
Regional Manager  
Hygiene Technologies International, Inc.  
(916) 760-8611  
Fax (916) 669-8650   
> **************************************************************************** 
 
>  
>> This communication, including any attachments may contain  
> privileged or  
>> confidential information for specific individuals  
> and is protected by law.  
>> You are hereby notified that any  
> disclosure, copying or distribution of  
>> this communication, or  
> the taking of any action based on it is strictly  
>> prohibited.  
> E-mail transmission cannot be guaranteed to be secure or  
>>  
> error-free as information could be intercepted, corrupted, lost,  
>> destroyed,arrive late or incomplete, or contain viruses. The sender  
>  
>> therefore does not accept liability for any errors or omissions  
> in the  
>> contents of this message, which arise as a result of  
> e-mail transmission.  
>> Thank you.  
>>  
> **************************************************************************** 
 
>  
>>  
>>  
>>  
>  



> Wes Frey  
> Regional  
> Manager  
> Hygiene Technologies International, Inc.  
> (916)  
> 760-8611  
> Fax (866) 496-5025  
> ****************************************************************************  
>  
> This communication, including any attachments may contain privileged  
> or confidential information for specific individuals and is protected by  
> law. You are hereby notified that any disclosure, copying or distribution  
> of this communication, or the taking of any action based on it is strictly  
> prohibited. E-mail transmission cannot be guaranteed to be secure or  
> error-free as information could be intercepted, corrupted, lost,  
> destroyed,arrive late or incomplete, or contain viruses. The sender  
> therefore does not accept liability for any errors or omissions in the  
> contents of this message, which arise as a result of e-mail transmission.  
> Thank you.  
> ****************************************************************************  
>  
>  
>  

Page 2 of 2

8/12/2010
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Andrea Steinbach

From: Ted Ice
Sent: Friday, July 02, 2010 4:53 PM
To: 'wfrey@hygienetech.com'; 'gsheehan@jls-inc.com'; 'Mike.Moore@dgs.ca.gov'
Cc: 'khsi@hygienetech.com'; Chris Corpuz; 'lsandhu@hygienetech.com'; 

'Vince.Paul@boe.ca.gov'; 'Jill.Sommerville@dgs.ca.gov'
Subject: Re: 8th Floor Freight Elevator Entrance Containment Clearance

Team:

LaCroix Davis has also received the data for the clearance performed 7/02/10 in the 8th 
Floor freight elevator entrance area containment and the results meet our clearance 
criteria.

Regards,

Ted Ice
Sr. Associate
LaCroix Davis, LLC
925.299.1140
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Andrea Steinbach

From: Ted Ice
Sent: Friday, July 09, 2010 9:06 AM
To: 'wfrey@hygienetech.com'; 'gsheehan@jls-inc.com'; 'Mike.Moore@dgs.ca.gov'
Cc: 'khsi@hygienetech.com'; Chris Corpuz; 'lsandhu@hygienetech.com'; 

'Vince.Paul@boe.ca.gov'; 'Jill.Sommerville@dgs.ca.gov'
Subject: Re: 8th Floor South Hall Core Containment Clearance

Team:

LaCroix Davis, LLC has received the data for the clearances performed on the 8th Floor in 
the South Hall containment of Mail Center/Storage 8A, Storage Room 8B, Janitor Room, and 
Rooms 808 and 809.   The results meet our clearance criteria in all of the containment 
areas except Mail Center/Storage 8B.

LCD and HTI agree that 8B can be separately contained to allow additional cleaning to be 
performed within this room while the remainder of the South Hall containment is released 
for renovation by JLS at this time. 

Please let me know if you have any questions.

Regards,

Ted Ice
Sr. Associate
LaCroix Davis, LLC
925.299.1140
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Andrea Steinbach

From: Ted Ice
Sent: Sunday, July 11, 2010 10:31 AM
To: 'gsheehan@jls-inc.com'; 'Mike.Moore@dgs.ca.gov'; 'wfrey@hygienetech.com'
Cc: 'Vince.Paul@boe.ca.gov'; 'khsi@hygienetech.com'; 'Jill.Sommerville@dgs.ca.gov'; Chris 

Corpuz
Subject: Re: 1st Floor Cafeteria East entry Containment Clearance

Team:

LaCroix Davis, LLC has received our data for the clearance retesting performed this 
morning (7/11/10) in the First Floor Cafeteria East entry containment and the results meet
our clearance criteria.  JLS may complete renovation of the work area at this time.

Please note that Initial testing (performed Saturday 7/10/10 in the afternoon) results in 
the First Floor Cafeteria East entry containment did not meet our clearance criteria.   
JLS performed additional cleaning of the containment Saturday evening and following 
overnight air scrubbing the containment retesting was performed by LCD and HTI this 
morrning. 

Regards,

Ted Ice
Sr. Associate
LaCroix Davis, LLC
925.299.1140



Andrea Steinbach 

From: Wes Frey [wfrey@hygienetech.com]

Sent: Monday, July 12, 2010 3:44 PM

To: Ted Ice; gsheehan@jls-inc.com

Cc: Vince.Paul@boe.ca.gov; khsi@hygienetech.com; Jill.Sommerville@dgs.ca.gov; Chris Corpuz; 
Mike.Moore@dgs.ca.gov; lsandhu@hygienetech.com

Subject: 8th Floor Northeastern Core and Storage Room 8B Containment Clearances

Page 1 of 1Re: 1st Floor Cafeteria East entry Containment Clearance

8/12/2010

Hello All, 
  
HygieneTech has received the data from  the fungal growth abatement clearance sampling conducted in 
the 8th Floor northeastern core and Storage Room 8B containments earlier today and the results meet our 
clearance criteria. 
  
Regards, 
  
Wes Frey 
Regional Manager 
Hygiene Technologies International, Inc. 
(916) 760-8611 
Fax (866) 496-5025 
**************************************************************************** 
This communication, including any attachments may contain privileged or confidential information for 
specific individuals and is protected by law.  You are hereby notified that any disclosure, copying or 
distribution of this communication, or the taking of any action based on it is strictly prohibited. E-mail 
transmission cannot be guaranteed to be secure or error-free as information could be intercepted, 
corrupted, lost, destroyed,arrive late or incomplete, or contain viruses. The sender therefore does not 
accept liability for any errors or omissions in the contents of this message, which arise as a result of e-
mail transmission. Thank you. 
****************************************************************************     
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Andrea Steinbach

From: Ted Ice
Sent: Monday, July 12, 2010 4:05 PM
To: 'wfrey@hygienetech.com'; 'gsheehan@jls-inc.com'; 'Mike.Moore@dgs.ca.gov'
Cc: 'khsi@hygienetech.com'; Chris Corpuz; 'lsandhu@hygienetech.com'; 

'Vince.Paul@boe.ca.gov'; 'Jill.Sommerville@dgs.ca.gov'
Subject: Re: 8th Floor Containments - Storage Room 8B and NE Core Hall Clearance

Team:

LaCroix Davis, LLC has also received the data for the clearance testing performed 7/12/10 
on the 8th Floor in Storage Room 8B containment and the Northeast Core Hall containment 
(Break Room 807,  Women's Restroom and the hall from the elevator lobby to the East 
electric/telephone equipment rooms) and the results meet our clearance criteria.

This containment is hereby released to JLS for reconstruction work. 

Regards,

Ted Ice
Sr. Associate
LaCroix Davis, LLC
925.299.1140



Andrea Steinbach 

From: Beesley, James [James.Beesley@dgs.ca.gov]

Sent: Tuesday, July 13, 2010 8:38 AM

To: Greg Sheehan

Cc: Moore, Mike; Chris Corpuz; Ted Ice; Armstrong, Joan; Firchau, Ken; Peter Johnston; 
s.koffman@controlco.com; Fuller, Jay; Grow, Eric; Jarman, Adam; Kinross, Dale; Krevi, Norman; 
McCoy, Matthew; Peart, Dennis; Rodriguez, Robert

Subject: 8th Floor HVAC Configuration

Page 1 of 1

8/12/2010

Greg, 
  
I’ve configured the 8th floor HVAC per JLS request (Effran) as follows: 
  

         Air flow terminated at all parameter VAV boxes 
         8th floor return air dampers forced closed 
         Core area VAV boxes forced 100% open for full air flow 

  
Static pressure can be maintained in the core area by opening both restroom doors, janitor 
closet door and stairwell door.  
  
Jim Beesley 
Chief Engineer II 
Department of General Services 
Building and Property Management 
Capitol Square, 450 N Street  
Mobile: (916) 825-6995 
Office: (916) 446-9505 Ext 101 
Fax: (916) 446-9625 
  



Andrea Steinbach 

From: Wes Frey [wfrey@hygienetech.com]

Sent: Wednesday, July 14, 2010 4:47 PM

To: Ted M. Ice; gsheehan@jls-inc.com

Cc: Mike.Moore@dgs.ca.gov; Vince.Paul@boe.ca.gov; Chris Corpuz; lsandhu@hygienetech.com; 
khsi@hygienetech.com

Subject: 8th Floor Northwestern Core Containment Clearance

Page 1 of 1

8/12/2010

Hello All, 
  

We have received the data regarding the 8th Floor northwestern core containment and the results meet 
our clearance criteria. 
  
Regards, 
  
Wes Frey 
Regional Manager 
Hygiene Technologies International, Inc. 
(916) 760‐8611 
Fax (866) 496‐5025 
**************************************************************************** 
This communication, including any attachments may contain privileged or confidential information for 
specific individuals and is protected by law.  You are hereby notified that any disclosure, copying or 
distribution of this communication, or the taking of any action based on it is strictly prohibited. E‐mail 
transmission cannot be guaranteed to be secure or error‐free as information could be intercepted, 
corrupted, lost, destroyed,arrive late or incomplete, or contain viruses. The sender therefore does not 
accept liability for any errors or omissions in the contents of this message, which arise as a result of e‐
mail transmission. Thank you. 
****************************************************************************     
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Andrea Steinbach

From: Ted Ice
Sent: Thursday, July 15, 2010 11:14 AM
To: 'gsheehan@jls-inc.com'; 'Mike.Moore@dgs.ca.gov'; 'wfrey@hygienetech.com'
Cc: 'Vince.Paul@boe.ca.gov'; 'khsi@hygienetech.com'; 'Jill.Sommerville@dgs.ca.gov'; Chris 

Corpuz
Subject: Re: 8th Floor Northwest Core/Hall Containment Clearance

Team:

LaCroix Davis, LLC has received our data for the clearance retesting performed this 
morning (7/15/10) in the NW core/hall containment and the results meet our clearance 
criteria.  JLS may complete renovation of the work area at this time.

Please note that Initial testing (performed Wednesday 7/14/10) results in the NW core/hall
containment met our clearance criteria in all areas witin the containment except the Men's
Restroom, however following overnight air scrubbing, retesting was performed by LCD and 
the results now meet our clearance criteria. 

Regards,

Ted Ice
Sr. Associate
LaCroix Davis, LLC
925.299.1140
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Andrea Steinbach

From: Ted Ice
Sent: Thursday, July 15, 2010 1:09 PM
To: 'wfrey@hygienetech.com'; 'gsheehan@jls-inc.com'; 'Mike.Moore@dgs.ca.gov'
Cc: 'Vince.Paul@boe.ca.gov'; Chris Corpuz; 'lsandhu@hygienetech.com'; 

'khsi@hygienetech.com'; 'Jill.Sommerville@dgs.ca.gov'
Subject: Re: 8th Floor East electric/telephone equipment room Containment Clearance

Team:

We have received the lab data for the testing performed 7/14/10 of the 8th Floor East 
electrical/telephone equipment room containment and the conditions and results meet our 
clearance criteria.

Please note HTI's testing results are pending at this time.

Regards,

Ted Ice
Sr. Associate
LaCroix Davis, LLC
925.299.1140



Andrea Steinbach 

From: Wes Frey [wfrey@hygienetech.com]

Sent: Thursday, July 15, 2010 2:28 PM

To: Ted M. Ice; gsheehan@jls-inc.com; Mike.Moore@dgs.ca.gov

Cc: Vince.Paul@boe.ca.gov; Chris Corpuz; lsandhu@hygienetech.com; khsi@hygienetech.com; 
Jill.Sommerville@dgs.ca.gov

Subject: RE: 8th Floor East electric/telephone equipment room Containment Clearance

Page 1 of 1Re: 8th Floor East electric/telephone equipment room Containment Clearance

8/12/2010

HygieneTech has also received the data for the clearance performed in northern portion of the eastern 
electric/telephone equipment room and the results meet our clearance criteria. 
  
Regards,  
  
Wes Frey 
Regional Manager 
Hygiene Technologies International, Inc. 
(916) 760-8611 
Fax (866) 496-5025 
**************************************************************************** 
This communication, including any attachments may contain privileged or confidential information for 
specific individuals and is protected by law.  You are hereby notified that any disclosure, copying or 
distribution of this communication, or the taking of any action based on it is strictly prohibited. E-mail 
transmission cannot be guaranteed to be secure or error-free as information could be intercepted, 
corrupted, lost, destroyed,arrive late or incomplete, or contain viruses. The sender therefore does not 
accept liability for any errors or omissions in the contents of this message, which arise as a result of e-
mail transmission. Thank you. 
****************************************************************************     
  

  
From: Ted Ice [mailto:tice@lacroixdavis.com]  
Sent: Thursday, July 15, 2010 1:09 PM 
To: wfrey@hygienetech.com; gsheehan@jls-inc.com; Mike.Moore@dgs.ca.gov 
Cc: Vince.Paul@boe.ca.gov; Chris Corpuz; lsandhu@hygienetech.com; khsi@hygienetech.com; 
Jill.Sommerville@dgs.ca.gov 
Subject: Re: 8th Floor East electric/telephone equipment room Containment Clearance 
  

Team: 
 
We have received the lab data for the testing performed 7/14/10 of the 8th Floor East electrical/telephone equipment 
room containment and the conditions and results meet our clearance criteria. 
 
Please note HTI's testing results are pending at this time. 
 
Regards, 
 
Ted Ice 
Sr. Associate 
LaCroix Davis, LLC 
925.299.1140 
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Andrea Steinbach

From: Ted M. Ice
Sent: Wednesday, July 21, 2010 5:21 PM
To: 'Mike.Moore@dgs.ca.gov'; 'gsheehan@jls-inc.com'; 'lsandhu@hygienetech.com'
Cc: 'khsi@hygienetech.com'; 'Vince.Paul@boe.ca.gov'; Chris Corpuz; 

'Jill.Sommerville@dgs.ca.gov'; 'wfrey@hygienetech.com'
Subject: Re: 8th Floor Northern Quadrant Containment - Clearance

Team:

LaCroix Davis, LLC has also received our lab data for the testing performed 7/21/10 in the
8th Floor Northern Quadrant Containment and the results meet our clearance criteria.

JLS may dismantle their containment system and proceed with build back in this area.

Regards,

Ted Ice
Sr. Associate
LaCroix Davis, LLC
925.299.1140



Andrea Steinbach 

From: Wes Frey [wfrey@hygienetech.com]

Sent: Friday, July 30, 2010 4:24 PM

To: Ted Ice; Mike.Moore@dgs.ca.gov; gsheehan@jls-inc.com

Cc: Chris Corpuz; khsi@hygienetech.com; Vince.Paul@boe.ca.gov; Jill.Sommerville@dgs.ca.gov; 
lsandhu@hygienetech.com

Subject: RE: 8th Floor Southeastern Quadrant Containment - Clearance

Page 1 of 2

8/12/2010

HygieneTech has also received data from the clearance performed in the 8th floor southeastern 
quadrant and the results meets our clearance criteria. 
  
Regards, 
  
Wes Frey 
Regional Manager 
Hygiene Technologies International, Inc. 
(916) 760‐8611 
Fax (866) 496‐5025 
**************************************************************************** 
This communication, including any attachments may contain privileged or confidential information for 
specific individuals and is protected by law.  You are hereby notified that any disclosure, copying or 
distribution of this communication, or the taking of any action based on it is strictly prohibited. E‐mail 
transmission cannot be guaranteed to be secure or error‐free as information could be intercepted, 
corrupted, lost, destroyed,arrive late or incomplete, or contain viruses. The sender therefore does not 
accept liability for any errors or omissions in the contents of this message, which arise as a result of e‐
mail transmission. Thank you. 
****************************************************************************     
  

  

From: Ted Ice [mailto:tice@lacroixdavis.com]  
Sent: Friday, July 30, 2010 3:58 PM 
To: Mike.Moore@dgs.ca.gov; gsheehan@jls‐inc.com; wfrey@hygienetech.com 
Cc: Chris Corpuz; khsi@hygienetech.com; Vince.Paul@boe.ca.gov; Jill.Sommerville@dgs.ca.gov 
Subject: RE: 8th Floor Southeastern Quadrant Containment ‐ Clearance 
  
Team: 
  
LaCroix Davis, LLC has received our lab data for the testing performed 7/30/10 in 
the 8th Floor Southeastern Quadrant Containment and the conditions and results 
meet our clearance criteria.  Please note: HTI testing data is pending at this 
time. 
  
Regards, 

  
Ted M. Ice 
Senior Associate 
LaCroix Davis LLC 
3685 Mt. Diablo Blvd., Suite 210 
Lafayette, CA 94549 
(925) 299‐1140 phone 



(925) 299‐1185 fax 
tice@lacroixdavis.com 
www.lacroixdavis.com 
Sacramento * San Francisco * Southern California * Las Vegas * Harrisburg 
This message is confidential, intended only for the named recipient(s) and may contain information that is privileged, attorney work product or exempt 
from disclosure under applicable law.   If you are not the intended recipient(s), you are notified that the dissemination, distribution or copying of this 
message is strictly prohibited.   If you receive this message in error, or are not the named recipient(s), please notify the sender at either the e‐mail address 
or telephone number above and delete this e‐mail from your computer.   Receipt by anyone other than the named recipient(s) is not a waiver of any 
attorney‐client, work product, or other applicable privilege.  Thank you. 
  

Page 2 of 2

8/12/2010
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Andrea Steinbach

From: Ted Ice
Sent: Thursday, August 05, 2010 3:53 PM
To: 'Mike.Moore@dgs.ca.gov'; 'gsheehan@jls-inc.com'; 'wfrey@hygienetech.com'
Cc: Chris Corpuz; 'khsi@hygienetech.com'; 'Vince.Paul@boe.ca.gov'; 

'Jill.Sommerville@dgs.ca.gov'
Subject: Re: 8th Floor Southwestern Quadrant Containment - Clearance

Team:

LaCroix Davis, LLC has received our lab data for the testing performed 8/05/10 in the 8th 
Floor Southwestern Quadrant Containment and the conditions and results meet our clearance 
criteria.  Please note: HTI testing data is pending at this time.

Regards,

Ted Ice
Sr. Associate
LaCroix Davis, LLC
925.299.1140



Andrea Steinbach 

From: Wes Frey [wfrey@hygienetech.com]

Sent: Thursday, August 05, 2010 3:54 PM

To: Ted Ice; gsheehan@jls-inc.com

Cc: Mike.Moore@dgs.ca.gov; 'Paul, Vince'; lsandhu@hygienetech.com; khsi@hygienetech.com; Chris 
Corpuz

Subject: 8th Floor Southwestern Quandrant Clearance

Page 1 of 1

8/12/2010

Hello All, 
  
We have received the data regarding the clearance performed in the southwestern quadrant 

containment of the 8th floor and the results meet our clearance criteria. 

 
Regards, 
  
Wes Frey 
Regional Manager 
Hygiene Technologies International, Inc. 
(916) 760‐8611 
Fax (866) 496‐5025 
**************************************************************************** 
This communication, including any attachments may contain privileged or confidential information for 
specific individuals and is protected by law.  You are hereby notified that any disclosure, copying or 
distribution of this communication, or the taking of any action based on it is strictly prohibited. E‐mail 
transmission cannot be guaranteed to be secure or error‐free as information could be intercepted, 
corrupted, lost, destroyed,arrive late or incomplete, or contain viruses. The sender therefore does not 
accept liability for any errors or omissions in the contents of this message, which arise as a result of e‐
mail transmission. Thank you. 
****************************************************************************     
  

  


