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May 25, 2016 

California State Board of Equalization 
450 N Street 
Sacramento, California 94279 

Document No. 21512001.4 

Attention: Edna B. Murphy 
Deputy Director Administration Department 

Regarding: Limited Fungal Growth Exposure Assessment Survey 
December 2015 QPCR Air Sampling 

Dear Ms. Murphy: 

On December 31, 2015, an industrial hygienist with Hygiene Technologies International, Inc. 
(HygieneTech) conducted a limited fungal growth exposure assessment survey within the California 
State Board of Equalization (BOE) building located at 450 N Street in Sacramento, California.  Air 
samples were analyzed using quantitative polymerase chain reaction (QPCR) analysis.  During the 
survey, three air samples each were collected from Floors 1, 3, 5, 7, 9, 11, 15, 17, 19, 21, and 23.   

Air samples for QPCR analysis were collected on filter cassettes containing pre-loaded 37-millimeter 
diameter, polycarbonate filters having a pore size of four micrometers using high volume air sampling 
pumps.  Each pump flow rate was calibrated and verified using a DryCal® DC-Lite Primary Flow Meter. 
All such samples were subsequently analyzed by trained and experienced microbiologists at EMLab 
P&K, a laboratory accredited by the American Industrial Hygiene Association (AIHA) and that 
successfully participates in the AIHA Environmental Microbiology Proficiency Analytical Testing Program.  
Two samples per floor collected for QPCR analysis were analyzed for quantification of Cladosporium 
species via custom panel for Cladosporium, which included C. cladosporioides (Type 1), C. 
cladosporioides (Type 2), C. herbarum, and C. sphaerospermum.  One sample per floor along with the 
outdoor samples collected for QPCR analysis were analyzed for quantification of Cladosporium species 
via custom panel for Cladosporium, which included Cladosporium cladosporioides (Type 2), 
Cladosporium herbarum, Cladosporium sphaerospermum, as well as an additional 23 important indoor 
molds including Cladosporium cladosporioides (Type 1).  Applied methodology has been developed by 
and is licensed through the EPA. 

On the survey date, the airborne spore equivalent count data as presented in Table 21512001-4A 
showed fungal spore equivalent types outdoors such as Acremonium strictum, Alternaria alternata, 
Aspergillus flavus (A. flavus and A. oryzae), A. fumigatus (A. fumigatus and Neosartorya fischeri), A. 
niger (A. niger, A. foetidus and A. phoenicis), A. ochraceus (A. ochraceus and A. ostianus), 
Cladosporium cladosporioides (Type 1), C. cladosporioides (Type 2), C. herbarum, C. sphaerospermum, 
Eurotium (Asp.) amstelodami (E. amstelodami, E. chevalieri, E. herbariorum, E. rubrum and E. repens), 
Paecilomyces variotii, P. brevicompactum, P. chrysogenum (Type 2), and/or Scopulariopsis brevicaulis 
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(S. brevicaulis and S. fusca),.  As presented in Tables 21512001-4A and 4B, in the indoor areas tested 
on the survey date, the data showed that the fungal spore equivalent types were either not detected at or 
above the laboratory detection limit indicated or were detected at low airborne concentrations.  Low 
airborne concentrations of fungal spore equivalent detected included one or more of the following: 
Acremonium strictum,  Aspergillus flavus (A. flavus and A. oryzae), A. fumigatus (A. fumigatus and 
Neosartorya fischeri), A. niger (A. niger, A. foetidus and A. phoenicis), Cladosporium cladosporioides 
(Type 1), Cladosporium cladosporioides (Type 2), Cladosporium herbarum, Cladosporium 
sphaerospermum,  Eurotium (Asp.) amstelodami (E. amstelodami, E. chevalieri, E. herbariorum, E. 
rubrum and E. repens), and/or Penicillium brevicompactum. 
  
Please note that Cladosporium sphaerospermum, the dominant species of Cladosporium genus 
identified in the heating, ventilating, and air conditioning (HVAC) duct interior was either not detected 
above the laboratory analytical limit or was found at very low levels in both the indoor and outdoor 
samples collected.  The distribution of fungal spore equivalent types detected in the surveyed areas were 
consistent with those found outdoors, and the overall data within the tested areas were well below the 
overall data recorded outdoors.  Collectively, these data were considered unremarkable and are not 
believed to pose a health risk beyond that posed by the outdoor environment where exposures to airborne 
fungi are expected. 
 
Be advised that the data provided in this report only represent limited fungal growth and exposure 
potentials that existed at the time the survey was performed and at the precise sample locations 
indicated, the latter of which were selected based on the available background information provided.  
Note that fungal growth and exposure potentials may change due to changes in environmental 
conditions (such as those caused by water intrusion), use of mechanical systems, changes in fungal 
growth within HVAC systems, or other factors. 
 
If you have any comments or questions regarding the information contained in this correspondence, 
please feel free to contact our offices directly at (310) 370-8370. 
 
Sincerely, 
 
HYGIENE TECHNOLOGIES INTERNATIONAL, INC. 

 
Kenny K. Hsi, CIH 
 Technical Director 
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SAMPLE NUMBER 21512001-4 21512001-4 21512001-4 21512001-4 
P01OUT P13OUT P14** P15 

SAMPLING 
LOCATION/ACTIVITIES 

Outdoors; about 20 
feet northeast of main 

entrance door; 
approximately five 

feet above 
ground/Normal 

outdoor activities 

Outdoors; about 20 
feet northeast of main 

entrance door; 
approximately five 

feet above 
ground/Normal 

outdoor activities 

1st Floor; Conference 
Room 111; 

northeastern corner; 
approximately five feet 
above floor/Sampling 

activities only 

3rd Floor; Conference 
Room 303; 

southwestern corner 
approximately five 

feet above 
floor/Sampling 
activities only 

START/STOP 06:40:00/09:40:00 09:41:00/12:42:00 09:49:00/12:49:00 09:56:00/12:56:00 

SAMPLE TIME 180 minutes 181 minutes 180 minutes 180 minutes 

Acremonium strictum <1 <1 <1 <1 

Alternaria alternata 1 1 <3 <1 

Aspergillus flavus a) <1 <1 <2 <1 

Aspergillus  fumigatus b) 2 1 <1 <1 

Aspergillus  niger c) 1 1 <1 <1 

Aspergillus  ochraceus d) <1 1 <2 <1 

Aspergillus sydowii <4 <4 <36 <5 

Aspergillus ustus <1 <1 <1 <1 

Aspergillus versicolor <1 <1 <5 <1 

Chaetomium globosum <1 <1 <1 <1 

Cladosporium  cladosporioides (T-1) 87 76 <1 8 

Cladosporium  cladosporioides (T-2)  1 1 <1 <1 

Cladosporium  herbarum 1 1 <1 <1 

Cladosporium  sphaerospermum <1 1 <1 <1 

Eurotium (Asp.) amstelodami e) 18 12 <2 <1 

Memnoniella echinata <1 <1 <1 <1 

Paecilomyces variotii <1 <1 <1 <1 

Penicillium  aurantiogriseum f) <1 <1 <10 <1 

Penicillium brevicompactum 50 5 <8 <1 

Penicillium chrysogenum  (T-2) g) 1 1 <3 <1 

Penicillium purpurogenum <1 <1 <9 <1 

Penicillium variabile <2 <2 <26 <3 

Scopulariopsis  brevicaulis h) 1 <1 <1 <1 

Stachybotrys chartarum <1 <1 <1 <1 
 Trichoderma viride i) <1 <1 <2 <1 

Ulocladium botrytis <1 <1 <1 <1 
** Sample contained PCR inhibitors. Dilutions were required

a) Includes A. flavus and A. oryzae      b) Includes A. fumigatus and Neosartorya fischeri 
c) Includes A. niger, A.foetidus and A.phoenicis    d) Includes A. ochraceus and A.ostianus 
e) Includes E. amstelodami, E.chevalieri, E.herbariorum, E.rubrum and E.repens  f) Includes P. aurantiogriseum, P.freii, P.polonicum, P.tricolor and P.viridicatum 
g) Includes dominant subgroups of species     h) Includes S.brevicaulis and S.fusca 
i) Includes T.viride, T.atroviride and T.koningii 
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SAMPLE NUMBER 21512001-4 
P16 

21512001-4 
P17 

21512001-4 
P18 

21512001-4 
P19 

SAMPLING 
LOCATION/ACTIVITIES 

5th Floor; Copy Room 
506; about center; 

approximately five feet 
above floor/Normal 

office activities 

7th Floor; Training 
Room 711; about 

center; 
approximately five 

feet above 
floor/Normal office 

activities 

9th Floor; Room 905; 
northeastern corner; 
approximately five 
feet above floor/ 

Normal office 
activities 

11th Floor; Column K23 
area; cubicle at 

Column K23; about 
center; approximately 
five feet above floor/ 

Normal office activities 

START/STOP 10:06:00/13:06:00 10:14:00/13:14:00 10:19:00/13:19:00 10:26:00/13:27:00 

SAMPLE TIME 180 minutes 180 minutes 180 minutes 181 minutes 

Acremonium strictum <1 <1 <1 <1 

Alternaria alternata <1 <1 <1 <1 

Aspergillus flavus a) <1 <1 <1 <1 

Aspergillus  fumigatus b) <1 <1 1 <1 

Aspergillus  niger c) <1 <1 <1 1 

Aspergillus  ochraceus d) <1 <1 <1 <1 

Aspergillus sydowii <4 <5 <4 <4 

Aspergillus ustus <1 <1 <1 <1 

Aspergillus versicolor <1 <1 <1 <1 

Chaetomium globosum <1 <1 <1 <1 

Cladosporium  cladosporioides (T-1) 1 3 14 5 

Cladosporium  cladosporioides (T-2) <1 1 1 1 

Cladosporium  herbarum 1 1 1 1 

Cladosporium  sphaerospermum <1 1 1 <1 

Eurotium (Asp.) amstelodami e) <1 3 <1 <1 

Memnoniella echinata <1 <1 <1 <1 

Paecilomyces variotii <1 <1 <1 <1 

Penicillium  aurantiogriseum f) <1 <1 <1 <1 

Penicillium brevicompactum <1 <1 1 <1 

Penicillium chrysogenum  (T-2) g) <1 <1 <1 <1 

Penicillium purpurogenum <1 <1 <1 <1 

Penicillium variabile <2 <2 <2 <2 

Scopulariopsis  brevicaulis h) <1 <1 <1 <1 

Stachybotrys chartarum <1 <1 <1 <1 
 Trichoderma viride i) <1 <1 <1 <1 

Ulocladium botrytis <1 <1 <1 <1 

a) 
c) 
e) 
g) 

Includes A. flavus and A. oryzae   
Includes A. niger, A.foetidus and A.phoenicis 
Includes E. amstelodami, E.chevalieri, E.herbariorum, 
Includes dominant subgroups of species  

 
 

E.rubrum 
 

  
  

and E.repens  
  

b) Includes A. fumigatus and Neosartorya fischeri 
d) Includes A. ochraceus and A.ostianus 
f) Includes P. aurantiogriseum, P.freii, P.polonicum, P.tricolor and P.viridicatum 
h) Includes S.brevicaulis and S.fusca 

i) Includes T.viride, T.atroviride and T.koningii 
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SAMPLE NUMBER 21512001-4 
P20 

21512001-4 
P21 

21512001-4 
P22 

21512001-4 
P23 

SAMPLING 
LOCATION/ACTIVITIES 

15th Floor; Quiet 
Room 1509; 

northeastern corner; 
approximately five 
feet above floor/ 

Normal office 
activities 

17th Floor; Room 
1705; about center; 
approximately five 
feet above floor/ 

Normal office 
activities 

19th Floor; Room 
1914; northwestern 

corner; approximately 
five feet above floor/ 

Normal office 
activities 

21st Floor; Room 2103; 
northeastern corner; 

approximately five feet 
above floor/Sampling 

activities only 

START/STOP 10:34:00/13:34:00 10:40:00/13:40:00 10:44:00/13:44:00 10:48:00/13:48:00 

SAMPLE TIME 180 minutes 180 minutes 180 minutes 180 minutes 

Acremonium strictum <1 <1 <1 <1 

Alternaria alternata <1 <1 <1 <1 

Aspergillus flavus a) <1 <1 <1 <1 

Aspergillus  fumigatus b) <1 <1 <1 <1 

Aspergillus  niger c) 1 <1 1 <1 

Aspergillus  ochraceus d) <1 <1 <1 <1 

Aspergillus sydowii <4 <4 <4 <5 

Aspergillus ustus <1 <1 <1 <1 

Aspergillus versicolor <1 <1 <1 <1 

Chaetomium globosum <1 <1 <1 <1 

Cladosporium  cladosporioides (T-1) 42 <1 1 9 

Cladosporium  cladosporioides (T-2)  1 1 <1 <1 

Cladosporium  herbarum 1 1 1 1 

Cladosporium  sphaerospermum <1 1 <1 <1 

Eurotium (Asp.) amstelodami e) 3 <1 <1 7 

Memnoniella echinata <1 <1 <1 <1 

Paecilomyces variotii <1 <1 <1 <1 

Penicillium  aurantiogriseum f) <2 <1 <1 <1 

Penicillium brevicompactum <2 <1 <1 <1 

Penicillium chrysogenum  (T-2) g) <1 <1 <1 <1 

Penicillium purpurogenum <2 <1 <1 <1 

Penicillium variabile <5 <2 <2 <3 

Scopulariopsis  brevicaulis h) <1 <1 <1 <1 

Stachybotrys chartarum <1 <1 <1 <1 
 Trichoderma viride i) <1 <1 <1  <1  

Ulocladium 
 

botrytis <1 <1 <1 <1 

a) Includes A. flavus and A. oryzae   
c) Includes A. niger, A.foetidus and A.phoenicis 
e) Includes E. amstelodami, E.chevalieri, E.herbariorum, 
g) Includes dominant subgroups of species  
i) Includes T.viride, T.atroviride and T.koningii 

 
 

E.rubrum 
 

  
  

and E.repens  
  

b) Includes A. fumigatus and Neosartorya fischeri 
d) Includes A. ochraceus and A.ostianus 
f) Includes P. aurantiogriseum, P.freii, P.polonicum, P.tricolor and P.viridicatum 
h) Includes S.brevicaulis and S.fusca 
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SAMPLE NUMBER 21512001-4 
P24 

21512001-4 
P25OUT 

21512001-4 
P37 BLANK 

 

SAMPLING 
LOCATION/ACTIVITIES 

23rd Floor; 
Conference Room 
2304; northwestern 

corner; approximately 
five feet above 
floor/Sampling 
activities only 

Outdoors; about 20 
feet northeast of main 

entrance door; 
approximately five 

feet above 
ground/Normal 

outdoor activities 

Field Blank This column 
intentionally left blank 

START/STOP 10:56:00/13:57:00 14:06:00/17:01:00 N/A  

SAMPLE TIME 181 minutes 175 minutes N/A  

Acremonium strictum <1 2 <1  

Alternaria alternata <1 3 <1  

Aspergillus flavus a) 1 1 <1  

Aspergillus  fumigatus b) <1 <1 <1  

Aspergillus  niger c) 2 9 <1  

Aspergillus  ochraceus d) <1 <1 <1  

Aspergillus sydowii <5 <4 <5  

Aspergillus ustus <1 <1 <1  

Aspergillus versicolor <1 <1 <1  

Chaetomium globosum <1 <1 <1  

Cladosporium cladosporioides (T-1) <1 610 <1  

Cladosporium cladosporioides (T-2)  <1 2 <1  

Cladosporium  herbarum <1 5 <1  

Cladosporium  sphaerospermum <1 1 <1  

Eurotium (Asp.) amstelodami e) 1 100 <1  

Memnoniella echinata <1 <1 <1  

Paecilomyces variotii <1 1 <1  

Penicillium  aurantiogriseum f) <1 <1 <1  

Penicillium brevicompactum <1 24 <1  

Penicillium chrysogenum  (T-2) g) <1 <1 <1  

Penicillium purpurogenum <1 <1 <1  

Penicillium variabile <3 <2 <3  

Scopulariopsis  brevicaulis h) <1 <1 <1  

Stachybotrys chartarum <1 <1 <1  
 Trichoderma viride i) <1 <1 <1  

Ulocladium 
 

botrytis <1 <1 <1  
 

a) Includes A. flavus and A. oryzae   
c) Includes A. niger, A.foetidus and A.phoenicis 
e) Includes E. amstelodami, E.chevalieri, E.herbariorum, 
g) Includes dominant subgroups of species  
i) Includes T.viride, T.atroviride and T.koningii 

 
 

E.rubrum 
 

  
  

and E.repens  
  

b) Includes A. fumigatus and Neosartorya fischeri 
d) Includes A. ochraceus and A.ostianus 
f) Includes P. aurantiogriseum, P.freii, P.polonicum, P.tricolor and P.viridicatum 
h) Includes S.brevicaulis and S.fusca 
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Results reported in spore equivalent per cubic meter of air 3)(SE/m  
SAMPLE NUMBER 21512001-4 21512001-4 21512001-4 21512001-4 

P02 P03 P04 P05 
SAMPLING 1st Floor; Conference 3rd Floor; Elevator 5th Floor; Elevator 7th Floor; Elevator 
LOCATION/ACTIVITIES Room 107; Lobby; approximately Lobby; approximately Lobby; approximately 

northwestern corner; five feet above five feet above floor/ five feet above floor/ 
approximately five floor/Normal office Normal office Normal office 

feet above activities activities activities 
floor/Sampling 
activities only 

START/STOP 06:47:00/09:47:00 06:53:00/09:53:00 06:58:00/10:02:00 07:02:00/10:07:00 

SAMPLE TIME 180 minutes 180 minutes 184 minutes 185 minutes 

Cladosporium  cladosporioides (T-1) 27 33 7 21 

Cladosporium  cladosporioides (T-2) 1 1 1 1 

Cladosporium  herbarum 1 2 1 1 

Cladosporium  sphaerospermum 1 1 <1 <1 
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SAMPLE NUMBER 21512001-4 21512001-4 21512001-4 21512001-4 
P06 P07 P08 P09 

SAMPLING 9th Floor; Elevator 11th Floor; Low-Rise 15th Floor; Elevator 17th Floor; Elevator 
LOCATION/ACTIVITIES Lobby; approximately Elevator Lobby; Lobby; approximately Lobby; approximately 

five feet above floor/ approximately five five feet above floor/ five feet above floor/ 
Normal office feet above floor/ Normal office Normal office 

activities Normal office activities activities 
activities 

START/STOP 07:10:00/10:17:00 07:15:00/10:23:00 07:23:00/10:30:00 07:28:00/10:37:00 
SAMPLE TIME 187 minutes 188 minutes 187 minutes 189 minutes 

Cladosporium  cladosporioides (T-1) 130 63 110 50 

Cladosporium  cladosporioides (T-2) 2 2 1 1 

Cladosporium  herbarum 2 1 1 1 

Cladosporium  sphaerospermum 1 1 <1 1 
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Results reported in spore equivalent per cubic meter of air 3)(SE/m  
SAMPLE NUMBER 21512001-4 21512001-4 21512001-4 21512001-4 

P10 P11 P12 P26 
SAMPLING 19th Floor; Elevator 21st Floor; Elevator 23rd Floor; Elevator 1st Floor; corridor 
LOCATION/ACTIVITIES Lobby; Lobby; about five feet Lobby;  approximately adjacent to Rooms 

approximately five above floor/Normal five feet above 117 and 118; 
feet above floor/ office activities floor/Normal office approximately five 

Normal office activities feet above 
activities floor/Normal office 

activities 
START/STOP 07:34:00/10:42:00  07:41:00/10:46:00 07:47:00/10:52:00 14:11:00/17:06:00 
SAMPLE TIME 188 minutes 185 minutes 185 minutes 179 minutes 

Cladosporium  cladosporioides (T-1) 18 11 33 35 

Cladosporium  cladosporioides (T-2) 2 <1 1 1 

Cladosporium  herbarum 1 2 1 1 

Cladosporium  sphaerospermum 1 <1 <1 1 
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Results reported in 

 

spore equivalent per cubic meter of air 3)(SE/m  
SAMPLE NUMBER 21512001-4 21512001-4 21512001-4 21512001-4 

P27 P28 P29 P30 
SAMPLING 3rd Floor;  5th Floor; southern 7th Floor; Room 709; 9th Floor; Quiet Room 
LOCATION/ACTIVITIES Conference Room corridor adjacent to northeastern corner; 912; southeastern 

313; northwestern Telephone Equipment approximately five corner; approximately 
corner; Room; approximately feet above five feet above 

approximately five five feet above floor/Normal office floor/Normal office 
feet above floor/Normal office activities activities 

floor/Sampling activities 
activities only 

START/STOP 14:16:00/17:14:00 14:21:00/17:17:00 14:26:00/17:20:00 14:30:00/17:25:00 
SAMPLE TIME 178 minutes 176 minutes 174 minutes 175 minutes 

Cladosporium  cladosporioides (T-1) 1 4 1 <1 

Cladosporium  cladosporioides (T-2) <1 1 <1 1 

Cladosporium  herbarum <1 1 1 1 

Cladosporium  sphaerospermum <1 <1 <1 <1 
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SAMPLE NUMBER 21512001-4 21512001-4 21512001-4 21512001-4 
P31 P32 P33 P34 

SAMPLING 11th Floor; northern 15th Floor; Room 1505; 17th Floor; Room 19th Floor; Room 
LOCATION/ACTIVITIES corridor; about eastern portion; about 1720; northwestern 1908; about five feet 

center; center; approximately corner;  south of entry door; 
approximately five five feet above approximately five approximately five 

feet above floor/Normal office feet above feet above 
floor/Normal office activities floor/Normal office floor/Normal office 

activities activities activities 
START/STOP 14:36:00/17:28:00 14:40:00/17:32:00 14:43:00/17:36:00 14:46:00/17:41:00 

SAMPLE TIME 172 minutes 172 minutes 173 minutes 175 minutes 

Cladosporium  cladosporioides (T-1) 56 3 1 1 

Cladosporium  cladosporioides (T-2) 1 1 <1 <1 

Cladosporium  herbarum 1 <1 <1 <1 

Cladosporium  sphaerospermum 1 <1 <1 1 
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Page 6 

SAMPLE NUMBER 21512001-4 21512001-4   
P35 P36 

SAMPLING 
LOCATION/ACTIVITIES 

21st Floor; Room 
2109; about seven 

feet east of the entry 
door; approximately 
five feet above floor/ 
Sampling activities 

only 

23rd Floor; Room 
2337A; northeastern 

corner;  
approximately five 

feet above 
floor/Sampling 
activities only 

This column 
intentionally left blank 

This column 
intentionally left blank 

START/STOP 15:49:00/17:44:00 14:51:00/17:52:00   

SAMPLE TIME 175 minutes 181 minutes   

Cladosporium  cladosporioides (T-1) 1 3   

Cladosporium  cladosporioides (T-2) <1 1   

Cladosporium  herbarum <1 <1   

Cladosporium  sphaerospermum <1 <1   

 

 



Report for:

Mr. Kenny Hsi, Mr. Lakhpreet Sandhu
Hygiene Technologies International, Inc.
3625 Del Amo Boulevard, Suite 180
Torrance, CA  90503-8370

Regarding: Project: 21512001-4
EML ID: 1474570

Approved by:

Operations Manager
Joshua Cox

Dates of Analysis:
PCR-23 important indoor molds: 01-07-2016 and 01-08-2016
PCR-Custom Panel: 01-07-2016 to 01-11-2016

Service SOPs: PCR-23 important indoor molds (EM-BC-S-1220), PCR-Custom Panel (EM-BC-S-1220)

All samples were received in acceptable condition unless noted in the Report Comments portion in the body of the report. Due to 
the nature of the analyses performed, field blank correction of results is not applied. The results relate only to the items tested.

EMLab P&K ("the Company") shall have no liability to the client or the client's customer with respect to decisions or 
recommendations made, actions taken or courses of conduct implemented by either the client or the client's customer as a result 
of or based upon the Test Results. In no event shall the Company be liable to the client with respect to the Test Results except for 
the Company's own willful misconduct or gross negligence nor shall the Company be liable for incidental or consequential 
damages or lost profits or revenues to the fullest extent such liability may be disclaimed by law, even if the Company has been 
advised of the possibility of such damages, lost profits or lost revenues. In no event shall the Company's liability with respect to the 
Test Results exceed the amount paid to the Company by the client therefor.
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EMLabP&K 
1501 West Knudsen Drive, Phoenix, AZ 85027 

(800) 651-4802 Fax (623) 780-7695 www.emlab.com 

Client: Hygiene Technologies International, Inc. Date of Sampling: 12-31-2015 
C/0: Mr. Kenny Hsi, Mr. Lakhpreet Sandhu Date of Receipt: 01-04-2016 
Re: 21512001-4 Date of Report: 01-11-2016 

CUSTOM PANEL: PCR METHODOLOGY 
Location: 21512001-4 POlOUT 

Comments (see below) None 

Sample Type: Polycarbonate Air Filter Cassette 

Lab ID-Version:j:: 6811481-1 

Sample Size: 1.453 

Unit: m3 

SE* SE*/Unit 

Acremonium strictum ND < l 

Altemaria altemata 1 1 

Aspergillus flavus ND < 1 

Aspergillus fumigatus 3 2 

Aspergillus niger 1 1 
Aspergillus ochraceus ND < l 

Aspergillus sydowii ND <4 

Aspergillus ustus ND < l 

Aspergillus versicolor ND < 1 

Chaetomium globosum ND < 1 
Cladosporiurn cladosporioides (Type 1) 130 87 
Eurotium (Asp.) amstelodami 26 18 

Memnoniella echinata ND < l 

Paecilomyces variotii ND < l 

Penicillium aurantiogriseum ND < 1 

Penicillium brevicompactum 73 50 

Penicillium chrysogenum (Type 2) 1 1 
Penicillium purpurogenum ND < l 

Penicillium variabile ND <2 

Scopulariopsis brevicaulis 1 1 

Stachybotrys chartarum ND < 1 

Trichoderma viride ND < 1 

Ulocladium botrytis ND < 1 
*Spore equivalents ND = Not Detected 

Comments: 

Aspergillusjlavus: IncludesA.jlavus andA. oryzae 
Aspergillus jumigatus: Includes A . famigatus and N eosartorya fzscheri 
Aspergillus niger: Includes A . niger, A . foetidus andA. phoenicis 
Aspergillus ochraceus: Includes A. ochraceus andA. ostianus 
Eurotium (Asp.) amstelodami: Includes E. amstelodami, E. chevalieri, E . herbariorum, E . rubrum and E. repens 
Penicillium aurantiogriseum: Includes Penicillium aurantiogriseum, P. freii, P . polonicum, P. tricolor, P. viridicatum 
Penicillium chrysogenum (Type 2) : Includes dominant subgroup of species 
Scopulariopsis brevicaulis: Includes S. brevicaulis and S. fasca 
Trichoderma viride: Includes T. viride, T. atroviride and T. koningii 

:j:A "Version" indicated by -"x" after the Lab ID# with a value greater than 1 indicates a sample with amended data. The revision number is 
reflected by the value of "x" . 
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EMLabP&K 
1501 West Knudsen Drive, Phoenix, AZ 85027 

(800) 651-4802 Fax (623) 780-7695 www.emlab.com 

Client: Hygiene Technologies International, Inc. Date of Sampling: 12-31-2015 
C/0: Mr. Kenny Hsi, Mr. Lakhpreet Sandhu Date of Receipt: 01-04-2016 
Re: 21512001-4 Date of Report: 01-11-2016 

CUSTOM PANEL: PCR METHODOLOGY 
Location: 21512001-4 P130UT 

Comments (see below) None 

Sample Type: Polycarbonate Air Filter Cassette 

Lab ID-Version:j:: 6811494-1 

Sample Size: 1.458 

Unit: m3 

SE* SE*/Unit 

Acremonium strictum ND < l 

Altemaria altemata 2 1 

Aspergillus flavus ND < 1 

Aspergillus fumigatus 1 1 
Aspergillus niger 1 1 
Aspergillus ochraceus 1 1 

Aspergillus sydowii ND <4 

Aspergillus ustus ND < l 

Aspergillus versicolor ND < 1 

Chaetomium globosum ND < 1 
Cladosporiurn cladosporioides (Type 1) 110 76 
Eurotium (Asp.) amstelodami 17 12 

Memnoniella echinata ND < l 

Paecilomyces variotii ND < l 

Penicillium aurantiogriseum ND < 1 

Penicillium brevicompactum 8 5 
Penicillium chrysogenum (Type 2) 1 1 
Penicillium purpurogenum ND < l 

Penicillium variabile ND <2 
Scopulariopsis brevicaulis ND < l 

Stachybotrys chartarum ND < 1 

Trichoderma viride ND < 1 

Ulocladium botrytis ND < 1 
*Spore equivalents ND = Not Detected 

Comments: 

Aspergillusjlavus: IncludesA.jlavus andA. oryzae 
Aspergillus jumigatus: Includes A . famigatus and N eosartorya fzscheri 
Aspergillus niger: Includes A . niger, A . foetidus andA. phoenicis 
Aspergillus ochraceus: Includes A. ochraceus andA. ostianus 
Eurotium (Asp.) amstelodami: Includes E. amstelodami, E. chevalieri, E . herbariorum, E . rubrum and E. repens 
Penicillium aurantiogriseum: Includes Penicillium aurantiogriseum, P. freii, P . polonicum, P. tricolor, P. viridicatum 
Penicillium chrysogenum (Type 2) : Includes dominant subgroup of species 
Scopulariopsis brevicaulis: Includes S. brevicaulis and S. fasca 
Trichoderma viride: Includes T. viride, T. atroviride and T. koningii 

:j:A "Version" indicated by -"x" after the Lab ID# with a value greater than 1 indicates a sample with amended data. The revision number is 
reflected by the value of "x" . 
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EMLabP&K 
1501 West Knudsen Drive, Phoenix, AZ 85027 

(800) 651-4802 Fax (623) 780-7695 www.emlab.com 

Client: Hygiene Technologies International, Inc. Date of Sampling: 12-31-2015 
C/0: Mr. Kenny Hsi, Mr. Lakhpreet Sandhu Date of Receipt: 01-04-2016 
Re: 21512001-4 Date of Report: 01-11-2016 

CUSTOM PANEL: PCR METHODOLOGY 
Location: 21512001-4 P14 

Comments (see below) A 

Sample Type: Polycarbonate Air Filter Cassette 

Lab ID-Version:j:: 6811496-1 

Sample Size: 1.449 

Unit: m3 

SE* SE*/Unit 

Acremonium strictum ND < l 

Altemaria altemata ND <3 

Aspergillus flavus ND <2 

Aspergillus fumigatus ND < 1 

Aspergillus niger ND < 1 

Aspergillus ochraceus ND <2 

Aspergillus sydowii ND <36 

Aspergillus ustus ND < l 

Aspergillus versicolor ND <5 

Chaetomium globosum ND < 1 
Cladosporiurn cladosporioides (Type 1) ND < 1 

Eurotium (Asp.) amstelodami ND <2 

Memnoniella echinata ND < l 

Paecilomyces variotii ND < l 

Penicillium aurantiogriseum ND <10 

Penicillium brevicompactum ND <8 

Penicillium chrysogenum (Type 2) ND <3 

Penicillium purpurogenum ND <9 

Penicillium variabile ND <26 

Scopulariopsis brevicaulis ND < l 

Stachybotrys chartarum ND < 1 

Trichoderma viride ND <2 

Ulocladium botrytis ND < 1 
*Spore equivalents ND = Not Detected 

Comments:A) Sample contained PCR inhibitors. Dilutions were required .. 

Aspergillusjlavus: IncludesA.jlavus andA. oryzae 
Aspergillus jumigatus: Includes A . famigatus and N eosartorya fzscheri 
Aspergillus niger: Includes A . niger, A . foetidus andA. phoenicis 
Aspergillus ochraceus: Includes A. ochraceus andA. ostianus 
Eurotium (Asp.) amstelodami: Includes E. amstelodami, E. chevalieri, E . herbariorum, E . rubrum and E. repens 
Penicillium aurantiogriseum: Includes Penicillium aurantiogriseum, P. freii, P . polonicum, P. tricolor, P. viridicatum 
Penicillium chrysogenum (Type 2) : Includes dominant subgroup of species 
Scopulariopsis brevicaulis: Includes S. brevicaulis and S. fasca 
Trichoderma viride: Includes T. viride, T. atroviride and T. koningii 

:j:A "Version" indicated by -"x" after the Lab ID# with a value greater than 1 indicates a sample with amended data. The revision number is 
reflected by the value of "x" . 
Aerotech Laboratories, Inc EMLab ID: 1474570, Page 4 of 53 



EMLabP&K
1501 West Knudsen Drive, Phoenix, AZ 85027

(800) 651-4802 Fax (623) 780-7695 www.emlab.com

Client: Hygiene Technologies International, Inc. Date of Sampling: 12-31-2015 
C/0: Mr. Kenny Hsi, Mr. Lakhpreet Sandhu Date of Receipt: 01-04-2016 
Re: 21512001-4 Date of Report: 01-11-2016 

 
 
 

CUSTOM PANEL: PCR METHODOLOGY 
Location: 21512001-4 P15 

Comments (see below) None 

Sample Type: Polycarbonate Air Filter Cassette 

Lab ID-Version:j:: 6811498-1 

Sample Size: 1.43 

Unit: m3 

SE* SE*/Unit 

Acremonium strictum ND < l 

Altemaria altemata ND < l 

Aspergillus flavus ND < 1 

Aspergillus fumigatus ND < 1 

Aspergillus niger ND < 1 

Aspergillus ochraceus ND < l 

Aspergillus sydowii ND <5 

Aspergillus ustus ND < l 

Aspergillus versicolor ND < 1 

Chaetomium globosum ND < 1 
Cladosporiurn cladosporioides (Type 1) 11 8 

Eurotium (Asp.) amstelodami ND < l 

Memnoniella echinata ND < l 

Paecilomyces variotii ND < l 

Penicillium aurantiogriseum ND < 1 

Penicillium brevicompactum ND < 1 

Penicillium chrysogenum (Type 2) ND < 1 

Penicillium purpurogenum ND < l 

Penicillium variabile ND <3 

Scopulariopsis brevicaulis ND < l 

Stachybotrys chartarum ND < 1 

Trichoderma viride ND < 1 

Ulocladium botrytis ND < 1 
*Spore equivalents ND = Not Detected 

Comments: 

Aspergillusjlavus: IncludesA.jlavus andA. oryzae 
Aspergillus jumigatus: Includes A . famigatus and N eosar torya fzscheri 
Aspergillus niger: Includes A . niger, A . foetidus andA. phoenicis 
Aspergillus ochraceus: Includes A . ochraceus andA. ostianus 
Eurotium (Asp.) amstelodami: Includes E. amstelodami, E. chevalieri, E . herbariorum, E . rubrum and E. repens 
P enicillium aurantiogriseum: Includes Penicillium aurantiogriseum, P . freii, P . polonicum, P . tricolor, P . viridicatum 
P enicillium chrysogenum (Typ e 2): Includes dominant subgroup of species 
Scopulariopsis brevicaulis: Includes S. brevicaulis and S. fasca 
Trichoderma viride: Includes T. viride, T. atroviride and T. koningii 

:j:A "Version" indicated by -"x" after the Lab ID# with a value greater than 1 indicates a sample with amended data. The revision number is 
reflected by the value of "x" . 
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EMLabP&K 
1501 West Knudsen Drive, Phoenix, AZ 85027 

(800) 651-4802 Fax (623) 780-7695 www.emlab.com 

Client: Hygiene Technologies International, Inc. Date of Sampling: 12-31-2015 
C/0: Mr. Kenny Hsi, Mr. Lakhpreet Sandhu Date of Receipt: 01-04-2016 
Re: 21512001-4 Date of Report: 01-11-2016 

CUSTOM PANEL: PCR METHODOLOGY 
Location: 21512001-4 P16 

Comments (see below) None 

Sample Type: Polycarbonate Air Filter Cassette 

Lab ID-Version:j:: 6811500-1 

Sample Size: 1.439 

Unit: m3 

SE* SE*/Unit 

Acremonium strictum ND < l 

Altemaria altemata ND < l 

Aspergillus flavus ND < 1 

Aspergillus fumigatus ND < 1 

Aspergillus niger ND < 1 

Aspergillus ochraceus ND < l 

Aspergillus sydowii ND <4 

Aspergillus ustus ND < l 

Aspergillus versicolor ND < 1 

Chaetomium globosum ND < 1 
Cladosporiurn cladosporioides (Type 1) 2 1 
Eurotium (Asp.) amstelodami ND < l 

Memnoniella echinata ND < l 

Paecilomyces variotii ND < l 

Penicillium aurantiogriseum ND < 1 

Penicillium brevicompactum ND < 1 

Penicillium chrysogenum (Type 2) ND < 1 

Penicillium purpurogenum ND < l 

Penicillium variabile ND <2 
Scopulariopsis brevicaulis ND < l 

Stachybotrys chartarum ND < 1 

Trichoderma viride ND < 1 

Ulocladium botrytis ND < 1 
*Spore equivalents ND = Not Detected 

Comments: 

Aspergillusjlavus: IncludesA.jlavus andA. oryzae 
Aspergillus jumigatus: Includes A . famigatus and N eosar torya fzscheri 
Aspergillus niger: Includes A . niger, A . foetidus andA. phoenicis 
Aspergillus ochraceus: Includes A . ochraceus andA. ostianus 
Eurotium (Asp.) amstelodami: Includes E. amstelodami, E. chevalieri, E . herbariorum, E . rubrum and E. repens 
P enicillium aurantiogriseum: Includes Penicillium aurantiogriseum, P . freii, P . polonicum, P . tricolor, P . viridicatum 
P enicillium chrysogenum (Typ e 2): Includes dominant subgroup of species 
Scopulariopsis brevicaulis: Includes S. brevicaulis and S. fasca 
Trichoderma viride: Includes T. viride, T. atroviride and T. koningii 

:j:A "Version" indicated by -"x" after the Lab ID# with a value greater than 1 indicates a sample with amended data. The revision number is 
reflected by the value of "x" . 
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EMLabP&K 
1501 West Knudsen Drive, Phoenix, AZ 85027 

(800) 651-4802 Fax (623) 780-7695 www.emlab.com 

Client: Hygiene Technologies International, Inc. Date of Sampling: 12-31-2015 
C/0: Mr. Kenny Hsi, Mr. Lakhpreet Sandhu Date of Receipt: 01-04-2016 
Re: 21512001-4 Date of Report: 01-11-2016 

CUSTOM PANEL: PCR METHODOLOGY 
Location: 21512001-4 P1 7 

Comments (see below) None 

Sample Type: Polycarbonate Air Filter Cassette 

Lab ID-Version:j:: 6811502-1 

Sample Size: 1.418 

Unit: m3 

SE* SE*/Unit 

Acremonium strictum ND < l 

Altemaria altemata ND < l 

Aspergillus flavus ND < 1 

Aspergillus fumigatus ND < 1 

Aspergillus niger ND < 1 

Aspergillus ochraceus ND < l 

Aspergillus sydowii ND <5 

Aspergillus ustus ND < l 

Aspergillus versicolor ND < 1 

Chaetomium globosum ND < 1 
Cladosporiurn cladosporioides (Type 1) 4 3 

Eurotium (Asp.) amstelodami 4 3 

Memnoniella echinata ND < l 

Paecilomyces variotii ND < l 

Penicillium aurantiogriseum ND <2 

Penicillium brevicompactum ND <2 

Penicillium chrysogenum (Type 2) ND < 1 

Penicillium purpurogenum ND < l 

Penicillium variabile ND <3 

Scopulariopsis brevicaulis ND < l 

Stachybotrys chartarum ND < 1 

Trichoderma viride ND < 1 

Ulocladium botrytis ND < 1 
*Spore equivalents ND = Not Detected 

Comments: 

Aspergillusjlavus: IncludesA.jlavus andA. oryzae 
Aspergillus jumigatus: Includes A . famigatus and N eosar torya fzscheri 
Aspergillus niger: Includes A . niger, A . foetidus andA. phoenicis 
Aspergillus ochraceus: Includes A . ochraceus andA. ostianus 
Eurotium (Asp.) amstelodami: Includes E. amstelodami, E. chevalieri, E . herbariorum, E . rubrum and E. repens 
P enicillium aurantiogriseum: Includes Penicillium aurantiogriseum, P . freii, P . polonicum, P . tricolor, P . viridicatum 
P enicillium chrysogenum (Typ e 2): Includes dominant subgroup of species 
Scopulariopsis brevicaulis: Includes S. brevicaulis and S. fasca 
Trichoderma viride: Includes T. viride, T. atroviride and T. koningii 

:j:A "Version" indicated by -"x" after the Lab ID# with a value greater than 1 indicates a sample with amended data. The revision number is 
reflected by the value of "x" . 
Aerotech Laboratories, Inc EMLab ID: 1474570, Page 7 of 53 



EMLabP&K 
1501 West Knudsen Drive, Phoenix, AZ 85027 

(800) 651-4802 Fax (623) 780-7695 www.emlab.com 

Client: Hygiene Technologies International, Inc. Date of Sampling: 12-31-2015 
C/0: Mr. Kenny Hsi, Mr. Lakhpreet Sandhu Date of Receipt: 01-04-2016 
Re: 21512001-4 Date of Report: 01-11-2016 

CUSTOM PANEL: PCR METHODOLOGY 
Location: 21512001-4 P18 

Comments (see below) None 

Sample Type: Polycarbonate Air Filter Cassette 

Lab ID-Version:j:: 6811504-1 

Sample Size: 1.423 

Unit: m3 

SE* SE*/Unit 

Acremonium strictum ND < l 

Altemaria altemata ND < l 

Aspergillus flavus ND < 1 

Aspergillus fumigatus ND < 1 

Aspergillus niger ND < 1 

Aspergillus ochraceus ND < l 

Aspergillus sydowii ND <4 

Aspergillus ustus ND < l 

Aspergillus versicolor ND < 1 

Chaetomium globosum ND < 1 
Cladosporiurn cladosporioides (Type 1) 20 14 
Eurotium (Asp.) amstelodami ND < l 

Memnoniella echinata ND < l 

Paecilomyces variotii ND < l 

Penicillium aurantiogriseum ND < 1 

Penicillium brevicompactum ND < 1 

Penicillium chrysogenum (Type 2) ND < 1 

Penicillium purpurogenum ND < l 

Penicillium variabile ND <2 
Scopulariopsis brevicaulis ND < l 

Stachybotrys chartarum ND < 1 

Trichoderma viride ND < 1 

Ulocladium botrytis ND < 1 
*Spore equivalents ND = Not Detected 

Comments: 

Aspergillusjlavus: IncludesA.jlavus andA. oryzae 
Aspergillus jumigatus: Includes A . famigatus and N eosar torya fzscheri 
Aspergillus niger: Includes A . niger, A . foetidus andA. phoenicis 
Aspergillus ochraceus: Includes A . ochraceus andA. ostianus 
Eurotium (Asp.) amstelodami: Includes E. amstelodami, E. chevalieri, E . herbariorum, E . rubrum and E. repens 
P enicillium aurantiogriseum: Includes Penicillium aurantiogriseum, P . freii, P . polonicum, P . tricolor, P . viridicatum 
P enicillium chrysogenum (Typ e 2): Includes dominant subgroup of species 
Scopulariopsis brevicaulis: Includes S. brevicaulis and S. fasca 
Trichoderma viride: Includes T. viride, T. atroviride and T. koningii 

:j:A "Version" indicated by -"x" after the Lab ID# with a value greater than 1 indicates a sample with amended data. The revision number is 
reflected by the value of "x" . 
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EMLabP&K 
1501 West Knudsen Drive, Phoenix, AZ 85027 

(800) 651-4802 Fax (623) 780-7695 www.emlab.com 

Client: Hygiene Technologies International, Inc. Date of Sampling: 12-31-2015 
C/0: Mr. Kenny Hsi, Mr. Lakhpreet Sandhu Date of Receipt: 01-04-2016 
Re: 21512001-4 Date of Report: 01-11-2016 

CUSTOM PANEL: PCR METHODOLOGY 
Location: 21512001-4 P19 

Comments (see below) None 

Sample Type: Polycarbonate Air Filter Cassette 

Lab ID-Version:j:: 6811506-1 

Sample Size: 1.445 

Unit: m3 

SE* SE*/Unit 

Acremonium strictum ND < l 

Altemaria altemata ND < l 

Aspergillus flavus ND < 1 

Aspergillus fumigatus ND < 1 

Aspergillus niger 1 1 
Aspergillus ochraceus ND < l 

Aspergillus sydowii ND <4 

Aspergillus ustus ND < l 

Aspergillus versicolor ND < 1 

Chaetomium globosum ND < 1 
Cladosporiurn cladosporioides (Type 1) 7 5 
Eurotium (Asp.) amstelodami ND < l 

Memnoniella echinata ND < l 

Paecilomyces variotii ND < l 

Penicillium aurantiogriseum ND < 1 

Penicillium brevicompactum ND < 1 

Penicillium chrysogenum (Type 2) ND < 1 

Penicillium purpurogenum ND < l 

Penicillium variabile ND <2 

Scopulariopsis brevicaulis ND < l 

Stachybotrys chartarum ND < 1 

Trichoderma viride ND < 1 

Ulocladium botrytis ND < 1 
*Spore equivalents ND = Not Detected 

Comments: 

Aspergillusjlavus: IncludesA.jlavus andA. oryzae 
Aspergillus jumigatus: Includes A . famigatus and N eosar torya fzscheri 
Aspergillus niger: Includes A . niger, A . foetidus andA. phoenicis 
Aspergillus ochraceus: Includes A . ochraceus andA. ostianus 
Eurotium (Asp.) amstelodami: Includes E. amstelodami, E. chevalieri, E . herbariorum, E . rubrum and E. repens 
P enicillium aurantiogriseum: Includes Penicillium aurantiogriseum, P . freii, P . polonicum, P . tricolor, P . viridicatum 
P enicillium chrysogenum (Typ e 2): Includes dominant subgroup of species 
Scopulariopsis brevicaulis: Includes S. brevicaulis and S. fasca 
Trichoderma viride: Includes T. viride, T. atroviride and T. koningii 

:j:A "Version" indicated by -"x" after the Lab ID# with a value greater than 1 indicates a sample with amended data. The revision number is 
reflected by the value of "x" . 
Aerotech Laboratories, Inc EMLab ID: 1474570, Page 9 of 53 



EMLabP&K 
1501 West Knudsen Drive, Phoenix, AZ 85027 

(800) 651-4802 Fax (623) 780-7695 www.emlab.com 

Client: Hygiene Technologies International, Inc. Date of Sampling: 12-31-2015 
C/0: Mr. Kenny Hsi, Mr. Lakhpreet Sandhu Date of Receipt: 01-04-2016 
Re: 21512001-4 Date of Report: 01-11-2016 

CUSTOM PANEL: PCR METHODOLOGY 
Location: 21512001-4 P20 

Comments (see below) None 

Sample Type: Polycarbonate Air Filter Cassette 

Lab ID-Version:j:: 6811508-1 

Sample Size: 1.458 

Unit: m3 

SE* SE*/Unit 

Acremonium strictum ND < l 

Altemaria altemata ND < l 

Aspergillus flavus ND < 1 

Aspergillus fumigatus ND < 1 

Aspergillus niger 2 1 
Aspergillus ochraceus ND < l 

Aspergillus sydowii ND <9 
Aspergillus ustus ND < l 

Aspergillus versicolor ND < 1 

Chaetomium globosum ND < 1 
Cladosporiurn cladosporioides (Type 1) 6 1 42 
Eurotium (Asp.) amstelodami 4 3 

Memnoniella echinata ND < l 

Paecilomyces variotii ND < l 

Penicillium aurantiogriseum ND <2 
Penicillium brevicompactum ND <2 
Penicillium chrysogenum (Type 2) ND < 1 

Penicillium purpurogenum ND <2 
Penicillium variabile ND <5 
Scopulariopsis brevicaulis ND < l 

Stachybotrys chartarum ND < 1 

Trichoderma viride ND < 1 

Ulocladium botrytis ND < 1 
*Spore equivalents ND = Not Detected 

Comments: 

Aspergillusjlavus: IncludesA.jlavus andA. oryzae 
Aspergillus jumigatus: Includes A . famigatus and N eosar torya fzscheri 
Aspergillus niger: Includes A . niger, A . foetidus andA. phoenicis 
Aspergillus ochraceus: Includes A . ochraceus andA. ostianus 
Eurotium (Asp.) amstelodami: Includes E. amstelodami, E. chevalieri, E . herbariorum, E . rubrum and E. repens 
P enicillium aurantiogriseum: Includes Penicillium aurantiogriseum, P . freii, P . polonicum, P . tricolor, P . viridicatum 
P enicillium chrysogenum (Typ e 2): Includes dominant subgroup of species 
Scopulariopsis brevicaulis: Includes S. brevicaulis and S. fasca 
Trichoderma viride: Includes T. viride, T. atroviride and T. koningii 

:j:A "Version" indicated by -"x" after the Lab ID# with a value greater than 1 indicates a sample with amended data. The revision number is 
reflected by the value of "x" . 
Aerotech Laboratories, Inc EMLab ID: 1474570, Page 10 of 53 



EMLabP&K
1501 West Knudsen Drive, Phoenix, AZ 85027

(800) 651-4802 Fax (623) 780-7695 www.emlab.com

Client: Hygiene Technologies International, Inc. Date of Sampling: 12-31-2015 
C/0: Mr. Kenny Hsi, Mr. Lakhpreet Sandhu Date of Receipt: 01-04-2016 
Re: 21512001-4 Date of Report: 01-11-2016 

 
 
 

CUSTOM PANEL: PCR METHODOLOGY 
Location: 21512001-4 P21 

Comments (see below) None 

Sample Type: Polycarbonate Air Filter Cassette 

Lab ID-Version:j:: 6811510-1 

Sample Size: 1.435 

Unit: m3 

SE* SE*/Unit 

Acremonium strictum ND < l 

Altemaria altemata ND < l 

Aspergillus flavus ND < 1 

Aspergillus fumigatus ND < 1 

Aspergillus niger ND < 1 

Aspergillus ochraceus ND < l 

Aspergillus sydowii ND <4 

Aspergillus ustus ND < l 

Aspergillus versicolor ND < 1 

Chaetomium globosum ND < 1 
Cladosporiurn cladosporioides (Type 1) ND < 1 

Eurotium (Asp.) amstelodami ND < l 

Memnoniella echinata ND < l 

Paecilomyces variotii ND < l 

Penicillium aurantiogriseum ND < 1 

Penicillium brevicompactum ND < 1 

Penicillium chrysogenum (Type 2) ND < 1 

Penicillium purpurogenum ND < l 

Penicillium variabile ND <2 

Scopulariopsis brevicaulis ND < l 

Stachybotrys chartarum ND < 1 

Trichoderma viride ND < 1 

Ulocladium botrytis ND < 1 
*Spore equivalents ND = Not Detected 

Comments: 

Aspergillusjlavus: IncludesA.jlavus andA. oryzae 
Aspergillus jumigatus: Includes A . famigatus and N eosar torya fzscheri 
Aspergillus niger: Includes A . niger, A . foetidus andA. phoenicis 
Aspergillus ochraceus: Includes A . ochraceus andA. ostianus 
Eurotium (Asp.) amstelodami: Includes E. amstelodami, E. chevalieri, E . herbariorum, E . rubrum and E. repens 
P enicillium aurantiogriseum: Includes Penicillium aurantiogriseum, P . freii, P . polonicum, P . tricolor, P . viridicatum 
P enicillium chrysogenum (Typ e 2): Includes dominant subgroup of species 
Scopulariopsis brevicaulis: Includes S. brevicaulis and S. fasca 
Trichoderma viride: Includes T. viride, T. atroviride and T. koningii 

:j:A "Version" indicated by -"x" after the Lab ID# with a value greater than 1 indicates a sample with amended data. The revision number is 
reflected by the value of "x" . 
Aerotech Laboratories, Inc EMLab ID: 1474570, Page 11 of 53 



EMLabP&K
1501 West Knudsen Drive, Phoenix, AZ 85027 

(800) 651-4802 Fax (623) 780-7695 www.emlab.com 

Client: Hygiene Technologies International, Inc. Date of Sampling: 12-31-2015 
C/0: Mr. Kenny Hsi, Mr. Lakhpreet Sandhu Date of Receipt: 01-04-2016 
Re: 21512001-4 Date of Report: 01-11-2016 

 

CUSTOM PANEL: PCR METHODOLOGY 
Location: 21512001-4 P22 

Comments (see below) None 

Sample Type: Polycarbonate Air Filter Cassette 

Lab ID-Version:j:: 6811512-1 

Sample Size: 1.417 

Unit: m3 

SE* SE*/Unit 

Acremonium strictum ND < l 

Altemaria altemata ND < l 

Aspergillus flavus ND < 1 

Aspergillus fumigatus ND < 1 

Aspergillus niger 1 1 
Aspergillus ochraceus ND < l 

Aspergillus sydowii ND <4 

Aspergillus ustus ND < l 

Aspergillus versicolor ND < 1 

Chaetomium globosum ND < 1 
Cladosporiurn cladosporioides (Type 1) 1 1 
Eurotium (Asp.) amstelodami ND < l 

Memnoniella echinata ND < l 

Paecilomyces variotii ND < l 

Penicillium aurantiogriseum ND < 1 

Penicillium brevicompactum ND < 1 

Penicillium chrysogenum (Type 2) ND < 1 

Penicillium purpurogenum ND < l 

Penicillium variabile ND <2 

Scopulariopsis brevicaulis ND < l 

Stachybotrys chartarum ND < 1 

Trichoderma viride ND < 1 

Ulocladium botrytis ND < 1 
*Spore equivalents ND = Not Detected 

Comments: 

Aspergillusjlavus: IncludesA.jlavus andA. oryzae 
Aspergillus jumigatus: Includes A . famigatus and N eosartorya fzscheri 
Aspergillus niger: Includes A . niger, A . foetidus andA. phoenicis 
Aspergillus ochraceus: Includes A. ochraceus andA. ostianus 
Eurotium (Asp.) amstelodami: Includes E. amstelodami, E. chevalieri, E . herbariorum, E . rubrum and E. repens 
Penicillium aurantiogriseum: Includes Penicillium aurantiogriseum, P. freii, P . polonicum, P. tricolor, P. viridicatum 
Penicillium chrysogenum (Type 2) : Includes dominant subgroup of species 
Scopulariopsis brevicaulis: Includes S. brevicaulis and S. fasca 
Trichoderma viride: Includes T. viride, T. atroviride and T. koningii 

:j:A "Version" indicated by -"x" after the Lab ID# with a value greater than 1 indicates a sample with amended data. The revision number is 
reflected by the value of "x" . 
Aerotech Laboratories, Inc EMLab ID: 1474570, Page 12 of 53 



EMLabP&K 
1501 West Knudsen Drive, Phoenix, AZ 85027 

(800) 651-4802 Fax (623) 780-7695 www.emlab.com 

Client: Hygiene Technologies International, Inc. Date of Sampling: 12-31-2015 
C/0: Mr. Kenny Hsi, Mr. Lakhpreet Sandhu Date of Receipt: 01-04-2016 
Re: 21512001-4 Date of Report: 01-11-2016 

CUSTOM PANEL: PCR METHODOLOGY 
Location: 21512001-4 P23 

Comments (see below) None 

Sample Type: Polycarbonate Air Filter Cassette 

Lab ID-Version:j:: 6811514-1 

Sample Size: 1.444 

Unit: m3 

SE* SE*/Unit 

Acremonium strictum ND < l 

Altemaria altemata ND < l 

Aspergillus flavus ND < 1 

Aspergillus fumigatus ND < 1 

Aspergillus niger ND < 1 

Aspergillus ochraceus ND < l 

Aspergillus sydowii ND <5 

Aspergillus ustus ND < l 

Aspergillus versicolor ND < 1 

Chaetomium globosum ND < 1 
Cladosporiurn cladosporioides (Type 1) 13 9 
Eurotium (Asp.) amstelodami 11 7 

Memnoniella echinata ND < l 

Paecilomyces variotii ND < l 

Penicillium aurantiogriseum ND < 1 

Penicillium brevicompactum ND < 1 

Penicillium chrysogenum (Type 2) ND < 1 

Penicillium purpurogenum ND < l 

Penicillium variabile ND <3 

Scopulariopsis brevicaulis ND < l 

Stachybotrys chartarum ND < 1 

Trichoderma viride ND < 1 

Ulocladium botrytis ND < 1 
*Spore equivalents ND = Not Detected 

Comments: 

Aspergillusjlavus: IncludesA.jlavus andA. oryzae 
Aspergillus jumigatus: Includes A . famigatus and N eosar torya fzscheri 
Aspergillus niger: Includes A . niger, A . foetidus andA. phoenicis 
Aspergillus ochraceus: Includes A . ochraceus andA. ostianus 
Eurotium (Asp.) amstelodami: Includes E. amstelodami, E. chevalieri, E . herbariorum, E . rubrum and E. repens 
P enicillium aurantiogriseum: Includes Penicillium aurantiogriseum, P . freii, P . polonicum, P . tricolor, P . viridicatum 
P enicillium chrysogenum (Typ e 2): Includes dominant subgroup of species 
Scopulariopsis brevicaulis: Includes S. brevicaulis and S. fasca 
Trichoderma viride: Includes T. viride, T. atroviride and T. koningii 

:j:A "Version" indicated by -"x" after the Lab ID# with a value greater than 1 indicates a sample with amended data. The revision number is 
reflected by the value of "x" . 
Aerotech Laboratories, Inc EMLab ID: 1474570, Page 13 of 53 



EMLabP&K 
1501 West Knudsen Drive, Phoenix, AZ 85027 

(800) 651-4802 Fax (623) 780-7695 www.emlab.com 

Client: Hygiene Technologies International, Inc. Date of Sampling: 12-31-2015 
C/0: Mr. Kenny Hsi, Mr. Lakhpreet Sandhu Date of Receipt: 01-04-2016 
Re: 21512001-4 Date of Report: 01-11-2016 

CUSTOM PANEL: PCR METHODOLOGY 
Location: 21512001-4 P24 

Comments (see below) None 

Sample Type: Polycarbonate Air Filter Cassette 

Lab ID-Version:j:: 6811516-1 

Sample Size: 1.454 

Unit: m3 

SE* SE*/Unit 

Acremonium strictum ND < l 

Altemaria altemata ND < l 

Aspergillus flavus 1 1 
Aspergillus fumigatus ND < 1 

Aspergillus niger 2 1 
Aspergillus ochraceus ND < l 

Aspergillus sydowii ND <5 

Aspergillus ustus ND < l 

Aspergillus versicolor ND < 1 

Chaetomium globosum ND < 1 
Cladosporiurn cladosporioides (Type 1) ND < 1 

Eurotium (Asp.) amstelodami 2 1 

Memnoniella echinata ND < l 

Paecilomyces variotii ND < l 

Penicillium aurantiogriseum ND < 1 

Penicillium brevicompactum ND < 1 

Penicillium chrysogenum (Type 2) ND < 1 

Penicillium purpurogenum ND < l 

Penicillium variabile ND <3 

Scopulariopsis brevicaulis ND < l 

Stachybotrys chartarum ND < 1 

Trichoderma viride ND < 1 

Ulocladium botrytis ND < 1 
*Spore equivalents ND = Not Detected 

Comments: 

Aspergillusjlavus: IncludesA.jlavus andA. oryzae 
Aspergillus jumigatus: Includes A . famigatus and N eosar torya fzscheri 
Aspergillus niger: Includes A . niger, A . foetidus andA. phoenicis 
Aspergillus ochraceus: Includes A . ochraceus andA. ostianus 
Eurotium (Asp.) amstelodami: Includes E. amstelodami, E. chevalieri, E . herbariorum, E . rubrum and E. repens 
P enicillium aurantiogriseum: Includes Penicillium aurantiogriseum, P . freii, P . polonicum, P . tricolor, P . viridicatum 
P enicillium chrysogenum (Typ e 2): Includes dominant subgroup of species 
Scopulariopsis brevicaulis: Includes S. brevicaulis and S. fasca 
Trichoderma viride: Includes T. viride, T. atroviride and T. koningii 

:j:A "Version" indicated by -"x" after the Lab ID# with a value greater than 1 indicates a sample with amended data. The revision number is 
reflected by the value of "x" . 
Aerotech Laboratories, Inc EMLab ID: 1474570, Page 14 of 53 



EMLabP&K 
1501 West Knudsen Drive, Phoenix, AZ 85027 

(800) 651-4802 Fax (623) 780-7695 www.emlab.com 

Client: Hygiene Technologies International, Inc. Date of Sampling: 12-31-2015 
C/0: Mr. Kenny Hsi, Mr. Lakhpreet Sandhu Date of Receipt: 01-04-2016 
Re: 21512001-4 Date of Report: 01-11-2016 

CUSTOM PANEL: PCR METHODOLOGY 
Location: 21512001-4 P250UT 

Comments (see below) None 

Sample Type: Polycarbonate Air Filter Cassette 

Lab ID-Version:j:: 6811518-1 

Sample Size: 1.384 

Unit: m3 

SE* SE*/Unit 

Acremonium strictum 3 2 

Altemaria altemata 5 3 

Aspergillus flavus 1 1 
Aspergillus fumigatus ND < 1 

Aspergillus niger 13 9 
Aspergillus ochraceus ND < l 

Aspergillus sydowii ND <4 

Aspergillus ustus ND < l 

Aspergillus versicolor ND < 1 

Chaetomium globosum ND < 1 
Cladosporiurn cladosporioides (Type 1) 840 610 

Eurotium (Asp.) amstelodami 140 100 

Memnoniella echinata ND < l 

Paecilomyces variotii 1 1 

Penicillium aurantiogriseum ND < 1 

Penicillium brevicompactum 33 24 

Penicillium chrysogenum (Type 2) ND < 1 

Penicillium purpurogenum ND < l 

Penicillium variabile ND <2 

Scopulariopsis brevicaulis ND < l 

Stachybotrys chartarum ND < 1 

Trichoderma viride ND < 1 

Ulocladium botrytis ND < 1 
*Spore equivalents ND = Not Detected 

Comments: 

Aspergillusjlavus: IncludesA.jlavus andA. oryzae 
Aspergillus jumigatus: Includes A . famigatus and N eosartorya fzscheri 
Aspergillus niger: Includes A . niger, A . foetidus andA. phoenicis 
Aspergillus ochraceus: Includes A. ochraceus andA. ostianus 
Eurotium (Asp.) amstelodami: Includes E. amstelodami, E. chevalieri, E . herbariorum, E . rubrum and E. repens 
Penicillium aurantiogriseum: Includes Penicillium aurantiogriseum, P. freii, P . polonicum, P. tricolor, P. viridicatum 
Penicillium chrysogenum (Type 2) : Includes dominant subgroup of species 
Scopulariopsis brevicaulis: Includes S. brevicaulis and S. fasca 
Trichoderma viride: Includes T. viride, T. atroviride and T. koningii 

:j:A "Version" indicated by -"x" after the Lab ID# with a value greater than 1 indicates a sample with amended data. The revision number is 
reflected by the value of "x" . 
Aerotech Laboratories, Inc EMLab ID: 1474570, Page 15 of 53 



EMLabP&K 
1501 West Knudsen Drive, Phoenix, AZ 85027 

(800) 651-4802 Fax (623) 780-7695 www.emlab.com 

Client: Hygiene Technologies International, Inc. Date of Sampling: 12-31-2015 
C/0: Mr. Kenny Hsi, Mr. Lakhpreet Sandhu Date of Receipt: 01-04-2016 
Re: 21512001-4 Date of Report: 01-11-2016 

CUSTOM PANEL: PCR METHODOLOGY 
Location: 21512001-4 P37BLANK 

Comments (see below) None 

Sample Type: Polycarbonate Air Filter Cassette 

Lab ID-Version:j:: 6811531-1 

Sample Size: 1 

Unit: sample 

SE* SE*/Unit 

Acremonium strictum ND < l 

Altemaria altemata ND < l 

Aspergillus flavus ND < 1 

Aspergillus fumigatus ND < 1 

Aspergillus niger ND < 1 

Aspergillus ochraceus ND < l 

Aspergillus sydowii ND <5 

Aspergillus ustus ND < l 

Aspergillus versicolor ND < 1 

Chaetomium globosum ND < 1 
Cladosporiurn cladosporioides (Type 1) ND < 1 

Eurotium (Asp.) amstelodami ND < l 

Memnoniella echinata ND < l 

Paecilomyces variotii ND < l 

Penicillium aurantiogriseum ND < 1 

Penicillium brevicompactum ND < 1 

Penicillium chrysogenum (Type 2) ND < 1 

Penicillium purpurogenum ND < l 

Penicillium variabile ND <3 

Scopulariopsis brevicaulis ND < l 

Stachybotrys chartarum ND < 1 

Trichoderma viride ND < 1 

Ulocladium botrytis ND < 1 
*Spore equivalents ND = Not Detected 

Comments: 

Aspergillusjlavus: IncludesA.jlavus andA. oryzae 
Aspergillus jumigatus: Includes A . famigatus and N eosar torya fzscheri 
Aspergillus niger: Includes A . niger, A . foetidus andA. phoenicis 
Aspergillus ochraceus: Includes A . ochraceus andA. ostianus 
Eurotium (Asp.) amstelodami: Includes E. amstelodami, E. chevalieri, E . herbariorum, E . rubrum and E. repens 
P enicillium aurantiogriseum: Includes Penicillium aurantiogriseum, P . freii, P . polonicum, P . tricolor, P . viridicatum 
P enicillium chrysogenum (Typ e 2): Includes dominant subgroup of species 
Scopulariopsis brevicaulis: Includes S. brevicaulis and S. fasca 
Trichoderma viride: Includes T. viride, T. atroviride and T. koningii 

:j:A "Version" indicated by -"x" after the Lab ID# with a value greater than 1 indicates a sample with amended data. The revision number is 
reflected by the value of "x" . 
Aerotech Laboratories, Inc EMLab ID: 1474570, Page 16 of 53 



EMLabP&K 
1501 West Knudsen Drive, Phoenix, AZ 85027 

(800) 651-4802 Fax (623) 780-7695 www.emlab.com 

Client: Hygiene Technologies International, Inc. Date of Sampling: 12-31-2015 
C/0: Mr. Kenny Hsi, Mr. Lakhpreet Sandhu Date of Receipt: 01-04-2016 
Re: 21512001-4 Date of Report: 01-11-2016 

CUSTOM PANEL: PCR METHODOLOGY 
Location: 21512001-4 POlOUT 

Comments (see below) None 

Sample Type: Polycarbonate Air Filter Cassette 

Lab ID-V ersiont: 6811480-1 

Sample Size: 1.453 

Unit: m3 

Cladosporiurn cladosporioides (Type 1) 

SE* SE*/Unit 
130 87 

Cladosporiurn cladosporioides (Type 2) 1 1 
Cladosporium herbarum 
Cladosporium sphaerospermum 
*Spore eqmvalents ND = Not Detected 

2 

ND 
1 

< l 

Comments: 

:j:A "Version" indicated by -"x" after the Lab ID# with a value greater than 1 indicates a sample with amended data. The revision number is 
reflected by the value of "x" . 
Aerotech Laboratories, Inc EMLab ID: 1474570, Page 17 of 53 



EMLabP&K 
1501 West Knudsen Drive, Phoenix, AZ 85027 

(800) 651-4802 Fax (623) 780-7695 www.emlab.com 

Client: Hygiene Technologies International, Inc. Date of Sampling: 12-31-2015 
C/0: Mr. Kenny Hsi, Mr. Lakhpreet Sandhu Date of Receipt: 01-04-2016 
Re: 21512001-4 Date of Report: 01-11-2016 

CUSTOM PANEL: PCR METHODOLOGY 
Location: 21512001-4 P02 

Comments (see below) None 

Sample Type: Polycarbonate Air Filter Cassette 

Lab ID-V ersiont: 6811482-1 

Sample Size: 1.42 

Unit: m3 

Cladosporiurn cladosporioides (Type 1) 

SE* SE*/Unit 
38 27 

Cladosporiurn cladosporioides (Type 2) 1 1 
Cladosporium herbarum 
Cladosporium sphaerospermum 
*Spore eqmvalents ND = Not Detected 

1 
1 

1 
1 

Comments: 

:j:A "Version" indicated by -"x" after the Lab ID# with a value greater than 1 indicates a sample with amended data. The revision number is 
reflected by the value of "x ". 
Aerotech Laboratories, Inc EMLab ID: 1474570, Page 18 of 53 



EMLabP&K 
1501 West Knudsen Drive, Phoenix, AZ 85027 

(800) 651-4802 Fax (623) 780-7695 www.emlab.com 

Client: Hygiene Technologies International, Inc. Date of Sampling: 12-31-2015 
C/0: Mr. Kenny Hsi, Mr. Lakhpreet Sandhu Date of Receipt: 01-04-2016 
Re: 21512001-4 Date of Report: 01-11-2016 

CUSTOM PANEL: PCR METHODOLOGY 
Location: 21512001-4 P03 

Comments (see below) None 

Sample Type: Polycarbonate Air Filter Cassette 

Lab ID-V ersiont: 6811483-1 

Sample Size: 1.401 

Unit: m3 

Cladosporiurn cladosporioides (Type 1) 

SE* SE*/Unit 
46 33 

Cladosporiurn cladosporioides (Type 2) 1 1 
Cladosporium herbarum 
Cladosporium sphaerospermum 
*Spore eqmvalents ND = Not Detected 

2 

1 
2 
1 

Comments: 

:j:A "Version" indicated by -"x" after the Lab ID# with a value greater than 1 indicates a sample with amended data. The revision number is 
reflected by the value of "x ". 
Aerotech Laboratories, Inc EMLab ID: 1474570, Page 19 of 53 



EMLabP&K 
1501 West Knudsen Drive, Phoenix, AZ 85027 

(800) 651-4802 Fax (623) 780-7695 www.emlab.com 

Client: Hygiene Technologies International, Inc. Date of Sampling: 12-31-2015 
C/0: Mr. Kenny Hsi, Mr. Lakhpreet Sandhu Date of Receipt: 01-04-2016 
Re: 21512001-4 Date of Report: 01-11-2016 

CUSTOM PANEL: PCR METHODOLOGY 
Location: 21512001-4 P04 

Comments (see below) None 

Sample Type: Polycarbonate Air Filter Cassette 

Lab ID-V ersiont: 6811484-1 

Sample Size: 1.497 

Unit: m3 

Cladosporiurn cladosporioides (Type 1) 

SE* SE*/Unit 
11 7 

Cladosporiurn cladosporioides (Type 2) 1 1 
Cladosporium herbarum 
Cladosporium sphaerospermum 
*Spore eqmvalents ND = Not Detected 

2 

ND 
1 

< l 

Comments: 

:j:A "Version" indicated by -"x" after the Lab ID# with a value greater than 1 indicates a sample with amended data. The revision number is 
reflected by the value of "x ". 
Aerotech Laboratories, Inc EMLab ID: 1474570, Page 20 of 53 



EMLabP&K 
1501 West Knudsen Drive, Phoenix, AZ 85027 

(800) 651-4802 Fax (623) 780-7695 www.emlab.com 

Client: Hygiene Technologies International, Inc. Date of Sampling: 12-31-2015 
C/0: Mr. Kenny Hsi, Mr. Lakhpreet Sandhu Date of Receipt: 01-04-2016 
Re: 21512001-4 Date of Report: 01-11-2016 

CUSTOM PANEL: PCR METHODOLOGY 
Location: 21512001-4P05 

Comments (see below) None 

Sample Type: Polycarbonate Air Filter Cassette 

Lab ID-V ersiont: 6811485-1 

Sample Size: 1.46 

Unit: m3 

Cladosporiurn cladosporioides (Type 1) 

SE* SE*/Unit 
31 21 

Cladosporiurn cladosporioides (Type 2) 1 1 
Cladosporium herbarum 
Cladosporium sphaerospermum 
*Spore eqmvalents ND = Not Detected 

2 
ND 

1 
< l 

Comments: 

:j:A "Version" indicated by -"x" after the Lab ID# with a value greater than 1 indicates a sample with amended data. The revision number is 
reflected by the value of "x ". 
Aerotech Laboratories, Inc EMLab ID: 1474570, Page 21 of 53 



EMLabP&K 
1501 West Knudsen Drive, Phoenix, AZ 85027 

(800) 651-4802 Fax (623) 780-7695 www.emlab.com 

Client: Hygiene Technologies International, Inc. Date of Sampling: 12-31-2015 
C/0: Mr. Kenny Hsi, Mr. Lakhpreet Sandhu Date of Receipt: 01-04-2016 
Re: 21512001-4 Date of Report: 01-11-2016 

CUSTOM PANEL: PCR METHODOLOGY 
Location: 21512001-4 P06 

Comments (see below) None 

Sample Type: Polycarbonate Air Filter Cassette 

Lab ID-V ersiont: 6811486-1 

Sample Size: 1.436 

Unit: m3 

Cladosporiurn cladosporioides (Type 1) 

SE* SE*/Unit 
190 130 

Cladosporiurn cladosporioides (Type 2) 3 2 
Cladosporium herbarum 
Cladosporium sphaerospermum 
*Spore eqmvalents ND = Not Detected 

3 
1 

2 
1 

Comments: 

:j:A "Version" indicated by -"x" after the Lab ID# with a value greater than 1 indicates a sample with amended data. The revision number is 
reflected by the value of "x ". 
Aerotech Laboratories, Inc EMLab ID: 1474570, Page 22 of 53 



EMLabP&K 
1501 West Knudsen Drive, Phoenix, AZ 85027 

(800) 651-4802 Fax (623) 780-7695 www.emlab.com 

Client: Hygiene Technologies International, Inc. Date of Sampling: 12-31-2015 
C/0: Mr. Kenny Hsi, Mr. Lakhpreet Sandhu Date of Receipt: 01-04-2016 
Re: 21512001-4 Date of Report: 01-11-2016 

CUSTOM PANEL: PCR METHODOLOGY 
Location: 21512001-4 P07 

Comments (see below) None 

Sample Type: Polycarbonate Air Filter Cassette 

Lab ID-V ersiont: 6811487-1 

Sample Size: 1.482 

Unit: m3 

Cladosporiurn cladosporioides (Type 1) 

SE* SE*/Unit 
93 63 

Cladosporiurn cladosporioides (Type 2) 2 2 
Cladosporium herbarum 
Cladosporium sphaerospermum 
*Spore eqmvalents ND = Not Detected 

1 
1 

1 
1 

Comments: 

:j:A "Version" indicated by -"x" after the Lab ID# with a value greater than 1 indicates a sample with amended data. The revision number is 
reflected by the value of "x ". 
Aerotech Laboratories, Inc EMLab ID: 1474570, Page 23 of 53 



EMLabP&K 
1501 West Knudsen Drive, Phoenix, AZ 85027 

(800) 651-4802 Fax (623) 780-7695 www.emlab.com 

Client: Hygiene Technologies International, Inc. Date of Sampling: 12-31-2015 
C/0: Mr. Kenny Hsi, Mr. Lakhpreet Sandhu Date of Receipt: 01-04-2016 
Re: 21512001-4 Date of Report: 01-11-2016 

CUSTOM PANEL: PCR METHODOLOGY 
Location: 21512001-4P08 

Comments (see below) None 

Sample Type: Polycarbonate Air Filter Cassette 

Lab ID-V ersiont: 6811488-1 

Sample Size: 1.456 

Unit: m3 

Cladosporiurn cladosporioides (Type 1) 

SE* SE*/Unit 
160 110 

Cladosporiurn cladosporioides (Type 2) 1 1 
Cladosporium herbarum 
Cladosporium sphaerospermum 
*Spore eqmvalents ND = Not Detected 

1 
ND 

1 
< l 

Comments: 

:j:A "Version" indicated by -"x" after the Lab ID# with a value greater than 1 indicates a sample with amended data. The revision number is 
reflected by the value of "x ". 
Aerotech Laboratories, Inc EMLab ID: 1474570, Page 24 of 53 



EMLabP&K 
1501 West Knudsen Drive, Phoenix, AZ 85027 

(800) 651-4802 Fax (623) 780-7695 www.emlab.com 

Client: Hygiene Technologies International, Inc. Date of Sampling: 12-31-2015 
C/0: Mr. Kenny Hsi, Mr. Lakhpreet Sandhu Date of Receipt: 01-04-2016 
Re: 21512001-4 Date of Report: 01-11-2016 

CUSTOM PANEL: PCR METHODOLOGY 
Location: 21512001-4 P09 

Comments (see below) None 

Sample Type: Polycarbonate Air Filter Cassette 

Lab ID-V ersiont: 6811489-1 

Sample Size: 1.506 

Unit: m3 

Cladosporiurn cladosporioides (Type 1) 

SE* SE*/Unit 
75 50 

Cladosporiurn cladosporioides (Type 2) 1 1 
Cladosporium herbarum 
Cladosporium sphaerospermum 
*Spore eqmvalents ND = Not Detected 

2 

1 
1 
1 

Comments: 

:j:A "Version" indicated by -"x" after the Lab ID# with a value greater than 1 indicates a sample with amended data. The revision number is 
reflected by the value of "x ". 
Aerotech Laboratories, Inc EMLab ID: 1474570, Page 25 of 53 



EMLabP&K 
1501 West Knudsen Drive, Phoenix, AZ 85027 

(800) 651-4802 Fax (623) 780-7695 www.emlab.com 

Client: Hygiene Technologies International, Inc. Date of Sampling: 12-31-2015 
C/0: Mr. Kenny Hsi, Mr. Lakhpreet Sandhu Date of Receipt: 01-04-2016 
Re: 21512001-4 Date of Report: 01-11-2016 

CUSTOM PANEL: PCR METHODOLOGY 
Location: 21512001-4Pl0 

Comments (see below) None 

Sample Type: Polycarbonate Air Filter Cassette 

Lab ID-V ersiont: 6811490-1 

Sample Size: 1.475 

Unit: m3 

Cladosporiurn cladosporioides (Type 1) 

SE* SE*/Unit 
26 18 

Cladosporiurn cladosporioides (Type 2) 3 2 
Cladosporium herbarum 
Cladosporium sphaerospermum 
*Spore eqmvalents ND = Not Detected 

2 

1 
1 
1 

Comments: 

:j:A "Version" indicated by -"x" after the Lab ID# with a value greater than 1 indicates a sample with amended data. The revision number is 
reflected by the value of "x" . 
Aerotech Laboratories, Inc EMLab ID: 1474570, Page 26 of 53 



EMLabP&K 
1501 West Knudsen Drive, Phoenix, AZ 85027 

(800) 651-4802 Fax (623) 780-7695 www.emlab.com 

Client: Hygiene Technologies International, Inc. Date of Sampling: 12-31-2015 
C/0: Mr. Kenny Hsi, Mr. Lakhpreet Sandhu Date of Receipt: 01-04-2016 
Re: 21512001-4 Date of Report: 01-11-2016 

CUSTOM PANEL: PCR METHODOLOGY 
Location: 21512001-4 Pl 1 

Comments (see below) None 

Sample Type: Polycarbonate Air Filter Cassette 

Lab ID-V ersiont: 6811491-1 

Sample Size: 1.433 

Unit: m3 

Cladosporiurn cladosporioides (Type 1) 

SE* SE*/Unit 
16 11 

Cladosporiurn cladosporioides (Type 2) ND < l 

Cladosporium herbarum 
Cladosporium sphaerospermum 
*Spore eqmvalents ND = Not Detected 

3 
ND 

2 
< l 

Comments: 

:j:A "Version" indicated by -"x" after the Lab ID# with a value greater than 1 indicates a sample with amended data. The revision number is 
reflected by the value of "x ". 
Aerotech Laboratories, Inc EMLab ID: 1474570, Page 27 of 53 



EMLabP&K 
1501 West Knudsen Drive, Phoenix, AZ 85027 

(800) 651-4802 Fax (623) 780-7695 www.emlab.com 

Client: Hygiene Technologies International, Inc. Date of Sampling: 12-31-2015 
C/0: Mr. Kenny Hsi, Mr. Lakhpreet Sandhu Date of Receipt: 01-04-2016 
Re: 21512001-4 Date of Report: 01-11-2016 

CUSTOM PANEL: PCR METHODOLOGY 
Location: 21512001-4Pl2 

Comments (see below) None 

Sample Type: Polycarbonate Air Filter Cassette 

Lab ID-V ersiont: 6811492-1 

Sample Size: 1.469 

Unit: m3 

Cladosporiurn cladosporioides (Type 1) 

SE* SE*/Unit 
49 33 

Cladosporiurn cladosporioides (Type 2) 1 1 
Cladosporium herbarum 
Cladosporium sphaerospermum 
*Spore eqmvalents ND = Not Detected 

1 
ND 

1 
< l 

Comments: 

:j:A "Version" indicated by -"x" after the Lab ID# with a value greater than 1 indicates a sample with amended data. The revision number is 
reflected by the value of "x ". 
Aerotech Laboratories, Inc EMLab ID: 1474570, Page 28 of 53 



EMLabP&K 
1501 West Knudsen Drive, Phoenix, AZ 85027 

(800) 651-4802 Fax (623) 780-7695 www.emlab.com 

Client: Hygiene Technologies International, Inc. Date of Sampling: 12-31-2015 
C/0: Mr. Kenny Hsi, Mr. Lakhpreet Sandhu Date of Receipt: 01-04-2016 
Re: 21512001-4 Date of Report: 01-11-2016 

CUSTOM PANEL: PCR METHODOLOGY 
Location: 21512001-4 P130UT 

Comments (see below) None 

Sample Type: Polycarbonate Air Filter Cassette 

Lab ID-V ersiont: 6811493-1 

Sample Size: 1.458 

Unit: m3 

Cladosporiurn cladosporioides (Type 1) 

SE* SE*/Unit 
110 76 

Cladosporiurn cladosporioides (Type 2) 1 1 
Cladosporium herbarum 
Cladosporium sphaerospermum 
*Spore eqmvalents ND = Not Detected 

1 
1 

1 
1 

Comments: 

:j:A "Version" indicated by -"x" after the Lab ID# with a value greater than 1 indicates a sample with amended data. The revision number is 
reflected by the value of "x ". 
Aerotech Laboratories, Inc EMLab ID: 1474570, Page 29 of 53 



EMLabP&K 
1501 West Knudsen Drive, Phoenix, AZ 85027 

(800) 651-4802 Fax (623) 780-7695 www.emlab.com 

Client: Hygiene Technologies International, Inc. Date of Sampling: 12-31-2015 
C/0: Mr. Kenny Hsi, Mr. Lakhpreet Sandhu Date of Receipt: 01-04-2016 
Re: 21512001-4 Date of Report: 01-11-2016 

CUSTOM PANEL: PCR METHODOLOGY 
Location: 21512001-4Pl4 

Comments (see below) B 

Sample Type: Polycarbonate Air Filter Cassette 

Lab ID-V ersiont: 6811495-1 

Sample Size: 1.449 

Unit: m3 

Cladosporiurn cladosporioides (Type 1) 

SE* SE*/Unit 

ND <l 
Cladosporiurn cladosporioides (Type 2) ND <l 
Cladosporium herbarum 

Cladosporium sphaerospermum 
*Spore eqmvalents ND = Not Detected 

ND 

ND 

<l 
<l 

Comments:B) Sample contained PCR inhibitors. Dilutions were required. 

:j:A "Version" indicated by -"x" after the Lab ID# with a value greater than 1 indicates a sample with amended data. The revision number is 
reflected by the value of "x ". 
Aerotech Laboratories, Inc EMLab ID: 1474570, Page 30 of 53 



EMLabP&K 
1501 West Knudsen Drive, Phoenix, AZ 85027 

(800) 651-4802 Fax (623) 780-7695 www.emlab.com 

Client: Hygiene Technologies International, Inc. Date of Sampling: 12-31-2015 
C/0: Mr. Kenny Hsi, Mr. Lakhpreet Sandhu Date of Receipt: 01-04-2016 
Re: 21512001-4 Date of Report: 01-11-2016 

CUSTOM PANEL: PCR METHODOLOGY 
Location: 21512001-4 Pl5 

Comments (see below) None 

Sample Type: Polycarbonate Air Filter Cassette 

Lab ID-V ersiont: 6811497-1 

Sample Size: 1.43 

Unit: m3 

Cladosporiurn cladosporioides (Type 1) 

SE* SE*/Unit 
11 8 

Cladosporiurn cladosporioides (Type 2) ND < l 

Cladosporium herbarum 
Cladosporium sphaerospermum 
*Spore eqmvalents ND = Not Detected 

ND 
ND 

< l 

< l 

Comments: 

:j:A "Version" indicated by -"x" after the Lab ID# with a value greater than 1 indicates a sample with amended data. The revision number is 
reflected by the value of "x ". 
Aerotech Laboratories, Inc EMLab ID: 1474570, Page 31 of 53 



EMLabP&K 
1501 West Knudsen Drive, Phoenix, AZ 85027 

(800) 651-4802 Fax (623) 780-7695 www.emlab.com 

Client: Hygiene Technologies International, Inc. Date of Sampling: 12-31-2015 
C/0: Mr. Kenny Hsi, Mr. Lakhpreet Sandhu Date of Receipt: 01-04-2016 
Re: 21512001-4 Date of Report: 01-11-2016 

CUSTOM PANEL: PCR METHODOLOGY 
Location: 21512001-4 Pl6 

Comments (see below) None 

Sample Type: Polycarbonate Air Filter Cassette 

Lab ID-V ersiont: 6811499-1 

Sample Size: 1.439 

Unit: m3 

Cladosporiurn cladosporioides (Type 1) 

SE* SE*/Unit 
2 1 

Cladosporiurn cladosporioides (Type 2) ND < l 

Cladosporium herbarum 
Cladosporium sphaerospermum 
*Spore eqmvalents ND = Not Detected 

1 
ND 

1 
< l 

Comments: 

:j:A "Version" indicated by -"x" after the Lab ID# with a value greater than 1 indicates a sample with amended data. The revision number is 
reflected by the value of "x ". 
Aerotech Laboratories, Inc EMLab ID: 1474570, Page 32 of 53 



EMLabP&K 
1501 West Knudsen Drive, Phoenix, AZ 85027 

(800) 651-4802 Fax (623) 780-7695 www.emlab.com 

Client: Hygiene Technologies International, Inc. Date of Sampling: 12-31-2015 
C/0: Mr. Kenny Hsi, Mr. Lakhpreet Sandhu Date of Receipt: 01-04-2016 
Re: 21512001-4 Date of Report: 01-11-2016 

CUSTOM PANEL: PCR METHODOLOGY 
Location: 21512001-4 Pl 7 

Comments (see below) None 

Sample Type: Polycarbonate Air Filter Cassette 

Lab ID-V ersiont: 6811501-1 

Sample Size: 1.418 

Unit: m3 

Cladosporiurn cladosporioides (Type 1) 

SE* SE*/Unit 

4 3 
Cladosporiurn cladosporioides (Type 2) 1 1 

Cladosporium herbarum 

Cladosporium sphaerospermum 
*Spore eqmvalents ND = Not Detected 

1 

1 

1 

1 

Comments: 

:j:A "Version" indicated by -"x" after the Lab ID# with a value greater than 1 indicates a sample with amended data. The revision number is 
reflected by the value of "x ". 
Aerotech Laboratories, Inc EMLab ID: 1474570, Page 33 of 53 



EMLabP&K 
1501 West Knudsen Drive, Phoenix, AZ 85027 

(800) 651-4802 Fax (623) 780-7695 www.emlab.com 

Client: Hygiene Technologies International, Inc. Date of Sampling: 12-31-2015 
C/0: Mr. Kenny Hsi, Mr. Lakhpreet Sandhu Date of Receipt: 01-04-2016 
Re: 21512001-4 Date of Report: 01-11-2016 

CUSTOM PANEL: PCR METHODOLOGY 
Location: 21512001-4 Pl8 

Comments (see below) None 

Sample Type: Polycarbonate Air Filter Cassette 

Lab ID-V ersiont: 6811503-1 

Sample Size: 1.423 

Unit: m3 

Cladosporiurn cladosporioides (Type 1) 

SE* SE*/Unit 
20 14 

Cladosporiurn cladosporioides (Type 2) 1 1 
Cladosporium herbarum 
Cladosporium sphaerospermum 
*Spore eqmvalents ND = Not Detected 

1 
1 

1 
1 

Comments: 

:j:A "Version" indicated by -"x" after the Lab ID# with a value greater than 1 indicates a sample with amended data. The revision number is 
reflected by the value of "x" . 
Aerotech Laboratories, Inc EMLab ID: 1474570, Page 34 of 53 



EMLabP&K 
1501 West Knudsen Drive, Phoenix, AZ 85027 

(800) 651-4802 Fax (623) 780-7695 www.emlab.com 

Client: Hygiene Technologies International, Inc. Date of Sampling: 12-31-2015 
C/0: Mr. Kenny Hsi, Mr. Lakhpreet Sandhu Date of Receipt: 01-04-2016 
Re: 21512001-4 Date of Report: 01-11-2016 

CUSTOM PANEL: PCR METHODOLOGY 
Location: 21512001-4Pl9 

Comments (see below) None 

Sample Type: Polycarbonate Air Filter Cassette 

Lab ID-V ersiont: 6811505-1 

Sample Size: 1.445 

Unit: m3 

Cladosporiurn cladosporioides (Type 1) 

SE* SE*/Unit 
7 5 

Cladosporiurn cladosporioides (Type 2) 1 1 
Cladosporium herbarum 
Cladosporium sphaerospermum 
*Spore eqmvalents ND = Not Detected 

1 
ND 

1 
< l 

Comments: 

:j:A "Version" indicated by -"x" after the Lab ID# with a value greater than 1 indicates a sample with amended data. The revision number is 
reflected by the value of "x ". 
Aerotech Laboratories, Inc EMLab ID: 1474570, Page 35 of 53 



EMLabP&K 
1501 West Knudsen Drive, Phoenix, AZ 85027 

(800) 651-4802 Fax (623) 780-7695 www.emlab.com 

Client: Hygiene Technologies International, Inc. Date of Sampling: 12-31-2015 
C/0: Mr. Kenny Hsi, Mr. Lakhpreet Sandhu Date of Receipt: 01-04-2016 
Re: 21512001-4 Date of Report: 01-11-2016 

CUSTOM PANEL: PCR METHODOLOGY 
Location: 21512001-4 P20 

Comments (see below) None 

Sample Type: Polycarbonate Air Filter Cassette 

Lab ID-V ersiont: 6811507-1 

Sample Size: 1.458 

Unit: m3 

Cladosporiurn cladosporioides (Type 1) 

SE* SE*/Unit 
61 42 

Cladosporiurn cladosporioides (Type 2) 1 1 
Cladosporium herbarum 
Cladosporium sphaerospermum 
*Spore eqmvalents ND = Not Detected 

1 
ND 

1 
< l 

Comments: 

:j:A "Version" indicated by -"x" after the Lab ID# with a value greater than 1 indicates a sample with amended data. The revision number is 
reflected by the value of "x ". 
Aerotech Laboratories, Inc EMLab ID: 1474570, Page 36 of 53 



EMLabP&K 
1501 West Knudsen Drive, Phoenix, AZ 85027 

(800) 651-4802 Fax (623) 780-7695 www.emlab.com 

Client: Hygiene Technologies International, Inc. Date of Sampling: 12-31-2015 
C/0: Mr. Kenny Hsi, Mr. Lakhpreet Sandhu Date of Receipt: 01-04-2016 
Re: 21512001-4 Date of Report: 01-11-2016 

CUSTOM PANEL: PCR METHODOLOGY 
Location: 21512001-4P21 

Comments (see below) None 

Sample Type: Polycarbonate Air Filter Cassette 

Lab ID-V ersiont: 6811509-1 

Sample Size: 1.435 

Unit: m3 

Cladosporiurn cladosporioides (Type 1) 

SE* SE*/Unit 
ND <l 

Cladosporiurn cladosporioides (Type 2) 1 1 
Cladosporium herbarum 
Cladosporium sphaerospermum 
*Spore eqmvalents ND = Not Detected 

1 
1 

1 
1 

Comments: 

:j:A "Version" indicated by -"x" after the Lab ID# with a value greater than 1 indicates a sample with amended data. The revision number is 
reflected by the value of "x ". 
Aerotech Laboratories, Inc EMLab ID: 1474570, Page 37 of 53 



EMLabP&K 
1501 West Knudsen Drive, Phoenix, AZ 85027 

(800) 651-4802 Fax (623) 780-7695 www.emlab.com 

Client: Hygiene Technologies International, Inc. Date of Sampling: 12-31-2015 
C/0: Mr. Kenny Hsi, Mr. Lakhpreet Sandhu Date of Receipt: 01-04-2016 
Re: 21512001-4 Date of Report: 01-11-2016 

CUSTOM PANEL: PCR METHODOLOGY 
Location: 21512001-4 P22 

Comments (see below) None 

Sample Type: Polycarbonate Air Filter Cassette 

Lab ID-V ersiont: 6811511-1 

Sample Size: 1.417 

Unit: m3 

Cladosporiurn cladosporioides (Type 1) 

SE* SE*/Unit 
1 1 

Cladosporiurn cladosporioides (Type 2) ND < l 

Cladosporium herbarum 
Cladosporium sphaerospermum 
*Spore eqmvalents ND = Not Detected 

1 
ND 

1 
< l 

Comments: 

:j:A "Version" indicated by -"x" after the Lab ID# with a value greater than 1 indicates a sample with amended data. The revision number is 
reflected by the value of "x ". 
Aerotech Laboratories, Inc EMLab ID: 1474570, Page 38 of 53 



EMLabP&K 
1501 West Knudsen Drive, Phoenix, AZ 85027 

(800) 651-4802 Fax (623) 780-7695 www.emlab.com 
Client: Hygiene Technologies International, Inc. Date of Sampling: 12-31-2015 
C/0: Mr. Kenny Hsi, Mr. Lakhpreet Sandhu Date of Receipt: 01-04-2016 
Re: 21512001-4 Date of Report: 01-11-2016 

CUSTOM PANEL: PCR METHODOLOGY 
Location: 21512001-4 P23 

Comments (see below) None 

Sample Type: Polycarbonate Air Filter Cassette 

Lab ID-V ersiont: 6811513-1 

Sample Size: 1.444 

Unit: m3 

Cladosporium cladosporioides (Type 1) 

SE* SE*/Unit 

13 9 
Cladosporium cladosporioides (Type 2) ND <1 

Cladosporium herbarum 

Cladosporium sphaerospermum 
*Spore equivalents ND = Not Detected 

1 

ND 

1 

<1 

Comments: 

:):A "Version" indicated by -"x" after the Lab ID# with a value greater than 1 indicates a sample with amended data. The revision number is 
reflected by the value of "x" . 
Aerotech Laboratories, Inc EMLab ID: 1474570, Page 39 of 53 



EMLabP&K 
1501 West Knudsen Drive, Phoenix, AZ 85027 

(800) 651-4802 Fax (623) 780-7695 www.emlab.com 

Client: Hygiene Technologies International, Inc. Date of Sampling: 12-31-2015 
C/0: Mr. Kenny Hsi, Mr. Lakhpreet Sandhu Date of Receipt: 01-04-2016 
Re: 21512001-4 Date of Report: 01-11-2016 

CUSTOM PANEL: PCR METHODOLOGY 
Location: 21512001-4 P24 

Comments (see below) None 

Sample Type: Polycarbonate Air Filter Cassette 

Lab ID-V ersiont: 6811515-1 

Sample Size: 1.454 

Unit: m3 

Cladosporiurn cladosporioides (Type 1) 

SE* SE*/Unit 
ND <l 

Cladosporiurn cladosporioides (Type 2) ND <l 

Cladosporium herbarum 
Cladosporium sphaerospermum 
*Spore eqmvalents ND = Not Detected 

ND 
ND 

<l 

<l 

Comments: 

:j:A "Version" indicated by -"x" after the Lab ID# with a value greater than 1 indicates a sample with amended data. The revision number is 
reflected by the value of "x ". 
Aerotech Laboratories, Inc EMLab ID: 1474570, Page 40 of 53 



EMLabP&K 
1501 West Knudsen Drive, Phoenix, AZ 85027 

(800) 651-4802 Fax (623) 780-7695 www.emlab.com 

Client: Hygiene Technologies International, Inc. Date of Sampling: 12-31-2015 
C/0: Mr. Kenny Hsi, Mr. Lakhpreet Sandhu Date of Receipt: 01-04-2016 
Re: 21512001-4 Date of Report: 01-11-2016 

CUSTOM PANEL: PCR METHODOLOGY 
Location: 21512001-4 P250UT 

Comments (see below) None 

Sample Type: Polycarbonate Air Filter Cassette 

Lab ID-V ersiont: 6811517-1 

Sample Size: 1.384 

Unit: m3 

Cladosporiurn cladosporioides (Type 1) 

SE* SE*/Unit 
840 610 

Cladosporiurn cladosporioides (Type 2) 3 2 
Cladosporium herbarum 
Cladosporium sphaerospermum 
*Spore eqmvalents ND = Not Detected 

7 

1 
5 
1 

Comments: 

:j:A "Version" indicated by -"x" after the Lab ID# with a value greater than 1 indicates a sample with amended data. The revision number is 
reflected by the value of "x ". 
Aerotech Laboratories, Inc EMLab ID: 1474570, Page 41 of 53 



EMLabP&K 
1501 West Knudsen Drive, Phoenix, AZ 85027 

(800) 651-4802 Fax (623) 780-7695 www.emlab.com 

Client: Hygiene Technologies International, Inc. Date of Sampling: 12-31-2015 
C/0: Mr. Kenny Hsi, Mr. Lakhpreet Sandhu Date of Receipt: 01-04-2016 
Re: 21512001-4 Date of Report: 01-11-2016 

CUSTOM PANEL: PCR METHODOLOGY 
Location: 21512001-4 P26 

Comments (see below) None 

Sample Type: Polycarbonate Air Filter Cassette 

Lab ID-V ersiont: 6811519-1 

Sample Size: 1.4 

Unit: m3 

Cladosporiurn cladosporioides (Type 1) 

SE* SE*/Unit 
49 35 

Cladosporiurn cladosporioides (Type 2) 2 1 
Cladosporium herbarum 
Cladosporium sphaerospermum 
*Spore eqmvalents ND = Not Detected 

1 
1 

1 
1 

Comments: 

:j:A "Version" indicated by -"x" after the Lab ID# with a value greater than 1 indicates a sample with amended data. The revision number is 
reflected by the value of "x ". 
Aerotech Laboratories, Inc EMLab ID: 1474570, Page 42 of 53 



EMLabP&K 
1501 West Knudsen Drive, Phoenix, AZ 85027 

(800) 651-4802 Fax (623) 780-7695 www.emlab.com 

Client: Hygiene Technologies International, Inc. Date of Sampling: 12-31-2015 
C/0: Mr. Kenny Hsi, Mr. Lakhpreet Sandhu Date of Receipt: 01-04-2016 
Re: 21512001-4 Date of Report: 01-11-2016 

CUSTOM PANEL: PCR METHODOLOGY 
Location: 21512001-4 P27 

Comments (see below) None 

Sample Type: Polycarbonate Air Filter Cassette 

Lab ID-V ersiont: 6811520-1 

Sample Size: 1.407 

Unit: m3 

Cladosporiurn cladosporioides (Type 1) 

SE* SE*/Unit 
2 1 

Cladosporiurn cladosporioides (Type 2) ND < l 

Cladosporium herbarum 
Cladosporium sphaerospermum 
*Spore eqmvalents ND = Not Detected 

ND 
ND 

< l 

< l 

Comments: 

:j:A "Version" indicated by -"x" after the Lab ID# with a value greater than 1 indicates a sample with amended data. The revision number is 
reflected by the value of "x ". 
Aerotech Laboratories, Inc EMLab ID: 1474570, Page 43 of 53 



EMLabP&K 
1501 West Knudsen Drive, Phoenix, AZ 85027 

(800) 651-4802 Fax (623) 780-7695 www.emlab.com 

Client: Hygiene Technologies International, Inc. Date of Sampling: 12-31-2015 
C/0: Mr. Kenny Hsi, Mr. Lakhpreet Sandhu Date of Receipt: 01-04-2016 
Re: 21512001-4 Date of Report: 01-11-2016 

CUSTOM PANEL: PCR METHODOLOGY 
Location: 21512001-4 P28 

Comments (see below) None 

Sample Type: Polycarbonate Air Filter Cassette 

Lab ID-V ersiont: 6811521-1 

Sample Size: 1.412 

Unit: m3 

Cladosporiurn cladosporioides (Type 1) 

SE* SE*/Unit 
6 4 

Cladosporiurn cladosporioides (Type 2) 1 1 
Cladosporium herbarum 
Cladosporium sphaerospermum 
*Spore eqmvalents ND = Not Detected 

1 
ND 

1 
< l 

Comments: 

:j:A "Version" indicated by -"x" after the Lab ID# with a value greater than 1 indicates a sample with amended data. The revision number is 
reflected by the value of "x ". 
Aerotech Laboratories, Inc EMLab ID: 1474570, Page 44 of 53 



EMLabP&K 
1501 West Knudsen Drive, Phoenix, AZ 85027 

(800) 651-4802 Fax (623) 780-7695 www.emlab.com 

Client: Hygiene Technologies International, Inc. Date of Sampling: 12-31-2015 
C/0: Mr. Kenny Hsi, Mr. Lakhpreet Sandhu Date of Receipt: 01-04-2016 
Re: 21512001-4 Date of Report: 01-11-2016 

CUSTOM PANEL: PCR METHODOLOGY 
Location: 21512001-4 P29 

Comments (see below) None 

Sample Type: Polycarbonate Air Filter Cassette 

Lab ID-V ersiont: 6811522-1 

Sample Size: 1.377 

Unit: m3 

Cladosporiurn cladosporioides (Type 1) 

SE* SE*/Unit 
1 1 

Cladosporiurn cladosporioides (Type 2) ND < l 

Cladosporium herbarum 
Cladosporium sphaerospermum 
*Spore eqmvalents ND = Not Detected 

1 
ND 

1 
< l 

Comments: 

:j:A "Version" indicated by -"x" after the Lab ID# with a value greater than 1 indicates a sample with amended data. The revision number is 
reflected by the value of "x ". 
Aerotech Laboratories, Inc EMLab ID: 1474570, Page 45 of 53 



EMLabP&K 
1501 West Knudsen Drive, Phoenix, AZ 85027 

(800) 651-4802 Fax (623) 780-7695 www.emlab.com 

Client: Hygiene Technologies International, Inc. Date of Sampling: 12-31-2015 
C/0: Mr. Kenny Hsi, Mr. Lakhpreet Sandhu Date of Receipt: 01-04-2016 
Re: 21512001-4 Date of Report: 01-11-2016 

CUSTOM PANEL: PCR METHODOLOGY 
Location: 21512001-4 P30 

Comments (see below) None 

Sample Type: Polycarbonate Air Filter Cassette 

Lab ID-V ersiont: 6811523-1 

Sample Size: 1.376 

Unit: m3 

Cladosporiurn cladosporioides (Type 1) 

SE* SE*/Unit 
ND <l 

Cladosporiurn cladosporioides (Type 2) 1 1 
Cladosporium herbarum 
Cladosporium sphaerospermum 
*Spore eqmvalents ND = Not Detected 

1 
ND 

1 
<l 

Comments: 

:j:A "Version" indicated by -"x" after the Lab ID# with a value greater than 1 indicates a sample with amended data. The revision number is 
reflected by the value of "x ". 
Aerotech Laboratories, Inc EMLab ID: 1474570, Page 46 of 53 



EMLabP&K 
1501 West Knudsen Drive, Phoenix, AZ 85027 

(800) 651-4802 Fax (623) 780-7695 www.emlab.com 

Client: Hygiene Technologies International, Inc. Date of Sampling: 12-31-2015 
C/0: Mr. Kenny Hsi, Mr. Lakhpreet Sandhu Date of Receipt: 01-04-2016 
Re: 21512001-4 Date of Report: 01-11-2016 

CUSTOM PANEL: PCR METHODOLOGY 
Location: 21512001-4 P31 

Comments (see below) None 

Sample Type: Polycarbonate Air Filter Cassette 

Lab ID-V ersiont: 6811524-1 

Sample Size: 1.376 

Unit: m3 

Cladosporiurn cladosporioides (Type 1) 

SE* SE*/Unit 
77 56 

Cladosporiurn cladosporioides (Type 2) 1 1 
Cladosporium herbarum 
Cladosporium sphaerospermum 
*Spore eqmvalents ND = Not Detected 

2 

1 
1 
1 

Comments: 

:j:A "Version" indicated by -"x" after the Lab ID# with a value greater than 1 indicates a sample with amended data. The revision number is 
reflected by the value of "x ". 
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EMLabP&K 
1501 West Knudsen Drive, Phoenix, AZ 85027 

(800) 651-4802 Fax (623) 780-7695 www.emlab.com 

Client: Hygiene Technologies International, Inc. Date of Sampling: 12-31-2015 
C/0: Mr. Kenny Hsi, Mr. Lakhpreet Sandhu Date of Receipt: 01-04-2016 
Re: 21512001-4 Date of Report: 01-11-2016 

CUSTOM PANEL: PCR METHODOLOGY 
Location: 21512001-4P32 

Comments (see below) None 

Sample Type: Polycarbonate Air Filter Cassette 

Lab ID-V ersiont: 6811525-1 

Sample Size: 1.382 

Unit: m3 

Cladosporiurn cladosporioides (Type 1) 

SE* SE*/Unit 
4 3 

Cladosporiurn cladosporioides (Type 2) 1 1 
Cladosporium herbarum 
Cladosporium sphaerospermum 
*Spore eqmvalents ND = Not Detected 

ND 
ND 

< l 

< l 

Comments: 

:j:A "Version" indicated by -"x" after the Lab ID# with a value greater than 1 indicates a sample with amended data. The revision number is 
reflected by the value of "x ". 
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EMLabP&K 
1501 West Knudsen Drive, Phoenix, AZ 85027 

(800) 651-4802 Fax (623) 780-7695 www.emlab.com 

Client: Hygiene Technologies International, Inc. Date of Sampling: 12-31-2015 
C/0: Mr. Kenny Hsi, Mr. Lakhpreet Sandhu Date of Receipt: 01-04-2016 
Re: 21512001-4 Date of Report: 01-11-2016 

CUSTOM PANEL: PCR METHODOLOGY 
Location: 21512001-4 P33 

Comments (see below) None 

Sample Type: Polycarbonate Air Filter Cassette 

Lab ID-V ersiont: 6811526-1 

Sample Size: 1.372 

Unit: m3 

Cladosporiurn cladosporioides (Type 1) 

SE* SE*/Unit 

1 1 
Cladosporiurn cladosporioides (Type 2) ND < l 

Cladosporium herbarum 
Cladosporium sphaerospermum 
*Spore eqmvalents ND = Not Detected 

ND 
ND 

< l 

< l 

Comments: 

:j:A "Version" indicated by -"x" after the Lab ID# with a value greater than 1 indicates a sample with amended data. The revision number is 
reflected by the value of "x ". 
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EMLabP&K 
1501 West Knudsen Drive, Phoenix, AZ 85027 

(800) 651-4802 Fax (623) 780-7695 www.emlab.com 

Client: Hygiene Technologies International, Inc. Date of Sampling: 12-31-2015 
C/0: Mr. Kenny Hsi, Mr. Lakhpreet Sandhu Date of Receipt: 01-04-2016 
Re: 21512001-4 Date of Report: 01-11-2016 

CUSTOM PANEL: PCR METHODOLOGY 
Location: 21512001-4 P34 

Comments (see below) None 

Sample Type: Polycarbonate Air Filter Cassette 

Lab ID-V ersiont: 6811527-1 

Sample Size: 1.399 

Unit: m3 

Cladosporiurn cladosporioides (Type 1) 

SE* SE*/Unit 
1 1 

Cladosporiurn cladosporioides (Type 2) ND < l 

Cladosporium herbarum 
Cladosporium sphaerospermum 
*Spore eqmvalents ND = Not Detected 

ND 
1 

< l 

1 

Comments: 

:j:A "Version" indicated by -"x" after the Lab ID# with a value greater than 1 indicates a sample with amended data. The revision number is 
reflected by the value of "x ". 
Aerotech Laboratories, Inc EMLab ID: 1474570, Page 50 of 53 



EMLabP&K 
1501 West Knudsen Drive, Phoenix, AZ 85027 

(800) 651-4802 Fax (623) 780-7695 www.emlab.com 

Client: Hygiene Technologies International, Inc. Date of Sampling: 12-31-2015 
C/0: Mr. Kenny Hsi, Mr. Lakhpreet Sandhu Date of Receipt: 01-04-2016 
Re: 21512001-4 Date of Report: 01-11-2016 

CUSTOM PANEL: PCR METHODOLOGY 
Location: 21512001-4P35 

Comments (see below) None 

Sample Type: Polycarbonate Air Filter Cassette 

Lab ID-V ersiont: 6811528-1 

Sample Size: 1.418 

Unit: m3 

Cladosporiurn cladosporioides (Type 1) 

SE* SE*/Unit 
1 1 

Cladosporiurn cladosporioides (Type 2) ND < l 

Cladosporium herbarum 
Cladosporium sphaerospermum 
*Spore eqmvalents ND = Not Detected 

ND 
ND 

< l 

< l 

Comments: 

:j:A "Version" indicated by -"x" after the Lab ID# with a value greater than 1 indicates a sample with amended data. The revision number is 
reflected by the value of "x ". 
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EMLabP&K 
1501 West Knudsen Drive, Phoenix, AZ 85027 

(800) 651-4802 Fax (623) 780-7695 www.emlab.com 

Client: Hygiene Technologies International, Inc. Date of Sampling: 12-31-2015 
C/0: Mr. Kenny Hsi, Mr. Lakhpreet Sandhu Date of Receipt: 01-04-2016 
Re: 21512001-4 Date of Report: 01-11-2016 

CUSTOM PANEL: PCR METHODOLOGY 
Location: 21512001-4 P36 

Comments (see below) None 

Sample Type: Polycarbonate Air Filter Cassette 

Lab ID-V ersiont: 6811529-1 

Sample Size: 1.44 

Unit: m3 

Cladosporiurn cladosporioides (Type 1) 

SE* SE*/Unit 
5 3 

Cladosporiurn cladosporioides (Type 2) 1 1 
Cladosporium herbarum 
Cladosporium sphaerospermum 
*Spore eqmvalents ND = Not Detected 

ND 
ND 

< l 

< l 

Comments: 

:j:A "Version" indicated by -"x" after the Lab ID# with a value greater than 1 indicates a sample with amended data. The revision number is 
reflected by the value of "x ". 
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EMLabP&K 
1501 West Knudsen Drive, Phoenix, AZ 85027 

(800) 651-4802 Fax (623) 780-7695 www.emlab.com 

Client: Hygiene Technologies International, Inc. Date of Sampling: 12-31-2015 
C/0: Mr. Kenny Hsi, Mr. Lakhpreet Sandhu Date of Receipt: 01-04-2016 
Re: 21512001-4 Date of Report: 01-11-2016 

CUSTOM PANEL: PCR METHODOLOGY 
Location: 21512001-4 P37BLANK 

Comments (see below) None 

Sample Type: Polycarbonate Air Filter Cassette 

Lab ID-V ersiont: 6811530-1 

Sample Size: 1 

Unit: sample 

Cladosporiurn cladosporioides (Type 1) 

SE* SE*/Unit 
ND <l 

Cladosporiurn cladosporioides (Type 2) ND <l 

Cladosporium herbarum 
Cladosporium sphaerospermum 
*Spore eqmvalents ND = Not Detected 

ND 
ND 

<l 

<l 

Comments: 

:j:A "Version" indicated by -"x" after the Lab ID# with a value greater than 1 indicates a sample with amended data. The revision number is 
reflected by the value of "x" . 
Aerotech Laboratories, Inc EMLab ID: 1474570, Page 53 of 53 



HYGIENE TECHNOLOGIES INTERNATIONAL 
362S DEL AMO BOULEVARD, SUITE 180, TORRANCE, CA 90503 • {310) 370--8370 • FAX (310) 370-2474 

Request For Analysis 
Project Nwnber/Purobase Order: 21512001-4 Date Submitted: 01-01-16 

Project Contact: L Sandhu/K.Hsl Turnaround Required: Nonna\ 

Lab Destination: EMU!ia ~ & ~ Lab Contact: SamQle Receiving 

SAMPLE ID VOLUME :MEDIA ANALYSIS R~flUESTED 
21512001-4 P010UT 1453L 37MM3PC 

0.4µmPCF 
PCR Custom Panel (Ctadosporium) 

21512001-4 P02 1420L 37MM3PC - PCR Custom Panel (Cladosporium) 

21512001-4 P03 1401L ~7~!!~ PCR Custom Panel (Cladosporlum} 

21512001-4 P04 1497L 37MM3PC -•.... --- PCR Custom Panel (Cladosponum) 

21512001-4 P05 1460L !7~~ PCR Custom Panel (Cladosporium) 

21512001-4 P08 1436l ~7~M~~ PCR Custom Panel (Clactosporium) 

. 21512001-4 P07 1482L 37MM3PO -•------ PCR C1.1~tom Panel (Cladosporlum) 

21512001-4 POB 1456L 37MM31'C - PCR Custom Panel (Cladosporium) 

21512001-4 PD8 1506L 37MM3PC - --- PCR Custom Panel (Cladosporium) 
~-·--

21512001-4 P10 1475L 37MM l!_';_ -·--- PCR Custom Panel (Cladosporium) 

21512001-4 P11 1433L 37MM3PC - PCR Custom Panel (Cladospolium) 

21512001-4 P12 1469L ~1WA:lf'C PCR Custom Panel (Cladosporium) 

-
i ll~!ill~llll~[illill~i~l!lllllfrr--001474570 

'· ---·· ---
___ )-

Special Instructions : E!§iiU!!i! !i!lm f!lli~& ~em121e No P01 OUI foe eQB Z~ 8D11b(sjs, 

\I .. , 
1. Sampledb~ 12-31-15""0640 h- Rccdvooby: (' )· 'fk_ ( I ..tJ._ \}4/t IA ,i._ :o , 
2. ReJlnqnished by:~n 01:;01-16@1730 hrs Received by: 

3, Relinquished by: Received by: 
Please include "'•Mture date. and time 

Lab Use Only: 

Lo• Ange•e• · Sar, F11u1cleco · Sa~t•m•nto · Ofttal'lo · San Dle90 
Chh:ago · Cle11iot11qd • NOl'fOlk • Maw York 

Al>uJ• · B•II Ing 



HYGIENE TECHNOLOGIES INTERNATIONAL 
3825 DEL AMO BOULEVARD, SUITE 11!0, TORRANCE, CA 90503 • (310) 370-8370 • FAX (310) 370-2474 

Request For Analysis 
Project Number/Purchase Order: 21512001-4 Date Submitted: 01-01-16 

Project Co.ntact: L, SandhylK.Hsl Turnaround Required: Normal 

Lab Destination: !;ML8e e ~ K Lab Contact: ~Bll!Qle Recelviag 

SAMPLE ID VOLUME MEDIA ANALYSIS REOUESTED 
21512001-4 P130UT 1458L 37MM3PC 

0.4~mPCF 
PCR Custom Panel (Cladosporium) 

21512001-4 P14 1449L 37MM3PC 
- . PCR Custom Panel (Cladosporium) 

21512001-4 p1s 1430L 57MM~';_ 
ft ... _ 

PCR Custom Panel (Cladosporium) 

21512001-4 P16 1439L 37114M3PC - .... _ --- PCR Custom Panel (Cladosporlum) 

21512001-4 P17 1418L !7~!111!~ PCR Custom Panel (Cladosporium) 

21512001-4 P18 1423L ~7!'.'~~~ PCR Custom Panel (Cladosporium) 

21512001-4 P19 1445L 37MM3PC - --- PCR Custom Panel (Claclosporium) 
~·--

21512001-4 P20 1458L 37MM3PC 
" ... _. --- · PCR Custom Panel {Ctadosporium) 

21512001-4 P21 1435L !7!-1~!~ PCR Custom Panel (Cladosporium) 

21512001-4 P22 1417L 37MM3PC " ... ____ PCR custom Panel {Cladosporlum} 

21512001-4 P23 1444L 3ThlM3PC ... "---- --- PCR Custom Panel (Cladosporium) 

21512001-4 P24 1454L ~~M~~ PCR Custom Panel (Cladosporlum) 

,-

· \\11\il!llll~~ll~if ~ 
001474570 

I 

\.. --------
Spedal Iostructio.ns : Ples!§s! §1!!2 DD!IY:U !illl i!li! s~mRles for PCR23 Ani!l~s. 

Recclv~d by: / 1. Sampled by:~. on 12-31-15@0941 l!f§ ' 1 · . ...Y....,,. , J .-:4h,; 1141//& g •O 

2. Relinquished by•~QA·0:l-0l·16@j730 hr§ Received by: 

3. Relinquished by: R«!eived by: 
Please iuclude si0 na~ date and time 

Lab Use Only: 

Lo• Angelea · San f:ra4'oletio , St\ctatn•11to · Ontarto • Ban Dfcgo 
Chlcogo • Cl•••lud • Norfolk • Now Vorl 

AbuJ • • l!elJI n11 



HYGIENE TECHNOLOGIES INTERNATIONAL 
3625 DEL AMO BOULEVARD. SUITE 180, TORRANCE, CA 90503 • (310) 370-8370 • FAX (310) 370-2474 

Request For Analysis 
ProjectNumber/Pw-chase Order: 21512001-4 Date Submitted: 01-01-16 

Project Contact: L. Sandhu/K.Hsi Turnaround Required: Normal 

Lnb Destination: fMLA!! ~ §i Is: Lab Contact: Samnle Receiving 

SAMPLE ID VOLUMB MEDIA ANALYSIS REOUESTED 
21512001-4 P250UT 1384L amM3PC 

0.4pmPCF 
PCR Custom Panel (Cladosporium) 

21512001-4 P26 1400L 37MM3PC 
A,, •• Dr~ 

PCR Custom Panel (Cladosporium) 

21512001-4 P27 1407L 37MM3PC 
ft.. --

PCR Custom Panel (Cladospor1um) 

21512001-4 P28 1412L 37MM3PC 
A, .. -nrc 

PCR Custom Panel (Cladosporium) 

21512001-4 P29 1377L 37MM3P.C ... ~.--.,.~~ PCR Custom Panel (Cladosporium) 

21512001-4 P30 1376L 37MM3PC 
"'-•·-""'r' 

PCR Custom Panel (Cladosporlum) 

21512001-4 P31 1376L 37MM3PC 
A•••--C 

PCR Cuslol\1 Panel (Cladosporium) 

21512001-4 P32 1382L 37MM3PC 
n ,,,_,,,.., PCR Custom Panel (Cladosportum) 

21512001-4 P33 ,1372L 37MM3PC 
h•,-~~c 

PCR Custom Panel (Cladosporium) 

21512001-4 P34 1399L 37MM3PC ,,.,,_ """ PCR CustGm Panel (Cladosporium) 

21512001-4 P35 1418L 37MM3PC - PCR Custom Panel (Cladosporium) 

21512001-4 P36 1440L 37!\IMSPC ,. .... _ ... ,.._ PCR Custom Panel (Cladospor1um) 

21512001-4. P37BLANK NIA 37MM3PC 

" 
PCR Custom Panel (Cladosporium} 

1!1111!11~11~!11~1~~ lii~I
001474570 

SpC<:lal Instr11ctfons: Please also anall(Ze samgle ll!o'§ ~§Q!.!I oa~ e~Z~bA!l!K fo[ eQB i;} hnil!¥Si§~- · 

S led :~·-''L, :1·-- --i,,.,, 1. ump by: . on 12·3 - . ('J-~ R~oivetl by: /'.J. .'-ff-:: l/ '-l // It, <l , 

2. Relinquished by.;~ 1 
• nu••- h,., Rffeived by: 

3. Relinquished by: R~eived by: 
Please include s;,m~ture date: and lime 

Llib Use Only: · 

Lo& Angele• · Sal'J Fr11n,;Seco • s«cramonto · OntarJG • Son Otor,a 
Chlooao · Clavaland • N1>rfol~ • N,w York 

Jlb•f• · ll•lJlng 

I 
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