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December 10, 2015 

California State Board of Equalization 
450 N Street 
Sacramento, California 94279 

Document No. 21509001.2 

Attention: Edna B. Murphy 
Deputy Director Administration Department 

Regarding: Limited Fungal Growth Exposure Assessment Survey 
September 2015 QPCR Air Sampling 

Dear Ms. Murphy: 

On September 25, 2015, an industrial hygienist with Hygiene Technologies International, Inc. 
(HygieneTech) conducted a limited fungal growth exposure assessment survey within the California 
State Board of Equalization (BOE) building located at 450 N Street in Sacramento, California.  Air 
samples were analyzed using quantitative polymerase chain reaction (QPCR) analysis.  During the 
survey, three air samples each were collected from Floors 2, 4, 6, 8, 10, 14, 16, 18, 20, 22, and 24.   

Air samples for QPCR analysis were collected on filter cassettes containing pre-loaded 37-millimeter 
diameter, polycarbonate filters having a pore size of four micrometers using high volume air sampling 
pumps.  Each pump flow rate was calibrated and verified using a DryCal® DC-Lite Primary Flow Meter. 
All such samples were subsequently analyzed by trained and experienced microbiologists at EMLab 
P&K, a laboratory accredited by the American Industrial Hygiene Association (AIHA) and that 
successfully participates in the AIHA Environmental Microbiology Proficiency Analytical Testing Program.  
Two samples per floor collected for QPCR analysis were analyzed for quantification of Cladosporium 
species via custom panel for Cladosporium, which included C. cladosporioides (Type 1), C. 
cladosporioides (Type 2), C. herbarum, and C. sphaerospermum.  One sample per floor along with the 
outdoor samples collected for QPCR analysis were analyzed for quantification of Cladosporium species 
via custom panel for Cladosporium, which included Cladosporium cladosporioides (Type 2), 
Cladosporium herbarum, Cladosporium sphaerospermum, as well as an additional 23 important indoor 
molds including Cladosporium cladosporioides (Type 1).  Applied methodology has been developed by 
and is licensed through the EPA. 

On the survey date, the airborne spore equivalent count data as presented in Table 21509001-2A 
showed fungal spore equivalent types outdoors such as Acremonium strictum, Alternaria alternata, 
Aspergillus flavus (A. flavus and A. oryzae), A. fumigatus (A. fumigatus and Neosartorya fischeri), A. 
niger (A. niger, A. foetidus and A. phoenicis), A. ochraceus (A. ochraceus and A. ostianus), A. sydowii, A. 
ustus, Aspergillus versicolor, Cladosporium cladosporioides (Type 1), C. cladosporioides (Type 2), C. 
herbarum, C. sphaerospermum, Eurotium (Asp.) amstelodami (E. amstelodami, E. chevalieri, E. 
herbariorum, E. rubrum and E. repens), Paecilomyces variotii, Penicillium aurantiogriseum (P. 
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aurantiogriseum, P. freii, P. polonicum, P. tricolor, P. viridicatum), P. brevicompactum, P. chrysogenum 
(Type 2), P. purpurogenum, P. variabile, Scopulariopsis brevicaulis (S. brevicaulis and S. fusca), 
Stachybotrys chartarum, and/or Trichoderma viride (T. viride, T. atroviride and T. koningii).  As presented 
in Tables 21509001-2A and 2B, in the indoor areas tested on the survey date, the data showed low 
airborne concentrations of fungal spore equivalent that included one or more of the following: 
Acremonium strictum,  Alternaria alternata, A. fumigatus (A. fumigatus and Neosartorya fischeri), A. niger 
(A. niger, A. foetidus and A. phoenicis), A. ochraceus (A. ochraceus and A. ostianus), Cladosporium 
cladosporioides (Type 1), Cladosporium cladosporioides (Type 2), Cladosporium herbarum, 
Cladosporium sphaerospermum,  Eurotium (Asp.) amstelodami (E. amstelodami, E. chevalieri, E. 
herbariorum, E. rubrum and E. repens), Paecilomyces variotii, Penicillium brevicompactum, and/or P. 
chrysogenum (Type 2). 
  
Please note that Cladosporium sphaerospermum, the dominant species of Cladosporium genus 
identified in the heating, ventilating, and air conditioning (HVAC) duct interior was either not detected 
above the laboratory analytical limit or was found at very low levels in both the indoor and outdoor 
samples collected.  The distribution of fungal spore equivalent types detected in the surveyed areas was 
consistent with those found outdoors, and the overall data within the tested areas were well below the 
overall data recorded outdoors.  Collectively, these data were considered unremarkable and are not 
believed to pose a health risk beyond that posed by the outdoor environment where exposures to airborne 
fungi are expected. 
 
Be advised that the data provided in this report only represent limited fungal growth and exposure 
potentials that existed at the time the survey was performed and at the precise sample locations 
indicated, the latter of which were selected based on the available background information provided.  
Note that fungal growth and exposure potentials may change due to changes in environmental 
conditions (such as those caused by water intrusion), use of mechanical systems, changes in fungal 
growth within HVAC systems, or other factors. 
 
If you have any comments or questions regarding the information contained in this correspondence, 
please feel free to contact our offices directly at (310) 370-8370. 
 
Sincerely, 
 
HYGIENE TECHNOLOGIES INTERNATIONAL, INC. 

 
 
Kenny K. Hsi, CIH 
Technical Director 
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Results reported in spore equivalent per cubic meter of air 3)(SE/m  
SAMPLE NUMBER 21509001-2 21509001-2 21509001-2 21509001-2 

P01OUT P13OUT P25OUT P26 
SAMPLING 
LOCATION/ACTIVITIES 

Outdoors; Garage; 
northern portion; 

approximately five 
feet above floor/ 
Normal outdoor 

activities 

23rdOutdoors;  Floor; 
western balcony deck 

at southern end; 
approximately five 

feet above 
floor/Sampling 
activities only 

23rdOutdoors;  Floor; 
western balcony deck; 

central portion; 
approximately five feet 
above floor/Sampling 

activities only 

24th Floor; southern 
corridor; between 
Room 2416 and 

2408; approximately 
five feet above 

floor/Normal office 
activities 

START/STOP 06:23:00/09:26:00 10:32:00/13:33:00 14:42:00/17:42:00 14:51:00/17:52:00 

SAMPLE TIME 183 minutes 181 minutes 180 minutes 181 minutes 

Acremonium strictum 1 3 2 1 

Alternaria alternata 3 10 1 1 

Aspergillus flavus a) 9 3 1 <1  

Aspergillus  fumigatus b) 39 360 54 1 

Aspergillus  niger c) 43 120 18 2 

Aspergillus  ochraceus d) 8 6 5 1 

Aspergillus sydowii <5 11 <3 <4 

Aspergillus ustus 1 6 2 1 

Aspergillus versicolor 6 25 1 <1 

Chaetomium globosum <1 <1 <1 <1 

Cladosporium cladosporioides (T-1) 2,600 2,700 2,500 600 

Cladosporium cladosporioides (T-2)  45 58 66 6 

Cladosporium herbarum 180 100 110 13 

Cladosporium sphaerospermum 1 <1 <1 1 

Eurotium (Asp.) amstelodami e) 94 440 120 17 

Memnoniella echinata <1 <1 <1 <1 

Paecilomyces variotii 2 1 1 1 

Penicillium  aurantiogriseum f) <2 5 4 <1 

Penicillium brevicompactum 150 34 4 1 

Penicillium chrysogenum  (T-2) g) 1 5 <1 <1 

Penicillium purpurogenum 4 <1 180 <1 

Penicillium variabile 22 12 <2 <2 

Scopulariopsis  brevicaulis h) 2 3 <1 <1 

Stachybotrys chartarum <1 1 <1 <1 
 Trichoderma viride i) <1 11 <1 <1 

Ulocladium botrytis <1 <1 <1 <1 

a) Includes A. flavus and A. oryzae   
c) Includes A. niger, A.foetidus and A.phoenicis 

 
 

 
 

 
 

b) Includes A. fumigatus and Neosartorya fischeri 
d) Includes A. ochraceus and A.ostianus 

e) Includes E. amstelodami, E.chevalieri, E.herbariorum, 
g) Includes dominant subgroups of species  

E.rubrum 
 

and E.repens 
 

 
 

f) Includes P. aurantiogriseum, P.freii, P.polonicum, P.tricolor and P.viridicatum 
h) Includes S.brevicaulis and S.fusca 

i) Includes T.viride, T.atroviride and T.koningii 
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Results reported in spore equivalent per cubic meter of air 3)(SE/m  
SAMPLE NUMBER 21509001-2 21509001-2 21509001-2 21509001-2 

P15 
P27 P28 P29 P30 

SAMPLING 
LOCATION/ACTIVITIES 

22nd Floor; Column 
J18 area; about five 

feet northwest of 
Column J18 

approximately five feet 
above floor/Normal 

office activities 

20th Floor; Room 
2013; southwestern 

corner; approximately 
five feet above floor/ 

Normal office 
activities 

18th Floor; 
Conference Room 
1806; northeastern 

corner; approximately 
five feet above floor/ 

Normal office 
activities 

16th Floor; Column 
K18 area; about 

seven feet southeast 
of Column K18; 

approximately five 
feet above floor/ 

Normal office 
activities 

START/STOP 14:55:00/17:56:00 15:01:00/18:01:00 15:05:00/18:05:00 15:11:00/18:08:00 

SAMPLE TIME 181 minutes 180 minutes 180 minutes 177 minutes 

Acremonium strictum <1 <1 <1 <1 

Alternaria alternata <1 <1 <1 <1 

Aspergillus flavus a) <1 <1 <1 <1 

Aspergillus  fumigatus b) <1 <1 <1 <1 

Aspergillus  niger c) <1 1 1 <1 

Aspergillus  ochraceus d) <1 <1 <1 <1 

Aspergillus sydowii <3 <4 <4 <4 

Aspergillus ustus <1 <1 <1 <1 

Aspergillus versicolor <1 <1 <1 <1 

Chaetomium globosum <1 <1 <1 <1 

Cladosporium cladosporioides (T-1) 4 2 4 4 

Cladosporium cladosporioides (T-2) 1 <1 1 <1 

Cladosporium herbarum 2 1 1 <1 

Cladosporium sphaerospermum 1 1 1 <1 

Eurotium (Asp.) amstelodami e) <1 <1 2 <1 

Memnoniella echinata <1 <1 <1 <1 

Paecilomyces variotii <1 <1 <1 <1 

Penicillium  aurantiogriseum f) <1 <1 <1 <1 

Penicillium brevicompactum 1 <1 2  <1 

Penicillium chrysogenum  (T-2) g) <1 2 <1 <1 

Penicillium purpurogenum <1 <1 <1 <1 

Penicillium variabile <2 <2 <2 <2 

Scopulariopsis  brevicaulis h) <1 <1 <1 <1 

Stachybotrys chartarum <1 <1 <1 <1 
 Trichoderma viride i) <1 <1 <1 <1 

Ulocladium botrytis <1 <1 <1 <1 

a) Includes A. flavus and A. oryzae   
c) Includes A. niger, A.foetidus and A.phoenicis 

 
 

 
 

 
 

b) Includes A. fumigatus and Neosartorya fischeri 
d) Includes A. ochraceus and A.ostianus 

e) Includes E. amstelodami, E.chevalieri, E.herbariorum, 
g) Includes dominant subgroups of species  

E.rubrum 
 

and E.repens 
 

 
 

f) Includes P. aurantiogriseum, P.freii, P.polonicum, P.tricolor and P.viridicatum 
h) Includes S.brevicaulis and S.fusca 

i) Includes T.viride, T.atroviride and T.koningii 
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Results reported in spore equivalent per 

P19

cubic 

 

meter of air 3)(SE/m  
SAMPLE NUMBER 21509001-2 21509001-2 21509001-2 21509001-2 

P31 P32 P33 P34 
SAMPLING 
LOCATION/ACTIVITIES 

14th Floor; Column 
N17 area; about five 

feet southwest of 
Column N17; 

approximately five 
feet above floor/ 

Normal office 

10th Floor; Break 
Room 1009; eastern 
portion; about center; 

approximately five 
feet above floor/ 

Normal Break Room 
activities 

8th Floor; Column N18 
area; about 15 feet 

southwest of Column 
N18; Cubicle 106; 
approximately five 
feet above floor/ 

Normal office 

6th Floor; Column N19 
area; Cubicle 110; 

approximately five feet 
above floor/ Normal 

office activities 

activities activities 
START/STOP 15:17:00/18:12:00 15:25:00/18:21:00 15:29:00/18:28:00 15:35:00/18:34:00 

SAMPLE TIME 175 minutes 176 minutes 179 minutes 179 minutes 

Acremonium strictum <1 <1 <1 <1 

Alternaria alternata <1 <1 3 1 

Aspergillus flavus a) <1 <1 <1 <1 

Aspergillus  fumigatus b) <1 <1 <1 <1 

Aspergillus  niger c) <1 2 1 <1 

Aspergillus  ochraceus d) 1 <1 <1 <1 

Aspergillus sydowii <4 <4 <4 <5 

Aspergillus ustus <1 <1 <1 <1 

Aspergillus versicolor <1 ,<1 <1 <1 

Chaetomium globosum <1 <1 <1 <1 

Cladosporium  cladosporioides (T-1) 3 22 5 1 

Cladosporium  cladosporioides (T-2)  1 1 1 1 

Cladosporium  herbarum 1 1 1 <1 

Cladosporium  sphaerospermum 1 <1 <1 <1 

Eurotium (Asp.) amstelodami e) <1 1 <1 1 

Memnoniella echinata <1 <1 <1 <1 

Paecilomyces variotii <1 <1 <1 <1 

Penicillium  aurantiogriseum f) <1 <1 <1 <2 

Penicillium brevicompactum <1 <1 <1 <1 

Penicillium chrysogenum  (T-2) g) <1 <1 <1 <1 

Penicillium purpurogenum <1 <1 <1 <1 

Penicillium variabile <2 <2 <2 <3 

Scopulariopsis  brevicaulis h) <1 <1 <1 <1 

Stachybotrys chartarum <1 <1 <1 <1 
 Trichoderma viride i) <1 <1 <1 <1 

Ulocladium botrytis <1 <1 <1 <1 

a) Includes A. flavus and A. oryzae   
c) Includes A. niger, A.foetidus and A.phoenicis 

 
 

 
 

 
 

b) Includes A. fumigatus and Neosartorya fischeri 
d) Includes A. ochraceus and A.ostianus 

e) Includes E. amstelodami, E.chevalieri, E.herbariorum, 
g) Includes dominant subgroups of species  

E.rubrum 
 

and E.repens 
 

 
 

f) Includes P. aurantiogriseum, P.freii, P.polonicum, P.tricolor and P.viridicatum 
h) Includes S.brevicaulis and S.fusca 

i) Includes T.viride, T.atroviride and T.koningii 
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3)Results reported in spore equivalent per cubic meter of air (SE/m  

SAMPLE NUMBER 21509001-2 21509001-2 21509001-2  
P35 P36 P37 BLANK 

4th 2ndSAMPLING  Floor; Column K19  Floor; Encoding Field Blank This column 
LOCATION/ACTIVITIES area; Cubicle 108; Room 208; Column J20 intentionally left blank 

approximately five area; about 10 feet 
feet above floor/ northwest of Column 

Normal office J20; approximately five 
activities feet above floor/ 

Sampling activities only 
START/STOP 15:39:00/18:38:00 15:44:00/18:49:00 N/A  

SAMPLE TIME 179 minutes 185 minutes N/A  

1 <1 <1  Acremonium strictum 
1 <1 <1  Alternaria alternata 

a) <1 <1 <1  Aspergillus flavus  
 b) <1 <1 <1  Aspergillus fumigatus  

 c) 1 <1 <1  Aspergillus niger  
 d) <1 <1 <1  Aspergillus ochraceus  

<4 <3 <5  Aspergillus sydowii 
<1 <1 <1  Aspergillus ustus 
<1 <1 <1  Aspergillus versicolor 
<1 <1 <1  Chaetomium globosum 
3 2 <1  Cladosporium cladosporioides (T-1) 
1 <1 <1  Cladosporium cladosporioides (T-2)  
1 <1 <1  Cladosporium  herbarum 
1 1 <1  Cladosporium  sphaerospermum 

e) <1 <1 <1  Eurotium (Asp.) amstelodami  
<1 <1 <1  Memnoniella echinata 
<1 <1 <1  Paecilomyces variotii 

 f) <1 <1 <1  Penicillium aurantiogriseum  
18 <1 <1  Penicillium brevicompactum 

 g) <1 <1 <1  Penicillium chrysogenum (T-2)  
<1 <1 <1  Penicillium purpurogenum 
<2 <2 <3  Penicillium variabile 

 h) <1 <1 <1  Scopulariopsis brevicaulis  
<1 <1 <1  Stachybotrys chartarum 

 i) <1  <1  <1  Trichoderma viride  
<1 <1 <1  Ulocladium botrytis 

a) Includes A. flavus and A. oryzae   
c) Includes A. niger, A.foetidus and A.phoenicis 

 
 

 
 

 
 

b) Includes A. fumigatus and Neosartorya fischeri 
d) Includes A. ochraceus and A.ostianus 

e) Includes E. amstelodami, E.chevalieri, E.herbariorum, 
g) Includes dominant subgroups of species  

E.rubrum 
 

and E.repens 
 

 
 

f) Includes P. aurantiogriseum, P.freii, P.polonicum, P.tricolor and P.viridicatum 
h) Includes S.brevicaulis and S.fusca 

i) Includes T.viride, T.atroviride and T.koningii 
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3)Results reported in spore equivalent per cubic meter of air (SE/m  
SAMPLE NUMBER 21509001-2 21509001-2 21509001-2 21509001-2 

P02 P03 P04 P05 
2nd 4th 6th 8thSAMPLING  Floor; Elevator  Floor; Elevator  Floor; Elevator  Floor; Elevator 

LOCATION/ACTIVITIES Lobby; approximately Lobby; approximately Lobby; approximately Lobby; approximately 
five feet above five feet above five feet above five feet above 
floor/Sampling floor/Sampling floor/Sampling floor/Sampling 
activities only activities only activities only activities only 

START/STOP 06:31:00/09:33:00 06:37:00/09:37:00 06:42:00/09:42:00 06:47:00/09:47:00 

SAMPLE TIME 182 minutes 180 minutes 180 minutes 180 minutes 

17 14 19 36 Cladosporium  cladosporioides (T-1) 
1 1 1 1 Cladosporium  cladosporioides (T-2) 
7 9 6 1 Cladosporium  herbarum 
1 1 <1 <1 Cladosporium  sphaerospermum 
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Results reported in spore equivalent per cubic meter of air 3)(SE/m  
SAMPLE NUMBER 21509001-2 21509001-2 21509001-2 21509001-2 

P06 P07 P08 P09 
SAMPLING 10th Floor; Elevator 14th Floor; Elevator 16th Floor; Elevator 18th Floor; Elevator 
LOCATION/ACTIVITIES Lobby; approximately Lobby; Lobby; approximately Lobby; approximately 

five feet above approximately five five feet above five feet above 
floor/Sampling feet above floor/Sampling floor/Sampling 
activities only floor/Sampling activities only activities only 

activities only 
START/STOP 06:52:00/09:52:00 06:57:00/09:58:00 07:02:00/10:02:00 07:08:00/10:07:00 
SAMPLE TIME 180 minutes 181 minutes 180 minutes 179 minutes 

Cladosporium  cladosporioides (T-1)  30 45 7 14 

Cladosporium  cladosporioides (T-2) 1 1 1 1 

Cladosporium  herbarum 1 5 1 4 

Cladosporium  sphaerospermum <1 1 <1 <1 
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Results reported in spore equivalent per cubic meter of air 3)(SE/m  
SAMPLE NUMBER 21509001-2 21509001-2 21509001-2 21509001-2 

P10 P11 P12 P14 
SAMPLING 20th Floor; Elevator 22nd Floor; Elevator 24th Floor; Elevator 2nd Floor; Column 
LOCATION/ACTIVITIES Lobby; Lobby; approximately Lobby; approximately N20 area; about 15 

approximately five five feet above five feet above feet southeast of 
feet above floor/Sampling floor/Sampling Column N20; 

floor/Sampling activities only activities only approximately five 
activities only feet above 

floor/Normal office 
activities 

START/STOP 07:13:00/10:13:00  07:17:00/10:18:00 07:21:00/10:23:00 10:38:00/13:38:00 
SAMPLE TIME 180 minutes 180 minutes 182 minutes 180 minutes 

Cladosporium  cladosporioides (T-1) 6 30 20 6 

Cladosporium  cladosporioides (T-2) 1 1 1 1 

Cladosporium  herbarum 1 2 2 1 

Cladosporium  sphaerospermum 1 1 <1 1 
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Results reported in 

 

spore equivalent per cubic meter of air 3)(SE/m  
SAMPLE NUMBER 21509001-2 21509001-2 21509001-2 21509001-2 

P15 P16 P17 P18 
SAMPLING 4th Floor; Room 411; 6th Floor; Room 613; 8th Floor; Column K21 10th Floor; Column 
LOCATION/ACTIVITIES southwestern about seven feet area; Cubicle 29; N20 area; about seven 

corner; northwest of Column about center; feet southeast of 
approximately five K19; approximately approximately five Column N20; 

feet above five feet above feet above approximately five feet 
floor/Sampling floor/Normal office floor/Normal office above floor/Normal 
activities only activities activities office activities 

START/STOP 10:43:00/13:44:00 10:47:00/13:49:00 10:50:00/13:52:00 10:57:00/13:58:00 
SAMPLE TIME 181 minutes 182 minutes 182 minutes 181 minutes 

Cladosporium  cladosporioides (T-1) <1 11 15 6 

Cladosporium  cladosporioides (T-2) <1 1 1 1 

Cladosporium  herbarum 1 1 1 2 

Cladosporium  sphaerospermum <1 <1 1 <1 
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Results reported in spore equivalent per cubic meter of air 3)(SE/m  
SAMPLE NUMBER 21509001-2 21509001-2 21509001-2 21509001-2 

P19 P20 P21 P22 
SAMPLING 14th Floor; Column 16th Floor; Column N23 18th Floor; Column 20th Floor; Column 
LOCATION/ACTIVITIES K22 area; about four area; Cubicle 108; N18 area; Cubicle K23 area; about 

feet southwest of about center; 128; approximately seven feet northeast 
Column K22; approximately five feet five feet above of Column K23; 

approximately five above floor/Normal floor/Normal office approximately five 
feet above office activities activities feet above 

floor/Normal office floor/Normal office 
activities activities 

START/STOP 11:03:00/14:08:00 11:08:00/14:11:00 11:13:00/14:14:00 11:17:00/14:17:00 

SAMPLE TIME 185 minutes 183 minutes 181 minutes 180 minutes 

Cladosporium  cladosporioides (T-1) 13 2 3 9 

Cladosporium  cladosporioides (T-2) 1 <1 1 1 

Cladosporium  herbarum 2 1 1 1 

Cladosporium  sphaerospermum <1 <1 1 <1 
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450 N Street 
Sacramento, California 94279 

TABLE 21509001-2B 
QUANTITATIVE PCR RESULTS 

CLADOSPORIUM CUSTOM PANEL 
450 N STREET 

SACRAMENTO, CALIFORNIA 
SEPTEMBER 25, 2015 
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3)Results reported in spore equivalent per cubic meter of air (SE/m  
SAMPLE NUMBER 21509001-2 21509001-2   

P23 P24 
22nd 24thSAMPLING  Floor; Room  Floor; Room This column This column 

LOCATION/ACTIVITIES 2214; northeastern 2440; about five feet intentionally left blank intentionally left blank 
corner; approximately northwest of entry 
five feet above floor/ door; approximately 

Normal office five feet above 
activities floor/Normal office 

activities 
START/STOP 11:22:00/14:22:00 11:27:00/14:28:00   

SAMPLE TIME 180 minutes 181 minutes   

1 7   Cladosporium  cladosporioides (T-1) 
<1 1   Cladosporium  cladosporioides (T-2) 
1 1   Cladosporium  herbarum 

<1 <1   Cladosporium  sphaerospermum 
 



Report for:

Mr. Kenny Hsi, Mr. Lakhpreet Sandhu
Hygiene Technologies International, Inc.
3625 Del Amo Boulevard, Suite 180
Torrance, CA  90503-8370

Regarding: Project: 21509001-2
EML ID: 1431116

Approved by:

Operations Manager
Joshua Cox

Dates of Analysis:
PCR-23 important indoor molds: 10-01-2015
PCR-Custom Panel: 10-01-2015 and 10-06-2015

Service SOPs: PCR-23 important indoor molds (EM-BC-S-1220), PCR-Custom Panel (EM-BC-S-1220)

All samples were received in acceptable condition unless noted in the Report Comments portion in the body of the report. Due to 
the nature of the analyses performed, field blank correction of results is not applied. The results relate only to the items tested.

EMLab P&K ("the Company") shall have no liability to the client or the client's customer with respect to decisions or 
recommendations made, actions taken or courses of conduct implemented by either the client or the client's customer as a result 
of or based upon the Test Results. In no event shall the Company be liable to the client with respect to the Test Results except for 
the Company's own willful misconduct or gross negligence nor shall the Company be liable for incidental or consequential 
damages or lost profits or revenues to the fullest extent such liability may be disclaimed by law, even if the Company has been 
advised of the possibility of such damages, lost profits or lost revenues. In no event shall the Company's liability with respect to the 
Test Results exceed the amount paid to the Company by the client therefor.

Aerotech Laboratories, Inc EMLab ID: 1431116, Page 1 of 53



EMLabP&K 
1501 West Knudsen Drive, Phoenix, AZ 85027 

(800) 651-4802 Fax (623) 780-7695 www.emlab.com 

Client: Hygiene Technologies International, Inc. Date of Sampling: 09-25-2015 
C/0: Mr. Kenny Hsi, Mr. Lakhpreet Sandhu Date of Receipt: 09-28-2015 
Re: 21509001-2 Date of Report: 10-06-2015 

CUSTOM PANEL: PCR METHODOLOGY 
Location: 21509001-2 POlOUT 

Comments (see below) None 

Sample Type: Polycarbonate Air Filter Cassette 

Lab ID-Version:j:: 6596471-1 

Sample Size: 1.441 

Unit: m3 

SE* SE*/Unit 

Acremonium strictum 1 1 

Altemaria altemata 5 3 

Aspergillus flavus 13 9 

Aspergillus fumigatus 56 39 

Aspergillus niger 61 43 
Aspergillus ochraceus 12 8 

Aspergillus sydowii ND <5 

Aspergillus ustus 2 1 

Aspergillus versicolor 8 6 

Chaetomium globosum ND < l 
Cladosporiurn cladosporioides (Type 1) 3800 2600 
Eurotium (Asp.) amstelodami 140 94 

Memnoniella echinata ND < l 

Paecilomyces variotii 2 2 

Penicillium aurantiogriseum ND <2 

Penicillium brevicompactum 210 150 

Penicillium chrysogenum (Type 2) 1 1 
Penicillium purpurogenum 5 4 

Penicillium variabile 32 22 

Scopulariopsis brevicaulis 3 2 

Stachybotrys chartarum ND < l 

Trichoderma viride ND < l 

Ulocladium botrytis ND < l 
*Spore equivalents ND = Not Detected 

Comments: 

spergillusjlavus: IncludesA.jlavus andA. oryzae 
spergillus jumigatus: Includes A . famigatus and N eosar torya fzscheri 
spergillus niger: Includes A . niger, A . foetidus andA. phoenicis 
spergillus ochraceus: Includes A . ochraceus andA. ostianus 
urotium (Asp.) amstelodami: Includes E. amstelodami, E. chevalieri, E . herbariorum, E . rubrum and E. repens 
enicillium aurantiogriseum: Includes Penicillium aurantiogriseum, P . freii, P . polonicum, P . tricolor, P . viridicatum 
enicillium chrysogenum (Typ e 2): Includes dominant subgroup of species 
copulariopsis brevicaulis: Includes S. brevicaulis and S. fasca 
richoderma viride: Includes T. viride, T. atroviride and T. koningii 

j:A "Version" indicated by -"x" after the Lab ID# with a value greater than 1 indicates a sample with amended data. The revision number is 
eflected by the value of "x" . 

erotech Laboratories, Inc EMLab ID: 143 1116, Page 2 of 53 
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EMLabP&K
1501 West Knudsen Drive, Phoenix, AZ 85027 

(800) 651-4802 Fax (623) 780-7695 www.emlab.com 

 

Client: Hygiene Technologies International, Inc. Date of Sampling: 09-25-2015 
C/0: Mr. Kenny Hsi, Mr. Lakhpreet Sandhu Date of Receipt: 09-28-2015 
Re: 21509001-2 Date of Report: 10-06-2015 

CUSTOM PANEL: PCR METHODOLOGY 
Location: 21509001-2 P130UT 

Comments (see below) None 

Sample Type: Polycarbonate Air Filter Cassette 

Lab ID-Version:j:: 6596472-1 

Sample Size: 1.376 

Unit: m3 

SE* SE*/Unit 

Acremonium strictum 4 3 

Altemaria altemata 14 10 

Aspergillus flavus 4 3 

Aspergillus fumigatus 500 360 

Aspergillus niger 170 120 
Aspergillus ochraceus 8 6 

Aspergillus sydowii 16 11 
Aspergillus ustus 8 6 

Aspergillus versicolor 35 25 

Chaetomium globosum ND <l 
Cladosporiurn cladosporioides (Type 1) 3700 2700 
Eurotium (Asp.) amstelodami 610 440 

Memnoniella echinata ND <l 

Paecilomyces variotii 1 1 

Penicillium aurantiogriseum 7 5 

Penicillium brevicompactum 47 34 

Penicillium chrysogenum (Type 2) 8 5 
Penicillium purpurogenum ND <l 

Penicillium variabile 16 12 

Scopulariopsis brevicaulis 4 3 

Stachybotrys chartarum 1 1 

Trichoderma viride 15 11 
Ulocladium botrytis ND <l 
*Spore equivalents ND = Not Detected 

Comments: 

Aspergillusjlavus: IncludesA.jlavus andA. oryzae 
Aspergillus jumigatus: Includes A . famigatus and N eosartorya fzscheri 
Aspergillus niger: Includes A . niger, A . foetidus andA. phoenicis 
Aspergillus ochraceus: Includes A. ochraceus andA. ostianus 
Eurotium (Asp.) amstelodami: Includes E. amstelodami, E. chevalieri, E . herbariorum, E . rubrum and E. repens 
Penicillium aurantiogriseum: Includes Penicillium aurantiogriseum, P. freii, P . polonicum, P. tricolor, P. viridicatum 
Penicillium chrysogenum (Type 2) : Includes dominant subgroup of species 
Scopulariopsis brevicaulis: Includes S. brevicaulis and S. fasca 
Trichoderma viride: Includes T. viride, T. atroviride and T. koningii 

:j:A "Version" indicated by -"x" after the Lab ID# with a value greater than 1 indicates a sample with amended data. The revision number is 
reflected by the value of "x" . 
Aerotech Laboratories, Inc EMLab ID: 143 1116, Page 3 of 53 



EMLabP&K 
1501 West Knudsen Drive, Phoenix, AZ 85027 

(800) 651-4802 Fax (623) 780-7695 www.emlab.com 

Client: Hygiene Technologies International, Inc. Date of Sampling: 09-25-2015 
C/0: Mr. Kenny Hsi, Mr. Lakhpreet Sandhu Date of Receipt: 09-28-2015 
Re: 21509001-2 Date of Report: 10-06-2015 

CUSTOM PANEL: PCR METHODOLOGY 
Location: 21509001-2 P250UT 

Comments (see below) None 

Sample Type: Polycarbonate Air Filter Cassette 

Lab ID-Version:j:: 6596473-1 

Sample Size: 1.463 

Unit: m3 

SE* SE*/Unit 

Acremonium strictum 2 2 

Altemaria altemata 1 1 

Aspergillus flavus 1 1 

Aspergillus fumigatus 79 54 

Aspergillus niger 27 18 
Aspergillus ochraceus 7 5 

Aspergillus sydowii ND <3 

Aspergillus ustus 3 2 

Aspergillus versicolor 2 1 

Chaetomium globosum ND <l 
Cladosporiurn cladosporioides (Type 1) 3700 2500 
Eurotium (Asp.) amstelodami 170 120 

Memnoniella echinata ND <l 

Paecilomyces variotii 1 1 

Penicillium aurantiogriseum 7 4 

Penicillium brevicompactum 7 4 

Penicillium chrysogenum (Type 2) ND <l 

Penicillium purpurogenum 260 180 

Penicillium variabile ND <2 

Scopulariopsis brevicaulis ND <l 

Stachybotrys chartarum ND <l 

Trichoderma viride ND <l 

Ulocladium botrytis ND <l 
*Spore equivalents ND = Not Detected 

Comments: 

Aspergillusjlavus: IncludesA.jlavus andA. oryzae 
Aspergillus jumigatus: Includes A . famigatus and N eosartorya fzscheri 
Aspergillus niger: Includes A . niger, A . foetidus andA. phoenicis 
Aspergillus ochraceus: Includes A. ochraceus andA. ostianus 
Eurotium (Asp.) amstelodami: Includes E. amstelodami, E. chevalieri, E . herbariorum, E . rubrum and E. repens 
Penicillium aurantiogriseum: Includes Penicillium aurantiogriseum, P. freii, P . polonicum, P. tricolor, P. viridicatum 
Penicillium chrysogenum (Type 2) : Includes dominant subgroup of species 
Scopulariopsis brevicaulis: Includes S. brevicaulis and S. fasca 
Trichoderma viride: Includes T. viride, T. atroviride and T. koningii 

:j:A "Version" indicated by -"x" after the Lab ID# with a value greater than 1 indicates a sample with amended data. The revision number is 
reflected by the value of "x" . 
Aerotech Laboratories, Inc EMLab ID: 143 1116, Page 4 of 53 



EMLabP&K 
1501 West Knudsen Drive, Phoenix, AZ 85027 

(800) 651-4802 Fax (623) 780-7695 www.emlab.com 

Client: Hygiene Technologies International, Inc. Date of Sampling: 09-25-2015 
C/0: Mr. Kenny Hsi, Mr. Lakhpreet Sandhu Date of Receipt: 09-28-2015 
Re: 21509001-2 Date of Report: 10-06-2015 

CUSTOM PANEL: PCR METHODOLOGY 
Location: 21509001-2 P26 

Comments (see below) None 

Sample Type: Polycarbonate Air Filter Cassette 

Lab ID-Version:j:: 6602442-1 

Sample Size: 1.431 

Unit: m3 

SE* SE*/Unit 

Acremonium strictum 2 1 

Altemaria altemata 1 1 

Aspergillus flavus ND <1 

Aspergillus fumigatus 1 1 

Aspergillus niger 3 2 
Aspergillus ochraceus 2 1 

Aspergillus sydowii ND <4 

Aspergillus ustus 1 1 

Aspergillus versicolor ND <1 

Chaetomium globosum ND <1 
Cladosporiurn cladosporioides (Type 1) 860 600 
Eurotium (Asp.) amstelodami 25 17 

Memnoniella echinata ND <l 

Paecilomyces variotii 1 1 

Penicillium aurantiogriseum ND <1 

Penicillium brevicompactum 2 1 
Penicillium chrysogenum (Type 2) ND <1 
Penicillium purpurogenum ND <l 

Penicillium variabile ND <2 

Scopulariopsis brevicaulis ND <l 

Stachybotrys chartarum ND <1 

Trichoderma viride ND <1 

Ulocladium botrytis ND <1 
*Spore equivalents ND = Not Detected 

Comments: 

Aspergillusjlavus: IncludesA.jlavus andA. oryzae 
Aspergillus jumigatus: Includes A . famigatus and N eosartorya fzscheri 
Aspergillus niger: Includes A . niger, A . foetidus andA. phoenicis 
Aspergillus ochraceus: Includes A. ochraceus andA. ostianus 
Eurotium (Asp.) amstelodami: Includes E. amstelodami, E. chevalieri, E . herbariorum, E . rubrum and E. repens 
Penicillium aurantiogriseum: Includes Penicillium aurantiogriseum, P. freii, P . polonicum, P. tricolor, P. viridicatum 
Penicillium chrysogenum (Type 2) : Includes dominant subgroup of species 
Scopulariopsis brevicaulis: Includes S. brevicaulis and S. fasca 
Trichoderma viride: Includes T. viride, T. atroviride and T. koningii 

:j:A "Version" indicated by -"x" after the Lab ID# with a value greater than 1 indicates a sample with amended data. The revision number is 
reflected by the value of "x" . 
Aerotech Laboratories, Inc EMLab ID: 143 1116, Page 5 of 53 



EMLabP&K 
1501 West Knudsen Drive, Phoenix, AZ 85027 

(800) 651-4802 Fax (623) 780-7695 www.emlab.com 

Client: Hygiene Technologies International, Inc. Date of Sampling: 09-25-2015 
C/0: Mr. Kenny Hsi, Mr. Lakhpreet Sandhu Date of Receipt: 09-28-2015 
Re: 21509001-2 Date of Report: 10-06-2015 

CUSTOM PANEL: PCR METHODOLOGY 
Location: 21509001-2 P27 

Comments (see below) None 

Sample Type: Polycarbonate Air Filter Cassette 

Lab ID-Version:j:: 6602444-1 

Sample Size: 1.42 

Unit: m3 

SE* SE*/Unit 

Acremonium strictum ND <l 

Altemaria altemata ND <l 

Aspergillus flavus ND <1 

Aspergillus fumigatus ND <1 

Aspergillus niger ND <1 
Aspergillus ochraceus ND <l 

Aspergillus sydowii ND <3 

Aspergillus ustus ND <l 

Aspergillus versicolor ND <1 

Chaetomium globosum ND <1 
Cladosporiurn cladosporioides (Type 1) 5 4 

Eurotium (Asp.) amstelodami ND <l 

Memnoniella echinata ND <l 

Paecilomyces variotii ND <l 

Penicillium aurantiogriseum ND <1 

Penicillium brevicompactum 2 1 
Penicillium chrysogenum (Type 2) ND <1 
Penicillium purpurogenum ND <l 

Penicillium variabile ND <2 

Scopulariopsis brevicaulis ND <l 

Stachybotrys chartarum ND <1 

Trichoderma viride ND <1 

Ulocladium botrytis ND <1 
*Spore equivalents ND = Not Detected 

Comments: 

Aspergillusjlavus: IncludesA.jlavus andA. oryzae 
Aspergillus jumigatus: Includes A . famigatus and N eosartorya fzscheri 
Aspergillus niger: Includes A . niger, A . foetidus andA. phoenicis 
Aspergillus ochraceus: Includes A. ochraceus andA. ostianus 
Eurotium (Asp.) amstelodami: Includes E. amstelodami, E. chevalieri, E . herbariorum, E . rubrum and E. repens 
Penicillium aurantiogriseum: Includes Penicillium aurantiogriseum, P. freii, P . polonicum, P. tricolor, P. viridicatum 
Penicillium chrysogenum (Type 2) : Includes dominant subgroup of species 
Scopulariopsis brevicaulis: Includes S. brevicaulis and S. fasca 
Trichoderma viride: Includes T. viride, T. atroviride and T. koningii 

:j:A "Version" indicated by -"x" after the Lab ID# with a value greater than 1 indicates a sample with amended data. The revision number is 
reflected by the value of "x" . 
Aerotech Laboratories, Inc EMLab ID: 143 1116, Page 6 of 53 



EMLabP&K 
1501 West Knudsen Drive, Phoenix, AZ 85027 

(800) 651-4802 Fax (623) 780-7695 www.emlab.com 

Client: Hygiene Technologies International, Inc. Date of Sampling: 09-25-2015 
C/0: Mr. Kenny Hsi, Mr. Lakhpreet Sandhu Date of Receipt: 09-28-2015 
Re: 21509001-2 Date of Report: 10-06-2015 

CUSTOM PANEL: PCR METHODOLOGY 
Location: 21509001-2 P28 

Comments (see below) None 

Sample Type: Polycarbonate Air Filter Cassette 

Lab ID-Version:j:: 6602445-1 

Sample Size: 1.434 

Unit: m3 

SE* SE*/Unit 

Acremonium strictum ND <l 

Altemaria altemata ND <l 

Aspergillus flavus ND <1 

Aspergillus fumigatus ND <1 

Aspergillus niger 1 1 
Aspergillus ochraceus ND <l 

Aspergillus sydowii ND <4 

Aspergillus ustus ND <l 

Aspergillus versicolor ND <1 

Chaetomium globosum ND <1 
Cladosporiurn cladosporioides (Type 1) 3 2 
Eurotium (Asp.) amstelodami ND <l 

Memnoniella echinata ND <l 

Paecilomyces variotii ND <l 

Penicillium aurantiogriseum ND <1 

Penicillium brevicompactum ND <1 

Penicillium chrysogenum (Type 2) 2 2 
Penicillium purpurogenum ND <l 

Penicillium variabile ND <2 

Scopulariopsis brevicaulis ND <l 

Stachybotrys chartarum ND <1 

Trichoderma viride ND <1 

Ulocladium botrytis ND <1 
*Spore equivalents ND = Not Detected 

Comments: 

Aspergillusjlavus: IncludesA.jlavus andA. oryzae 
Aspergillus jumigatus: Includes A . famigatus and N eosartorya fzscheri 
Aspergillus niger: Includes A . niger, A . foetidus andA. phoenicis 
Aspergillus ochraceus: Includes A. ochraceus andA. ostianus 
Eurotium (Asp.) amstelodami: Includes E. amstelodami, E. chevalieri, E . herbariorum, E . rubrum and E. repens 
Penicillium aurantiogriseum: Includes Penicillium aurantiogriseum, P. freii, P . polonicum, P. tricolor, P. viridicatum 
Penicillium chrysogenum (Type 2) : Includes dominant subgroup of species 
Scopulariopsis brevicaulis: Includes S. brevicaulis and S. fasca 
Trichoderma viride: Includes T. viride, T. atroviride and T. koningii 

:j:A "Version" indicated by -"x" after the Lab ID# with a value greater than 1 indicates a sample with amended data. The revision number is 
reflected by the value of "x" . 
Aerotech Laboratories, Inc EMLab ID: 143 1116, Page 7 of 53 



EMLabP&K 
1501 West Knudsen Drive, Phoenix, AZ 85027 

(800) 651-4802 Fax (623) 780-7695 www.emlab.com 

Client: Hygiene Technologies International, Inc. Date of Sampling: 09-25-2015 
C/0: Mr. Kenny Hsi, Mr. Lakhpreet Sandhu Date of Receipt: 09-28-2015 
Re: 21509001-2 Date of Report: 10-06-2015 

CUSTOM PANEL: PCR METHODOLOGY 
Location: 21509001-2 P29 

Comments (see below) None 

Sample Type: Polycarbonate Air Filter Cassette 

Lab ID-Version:j:: 6602449-1 

Sample Size: 1.444 

Unit: m3 

SE* SE*/Unit 

Acremonium strictum ND < l 

Altemaria altemata ND < l 

Aspergillus flavus ND <1 

Aspergillus fumigatus ND <1 

Aspergillus niger 1 1 

Aspergillus ochraceus ND < l 

Aspergillus sydowii ND <4 

Aspergillus ustus ND < l 

Aspergillus versicolor ND <1 

Chaetomium globosum ND <1 
Cladosporiurn cladosporioides (Type 1) 6 4 

Eurotium (Asp.) amstelodami 2 2 

Memnoniella echinata ND < l 

Paecilomyces variotii ND < l 

Penicillium aurantiogriseum ND <1 

Penicillium brevicompactum 3 2 

Penicillium chrysogenum (Type 2) ND <1 

Penicillium purpurogenum ND < l 

Penicillium variabile ND <2 

Scopulariopsis brevicaulis ND < l 

Stachybotrys chartarum ND <1 

Trichoderma viride ND <1 

Ulocladium botrytis ND <1 
*Spore equivalents ND = Not Detected 

Comments: 

Aspergillusjlavus: IncludesA.jlavus andA. oryzae 
Aspergillus jumigatus: Includes A . famigatus and N eosartorya fzscheri 
Aspergillus niger: Includes A . niger, A . foetidus andA. phoenicis 
Aspergillus ochraceus: Includes A. ochraceus andA. ostianus 
Eurotium (Asp.) amstelodami: Includes E. amstelodami, E. chevalieri, E . herbariorum, E . rubrum and E. repens 
Penicillium aurantiogriseum: Includes Penicillium aurantiogriseum, P. freii, P . polonicum, P. tricolor, P. viridicatum 
Penicillium chrysogenum (Type 2) : Includes dominant subgroup of species 
Scopulariopsis brevicaulis: Includes S. brevicaulis and S. fasca 
Trichoderma viride: Includes T. viride, T. atroviride and T. koningii 

:j:A "Version" indicated by -"x" after the Lab ID# with a value greater than 1 indicates a sample with amended data. The revision number is 
reflected by the value of "x" . 
Aerotech Laboratories, Inc EMLab ID: 143 1116, Page 8 of 53 



EMLabP&K 
1501 West Knudsen Drive, Phoenix, AZ 85027 

(800) 651-4802 Fax (623) 780-7695 www.emlab.com 

Client: Hygiene Technologies International, Inc. Date of Sampling: 09-25-2015 
C/0: Mr. Kenny Hsi, Mr. Lakhpreet Sandhu Date of Receipt: 09-28-2015 
Re: 21509001-2 Date of Report: 10-06-2015 

CUSTOM PANEL: PCR METHODOLOGY 
Location: 21509001-2 P30 

Comments (see below) None 

Sample Type: Polycarbonate Air Filter Cassette 

Lab ID-Version:j:: 6602453-1 

Sample Size: 1.403 

Unit: m3 

SE* SE*/Unit 

Acremonium strictum ND <l 

Altemaria altemata ND <l 

Aspergillus flavus ND <1 

Aspergillus fumigatus ND <1 

Aspergillus niger ND <1 
Aspergillus ochraceus ND <l 

Aspergillus sydowii ND <4 

Aspergillus ustus ND <l 

Aspergillus versicolor ND <1 

Chaetomium globosum ND <1 
Cladosporiurn cladosporioides (Type 1) 5 4 
Eurotium (Asp.) amstelodami ND <l 

Memnoniella echinata ND <l 

Paecilomyces variotii ND <l 

Penicillium aurantiogriseum ND <1 

Penicillium brevicompactum ND <1 

Penicillium chrysogenum (Type 2) ND <1 
Penicillium purpurogenum ND <l 

Penicillium variabile ND <2 

Scopulariopsis brevicaulis ND <l 

Stachybotrys chartarum ND <1 

Trichoderma viride ND <1 

Ulocladium botrytis ND <1 
*Spore equivalents ND = Not Detected 

Comments: 

Aspergillusjlavus: IncludesA.jlavus andA. oryzae 
Aspergillus jumigatus: Includes A . famigatus and N eosartorya fzscheri 
Aspergillus niger: Includes A . niger, A . foetidus andA. phoenicis 
Aspergillus ochraceus: Includes A. ochraceus andA. ostianus 
Eurotium (Asp.) amstelodami: Includes E. amstelodami, E. chevalieri, E . herbariorum, E . rubrum and E. repens 
Penicillium aurantiogriseum: Includes Penicillium aurantiogriseum, P. freii, P . polonicum, P. tricolor, P. viridicatum 
Penicillium chrysogenum (Type 2) : Includes dominant subgroup of species 
Scopulariopsis brevicaulis: Includes S. brevicaulis and S. fasca 
Trichoderma viride: Includes T. viride, T. atroviride and T. koningii 

:j:A "Version" indicated by -"x" after the Lab ID# with a value greater than 1 indicates a sample with amended data. The revision number is 
reflected by the value of "x" . 
Aerotech Laboratories, Inc EMLab ID: 143 1116, Page 9 of 53 



EMLabP&K 
1501 West Knudsen Drive, Phoenix, AZ 85027 

(800) 651-4802 Fax (623) 780-7695 www.emlab.com 

Client: Hygiene Technologies International, Inc. Date of Sampling: 09-25-2015 
C/0: Mr. Kenny Hsi, Mr. Lakhpreet Sandhu Date of Receipt: 09-28-2015 
Re: 21509001-2 Date of Report: 10-06-2015 

CUSTOM PANEL: PCR METHODOLOGY 
Location: 21509001-2 P31 

Comments (see below) None 

Sample Type: Polycarbonate Air Filter Cassette 

Lab ID-Version:j:: 6602454-1 

Sample Size: 1.431 

Unit: m3 

SE* SE*/Unit 

Acremonium strictum ND <l 

Altemaria altemata ND <l 

Aspergillus flavus ND <1 

Aspergillus fumigatus ND <1 

Aspergillus niger ND <1 
Aspergillus ochraceus 1 1 

Aspergillus sydowii ND <4 

Aspergillus ustus ND <l 

Aspergillus versicolor ND <1 

Chaetomium globosum ND <1 
Cladosporiurn cladosporioides (Type 1) 5 3 
Eurotium (Asp.) amstelodami ND <l 

Memnoniella echinata ND <l 

Paecilomyces variotii ND <l 

Penicillium aurantiogriseum ND <1 

Penicillium brevicompactum ND <1 

Penicillium chrysogenum (Type 2) ND <1 
Penicillium purpurogenum ND <l 

Penicillium variabile ND <2 

Scopulariopsis brevicaulis ND <l 

Stachybotrys chartarum ND <1 

Trichoderma viride ND <1 

Ulocladium botrytis ND <1 
*Spore equivalents ND = Not Detected 

Comments: 

Aspergillusjlavus: IncludesA.jlavus andA. oryzae 
Aspergillus jumigatus: Includes A . famigatus and N eosartorya fzscheri 
Aspergillus niger: Includes A . niger, A . foetidus andA. phoenicis 
Aspergillus ochraceus: Includes A. ochraceus andA. ostianus 
Eurotium (Asp.) amstelodami: Includes E. amstelodami, E. chevalieri, E . herbariorum, E . rubrum and E. repens 
Penicillium aurantiogriseum: Includes Penicillium aurantiogriseum, P. freii, P . polonicum, P. tricolor, P. viridicatum 
Penicillium chrysogenum (Type 2) : Includes dominant subgroup of species 
Scopulariopsis brevicaulis: Includes S. brevicaulis and S. fasca 
Trichoderma viride: Includes T. viride, T. atroviride and T. koningii 

:j:A "Version" indicated by -"x" after the Lab ID# with a value greater than 1 indicates a sample with amended data. The revision number is 
reflected by the value of "x" . 
Aerotech Laboratories, Inc EMLab ID: 1431116, Page 10 of 53 



EMLabP&K 
1501 West Knudsen Drive, Phoenix, AZ 85027 

(800) 651-4802 Fax (623) 780-7695 www.emlab.com 

Client: Hygiene Technologies International, Inc. Date of Sampling: 09-25-2015 
C/0: Mr. Kenny Hsi, Mr. Lakhpreet Sandhu Date of Receipt: 09-28-2015 
Re: 21509001-2 Date of Report: 10-06-2015 

CUSTOM PANEL: PCR METHODOLOGY 
Location: 21509001-2 P32 

Comments (see below) None 

Sample Type: Polycarbonate Air Filter Cassette 

Lab ID-Version:j:: 6602461-1 

Sample Size: 1.41 

Unit: m3 

SE* SE*/Unit 

Acremonium strictum ND <l 

Altemaria altemata ND <l 

Aspergillus flavus ND <1 

Aspergillus fumigatus ND <1 

Aspergillus niger 3 2 
Aspergillus ochraceus ND <l 

Aspergillus sydowii ND <4 

Aspergillus ustus ND <l 

Aspergillus versicolor ND <1 

Chaetomium globosum ND <1 
Cladosporiurn cladosporioides (Type 1) 30 22 
Eurotium (Asp.) amstelodami 2 1 

Memnoniella echinata ND <l 

Paecilomyces variotii ND <l 

Penicillium aurantiogriseum ND <1 

Penicillium brevicompactum ND <1 

Penicillium chrysogenum (Type 2) ND <1 

Penicillium purpurogenum ND <l 

Penicillium variabile ND <2 

Scopulariopsis brevicaulis ND <l 

Stachybotrys chartarum ND <1 

Trichoderma viride ND <1 

Ulocladium botrytis ND <1 
*Spore equivalents ND = Not Detected 

Comments: 

Aspergillusjlavus: IncludesA.jlavus andA. oryzae 
A spergillus jumigatus: Includes A . famigatus and N eosar torya fzscheri 
A spergillus niger: Includes A . niger, A . foetidus andA. phoenicis 
Aspergillus ochraceus: Includes A . ochraceus andA. ostianus 
E urotium (Asp.) amstelodami: Includes E. amstelodami, E. chevalieri, E . herbariorum, E . rubrum and E. repens 
P enicillium aurantiogriseum: Includes Penicillium aurantiogriseum, P . freii, P . polonicum, P . tricolor, P . viridicatum 
P enicillium chrysogenum (Typ e 2): Includes dominant subgroup of species 
Scopulariopsis brevicaulis: Includes S. brevicaulis and S. fasca 
Trichoderma viride: Includes T. viride, T. atroviride and T. koningii 

:j:A "Version" indicated by -"x" after the Lab ID# with a value greater than 1 indicates a sample with amended data. The revision number is 
reflected by the value of "x" . 
Aerotech Laboratories, Inc EMLab ID: 1431116, Page 11 of 53 



EMLabP&K 
1501 West Knudsen Drive, Phoenix, AZ 85027 

(800) 651-4802 Fax (623) 780-7695 www.emlab.com 

Client: Hygiene Technologies International, Inc. Date of Sampling: 09-25-2015 
C/0: Mr. Kenny Hsi, Mr. Lakhpreet Sandhu Date of Receipt: 09-28-2015 
Re: 21509001-2 Date of Report: 10-06-2015 

CUSTOM PANEL: PCR METHODOLOGY 
Location: 21509001-2 P33 

Comments (see below) None 

Sample Type: Polycarbonate Air Filter Cassette 

Lab ID-Version:j:: 6602462-1 

Sample Size: 1.432 

Unit: m3 

SE* SE*/Unit 

Acremonium strictum ND <l 

Altemaria altemata 4 3 
Aspergillus flavus ND <1 

Aspergillus fumigatus ND <1 

Aspergillus niger 1 1 
Aspergillus ochraceus ND <l 

Aspergillus sydowii ND <4 

Aspergillus ustus ND <l 

Aspergillus versicolor ND <1 

Chaetomium globosum ND <1 
Cladosporiurn cladosporioides (Type 1) 8 5 
Eurotium (Asp.) amstelodami ND <l 

Memnoniella echinata ND <l 

Paecilomyces variotii ND <l 

Penicillium aurantiogriseum ND <1 

Penicillium brevicompactum ND <1 

Penicillium chrysogenum (Type 2) ND <1 
Penicillium purpurogenum ND <l 

Penicillium variabile ND <2 

Scopulariopsis brevicaulis ND <l 

Stachybotrys chartarum ND <1 

Trichoderma viride ND <1 

Ulocladium botrytis ND <1 
*Spore equivalents ND = Not Detected 

Comments: 

Aspergillusjlavus: IncludesA.jlavus andA. oryzae 
Aspergillus jumigatus: Includes A . famigatus and N eosartorya fzscheri 
Aspergillus niger: Includes A . niger, A . foetidus andA. phoenicis 
Aspergillus ochraceus: Includes A. ochraceus andA. ostianus 
Eurotium (Asp.) amstelodami: Includes E. amstelodami, E. chevalieri, E . herbariorum, E . rubrum and E. repens 
Penicillium aurantiogriseum: Includes Penicillium aurantiogriseum, P. freii, P . polonicum, P. tricolor, P. viridicatum 
Penicillium chrysogenum (Type 2) : Includes dominant subgroup of species 
Scopulariopsis brevicaulis: Includes S. brevicaulis and S. fasca 
Trichoderma viride: Includes T. viride, T. atroviride and T. koningii 

:j:A "Version" indicated by -"x" after the Lab ID# with a value greater than 1 indicates a sample with amended data. The revision number is 
reflected by the value of "x" . 
Aerotech Laboratories, Inc EMLab ID: 1431116, Page 12 of 53 



EMLabP&K 
1501 West Knudsen Drive, Phoenix, AZ 85027 

(800) 651-4802 Fax (623) 780-7695 www.emlab.com 

Client: Hygiene Technologies International, Inc. Date of Sampling: 09-25-2015 
C/0: Mr. Kenny Hsi, Mr. Lakhpreet Sandhu Date of Receipt: 09-28-2015 
Re: 21509001-2 Date of Report: 10-06-2015 

CUSTOM PANEL: PCR METHODOLOGY 
Location: 21509001-2 P34 

Comments (see below) None 

Sample Type: Polycarbonate Air Filter Cassette 

Lab ID-Version:j:: 6602470-1 

Sample Size: 1.413 

Unit: m3 

SE* SE*/Unit 

Acremonium strictum ND <l 

Altemaria altemata 1 1 

Aspergillus flavus ND <1 

Aspergillus fumigatus ND <1 

Aspergillus niger ND <1 
Aspergillus ochraceus ND <l 

Aspergillus sydowii ND <5 

Aspergillus ustus ND <l 

Aspergillus versicolor ND <1 

Chaetomium globosum ND <1 
Cladosporiurn cladosporioides (Type 1) 2 1 
Eurotium (Asp.) amstelodami ND <l 

Memnoniella echinata ND <l 

Paecilomyces variotii ND <l 

Penicillium aurantiogriseum ND <2 

Penicillium brevicompactum ND <1 

Penicillium chrysogenum (Type 2) ND <1 
Penicillium purpurogenum ND <l 

Penicillium variabile ND <3 

Scopulariopsis brevicaulis ND <l 

Stachybotrys chartarum ND <1 

Trichoderma viride ND <1 

Ulocladium botrytis ND <1 
*Spore equivalents ND = Not Detected 

Comments: 

Aspergillusjlavus: IncludesA.jlavus andA. oryzae 
Aspergillus jumigatus: Includes A . famigatus and N eosartorya fzscheri 
Aspergillus niger: Includes A . niger, A . foetidus andA. phoenicis 
Aspergillus ochraceus: Includes A. ochraceus andA. ostianus 
Eurotium (Asp.) amstelodami: Includes E. amstelodami, E. chevalieri, E . herbariorum, E . rubrum and E. repens 
Penicillium aurantiogriseum: Includes Penicillium aurantiogriseum, P. freii, P . polonicum, P. tricolor, P. viridicatum 
Penicillium chrysogenum (Type 2) : Includes dominant subgroup of species 
Scopulariopsis brevicaulis: Includes S. brevicaulis and S. fasca 
Trichoderma viride: Includes T. viride, T. atroviride and T. koningii 

:j:A "Version" indicated by -"x" after the Lab ID# with a value greater than 1 indicates a sample with amended data. The revision number is 
reflected by the value of "x" . 
Aerotech Laboratories, Inc EMLab ID: 1431116, Page 13 of 53 



EMLabP&K 
1501 West Knudsen Drive, Phoenix, AZ 85027 

(800) 651-4802 Fax (623) 780-7695 www.emlab.com 

Client: Hygiene Technologies International, Inc. Date of Sampling: 09-25-2015 
C/0: Mr. Kenny Hsi, Mr. Lakhpreet Sandhu Date of Receipt: 09-28-2015 
Re: 21509001-2 Date of Report: 10-06-2015 

CUSTOM PANEL: PCR METHODOLOGY 
Location: 21509001-2 P35 

Comments (see below) None 

Sample Type: Polycarbonate Air Filter Cassette 

Lab ID-Version:j:: 6602471-1 

Sample Size: 1.398 

Unit: m3 

SE* SE*/Unit 

Acremonium strictum 1 1 

Altemaria altemata 1 1 

Aspergillus flavus ND <l 

Aspergillus fumigatus ND <l 

Aspergillus niger 1 1 
Aspergillus ochraceus ND <l 

Aspergillus sydowii ND <4 

Aspergillus ustus ND <l 

Aspergillus versicolor ND <l 

Chaetomium globosum ND <l 
Cladosporiurn cladosporioides (Type 1) 4 3 
Eurotium (Asp.) amstelodami ND <l 

Memnoniella echinata ND <l 

Paecilomyces variotii ND <l 

Penicillium aurantiogriseum ND <l 

Penicillium brevicompactum 25 18 

Penicillium chrysogenum (Type 2) ND <l 
Penicillium purpurogenum ND <l 

Penicillium variabile ND <2 

Scopulariopsis brevicaulis ND <l 

Stachybotrys chartarum ND <l 

Trichoderma viride ND <l 

Ulocladium botrytis ND <l 
*Spore equivalents ND = Not Detected 

Comments: 

Aspergillusjlavus: IncludesA.jlavus andA. oryzae 
Aspergillus jumigatus: Includes A . famigatus and N eosartorya fzscheri 
Aspergillus niger: Includes A . niger, A . foetidus andA. phoenicis 
Aspergillus ochraceus: Includes A. ochraceus andA. ostianus 
Eurotium (Asp.) amstelodami: Includes E. amstelodami, E. chevalieri, E . herbariorum, E . rubrum and E. repens 
Penicillium aurantiogriseum: Includes Penicillium aurantiogriseum, P. freii, P . polonicum, P. tricolor, P. viridicatum 
Penicillium chrysogenum (Type 2) : Includes dominant subgroup of species 
Scopulariopsis brevicaulis: Includes S. brevicaulis and S. fasca 
Trichoderma viride: Includes T. viride, T. atroviride and T. koningii 

:j:A "Version" indicated by -"x" after the Lab ID# with a value greater than 1 indicates a sample with amended data. The revision number is 
reflected by the value of "x" . 
Aerotech Laboratories, Inc EMLab ID: 1431116, Page 14 of 53 



EMLabP&K 
1501 West Knudsen Drive, Phoenix, AZ 85027 

(800) 651-4802 Fax (623) 780-7695 www.emlab.com 

Client: Hygiene Technologies International, Inc. Date of Sampling: 09-25-2015 
C/0: Mr. Kenny Hsi, Mr. Lakhpreet Sandhu Date of Receipt: 09-28-2015 
Re: 21509001-2 Date of Report: 10-06-2015 

CUSTOM PANEL: PCR METHODOLOGY 
Location: 21509001-2 P36 

Comments (see below) None 

Sample Type: Polycarbonate Air Filter Cassette 

Lab ID-Version:j:: 6602472-1 

Sample Size: 1.424 

Unit: m3 

SE* SE*/Unit 

Acremonium strictum ND <l 

Altemaria altemata ND <l 

Aspergillus flavus ND <1 

Aspergillus fumigatus ND <1 

Aspergillus niger ND <1 
Aspergillus ochraceus ND <l 

Aspergillus sydowii ND <3 

Aspergillus ustus ND <l 

Aspergillus versicolor ND <1 

Chaetomium globosum ND <1 
Cladosporiurn cladosporioides (Type 1) 2 2 
Eurotium (Asp.) amstelodami ND <l 

Memnoniella echinata ND <l 

Paecilomyces variotii ND <l 

Penicillium aurantiogriseum ND <1 

Penicillium brevicompactum ND <1 

Penicillium chrysogenum (Type 2) ND <1 
Penicillium purpurogenum ND <l 

Penicillium variabile ND <2 

Scopulariopsis brevicaulis ND <l 

Stachybotrys chartarum ND <1 

Trichoderma viride ND <1 

Ulocladium botrytis ND <1 
*Spore equivalents ND = Not Detected 

Comments: 

Aspergillusjlavus: IncludesA.jlavus andA. oryzae 
Aspergillus jumigatus: Includes A . famigatus and N eosartorya fzscheri 
Aspergillus niger: Includes A . niger, A . foetidus andA. phoenicis 
Aspergillus ochraceus: Includes A. ochraceus andA. ostianus 
Eurotium (Asp.) amstelodami: Includes E. amstelodami, E. chevalieri, E . herbariorum, E . rubrum and E. repens 
Penicillium aurantiogriseum: Includes Penicillium aurantiogriseum, P. freii, P . polonicum, P. tricolor, P. viridicatum 
Penicillium chrysogenum (Type 2) : Includes dominant subgroup of species 
Scopulariopsis brevicaulis: Includes S. brevicaulis and S. fasca 
Trichoderma viride: Includes T. viride, T. atroviride and T. koningii 

:j:A "Version" indicated by -"x" after the Lab ID# with a value greater than 1 indicates a sample with amended data. The revision number is 
reflected by the value of "x" . 
Aerotech Laboratories, Inc EMLab ID: 1431116, Page 15 of 53 



EMLabP&K 
1501 West Knudsen Drive, Phoenix, AZ 85027 

(800) 651-4802 Fax (623) 780-7695 www.emlab.com 

Client: Hygiene Technologies International, Inc. Date of Sampling: 09-25-2015 
C/0: Mr. Kenny Hsi, Mr. Lakhpreet Sandhu Date of Receipt: 09-28-2015 
Re: 21509001-2 Date of Report: 10-06-2015 

CUSTOM PANEL: PCR METHODOLOGY 
Location: 21509001-2 P37BLANK 

Comments (see below) None 

Sample Type: Polycarbonate Air Filter Cassette 

Lab ID-Version:j:: 6602473-1 

Sample Size: 1 

Unit: sample 

SE* SE*/Unit 

Acremonium strictum ND <l 

Altemaria altemata ND <l 

Aspergillus flavus ND <1 

Aspergillus fumigatus ND <1 

Aspergillus niger ND <1 
Aspergillus ochraceus ND <l 

Aspergillus sydowii ND <5 

Aspergillus ustus ND <l 

Aspergillus versicolor ND <1 

Chaetomium globosum ND <1 
Cladosporiurn cladosporioides (Type 1) ND <1 
Eurotium (Asp.) amstelodami ND <l 

Memnoniella echinata ND <l 

Paecilomyces variotii ND <l 

Penicillium aurantiogriseum ND <1 

Penicillium brevicompactum ND <1 

Penicillium chrysogenum (Type 2) ND <1 
Penicillium purpurogenum ND <l 

Penicillium variabile ND <3 

Scopulariopsis brevicaulis ND <l 

Stachybotrys chartarum ND <1 

Trichoderma viride ND <1 

Ulocladium botrytis ND <1 
*Spore equivalents ND = Not Detected 

Comments: 

Aspergillusjlavus: IncludesA.jlavus andA. oryzae 
A spergillus jumigatus: Includes A . famigatus and N eosar torya fzscheri 
A spergillus niger: Includes A . niger, A . foetidus andA. phoenicis 
Aspergillus ochraceus: Includes A . ochraceus andA. ostianus 
E urotium (Asp.) amstelodami: Includes E. amstelodami, E. chevalieri, E . herbariorum, E . rubrum and E. repens 
P enicillium aurantiogriseum: Includes Penicillium aurantiogriseum, P . freii, P . polonicum, P . tricolor, P . viridicatum 
P enicillium chrysogenum (Typ e 2): Includes dominant subgroup of species 
Scopulariopsis brevicaulis: Includes S. brevicaulis and S. fasca 
Trichoderma viride: Includes T. viride, T. atroviride and T. koningii 

:j:A "Version" indicated by -"x" after the Lab ID# with a value greater than 1 indicates a sample with amended data. The revision number is 
reflected by the value of "x" . 
Aerotech Laboratories, Inc EMLab ID: 1431116, Page 16 of 53 



EMLabP&K 
1501 West Knudsen Drive, Phoenix, AZ 85027 

(800) 651-4802 Fax (623) 780-7695 www.emlab.com 

Client: Hygiene Technologies International, Inc. Date of Sampling: 09-25-2015 
C/0: Mr. Kenny Hsi, Mr. Lakhpreet Sandhu Date of Receipt: 09-28-2015 
Re: 21509001-2 Date of Report: 10-06-2015 

CUSTOM PANEL: PCR METHODOLOGY 
Location: 21509001-2 POlOUT 

Comments (see below) None 

Sample Type: Polycarbonate Air Filter Cassette 

Lab ID-V ersiont: 6596389-1 

Sample Size: 1.441 

Unit: m3 

SE* SE*/Unit 
Cladosporiurn cladosporioides (Type 1) 3800 2600 
Cladosporiurn cladosporioides (Type 2) 64 45 
Cladosporium herbarum 260 180 
Cladosporium sphaerospermum 1 1 
*Spore eqmvalents ND = Not Detected 

Comments: 

:j:A "Version" indicated by -"x" after the Lab ID# with a value greater than 1 indicates a sample with amended data. The revision number is 
reflected by the value of "x ". 
Aerotech Laboratories, Inc EMLab ID: 1431116, Page 1 7 of 53 



EMLabP&K 
1501 West Knudsen Drive, Phoenix, AZ 85027 

(800) 651-4802 Fax (623) 780-7695 www.emlab.com 

Client: Hygiene Technologies International, Inc. Date of Sampling: 09-25-2015 
C/0: Mr. Kenny Hsi, Mr. Lakhpreet Sandhu Date of Receipt: 09-28-2015 
Re: 21509001-2 Date of Report: 10-06-2015 

CUSTOM PANEL: PCR METHODOLOGY 
Location: 21509001-2 P02 

Comments (see below) None 

Sample Type: Polycarbonate Air Filter Cassette 

Lab ID-V ersiont: 6596390-1 

Sample Size: 1.401 

Unit: m3 

SE* SE*/Unit 
Cladosporiurn cladosporioides (Type 1) 24 17 
Cladosporiurn cladosporioides (Type 2) 1 1 
Cladosporium herbarum 10 7 
Cladosporium sphaerospermum 1 1 
*Spore eqmvalents ND = Not Detected 

Comments: 

:j:A "Version" indicated by -"x" after the Lab ID# with a value greater than 1 indicates a sample with amended data. The revision number is 
reflected by the value of "x ". 
Aerotech Laboratories, Inc EMLab ID: 1431116, Page 18 of 53 



EMLabP&K 
1501 West Knudsen Drive, Phoenix, AZ 85027 

(800) 651-4802 Fax (623) 780-7695 www.emlab.com 

Client: Hygiene Technologies International, Inc. Date of Sampling: 09-25-2015 
C/0: Mr. Kenny Hsi, Mr. Lakhpreet Sandhu Date of Receipt: 09-28-2015 
Re: 21509001-2 Date of Report: 10-06-2015 

CUSTOM PANEL: PCR METHODOLOGY 
Location: 21509001-2 P03 

Comments (see below) None 

Sample Type: Polycarbonate Air Filter Cassette 

Lab ID-V ersiont: 6596391-1 

Sample Size: 1.422 

Unit: m3 

Cladosporiurn cladosporioides (Type 1) 

SE* SE*/Unit 
19 14 

Cladosporiurn cladosporioides (Type 2) 1 1 
Cladosporium herbarum 
Cladosporium sphaerospermum 
*Spore eqmvalents ND = Not Detected 

13 

1 
9 
1 

Comments: 

:j:A "Version" indicated by -"x" after the Lab ID# with a value greater than 1 indicates a sample with amended data. The revision number is 
reflected by the value of "x ". 
Aerotech Laboratories, Inc EMLab ID: 1431116, Page 19 of 53 



EMLabP&K 
1501 West Knudsen Drive, Phoenix, AZ 85027 

(800) 651-4802 Fax (623) 780-7695 www.emlab.com 

Client: Hygiene Technologies International, Inc. Date of Sampling: 09-25-2015 
C/0: Mr. Kenny Hsi, Mr. Lakhpreet Sandhu Date of Receipt: 09-28-2015 
Re: 21509001-2 Date of Report: 10-06-2015 

CUSTOM PANEL: PCR METHODOLOGY 
Location: 21509001-2 P04 

Comments (see below) None 

Sample Type: Polycarbonate Air Filter Cassette 

Lab ID-V ersiont: 6596392-1 

Sample Size: 1.446 

Unit: m3 

SE* SE*/Unit 
Cladosporium cladosporioides (Type 1) 27 19 
Cladosporium cladosporioides (Type 2) 1 1 
Cladosporium herbarum 9 6 

Cladosporium sphaerospermum ND <1 
*Spore equivalents ND = Not Detected 

Comments: 

:):A "Version" indicated by -"x" after the Lab ID# with a value greater than 1 indicates a sample with amended data. The revision number is 
reflected by the value of "x" . 
Aerotech Laboratories, Inc EMLab ID: 1431116, Page 20 of 53 



EMLabP&K 
1501 West Knudsen Drive, Phoenix, AZ 85027 

(800) 651-4802 Fax (623) 780-7695 www.emlab.com 

Client: Hygiene Technologies International, Inc. Date of Sampling: 09-25-2015 
C/0: Mr. Kenny Hsi, Mr. Lakhpreet Sandhu Date of Receipt: 09-28-2015 
Re: 21509001-2 Date of Report: 10-06-2015 

CUSTOM PANEL: PCR METHODOLOGY 
Location: 21509001-2 P05 

Comments (see below) None 

Sample Type: Polycarbonate Air Filter Cassette 

Lab ID-V ersiont: 6596393-1 

Sample Size: 1.451 

Unit: m3 

SE* SE*/Unit 
Cladosporiurn cladosporioides (Type 1) 52 36 
Cladosporiurn cladosporioides (Type 2) 1 1 
Cladosporium herbarum 2 1 
Cladosporium sphaerospermum ND < l 
*Spore eqmvalents ND = Not Detected 

Comments: 

:j:A "Version" indicated by -"x" after the Lab ID# with a value greater than 1 indicates a sample with amended data. The revision number is 
reflected by the value of "x ". 
Aerotech Laboratories, Inc EMLab ID: 1431116, Page 21 of 53 



EMLabP&K 
1501 West Knudsen Drive, Phoenix, AZ 85027 

(800) 651-4802 Fax (623) 780-7695 www.emlab.com 

Client: Hygiene Technologies International, Inc. Date of Sampling: 09-25-2015 
C/0: Mr. Kenny Hsi, Mr. Lakhpreet Sandhu Date of Receipt: 09-28-2015 
Re: 21509001-2 Date of Report: 10-06-2015 

CUSTOM PANEL: PCR METHODOLOGY 
Location: 21509001-2 P06 

Comments (see below) None 

Sample Type: Polycarbonate Air Filter Cassette 

Lab ID-V ersiont: 6596394-1 

Sample Size: 1.468 

Unit: m3 

Cladosporiurn cladosporioides (Type 1) 

SE* SE*/Unit 
44 30 

Cladosporiurn cladosporioides (Type 2) 2 1 
Cladosporium herbarum 
Cladosporium sphaerospermum 
*Spore eqmvalents ND = Not Detected 

2 

ND 
1 

< l 

Comments: 

:j:A "Version" indicated by -"x" after the Lab ID# with a value greater than 1 indicates a sample with amended data. The revision number is 
reflected by the value of "x ". 
Aerotech Laboratories, Inc EMLab ID: 1431116, Page 22 of 53 



EMLabP&K 
1501 West Knudsen Drive, Phoenix, AZ 85027 

(800) 651-4802 Fax (623) 780-7695 www.emlab.com 

Client: Hygiene Technologies International, Inc. Date of Sampling: 09-25-2015 
C/0: Mr. Kenny Hsi, Mr. Lakhpreet Sandhu Date of Receipt: 09-28-2015 
Re: 21509001-2 Date of Report: 10-06-2015 

CUSTOM PANEL: PCR METHODOLOGY 
Location: 21509001-2 P07 

Comments (see below) None 

Sample Type: Polycarbonate Air Filter Cassette 

Lab ID-V ersiont: 6596395-1 

Sample Size: 1.456 

Unit: m3 

Cladosporiurn cladosporioides (Type 1) 

SE* SE*/Unit 
62 43 

Cladosporiurn cladosporioides (Type 2) 1 1 
Cladosporium herbarum 
Cladosporium sphaerospermum 
*Spore eqmvalents ND = Not Detected 

7 

1 
5 
1 

Comments: 

:j:A "Version" indicated by -"x" after the Lab ID# with a value greater than 1 indicates a sample with amended data. The revision number is 
reflected by the value of "x ". 
Aerotech Laboratories, Inc EMLab ID: 1431116, Page 23 of 53 



EMLabP&K 
1501 West Knudsen Drive, Phoenix, AZ 85027 

(800) 651-4802 Fax (623) 780-7695 www.emlab.com 

Client: Hygiene Technologies International, Inc. Date of Sampling: 09-25-2015 
C/0: Mr. Kenny Hsi, Mr. Lakhpreet Sandhu Date of Receipt: 09-28-2015 
Re: 21509001-2 Date of Report: 10-06-2015 

CUSTOM PANEL: PCR METHODOLOGY 
Location: 21509001-2 P08 

Comments (see below) None 

Sample Type: Polycarbonate Air Filter Cassette 

Lab ID-V ersiont: 6596396-1 

Sample Size: 1.453 

Unit: m3 

Cladosporiurn cladosporioides (Type 1) 

SE* SE*/Unit 
10 7 

Cladosporiurn cladosporioides (Type 2) 1 1 
Cladosporium herbarum 
Cladosporium sphaerospermum 
*Spore eqmvalents ND = Not Detected 

1 
ND 

1 
< l 

Comments: 

:j:A "Version" indicated by -"x" after the Lab ID# with a value greater than 1 indicates a sample with amended data. The revision number is 
reflected by the value of "x ". 
Aerotech Laboratories, Inc EMLab ID: 1431116, Page 24 of 53 



EMLabP&K 
1501 West Knudsen Drive, Phoenix, AZ 85027 

(800) 651-4802 Fax (623) 780-7695 www.emlab.com 

Client: Hygiene Technologies International, Inc. Date of Sampling: 09-25-2015 
C/0: Mr. Kenny Hsi, Mr. Lakhpreet Sandhu Date of Receipt: 09-28-2015 
Re: 21509001-2 Date of Report: 10-06-2015 

CUSTOM PANEL: PCR METHODOLOGY 
Location: 21509001-2 P09 

Comments (see below) None 

Sample Type: Polycarbonate Air Filter Cassette 

Lab ID-V ersiont: 6596397-1 

Sample Size: 1.434 

Unit: m3 

Cladosporiurn cladosporioides (Type 1) 

SE* SE*/Unit 
20 14 

Cladosporiurn cladosporioides (Type 2) 1 1 
Cladosporium herbarum 
Cladosporium sphaerospermum 
*Spore eqmvalents ND = Not Detected 

5 
ND 

4 
< l 

Comments: 

:j:A "Version" indicated by -"x" after the Lab ID# with a value greater than 1 indicates a sample with amended data. The revision number is 
reflected by the value of "x ". 
Aerotech Laboratories, Inc EMLab ID: 1431116, Page 25 of 53 



EMLabP&K 
1501 West Knudsen Drive, Phoenix, AZ 85027 

(800) 651-4802 Fax (623) 780-7695 www.emlab.com 

Client: Hygiene Technologies International, Inc. Date of Sampling: 09-25-2015 
C/0: Mr. Kenny Hsi, Mr. Lakhpreet Sandhu Date of Receipt: 09-28-2015 
Re: 21509001-2 Date of Report: 10-06-2015 

CUSTOM PANEL: PCR METHODOLOGY 
Location: 21509001-2 PlO 

Comments (see below) None 

Sample Type: Polycarbonate Air Filter Cassette 

Lab ID-V ersiont: 6596398-1 

Sample Size: 1.405 

Unit: m3 

Cladosporiurn cladosporioides (Type 1) 

SE* SE*/Unit 
8 6 

Cladosporiurn cladosporioides (Type 2) 1 1 
Cladosporium herbarum 
Cladosporium sphaerospermum 
*Spore eqmvalents ND = Not Detected 

2 

1 
1 
1 

Comments: 

:j:A "Version" indicated by -"x" after the Lab ID# with a value greater than 1 indicates a sample with amended data. The revision number is 
reflected by the value of "x ". 
Aerotech Laboratories, Inc EMLab ID: 1431116, Page 26 of 53 



EMLabP&K 
1501 West Knudsen Drive, Phoenix, AZ 85027 

(800) 651-4802 Fax (623) 780-7695 www.emlab.com 

Client: Hygiene Technologies International, Inc. Date of Sampling: 09-25-2015 
C/0: Mr. Kenny Hsi, Mr. Lakhpreet Sandhu Date of Receipt: 09-28-2015 
Re: 21509001-2 Date of Report: 10-06-2015 

CUSTOM PANEL: PCR METHODOLOGY 
Location: 21509001-2 Pl 1 

Comments (see below) None 

Sample Type: Polycarbonate Air Filter Cassette 

Lab ID-V ersiont: 6596399-1 

Sample Size: 1.407 

Unit: m3 

Cladosporiurn cladosporioides (Type 1) 

SE* SE*/Unit 
43 30 

Cladosporiurn cladosporioides (Type 2) 1 1 
Cladosporium herbarum 
Cladosporium sphaerospermum 
*Spore eqmvalents ND = Not Detected 

3 
1 

2 
1 

Comments: 

:j:A "Version" indicated by -"x" after the Lab ID# with a value greater than 1 indicates a sample with amended data. The revision number is 
reflected by the value of "x ". 
Aerotech Laboratories, Inc EMLab ID: 1431116, Page 2 7 of 53 



EMLabP&K 
1501 West Knudsen Drive, Phoenix, AZ 85027 

(800) 651-4802 Fax (623) 780-7695 www.emlab.com 

Client: Hygiene Technologies International, Inc. Date of Sampling: 09-25-2015 
C/0: Mr. Kenny Hsi, Mr. Lakhpreet Sandhu Date of Receipt: 09-28-2015 
Re: 21509001-2 Date of Report: 10-06-2015 

CUSTOM PANEL: PCR METHODOLOGY 
Location: 21509001-2 Pl2 

Comments (see below) None 

Sample Type: Polycarbonate Air Filter Cassette 

Lab ID-V ersiont: 6596400-1 

Sample Size: 1.449 

Unit: m3 

Cladosporiurn cladosporioides (Type 1) 

SE* SE*/Unit 
29 20 

Cladosporiurn cladosporioides (Type 2) 2 1 
Cladosporium herbarum 
Cladosporium sphaerospermum 
*Spore eqmvalents ND = Not Detected 

3 
ND 

2 
< l 

Comments: 

:j:A "Version" indicated by -"x" after the Lab ID# with a value greater than 1 indicates a sample with amended data. The revision number is 
reflected by the value of "x ". 
Aerotech Laboratories, Inc EMLab ID: 1431116, Page 28 of 53 



EMLabP&K 
1501 West Knudsen Drive, Phoenix, AZ 85027 

(800) 651-4802 Fax (623) 780-7695 www.emlab.com 

Client: Hygiene Technologies International, Inc. Date of Sampling: 09-25-2015 
C/0: Mr. Kenny Hsi, Mr. Lakhpreet Sandhu Date of Receipt: 09-28-2015 
Re: 21509001-2 Date of Report: 10-06-2015 

CUSTOM PANEL: PCR METHODOLOGY 
Location: 21509001-2 P130UT 

Comments (see below) None 

Sample Type: Polycarbonate Air Filter Cassette 

Lab ID-V ersiont: 6596401-1 

Sample Size: 1.376 

Unit: m3 

Cladosporiurn cladosporioides (Type 1) 

SE* SE*/Unit 
3700 2700 

Cladosporiurn cladosporioides (Type 2) 80 58 
Cladosporium herbarum 
Cladosporium sphaerospermum 
*Spore eqmvalents ND = Not Detected 

140 
ND 

100 
< l 

Comments: 

:j:A "Version" indicated by -"x" after the Lab ID# with a value greater than 1 indicates a sample with amended data. The revision number is 
reflected by the value of "x ". 
Aerotech Laboratories, Inc EMLab ID: 1431116, Page 29 of 53 



EMLabP&K 
1501 West Knudsen Drive, Phoenix, AZ 85027 

800) 651-4802 Fax (623) 780-7695 www.emlab.com 

Client: Hygiene Technologies International, Inc. Date of Sampling: 09-25-2015 
C/0: Mr. Kenny Hsi, Mr. Lakhpreet Sandhu Date of Receipt: 09-28-2015 
Re: 21509001-2 Date of Report: 10-06-2015 

(

CUSTOM PANEL: PCR METHODOLOGY 
Location: 21509001-2 Pl4 

Comments (see below) None 

Sample Type: Polycarbonate Air Filter Cassette 

Lab ID-V ersiont: 6596402-1 

Sample Size: 1.405 

Unit: m3 

Cladosporiurn cladosporioides (Type 1) 

SE* SE*/Unit 

8 6 
Cladosporiurn cladosporioides (Type 2) 1 1 

Cladosporium herbarum 

Cladosporium sphaerospermum 
*Spore eqmvalents ND = Not Detected 

1 

1 

1 

1 

Comments: 

:j:A "Version" indicated by -"x" after the Lab ID# with a value greater than 1 indicates a sample with amended data. The revision number is 
reflected by the value of "x ". 
Aerotech Laboratories, Inc EMLab ID: 1431116, Page 30 of 53 



EMLabP&K 
1501 West Knudsen Drive, Phoenix, AZ 85027 

(800) 651-4802 Fax (623) 780-7695 www.emlab.com 

Client: Hygiene Technologies International, Inc. Date of Sampling: 09-25-2015 
C/0: Mr. Kenny Hsi, Mr. Lakhpreet Sandhu Date of Receipt: 09-28-2015 
Re: 21509001-2 Date of Report: 10-06-2015 

CUSTOM PANEL: PCR METHODOLOGY 
Location: 21509001-2 Pl5 

Comments (see below) None 

Sample Type: Polycarbonate Air Filter Cassette 

Lab ID-V ersiont: 6596403-1 

Sample Size: 1.413 

Unit: m3 

Cladosporiurn cladosporioides (Type 1) 

SE* SE*/Unit 
ND <l 

Cladosporiurn cladosporioides (Type 2) ND <l 

Cladosporium herbarum 
Cladosporium sphaerospermum 
*Spore eqmvalents ND = Not Detected 

1 
ND 

1 
<l 

Comments: 

:j:A "Version" indicated by -"x" after the Lab ID# with a value greater than 1 indicates a sample with amended data. The revision number is 
reflected by the value of "x ". 
Aerotech Laboratories, Inc EMLab ID: 1431116, Page 31 of 53 



EMLabP&K 
1501 West Knudsen Drive, Phoenix, AZ 85027 

(800) 651-4802 Fax (623) 780-7695 www.emlab.com 

Client: Hygiene Technologies International, Inc. Date of Sampling: 09-25-2015 
C/0: Mr. Kenny Hsi, Mr. Lakhpreet Sandhu Date of Receipt: 09-28-2015 
Re: 21509001-2 Date of Report: 10-06-2015 

CUSTOM PANEL: PCR METHODOLOGY 
Location: 21509001-2 Pl6 

Comments (see below) None 

Sample Type: Polycarbonate Air Filter Cassette 

Lab ID-V ersiont: 6596404-1 

Sample Size: 1.452 

Unit: m3 

Cladosporiurn cladosporioides (Type 1) 

SE* SE*/Unit 

15 11 
Cladosporiurn cladosporioides (Type 2) 1 1 
Cladosporium herbarum 
Cladosporium sphaerospermum 
*Spore eqmvalents ND = Not Detected 

1 
ND 

1 
< l 

Comments: 

:j:A "Version" indicated by -"x" after the Lab ID# with a value greater than 1 indicates a sample with amended data. The revision number is 
reflected by the value of "x ". 
Aerotech Laboratories, Inc EMLab ID: 1431116, Page 32 of 53 



EMLabP&K 
1501 West Knudsen Drive, Phoenix, AZ 85027 

(800) 651-4802 Fax (623) 780-7695 www.emlab.com 

Client: Hygiene Technologies International, Inc. Date of Sampling: 09-25-2015 
C/0: Mr. Kenny Hsi, Mr. Lakhpreet Sandhu Date of Receipt: 09-28-2015 
Re: 21509001-2 Date of Report: 10-06-2015 

CUSTOM PANEL: PCR METHODOLOGY 
Location: 21509001-2 Pl 7 

Comments (see below) None 

Sample Type: Polycarbonate Air Filter Cassette 

Lab ID-V ersiont: 6596405-1 

Sample Size: 1.454 

Unit: m3 

Cladosporiurn cladosporioides (Type 1) 

SE* SE*/Unit 

22 15 
Cladosporiurn cladosporioides (Type 2) 1 1 

Cladosporium herbarum 

Cladosporium sphaerospermum 
*Spore eqmvalents ND = Not Detected 

1 

1 

1 

1 

Comments: 

:j:A "Version" indicated by -"x" after the Lab ID# with a value greater than 1 indicates a sample with amended data. The revision number is 
reflected by the value of "x ". 
Aerotech Laboratories, Inc EMLab ID: 1431116, Page 33 of 53 



EMLabP&K 
1501 West Knudsen Drive, Phoenix, AZ 85027 

(800) 651-4802 Fax (623) 780-7695 www.emlab.com 

Client: Hygiene Technologies International, Inc. Date of Sampling: 09-25-2015 
C/0: Mr. Kenny Hsi, Mr. Lakhpreet Sandhu Date of Receipt: 09-28-2015 
Re: 21509001-2 Date of Report: 10-06-2015 

CUSTOM PANEL: PCR METHODOLOGY 
Location: 21509001-2 Pl8 

Comments (see below) None 

Sample Type: Polycarbonate Air Filter Cassette 

Lab ID-V ersiont: 6596406-1 

Sample Size: 1.448 

Unit: m3 

Cladosporiurn cladosporioides (Type 1) 

SE* SE*/Unit 
9 6 

Cladosporiurn cladosporioides (Type 2) 1 1 
Cladosporium herbarum 
Cladosporium sphaerospermum 
*Spore eqmvalents ND = Not Detected 

3 
ND 

2 
< l 

Comments: 

:j:A "Version" indicated by -"x" after the Lab ID# with a value greater than 1 indicates a sample with amended data. The revision number is 
reflected by the value of "x ". 
Aerotech Laboratories, Inc EMLab ID: 1431116, Page 34 of 53 



EMLabP&K 
1501 West Knudsen Drive, Phoenix, AZ 85027 

(800) 651-4802 Fax (623) 780-7695 www.emlab.com 

Client: Hygiene Technologies International, Inc. Date of Sampling: 09-25-2015 
C/0: Mr. Kenny Hsi, Mr. Lakhpreet Sandhu Date of Receipt: 09-28-2015 
Re: 21509001-2 Date of Report: 10-06-2015 

CUSTOM PANEL: PCR METHODOLOGY 
Location: 21509001-2 Pl9 

Comments (see below) None 

Sample Type: Polycarbonate Air Filter Cassette 

Lab ID-V ersiont: 6596407-1 

Sample Size: 1.397 

Unit: m3 

Cladosporiurn cladosporioides (Type 1) 

SE* SE*/Unit 

18 13 
Cladosporiurn cladosporioides (Type 2) 1 1 

Cladosporium herbarum 

Cladosporium sphaerospermum 
*Spore eqmvalents ND = Not Detected 

2 

ND 

2 

< l 

Comments: 

:j:A "Version" indicated by -"x" after the Lab ID# with a value greater than 1 indicates a sample with amended data. The revision number is 
reflected by the value of "x ". 
Aerotech Laboratories, Inc EMLab ID: 1431116, Page 35 of 53 



EMLabP&K 
1501 West Knudsen Drive, Phoenix, AZ 85027 

(800) 651-4802 Fax (623) 780-7695 www.emlab.com 

Client: Hygiene Technologies International, Inc. Date of Sampling: 09-25-2015 
C/0: Mr. Kenny Hsi, Mr. Lakhpreet Sandhu Date of Receipt: 09-28-2015 
Re: 21509001-2 Date of Report: 10-06-2015 

CUSTOM PANEL: PCR METHODOLOGY 
Location: 21509001-2 P20 

Comments (see below) None 

Sample Type: Polycarbonate Air Filter Cassette 

Lab ID-V ersiont: 6596408-1 

Sample Size: 1.461 

Unit: m3 

Cladosporiurn cladosporioides (Type 1) 

SE* SE*/Unit 

3 2 
Cladosporiurn cladosporioides (Type 2) ND < l 

Cladosporium herbarum 
Cladosporium sphaerospermum 
*Spore eqmvalents ND = Not Detected 

2 
ND 

1 
< l 

Comments: 

:j:A "Version" indicated by -"x" after the Lab ID# with a value greater than 1 indicates a sample with amended data. The revision number is 
reflected by the value of "x ". 
Aerotech Laboratories, Inc EMLab ID: 1431116, Page 36 of 53 



EMLabP&K 
1501 West Knudsen Drive, Phoenix, AZ 85027 

(800) 651-4802 Fax (623) 780-7695 www.emlab.com 

Client: Hygiene Technologies International, Inc. Date of Sampling: 09-25-2015 
C/0: Mr. Kenny Hsi, Mr. Lakhpreet Sandhu Date of Receipt: 09-28-2015 
Re: 21509001-2 Date of Report: 10-06-2015 

CUSTOM PANEL: PCR METHODOLOGY 
Location: 21509001-2 P21 

Comments (see below) None 

Sample Type: Polycarbonate Air Filter Cassette 

Lab ID-V ersiont: 6596409-1 

Sample Size: 1.453 

Unit: m3 

Cladosporiurn cladosporioides (Type 1) 

SE* SE*/Unit 
4 3 

Cladosporiurn cladosporioides (Type 2) 1 1 
Cladosporium herbarum 
Cladosporium sphaerospermum 
*Spore eqmvalents ND = Not Detected 

1 
1 

1 
1 

Comments: 

:j:A "Version" indicated by -"x" after the Lab ID# with a value greater than 1 indicates a sample with amended data. The revision number is 
reflected by the value of "x ". 
Aerotech Laboratories, Inc EMLab ID: 1431116, Page 3 7 of 53 



EMLabP&K 
1501 West Knudsen Drive, Phoenix, AZ 85027 

(800) 651-4802 Fax (623) 780-7695 www.emlab.com 

Client: Hygiene Technologies International, Inc. Date of Sampling: 09-25-2015 
C/0: Mr. Kenny Hsi, Mr. Lakhpreet Sandhu Date of Receipt: 09-28-2015 
Re: 21509001-2 Date of Report: 10-06-2015 

CUSTOM PANEL: PCR METHODOLOGY 
Location: 21509001-2 P22 

Comments (see below) None 

Sample Type: Polycarbonate Air Filter Cassette 

Lab ID-V ersiont: 6596410-1 

Sample Size: 1.418 

Unit: m3 

Cladosporiurn cladosporioides (Type 1) 

SE* SE*/Unit 

13 9 
Cladosporiurn cladosporioides (Type 2) 1 1 

Cladosporium herbarum 

Cladosporium sphaerospermum 
*Spore eqmvalents ND = Not Detected 

2 

ND 

1 

< l 

Comments: 

:j:A "Version" indicated by -"x" after the Lab ID# with a value greater than 1 indicates a sample with amended data. The revision number is 
reflected by the value of "x ". 
Aerotech Laboratories, Inc EMLab ID: 1431116, Page 38 of 53 



EMLabP&K 
1501 West Knudsen Drive, Phoenix, AZ 85027 

(800) 651-4802 Fax (623) 780-7695 www.emlab.com 

Client: Hygiene Technologies International, Inc. Date of Sampling: 09-25-2015 
C/0: Mr. Kenny Hsi, Mr. Lakhpreet Sandhu Date of Receipt: 09-28-2015 
Re: 21509001-2 Date of Report: 10-06-2015 

CUSTOM PANEL: PCR METHODOLOGY 
Location: 21509001-2 P23 

Comments (see below) None 

Sample Type: Polycarbonate Air Filter Cassette 

Lab ID-V ersiont: 6596411-1 

Sample Size: 1.404 

Unit: m3 

Cladosporiurn cladosporioides (Type 1) 

SE* SE*/Unit 
2 1 

Cladosporiurn cladosporioides (Type 2) ND < l 

Cladosporium herbarum 
Cladosporium sphaerospermum 
*Spore eqmvalents ND = Not Detected 

1 
ND 

1 
< l 

Comments: 

:j:A "Version" indicated by -"x" after the Lab ID# with a value greater than 1 indicates a sample with amended data. The revision number is 
reflected by the value of "x ". 
Aerotech Laboratories, Inc EMLab ID: 1431116, Page 39 of 53 



EMLabP&K 
1501 West Knudsen Drive, Phoenix, AZ 85027 

(800) 651-4802 Fax (623) 780-7695 www.emlab.com 

Client: Hygiene Technologies International, Inc. Date of Sampling: 09-25-2015 
C/0: Mr. Kenny Hsi, Mr. Lakhpreet Sandhu Date of Receipt: 09-28-2015 
Re: 21509001-2 Date of Report: 10-06-2015 

CUSTOM PANEL: PCR METHODOLOGY 
Location: 21509001-2 P24 

Comments (see below) None 

Sample Type: Polycarbonate Air Filter Cassette 

Lab ID-V ersiont: 6596412-1 

Sample Size: 1.441 

Unit: m3 

Cladosporiurn cladosporioides (Type 1) 

SE* SE*/Unit 
10 7 

Cladosporiurn cladosporioides (Type 2) 1 1 
Cladosporium herbarum 
Cladosporium sphaerospermum 
*Spore eqmvalents ND = Not Detected 

1 
ND 

1 
< l 

Comments: 

:j:A "Version" indicated by -"x" after the Lab ID# with a value greater than 1 indicates a sample with amended data. The revision number is 
reflected by the value of "x ". 
Aerotech Laboratories, Inc EMLab ID: 1431116, Page 40 of 53 



EMLabP&K 
1501 West Knudsen Drive, Phoenix, AZ 85027 

(800) 651-4802 Fax (623) 780-7695 www.emlab.com 

Client: Hygiene Technologies International, Inc. Date of Sampling: 09-25-2015 
C/0: Mr. Kenny Hsi, Mr. Lakhpreet Sandhu Date of Receipt: 09-28-2015 
Re: 21509001-2 Date of Report: 10-06-2015 

CUSTOM PANEL: PCR METHODOLOGY 
Location: 21509001-2 P250UT 

Comments (see below) None 

Sample Type: Polycarbonate Air Filter Cassette 

Lab ID-V ersiont: 6596413-1 

Sample Size: 1.463 

Unit: m3 

Cladosporiurn cladosporioides (Type 1) 

SE* SE*/Unit 
3700 2500 

Cladosporiurn cladosporioides (Type 2) 97 66 
Cladosporium herbarum 
Cladosporium sphaerospermum 
*Spore eqmvalents ND = Not Detected 

170 
ND 

110 
< l 

Comments: 

:j:A "Version" indicated by -"x" after the Lab ID# with a value greater than 1 indicates a sample with amended data. The revision number is 
reflected by the value of "x ". 
Aerotech Laboratories, Inc EMLab ID: 1431116, Page 41 of 53 



EMLabP&K 
1501 West Knudsen Drive, Phoenix, AZ 85027 

(800) 651-4802 Fax (623) 780-7695 www.emlab.com 

Client: Hygiene Technologies International, Inc. Date of Sampling: 09-25-2015 
C/0: Mr. Kenny Hsi, Mr. Lakhpreet Sandhu Date of Receipt: 09-28-2015 
Re: 21509001-2 Date of Report: 10-06-2015 

CUSTOM PANEL: PCR METHODOLOGY 
Location: 21509001-2 P26 

Comments (see below) None 

Sample Type: Polycarbonate Air Filter Cassette 

Lab ID-V ersiont: 6596414-1 

Sample Size: 1.431 

Unit: m3 

Cladosporiurn cladosporioides (Type 1) 

SE* SE*/Unit 

860 600 
Cladosporiurn cladosporioides (Type 2) 8 6 

Cladosporium herbarum 

Cladosporium sphaerospermum 
*Spore eqmvalents ND = Not Detected 

18 

1 

13 

1 

Comments: 

:j:A "Version" indicated by -"x" after the Lab ID# with a value greater than 1 indicates a sample with amended data. The revision number is 
reflected by the value of "x ". 
Aerotech Laboratories, Inc EMLab ID: 1431116, Page 42 of 53 



EMLabP&K 
1501 West Knudsen Drive, Phoenix, AZ 85027 

(800) 651-4802 Fax (623) 780-7695 www.emlab.com 

Client: Hygiene Technologies International, Inc. Date of Sampling: 09-25-2015 
C/0: Mr. Kenny Hsi, Mr. Lakhpreet Sandhu Date of Receipt: 09-28-2015 
Re: 21509001-2 Date of Report: 10-06-2015 

CUSTOM PANEL: PCR METHODOLOGY 
Location: 21509001-2 P27 

Comments (see below) None 

Sample Type: Polycarbonate Air Filter Cassette 

Lab ID-V ersiont: 6596415-1 

Sample Size: 1.42 

Unit: m3 

Cladosporium cladosporioides (Type 1) 

SE* SE*/Unit 

5 4 
Cladosporium cladosporioides (Type 2) 1 1 
Cladosporium herbarum 

Cladosporium sphaerospermum 
*Spore equivalents ND = Not Detected 

3 

1 

2 

1 

Comments: 

:):A "Version" indicated by -"x" after the Lab ID# with a value greater than 1 indicates a sample with amended data. The revision number is 
reflected by the value of "x" . 
Aerotech Laboratories, Inc EMLab ID: 1431116, Page 43 of 53 



EMLabP&K 
1501 West Knudsen Drive, Phoenix, AZ 85027 

(800) 651-4802 Fax (623) 780-7695 www.emlab.com 

Client: Hygiene Technologies International, Inc. Date of Sampling: 09-25-2015 
C/0: Mr. Kenny Hsi, Mr. Lakhpreet Sandhu Date of Receipt: 09-28-2015 
Re: 21509001-2 Date of Report: 10-06-2015 

CUSTOM PANEL: PCR METHODOLOGY 
Location: 21509001-2 P28 

Comments (see below) None 

Sample Type: Polycarbonate Air Filter Cassette 

Lab ID-V ersiont: 6596416-1 

Sample Size: 1.434 

Unit: m3 

Cladosporiurn cladosporioides (Type 1) 

SE* SE*/Unit 

3 2 
Cladosporiurn cladosporioides (Type 2) ND < l 

Cladosporium herbarum 
Cladosporium sphaerospermum 
*Spore eqmvalents ND = Not Detected 

1 
1 

1 
1 

Comments: 

:j:A "Version" indicated by -"x" after the Lab ID# with a value greater than 1 indicates a sample with amended data. The revision number is 
reflected by the value of "x ". 
Aerotech Laboratories, Inc EMLab ID: 1431116, Page 44 of 53 



EMLabP&K 
1501 West Knudsen Drive, Phoenix, AZ 85027 

(800) 651-4802 Fax (623) 780-7695 www.emlab.com 

Client: Hygiene Technologies International, Inc. Date of Sampling: 09-25-2015 
C/0: Mr. Kenny Hsi, Mr. Lakhpreet Sandhu Date of Receipt: 09-28-2015 
Re: 21509001-2 Date of Report: 10-06-2015 

CUSTOM PANEL: PCR METHODOLOGY 
Location: 21509001-2 P29 

Comments (see below) None 

Sample Type: Polycarbonate Air Filter Cassette 

Lab ID-V ersiont: 6596417-1 

Sample Size: 1.444 

Unit: m3 

Cladosporium cladosporioides (Type 1) 

SE* SE*/Unit 
6 4 

Cladosporium cladosporioides (Type 2) 1 1 
Cladosporium herbarum 
Cladosporium sphaerospermum 
*Spore equivalents ND = Not Detected 

1 
1 

1 
1 

Comments: 

:):A "Version" indicated by -"x" after the Lab ID# with a value greater than 1 indicates a sample with amended data. The revision number is 
reflected by the value of "x" . 
Aerotech Laboratories, Inc EMLab ID: 1431116, Page 45 of 53 



EMLabP&K 
1501 West Knudsen Drive, Phoenix, AZ 85027 

(800) 651-4802 Fax (623) 780-7695 www.emlab.com 

Client: Hygiene Technologies International, Inc. Date of Sampling: 09-25-2015 
C/0: Mr. Kenny Hsi, Mr. Lakhpreet Sandhu Date of Receipt: 09-28-2015 
Re: 21509001-2 Date of Report: 10-06-2015 

CUSTOM PANEL: PCR METHODOLOGY 
Location: 21509001-2 P30 

Comments (see below) None 

Sample Type: Polycarbonate Air Filter Cassette 

Lab ID-V ersiont: 6596418-1 

Sample Size: 1.403 

Unit: m3 

Cladosporiurn cladosporioides (Type 1) 

SE* SE*/Unit 
5 4 

Cladosporiurn cladosporioides (Type 2) ND < l 

Cladosporium herbarum 
Cladosporium sphaerospermum 
*Spore eqmvalents ND = Not Detected 

ND 
ND 

< l 

< l 

Comments: 

:j:A "Version" indicated by -"x" after the Lab ID# with a value greater than 1 indicates a sample with amended data. The revision number is 
reflected by the value of "x ". 
Aerotech Laboratories, Inc EMLab ID: 1431116, Page 46 of 53 



EMLabP&K 
1501 West Knudsen Drive, Phoenix, AZ 85027 

(800) 651-4802 Fax (623) 780-7695 www.emlab.com 

Client: Hygiene Technologies International, Inc. Date of Sampling: 09-25-2015 
C/0: Mr. Kenny Hsi, Mr. Lakhpreet Sandhu Date of Receipt: 09-28-2015 
Re: 21509001-2 Date of Report: 10-06-2015 

CUSTOM PANEL: PCR METHODOLOGY 
Location: 21509001-2 P31 

Comments (see below) None 

Sample Type: Polycarbonate Air Filter Cassette 

Lab ID-V ersiont: 6596419-1 

Sample Size: 1.431 

Unit: m3 

Cladosporiurn cladosporioides (Type 1) 

SE* SE*/Unit 
5 3 

Cladosporiurn cladosporioides (Type 2) 1 1 
Cladosporium herbarum 
Cladosporium sphaerospermum 
*Spore eqmvalents ND = Not Detected 

1 
1 

1 
1 

Comments: 

:j:A "Version" indicated by -"x" after the Lab ID# with a value greater than 1 indicates a sample with amended data. The revision number is 
reflected by the value of "x ". 
Aerotech Laboratories, Inc EMLab ID: 1431116, Page 4 7 of 53 



EMLabP&K 
1501 West Knudsen Drive, Phoenix, AZ 85027 

(800) 651-4802 Fax (623) 780-7695 www.emlab.com 

Client: Hygiene Technologies International, Inc. Date of Sampling: 09-25-2015 
C/0: Mr. Kenny Hsi, Mr. Lakhpreet Sandhu Date of Receipt: 09-28-2015 
Re: 21509001-2 Date of Report: 10-06-2015 

CUSTOM PANEL: PCR METHODOLOGY 
Location: 21509001-2 P32 

Comments (see below) None 

Sample Type: Polycarbonate Air Filter Cassette 

Lab ID-V ersiont: 6596420-1 

Sample Size: 1.41 

Unit: m3 

Cladosporiurn cladosporioides (Type 1) 

SE* SE*/Unit 
30 22 

Cladosporiurn cladosporioides (Type 2) 1 1 
Cladosporium herbarum 
Cladosporium sphaerospermum 
*Spore eqmvalents ND = Not Detected 

1 
ND 

1 
< l 

Comments: 

:j:A "Version" indicated by -"x" after the Lab ID# with a value greater than 1 indicates a sample with amended data. The revision number is 
reflected by the value of "x ". 
Aerotech Laboratories, Inc EMLab ID: 1431116, Page 48 of 53 



EMLabP&K 
1501 West Knudsen Drive, Phoenix, AZ 85027 

(800) 651-4802 Fax (623) 780-7695 www.emlab.com 

Client: Hygiene Technologies International, Inc. Date of Sampling: 09-25-2015 
C/0: Mr. Kenny Hsi, Mr. Lakhpreet Sandhu Date of Receipt: 09-28-2015 
Re: 21509001-2 Date of Report: 10-06-2015 

CUSTOM PANEL: PCR METHODOLOGY 
Location: 21509001-2 P33 

Comments (see below) None 

Sample Type: Polycarbonate Air Filter Cassette 

Lab ID-V ersiont: 6596421-1 

Sample Size: 1.432 

Unit: m3 

Cladosporiurn cladosporioides (Type 1) 

SE* SE*/Unit 

8 5 
Cladosporiurn cladosporioides (Type 2) 1 1 

Cladosporium herbarum 

Cladosporium sphaerospermum 
*Spore eqmvalents ND = Not Detected 

1 

ND 

1 

< l 

Comments: 

:j:A "Version" indicated by -"x" after the Lab ID# with a value greater than 1 indicates a sample with amended data. The revision number is 
reflected by the value of "x ". 
Aerotech Laboratories, Inc EMLab ID: 1431116, Page 49 of 53 



EMLabP&K 
1501 West Knudsen Drive, Phoenix, AZ 85027 

(800) 651-4802 Fax (623) 780-7695 www.emlab.com 

Client: Hygiene Technologies International, Inc. Date of Sampling: 09-25-2015 
C/0: Mr. Kenny Hsi, Mr. Lakhpreet Sandhu Date of Receipt: 09-28-2015 
Re: 21509001-2 Date of Report: 10-06-2015 

CUSTOM PANEL: PCR METHODOLOGY 
Location: 21509001-2 P34 

Comments (see below) None 

Sample Type: Polycarbonate Air Filter Cassette 

Lab ID-V ersiont: 6596422-1 

Sample Size: 1.413 

Unit: m3 

Cladosporiurn cladosporioides (Type 1) 

SE* SE*/Unit 
2 1 

Cladosporiurn cladosporioides (Type 2) 1 1 
Cladosporium herbarum 
Cladosporium sphaerospermum 
*Spore eqmvalents ND = Not Detected 

ND 
ND 

< l 

< l 

Comments: 

:j:A "Version" indicated by -"x" after the Lab ID# with a value greater than 1 indicates a sample with amended data. The revision number is 
reflected by the value of "x ". 
Aerotech Laboratories, Inc EMLab ID: 1431116, Page 50 of 53 



EMLabP&K 
1501 West Knudsen Drive, Phoenix, AZ 85027 

(800) 651-4802 Fax (623) 780-7695 www.emlab.com 

Client: Hygiene Technologies International, Inc. Date of Sampling: 09-25-2015 
C/0: Mr. Kenny Hsi, Mr. Lakhpreet Sandhu Date of Receipt: 09-28-2015 
Re: 21509001-2 Date of Report: 10-06-2015 

CUSTOM PANEL: PCR METHODOLOGY 
Location: 21509001-2 P35 

Comments (see below) None 

Sample Type: Polycarbonate Air Filter Cassette 

Lab ID-V ersiont: 6596423-1 

Sample Size: 1.398 

Unit: m3 

Cladosporiurn cladosporioides (Type 1) 

SE* SE*/Unit 
4 3 

Cladosporiurn cladosporioides (Type 2) 1 1 
Cladosporium herbarum 
Cladosporium sphaerospermum 
*Spore eqmvalents ND = Not Detected 

1 
1 

1 
1 

Comments: 

:j:A "Version" indicated by -"x" after the Lab ID# with a value greater than 1 indicates a sample with amended data. The revision number is 
reflected by the value of "x ". 
Aerotech Laboratories, Inc EMLab ID: 1431116, Page 51 of 53 



EMLabP&K 
1501 West Knudsen Drive, Phoenix, AZ 85027 

(800) 651-4802 Fax (623) 780-7695 www.emlab.com 

Client: Hygiene Technologies International, Inc. Date of Sampling: 09-25-2015 
C/0: Mr. Kenny Hsi, Mr. Lakhpreet Sandhu Date of Receipt: 09-28-2015 
Re: 21509001-2 Date of Report: 10-06-2015 

CUSTOM PANEL: PCR METHODOLOGY 
Location: 21509001-2 P36 

Comments (see below) None 

Sample Type: Polycarbonate Air Filter Cassette 

Lab ID-V ersiont: 6596424-1 

Sample Size: 1.424 

Unit: m3 

Cladosporiurn cladosporioides (Type 1) 

SE* SE*/Unit 

2 2 
Cladosporiurn cladosporioides (Type 2) ND < l 

Cladosporium herbarum 
Cladosporium sphaerospermum 
*Spore eqmvalents ND = Not Detected 

ND 
1 

< l 

1 

Comments: 

:j:A "Version" indicated by -"x" after the Lab ID# with a value greater than 1 indicates a sample with amended data. The revision number is 
reflected by the value of "x ". 
Aerotech Laboratories, Inc EMLab ID: 1431116, Page 52 of 53 



EMLabP&K 
1501 West Knudsen Drive, Phoenix, AZ 85027 

(800) 651-4802 Fax (623) 780-7695 www.emlab.com 

Client: Hygiene Technologies International, Inc. Date of Sampling: 09-25-2015 
C/0: Mr. Kenny Hsi, Mr. Lakhpreet Sandhu Date of Receipt: 09-28-2015 
Re: 21509001-2 Date of Report: 10-06-2015 

CUSTOM PANEL: PCR METHODOLOGY 
Location: 21509001-2 P37BLANK 

Comments (see below) None 

Sample Type: Polycarbonate Air Filter Cassette 

Lab ID-V ersiont: 6596425-1 

Sample Size: 1 

Unit: sample 

Cladosporiurn cladosporioides (Type 1) 

SE* SE*/Unit 

ND <l 
Cladosporiurn cladosporioides (Type 2) ND <l 

Cladosporium herbarum 
Cladosporium sphaerospermum 
*Spore eqmvalents ND = Not Detected 

ND 
ND 

<l 

<l 

Comments: 

:j:A "Version" indicated by -"x" after the Lab ID# with a value greater than 1 indicates a sample with amended data. The revision number is 
reflected by the value of "x ". 
Aerotech Laboratories, Inc EMLab ID: 1431116, Page 53 of 53 



HYGlENE TECHN'OLOGIES INT.ERNATIONAL 

!Requ,est For AnalysiS
. 

,!!
. " <i., ____ , _ 

Pr~~,N timlil'r/Irut.cllllse OJ:dcr:. 215~Q01,2 Date-Submitted: oe-i~15 

l~toJoot Canta!)!: L Sanili'iu/KJ:fsi , 'Turt\llr~:und Required: Normal 

L.lil>' Destinati~n: .~MLAJ;! F.1 & K Lab Ci)!ltact; Sa!!!llle. Recaiiti!J9 
. 

..SAMPLE fl)_ 'VOLtlMB' MEDIA. :ANALYS1$·REQ11ESTED 
WMM"3PC !;'CR Custom Panel (elal:lospon)Jm) 21509001,'2 l?Q10u:r 144.1L 
O:Jlµm PCF 

' 
37M~1lPC' PCR custl:lm .Panel (etat1ospoliutnl .21soaoo1~2 ~oa 1401l O':-' ' . -~•I!" 

37MM:we Pe'R ·S'.Wstom 'Pan!'l ·(Clado\>porium)· 21509001-2}103, M22L (l ' ' 
I : 

14<46L '37MM 3F.() POR c;i;stpm P..inel (Clijd0$po,ium) 
I 216.0f.1001-2 ~o~ A Vc .. - n"c 

' 37MM"3PC l?CR'G1.1stom Panel 'l91a4osporlifm) 2'15090031
. . -2 P(l5 . ,; , · 1451L 

A :i.'-. rw:'""'" 

,37~M~~JI PGR 'Ct./Stotn Paoel (CJa(!osporJun1) ,2 ~ 50$00:1<-Z lr.(!6 34&SL 
,!,,.· -·~ :...;.,,_ 

' 3l.MM.3PC PCR '.crl.lstom Panel (C{adoi;porium). 21.509001-i 1?07, 1"15!>L ,-;.')-:..:.~~!!"-
' ll 

. ~7MM3PC Pen·custoirt Panel (Glado&pori1.1m) 2150900"1-21?08 1453L, •O::· . '" 
., 

37MM·JPC PGR Custo[I) pa~F(Cl.atla_sp-OJiumY 21609001-2 l?QS 1~~l ,.,..~ ~~~ 
•14tl5,l ~ MM3AO R0R'Cu.stl;rl) Pam.I (C.l!!)lospO(ium) 2'150~®1~21\'10 '"' ......... ....,....,.-

faR·Custo'm Panel ('Cladosponum) 2t50900,1-2 'f:S'l 1 1407L ~7;~~ 
PqR custom F>11~1(Cla~osporium> 21509001-2'F112 1449L -S?MM;f'i 

. .n,:.. .. _. C ~ 

. 

' : 

" ' 

. ; ' 
' 
.;, 

Spcclat 1ns~9tiorw~· Please'also,anal}'.I~:§!iD.lllla No's P010U\f forPCR 23,t\tl~lyjji§ . 
. . 
! 
. ,, , . /, \ ' 

~rA .1.r· ,).9'/lJPJYJ>Tf? 
• ~ I, . r .·' -l. '811mpiedil!y: ~ on W.2ij·~S@Q§2:t hrs &ceivcdby: 

'-- I .:;)iJ, ·;;::, 
Z, R~i1,1q11i~ed b~~l1,09-2a,15@•$2-'1t,rs ,Received by: . 

. 

hrs : 

3. Ri!lhllJui~lit!d by: . . R11cl>ivM t,y: 
! Ple11~e.incintle:~l~narur~.da\c, artd .lime . 

Lab :Use: Ou~:· 
1· 

!l'I 

" ' l;os A~tl-~l!,G ~ $Ott, f't.et)c~c, · sotGromo.nto , Onterto-i ·· S-n.+ l>lli"gy 
C.h'IC":S'!JO , Ch,vai'1111d', -.- uo,tolk · Now, V<Jrk. 

I\Uuje ' lt•l"M 



HYG.l1ENE TE'CHNOLOGIES INT·ERNAJIONAL 
~ -El~l AMO BOULEVARD, SUtJ'G 18(1, 'l'ORR!,NCl=i, CA.90503 • f310) 370:-8370 • FAX {310): 370-2474 

~l)f0-a.f9 · ~loN~lan..d ~ ,No rial It• 1 New Vo," 

.l\lnl!• ·• ll•IJlnu 

!Request 
. .. 
. (.!_ - ---- ----------J>roJ~t NJ,llll~/P'qrch~s¢ .0!4,er: 2150900J,, Dafu Submitted; .09,28-15 
l 

'Pto)ecf Contact: ,L.,Sandnu/K.hlsi ·tunwQMd Req11itaj:. Normal 
! ' 

La'.b PestinatJpm l;ML8!ll: ~ K Lab €b.'t1tact: ·Samgle Receiviriil 

,SAMPI.B{D ¥QCUME. MEOJA ANAL Y:SIS REO\.f.ElSTEO 
3JMMSJI-C ?CR 'Custam'f'~nel {Cladosportum) g1 !}0"9001.;2. P;130Vl' 1376L 
.0. 4µm PGF 

' 
'2,1509001~'P,'f4 14Q5l ~)!~3PC 'PCR· custom Panel (Cladospotium) " -eF 

3,:w,1~ PCR •(.;~jstpn,.'Panel (Cll\dqspor1t!ll\) 2~'509001°2 i,1l? 14'\31. "'. . ." F 

nflNll~. PCR Cos~rn Panel, (CJadQspllri\llJil 2'l5!J~.G01-i .P,15 14S2L. ii. . . 
~l~M 311c· PCRC11storn Panef(c1a~P6rlu1ii) 2,1509QO} ·~ />17 14S4L n J . . --,r.~r- . ' '' fl~R Custom Panel '(Clados~rluml ~t5Q90(}1:-2 F,18 ·1'448L ~,~1.~~~ 
'31M/,l\;aPC PCR·Custom Panel,(CladQsponum) 215a_9001-i .1ni 1397L l\ .... . . _ Dr:;: 

37WM·iPC 215Q9001~2'P,1{1 14'11L. 'PQR Custom Pan&l•(ClB\li>spp(ilJmJ 
n~ .. - ""E -
37MM,1!PC PC:R Custom Panel (Cladospori11liU 21s~aoo1-2 ~1. 1453~ 0 , : .•• .,,. .. 

14,18L ~7r.111'3P.0 ~R'Custom.Panef {Clado~ri9iiurnJ, 2:1599001 -21".22 fl j .' ...... D.l"-r-

',371/U3PC ' 2150.9001 :2 P,23. 1~04L 'PCR'Cusl.9m Panel (~l~osponum) 
" T, :;;: """' 
371N113PC 21609001..Z P..24 1441L ,PGR CO..tolli :\"-ant) XCW!o~p!)tlilm) .r -- '" . 

' ' 
; -
i 
" 
i 

:;: 

I 
·S1Jcdal fg5friietio,is ; flease also anali1ze'Same1e No Pt30UT for PCB 23 811wysj~. 

: . . -. 
' . . . . • 

1 V 11-lL~-) c;f :J:'is!«-<@. ' 1. S.amplJ:d~:, $ . · . ~ · on•,09,l!!M5""1032nrs Received by: ,. . • .. 
~ / ' 3, _')__::;> 

2~ 'R~!iuquiiihed byt~~i:>~ 0'9·2'8,15@\1,'&7.>l'I[§. R~eif~.by;. 

3. Rello.l!u1$.~l, 'by: . Rl!Cei~ed py; . ... - ' 
!'lease. fntJua,c si·•natUC~ •. ~- aud time. 

" 

L!ib tJs~0uly: 
' -

£ 

-
LOa AA.'frol~'t· ,. if·•i? fr.,,i:i:rt~lef)c, · $•,;;~,stnor,tu-- • QoietfD- · Sa.p OlaQfi



HYGIENE TEC.HN,O,LOGIES l1NTER'NATIONAL 
~t2a D~l·AMO eibUl.cVARO, 'S.UlfE.1$0. TORRANQf:. (iA:90503 • {~t0),370-8370 • FA><. ( 

' 

.;.Request Analysj For 
. "' 

• 
Pr9JecU{um~ei1:Pu1"QJ,ase Order: 21609001 ... 2. P\tc.Submlltetl~ Q9"28-16 

. Project Co~t: k· Sandfiu/k. l;lsi TtllMl'Qi11)d Required: Nc:irmal 

Lab IJestiniltil;>n: ~MLBB,E ·& I<. J;',ab (;on~ct: S!;!tl'.lll!&. Bacelving . 
' SA:MP-JJ,10· VOLUMF.; MEDfA ANALYSIS n,t.DmtSTED 

1-163t. ~~ ~.PC, P'CR ·eus~m Parte1 (Clac!Ql:iporiuil'\) 21,509001"2 r:?.:!5'0lJT· o.~~ml'CF. . ' 
"37MM3P:C, 143'1L FICl'l· Custom ~an~! (Cladcisporilim )' ,2-1509ll01-2 ~ 
()·•·'"' """ 

1'420C '.37MM'3PC PCH G'ilitom Paneil:(Clados;.t«iumJ ' 2160:900~ .;2 ~71 , ri ..... _ ft~I"" ' 
. 

1434L ·:l71.1M3Pa PCR C1.1stom Panel (Plad0$l)Oi1Um) 21p0r,1~01'-2' f?28 ,. : .,,..,. 
1444L 3'J ',3PO 'PCR·Custom Panel (Cladospojlum) 21509001'-2 '1'29 n: .......... -~ 

. 
;:!7t,'M3PC 140~.L peR Cuslom Panel (Clad~po1ium) 21 sosoo1..a P:~P :< AuM D£'0-

1431L 37Mlil 3PQ. PeR. tl:)Jstain' P:!nel {Cladospoiium) • ?1.50900102~1 
"""'""'· PC~ 

. .37MM3.PC 1410L PCR Custom ·P;;ioeJ'{Cl,11:iosp.otlum) 215Q90P1,2 ~32 ¢. • ' ru-,.~ 

,3 1432.[. MJPO PCR Cu.stoir, Panliil (Cls1dospor,um~ ?1509001-2'~33 . ,li·,l·- """ 
141aL POR Cust:ont Parttl!{Cla;iosp.ortum). 2 t5Q9Q0,1-4.~~4 i~~~~ 
1(3\!SL .37r,IMSPC 2t509Q0j-2 P.35 PCR Cus\t!nt.'P'anel•(Cla:Cl~por1u1T1} ti) ·•- Dl'r: 

·2,7~;wc 21509001~2-~36 1414L PC8. Cuswm Pane} (Clad~sptirlum} 
· ! n • • - =~ 

'!17MM·3PG NIA PCR CustoM, P.anal (Clactosporlum} 2'1509l)01-<21F37B1'.ANK n,,,_,p,,f . 

! 
•: 

. 
r 

! 
.. - ! 
Sp~l I~stf,t«!tlob'$l el~~§e 'ill[c, 2nal~za Jill !!l~ sametes :lor PGR 23.An!;!l:tsis. . 

'! . 
C 

/1 . ,/ , . . . . 

• j f:'/f JJ-Jl_Jtr~t!!s 
1. Sa•pled ~y: · · c '"·'o" oe.:1.s:,~s-1442:hr" RKffiVed 'by~ X--1':!!li ,. , .. -

- .t/7· (,,'> . ,._..., ~ ~ 
, rl") ID.. ' . z. Rdioq~lred b~ · '' • :h•'S, ' . -aeeeiv~d by:: · . 
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